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MEMORANDUM

SUBJECT: List of Leak Detection Evaluations for Underground Storage Tank Systems -
Third Edition

FROM: éﬁﬁ%ﬁ{él}ector

Office of Underground Storage Tanks
TO: All Interested Parties

The purpose of this cover memo is to transmit the attached list and to provide additional
information about its appropriate use and about EPA's involvement with it. Previous editions of
the List of Leak Detection Evaluations have been very helpful tools to the underground storage

‘ tank (UST) community, and we are pleased to make this new edition available. -

The List and Its Use

The List contains information on underground storage tank and piping leak detection
system evaluations that have met certain criteria. The evaluations must have been performed by
an independent third party, in accordance with EPA or equivalent test procedures, and with leak
rates blind to the evaluator. The List includes evaluations that followed either an EPA protocol, a
national voluntary consensus standard, or other accepted test procedures developed by an
independent third party.

The List of Leak Detection Evaluations is based on reviews by an independent work
group consisting of state and EPA UST program staff, and therefore is not an EPA list.
Furthermore, neither EPA nor the work group approve or will approve leak detection systems.
Approval or acceptance of systems is the responsibility of the implementing agency -- in most
cases the state environmental agency, which should be contacted regarding the approval or

‘acceptance of leak detection systems in a particular area. -

There is an Under Review section that lists evaluations about which the work group has
received information, and is either reviewing or has requested additional information needed to
clarify the evaluation. Listing of an evaluation as "under review" in no way implies that the
evaluation does or does not meet the review criteria.




For the first time, this edition includes a separate listing of protocols under which listed
evaluations were performed. Also included is a user survey; after familiarizing yourself with the
List, please take a moment to provide your feedback. Finally, the first of several optional
maintenance checklists have been added; these can help users get the most out of leak detection
systems.

We believe that the List will continue to be of great benefit to those throughout the UST
community. However, please remember that it has inherent limitations. It is based on
evaluations, which are one-time events, often conducted in a lab setting according to protocols
that do not test all aspects of a system. Therefore, appearance on the List does not mean that a
particular system will work or comply with regulations at any particular site. For these reasons,
the List cannot be the final word; you should base your decisions on all available sources of
information. :

Distribution

The attached List is the Third Edition. Because the second edmon was made available
only electronically, this is only the Second Printing. The work group updates the L1st
periodically, as new evaluations and information are reviewed. :

While paper updates are not frequently distributed, the most recent version is avallable for
downloading in electronic form, in two ways: '
* Via the Internet -- http://www.epa. gov/OUST/pubs/mdex htm R
* Via EPA's Cleanup Information Network -- "CLU-IN" - electronic bulletin board. 0
Access CLU-IN by modem at (301)589-8366, with settings 8-N-1. Once in, join the
UST/LUST Special Interest Group (#3), then go to File Directory 11 (Tanks, and Piping).
The system operator is at (301)589-8368.
For help with these two means of access, call Hal White at (703)603 7177. The ﬁles which are
large, are LDLISTWD.EXE (Microsoft Word 6.0, original version of List) and LDLISTWP EXE
(WordPerfect 5.1). Type the filename to expand these executable compressed files mto useable
form. :

To save paper and expense we limit the distribution of paper copies of this large
document. We send paper copies to vendors, associations, EPA UST offices, state UST offices,
and others who request it, one copy to each organization at each location. In addition, a limited
number of printed copies will be made available through EPA's National Center for Environmental
Publications, (800)490-9198; mention document number EPA 510-B-97-004.

Additional information :

If you have an evaluation to submit, please see the memorandum from the work group's
chair found in Appendix B. If you have comments about a particular listing, please contact the
appropriate team leader for that type of evaluation; the members and teams are also in Appendix
B. Comments and new information are welcomed.
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’ I hope that this package is helpful to'you. If you have questions about our distribution of

\ the List, please contact David Wiley. He may be reached by phone at (703)603-7178, by fax at
(703)603-9163, by e-mail at w11ey david@epamail.epa.gov, or by U.S. Mail at the letterhead
address.above.

Attachment: List of Leak Detection Evaluations for Underground Storage Tank Systems -
Third Edition .

cc:.  State UST Contacts .
UST/LUST Regional Program Managers
Region 10 Operations Offices' UST/LUST Contacts
Vendors appearing on List of Leak Detection Evaluatlons
Anthony Tafuri, NRMRL Edison
Members of Work Group on Leak Detection Evaluations
Larry Magni, American Petroleum Institute
Marc Katz, National Association of Convenience’ Stores
Bob Renkes, Petroleum Equipment Institute -
John Huber, Petroleum Marketers Association of America
- Mark Morgan, Petroleum Transportation & Storage Assomatlon
Service Station Dealers of America
Tom Osborne, Society of Independent Gasoline Marketers of America

‘ cc (cover only):

Regional Program Managers’ Superv1sors
Kathy Nam, OGC
OUST Program Directions Team

* OUST Desk Officers

DCSWERAIG:\Share\OUST\Techlsue\LD_Eval3. WP
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DISCLAIMER

This list of Leak Detection f—.valuatidns was prepared by.a work group
consisting of State and EPA members and is limited to evaluations of leak .
detection equipment and procedures, or systems, that the work grou!p has
completed review of, and that were conducted by an independent thirvd-”party
evaluator with leak rates blind to the vendor. This list includes eva[uations

conducted in accordance with either EPA Standard Test Procedures for

Evaluating Leak Detection Methods (EPA/530/UST-90/OO4 through 01 0) or
other acceptable protocols. The list includes ah Under Review categbry, for
evaluations which the work group’s review could not be ‘finalized ‘prior to
publication. The listing of system evaluations as “under revieW” in ho way
implies that the evaluations do or do not meet the criteria fo_r;‘which |

evaluations are reviewed.




LIST OF LEAK DETECTION EVALUATIONS USER SURVEY

1. I work in the following state(s))

2. My main job function is (circle one)

Regulatory (Circle M for manager, | for inspector)
Financial responsibility insurance/assurance agency
Leak Detection Vendor (manufacturer and/or service co.)
Tank owner/operator

Other (specify)

3. | have used the list while working with UST systems and release detection. (YES) (NO)
Comments:

4. -1 have reviewed the national List of Leak Detectioh Evaluations and find it (circlé all that apply)

Easy to follow Good format Useful for my work Uptodate  Complete Accurate
Difficult to follow =~ Poor format Of no use for my work Outdated Incomplete  Inaccurate

Comments:
5. | would benefit from receiving training on the use and applications of the list. (YES) (NO)
Comments:

6 | feel the Natlonal Work Group List of Leak Detection Evaluatnons has improved upon the quallty of leak
detection equipment and its use in my state(s) (YES) (NO)

Comments:

7. 1 would like for the National Work Group on Leak Detection Evaluations to continue to focus on improving

the quality of leak detection equipment and services by continuing to review third party evaluations.
© (YES) (NO)

Comments:
8. | still have the fbllowing concerns about Ieak detection equipment in my state (circle all that apply).

Equipment quality

Improper equipent installation

Improper equipment servncmg/cahbrahon/malntenance (Owner or Service Co. )

Inadequate field services (tank & line tightness testing, sample collection, etc.)

Inadequate reguiatory authority for addressing vendors/servnce companies which provides services of
questionable quality.

Comments:

9. I have the following suggestions on how the Work Group could provide further assistance to me in
addressing my concerns related to leak detection. ‘

10. | have the following additional comments on the list (negative, positive, and suggestions for. improvement
are welcomed, attach additional pages if more space is needed).

PLEASE SEND COMPLETED SURVEY TO:
CURT JOHNSON, ALABAMA DEPARTMENT OF ENVIRONMENTAL MANAGEMENT
P.0. BOX 301463, MONTGOMERY, AL 36130-1463
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o - PART |

LEAK DETECTION TEST METHODS
~ AND EQUIPMENT

ALPHABETICAL BY TEST METHOD,
THEN BY VENDOR,
" NEXT BY EQUIPMENT MODEL,

FINALLY BY LEAK RATE OR OPERATING
PRINCIPLE

1 .
‘ Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be inistalled and operated in accordance with all applicable laws and regulations.



AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

VENDOR
Campo/Miller, Inc.
Campo/Miller, Inc.
Campo/Miller, Inc.
Campo/Miller, Inc.

Campo/Miller, Inc.

Campo/Miller, Inc.

Control Engineers

Control Engineers

Emco Electronics, Tuthill

Com.

Emco Electronics, Tuthill
Corp.

Emco Electronics, Tuthill
Comp.

Emco Electronics, Tuthill
Corp.

Emco Electronics, Tuthill
Corp.

Gilbarco Environmental
Products

Gilbarco Environmental
Products

Gilbarco Environmental
Products

Gilbarco Environmental
Products

Gilbarco Environmental
Products

Gilbarco Environmental
Products

Hasstech

Hasstech

EQUIPMENT NAME
LS300 and LS300 N/C
LS300-120 and LS300-120 XLC
LS300-120 PLUS and L.S300-120 PLUS A/S

LS300-120 PLUS, AL; LS300-120 PLUS, AL, A/S and LS300-120
PLUS AL, LSI

LS300-120 PLUS, AL; LS300-120 PLUS, AL, A/S and LS300-120
PLUS AL,LSI

LS300-120 PLUS, AL; LS300-120 PLUS, AL, A/S and LS300-120
PLUS AL,LSI

Line Leak Detector
Model LLP2

Line Leak Detector

Model LLP2

EECO System LLD (Q0011)
EECO System LLD (Q0011)

EECO System LLD (Q0011)

EECO System LLD
(for Flexible Pipelines)

EECO System LLD

(for Flexible Pipelines)

Environmental Management Console (EMC)
with Line Leak Detector, Series PA02630000501

Environmental Management Console (EMC)
with Line Leak Detector, Series PA02630000501

Environmental Management Console (EMC)
with Line Leak Detector, Series PA02630000501

Environmental Management Console (EMC)
with Line Leak Detector, Series PA02630000501
(for Flexible Pipelines)

Environmental Management Console (EMC)
with Line Leak Detector, Series PA02630000501
(for Flexible Pipelines)

Environmental Management Console (EMC)
with Line Leak Detector, Series PA02630000501
(for Flexible Pipelines)

LineTite Pipeline Leak Monitor

LineTite Pipeline Leak Monitor

Revision Date: April 18, 1997

LEAK RATE/THRESHOLD/
MAX VOLUME

3 gph/2.36 gph/35.36 gallons
3 gph/2.36 gph/35.36 gallons
3 gph/2.36 g;;h/35.36 gallons
3gph/1.5 gphﬁ 63 gallons

0.2 gph/0.1 gph/163 gallons

0.1 gph/0.05 gph/1v63 gallons
3.0 gph/1.88 gph/89 gallons

0.1 gph/0.05 gph/89 gallons

0.2 gph/0.129§ aph/67.4 gallons
3.0 gph/2.0 g#ﬁ/67.4 gailons’
0.1 gp;1/0.0793 gph/67.{ galions

3.0 gph/2.0 gph/49.6 gallons

- 0.1 gph/0.0793 gph/49.6 galions

3.0 gph/1.5 gph/128 gallons
0.2 gph/0.1 gph/128 galions
0.1 gph/0.079 gph/128 gallons

3.0 gph/1.5 gph/158.4 gallons
0.2 gph/0.1 gph/158.4 gallons
0.1 gph/0.079 gph/158.4 gallons

3.0 gph/2.0 gph/341 gallons
0.1 gph/0.062 gph/341 gallons

z | ¢
Appearance on this listis not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




' AUTOMATIC ELECTRONIC LINE LEAK DETECTOR (CONTINUED)

VENDOR

Hasstech
Hasstech
INCON intelligent Controls,

Inc.

INCON Intelligent Controls,
Inc.

INCON Intelligent Controls,
Inc.

INCON Intelligent Controls,
Inc. )

INCON Intelligent Contrals,
Inc.

INCON (intelligent Controls,
Inc.

Marley Pump Co.
Marley Pump Co.
Mariey Pump Co.

Ronan Engineering Co.
Ronan Engineering Co.

Tidel Engineering, inc.
Tidel Engineering, inc.

Veeder-Root
Veeder-Root
Veeder-Root
Veeder-Root
Veeder-Root
Veeder-Root
Veeder-Root

Veeder-Root

EQUIPMENT NAME

LineTite Pipeline Leak Monitor
(for Flexible Pipelines)

LineTite Pipeline Leak Monitor
(for Flexible Pipelines)

TS-LLD Line Leak Détector
TS-LLD Line Leak Detector
TS-LLD Line Leak Detector
TS-LLD Line Leak Detector

(for Flexible Pipelines)

TS-LLD Line Leak Detector
(for Flexible Pipelines)

TS-LLD Line Leak Detector
(for Flexible Pipelines) .

Red Jacket PPM 4000, RLM 9000, RLM 10000, ST 1401L, and
ST1801L .

Red Jacket PPM 4000, RLM 9000, RLM 10000, ST 1401L, and
ST1801L

Red Jacket PPM 4000, RLM 8000, RLM 10000, ST 1401L, and
ST1801L

Ronan X-76 Automatic Line Leak Detector

" Version X-76 DM-4 Microprocessor and JT-H2 Line Pressure
Sensor .
Ronan X-76 Automatic Line Leak Detector
Version X-76 DM-4 Microprocessor and JT-H2 Line Pressure
Sensor

¥ £IPSPC-301-0730-001/LIP-301-0729-001
Line Integrity Probe and Submersible Pump Controller

LIPSPC-301-0730-001/LIP-301-0729-001
Line Integrity Probe and Submersible Pump Controller

Pressurized Line Leak Detector, Series 8494

Pressurized i.ine Leak Detector, Series 8494

Pressurized Line Leak Detector, Series 8494

TLS Line Leak Detector, Series 8484

TLS Line Leak Detector, Series 8484

TLS-350 Line Leak Detector , Series 8475

TLS-350 Line Leak Detector for Flexible Pipelines, Series 8475

TLS-350 Line Leak Detector for 'Flexible Pipelines, Series 8475

Revision Date: April 18, 1997

LEAK RATE/THRESHOLD/

MAX VOLUME

3.0 gph/2.0 gph/49.6 gallons

0.1 gph/0.062 gph/49.6 gallons

3 gph/1.5 gph/163 gallons

0.2 gph/0.1 Qph/1 63 gallons

0.1 gph/0.05 gph/163 galloﬁs

3 gph/1.5 gph/49.6 gallons

0.2 gph/0.1 gph/49.6 gallons

0.1 gph/0.05 gph/49.6 galions

3.0 gph/2.0 gph/55.1 gallons

0.2 gph/0.1 gph/55.1 gallons

0.1 gph/0.047 gph/55.1 galions

< 3.0 gph/0.831 gph/45 galions

0.1 gph/0.066 gph/45 gallons

3.0 gph/2.0 gph/129 gallons
0.1 gph/0.06 gph/129 gallons

3.0 gph/2.5 gph/100 gal'lons
0.2 gph/0.17 gph/100 gallons
0.1 gph/0.09 gph/100 gallons
3.0 gph/1.88 gpr;/89 gallons
0.1 gph/0.05 gph/89 gallons
0.1 gph/0.079 gph/128 galions
3.0 gph/1.5 gph/158.4 gallons
0.2 gph/0.1 ng158.4 gallons

3 .
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicabie laws and regulations.




Revision Date: April 18, 1997

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR (CONTINUED)

LEAK RATE/THRESHOLD/

VENDOR EQUIPMENT NAME ' MAX VOLUME
Veeder-Root TLS-350 Line Leak Detector for Flexible Pipelines, Series 8475 0.1 gph/0.079"gph/1 58.4 gallons
Veeder-Root TLS-350 Line Leak Detector, Series 8475 . 3.0 gph/1.5 gpﬁ/1 28 gallons

Veeder-Root TLS-350 Line Leak Detector, Series 8475 0.2 gph/0.1 gph/128 gallons

4
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of w
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




Revision Date: April 18, 1997

AUTOMATIC MECHANICAL LINE LEAK DETECTOR |

‘ : LEAK RATE/THRESHOLD/
VENDOR EQUIPMENT NAME - . MAX VOLUME
FE Petro, Inc. STP-MLD Pipsline Leak Detector . 3.0 gph/2.0 gph/129.14 galléns
FE Petro, inc. STP-MLD-D Pipeline L.eak Detector ' 3.0 gph/2.0 gph/341 gallons
FE Petro, inc. ‘ " STP-MLD-E Line (Flexline) Leak Detector 3.0 gph/2.0 gph/49.6 gallons
(for Flexible Pipelines) :
Marley Pump Co. Red Jacket DLD and XLD | '3.0 gph/2.0 gph/129 galions
Marley Pump Co. Red Jacket FX1/FX2 3.0 gph/2.0 gph/158 gallons
Marley Pump Co. . Red Jacket FX1/FX2 Flexline 3.0 gph/2.0 gph/49 gallons
(for Flexible Pipelines)
Marley Pump Co. Red Jacket FX2/FX2-D and Bigfio ' 3.0 gph/2.0 gph/362 gallons
Marley Pump Co. Red Jacket XLP ‘ 3.0 gph/2.0 gph/129 gallons
Marley Pump Co. Red Jacket XLP ‘ : 3.0 gph/2.0 gph/48.9 gallons
} (for Flexible Pipelines) '
Tokheim Com. Tokheim Pressure Monitor, Models PM 101 and 585A-PM 3.0 gph/2.25 gph/78 gallons
Vaporless Manufacturing Vaporless LD 2000 and LD 2000S 3.0 gph/1.7 gph/129 galions
Vaporless Manufacturing Vaporless LD 2000E and LD 2000E-S 3.0 gph/2.0 gph/59.6 gallons
Vaporless Manufacturing Vaportess LD 2000T and LD 2OQOT-S 3.0 gph/2.5 gph/1 29 gallons

Vaporless Manufacturing ~ Vaporiess LD 3000 and LD 3000S 3.0 gph/2.0 gph/320 galions

. 5 o
‘ Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




AUTOMATIC TANK GAUGING SYSTEM

VENDOR
Alert Technologies, Inc.

Andover Controls Corp.

Andover Controls Corp.

Andover Controls Corp.
Asizona Instrument Com.
Arizona Instrument Corp.
Caldwell Systems

Corporation

Caldwell Systems
Corporation

Control Engineers

Control Engineers

EBW, INC.

EBW, INC.

Egemin Naamloze
Vennootschap

Egemin Naamloze
Veanootschap

Emco Electronics, Tuthill
Corp.

Emco Electronics, Tuthill
Cormp.

Emco Electronics, Tuthill
Comp.

Emco Electronics, Tuthill
Comp.

Engineered Systems, Inc.

Environment and Safety

EQUIPMENT NAME

Alert Model 2000 In-Tank Mass Measurement Probe System
(Mass Buoyancy Probe)

Andover Infinity CX28000, CX9200, and CMX240
(Magnetostrictive Probe)

Andover Infinity
CX8000, CX9200, and CMX240
(Magnetostrictive Probe)

Versions AC8+/AC256+
(Magnetostrictive Prabe)

Encompass MTS IPAM #17-903
{Magnetostrictive Probe #17-9300)

Encompass USF IPAM #17-901
(Ultrasonic Probe #17-9100)

Tank Manager
(Uitrasonic Probe)

Tank Manager
(Ultrasonic Probe)

CEIl 3000 Tank Level Module - Version TLP2
Nommal/Rapid Test Mode
(Magnetostrictive Probe)

CEI 3000 Tank Level Module - Version TLP2 .
Normmal/Rapid Test Mode
(Magnetostrictive Probe)

Auto-Stik Il and Auto-Stik Jr.
(Magnetostrictive Probe)

Auto-Stik Il and Auto-Stik Jr.
{Magnetostrictive Probe)

E'SPL I
(Mass Buoyancy Probe)

E'SPI IV
(Mass Buoyancy Probe)

EECO System TLM/0.2 gph Precision Test
{Magnetostrictive Probe)

EECO System TLM/0.1 gph Precision Test
(Magnetostrictive Probe)

- EECO System TLM/0.2 gph Quick Test

(Magnetostrictive Probe)

EECO System TLM/0.1 gph Quick Test -
(Magnetostrictive Probe)

Image Il .
(Magnetostrictive Probe)

EAS! Level-Tru
{Magnetostrictive Probe)

Revision Date: April 18, 1997

LEAK RATE/THRESHOLD/
MAX VOLUME

|
0.2 gph/0.1 gph/15,000 gallons

0.1 gph/0.05 gph/15,000 gallons

0.2 gph/0.1 gph/15,000 gallons -

0.2 gph/0.1 gpiw/15,000 gallons
0.2 gph/0.1 gph/15,000 gallons
0.2 gph/0.1 gp!'n/1 5,QOO gallons
0.2 gph/0.1 gph/20,000 gallons
0.1 g;ph/o.os gph/20,000 gallons

0.2 gph/0.1 gph/15,000 gallons

0.1 gph/0.05 gph/15,000 gallons

0.2 gph/0.1 gph{15,000 gallons
0.1.gph/0.05 gpﬁ/1 5,000 gallons
0.2 gph/0.075 gph/15,000 gallons
0.2 gph/0.1 gph/15,000 gallons
0.2 gph/0.1 gph/15,000 gallons
0.1 gph/0.05 gph/15,000 gallons
0.é gph/0.1 gph/1 5,000 gallons

0.1 gph/0.05 gph/15,000 gallons

0.2 gph/0.1 gph/15,000 gallons

0.2 gph/0.1 gph/15,000 gallons

e ’ @
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regufations.




AUTOMATIC TANK GAUGING SYSTEM (CONTINUED)

VENDOR
Gasboy International
(formerly William M.
Wilson’s Sons)

Gilbarco Environmental
Products

Gilbarco Environmental
Products

Gilbarco Environmentatl
Products

Gilbarco Environmentat
Products

Gilbarco Environmental
Products

Hasstech
Hasstech
INCON Intelligent Controls,

Inc.

INCON Intelligent Controls,
Inc.

Keekor Environmental
Products

Marley Pump Co.

Marley Pump Co.

Marley Pump Co.

.Omntec/Electro Levels
Mfg., Inc.

Omntec/Electro Levels
Mfg., Inc.

EQUIPMENT NAME

Gasboy TMS 500
(Magnetostrictive Probe)

EMC Environmental Ménagement Console, EMC Basic Monitoring
System

Tank Monitor 2, 3, 2.1, and 3.1, PAO238000XXXX

{Capacitance Probe)

EMC Environmental Management Console, EMC Basic Monitoring
System Tank Monitor 2.1,3.1,PAO264XXX0000
{Capacitance Probe)

EMC Environmental Management Console, EMC Basic Monitoring
System Tank Monitor 2.1, 3.1, PAO264XXX0000
(Capacitance Probe)

EMC Environmental 'Management Console, EMC Basic Monitoring
System Tank Monitor 2.1, 3.1, PA0265XXX0000 :
(Magnetostrictive Probe)

EMC Environmental Management Console, EMC Basic Monitoring
System Tank Monitor 2.1, 3.1, PAO265XXX0000
(Magnetostrictive Probe)

Tank Compliance Center, Model 700
{7100 Series Magnetostrictive Probe)

Tank Compliance Center, Model 700
(7100 Series Magnetostrictive Probe)

TS 1000
(Magnetostrictive Probe)

TS 2000
(Magnetostrictive Probe)

TankTite Leak Detection Kemel Versnon 1 .0 with Keeprobe K7
(Magnetostrictive Probe)

Red Jacket ATM System, .
Version RLM 5000, 5001, and 9000
{Magnetostrictive Probe)

Sonic Technology (ST) 1400-1800 Series Tank Monitoring System
ATG Automatic Tank Gauging Monitor, LLM Series Liquid Level
Monitor, FMS Fuel Management Monitor

(Ultrasonic Probe)

Sonic Technology (ST) 1400-1800 Series Tank Monitoring System
ATG Automatic Tank Gauging Monitor, LLM Series Liquid Level
Monitor, FMS Fuel Management Monitor

(Ultrasonic Probe)

OEL 8000
{Magnetostrictive Probe)

OEL 8000
(Magnetostrictive Probe)

Revision Date: April 18, 1997

LEAK RATE/THRESHOLD/
MAX VOLUME

0.2 gph/0.1 gph/15,000 gallons

0.2 gph/0.1 gph/15,000 gallons

0.2 gph/0.126 gph/15,000 gallons
0.1 gph/0.071 gph/15,000 gallons
0.2 gph/0.093 gph/1'5,000 gallons

0.1 gph/0.071 gph/15,000 gaflons

0.2 gph/0.1 gph/15,000 gallons

0.1 gph/0.05 gph/15,000 gallons
0.2 gph/0.1 gph/15,000 galions
0.2 gph/0.058 gph/15,000 gallons
0.2 gph/0.1 gph/15,000 galions

0.2 gph/0.1 gph/15,000 gallons

0.2 gph/0.1 gph/18,000 gallons
0.1 gph/0.05 gph/18,000 gallons

0.2 gph/0.1 gph/15,000 gallons

0.1 gph/0.05 gph/15,000 gallons

7 ‘
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




AUTOMATIC TANK GAUGING SYSTEM (CONTINUED)

VENDOR

Patriot Sensors and
Controls Corp.
(formerly MagneTek)

Patriot Sensors and
Controls Corp. (formerly
MagneTek)

Patriot Sensors and
Controls Corp. (formerly
MagneTek)

Patriot Sensors and
Controls Corp. (formerly
MagneTek)

Petro Vend, Inc.

Peatro Vend, Inc.

Patro Vend, Inc.

Petro Vend, Inc.

Ronan Engineering Co.
Ronan Engineering Co.

Tidel Engineering, Inc.

Tidel Engineering, Inc.
Tidel Engineering, Inc.

Tidel Engineering, Inc.
Tidel Engineering, Inc.
Tidel Engineering, Inc.
Tidel Engineering, Inc.

Univarsal Sensors and
Devices, Inc. '

: 8
Appearance on this listis not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.

EQUIPMENT NAME

7021 Digital Tank Gauge
(7030 Series Magnetostrictive Probe)

7021 Digital Tank Gauge
(7030 Series Magnetostrictive Probe)

7021 Digital Tank Gauge
(7100 Series Magnetostrictive Probe)

7021 Digital Tank Gauge
(7100 Series Magnetostrictive Probe)

Petrosonic lil, Version 4.05
(Model 618, 4 inch, Magnetostrictive Probe)

Site Sentine! Model Il and lil,
(Model 613, 2 inch, Magnetostrictive Probe)

Site Sentinel Model Il and I,
(Model 613, 4 inch, Magnetostrictive Probe)

Site Sentine! Model Il and IiI,
(Model 613, 4 inch, Magnetostrictive Probe)

X-76 ETM and X-76 ETM-4X
(Magnetostrictive Probe)

X-76 ETM and X-76 ETM-4X
{Magnetostrictive Probe) -

Tidel Environmental Monitoring System, 3500 Series
(Uitrasonic Probes #401-0009, #401-0010 and #401-0023)

Tidel Environmental Monitoring System, EMS 2000, 3000, and
3500 Series
(Ultrasonic Probes #401-0009 and #401-0010)

Tidel Environmental Monitoring System, EMS 2000, 3000, and
3500 Series
{Ultrasonic Probes #401-0021 and #401-0022)

Tidel Environmental Monitoring System, EMS 4000
(Ultrasonic Probe #312-9000)

Tide! Environmental Monitoring System, EMS 4000
(Ultrasonic Probe #312-9000)

Tidel Environmental Monitoring System, EMS 4000
(Ultrasonic Probe #312-9001) :

Tidel Environmental Monitoring System, EMS 4000
(Ultrasonic Probe #312-9001)

TICS-1000
{Magnetostrictive Probe)

t

Revision Date: April 18, 1997

LEAK RATE/THRESHOLD/
MAX VOLUME

0.2 gph/0.1 gph/1 5,000 gallons

0.1 gph/0.05 gph/15,000 galions
0.2 gph/0.1 gph/15,000 gallons

0.1 gph/0.05 gph/15,000 gallons.

0.2 gph/0.1 gph/15,000 galions

.0.2 gph/0.1 gph/15,000 gallons

0.2 gph/0.1 gph/15,000 gallons

0.1 gph/0.06 gph/15,000 gallons

l

0.2 gph/0.1 gph/15,000 gallons
0.1 gph/0.05 gph/15,000 galions 0
0.2 gph/0.1 gph/15,000 gallons

0.2 gph/0.1 gph/15,000 gallons
0.2 gph/0.1 gph/15,000 galions

0.2 gph/0.1 gpﬁ/15,000 gallons
0.1 gph/0.05 gph/15,000 galions
0.2 gph/0.1 gph/15,000 Qalléns
0.1 gph/0.05 gph/15,000 gallons

0.2 gph/0.1 gph/15,000 gallons




Revision Date: April 18, 1997

AUTOMATIC TANK GAUGING SYSTEM (CONTINUED) ' -

. . LEAK RATE/THRESHOLD/
VENDOR ; EQUIPMENT NAME MAX VOLUME
" USTest UST 2001 - 0.1 gph/0.05 gph/15,000 gallons
(Uitrasonic Probe) )
USTest : UST 2001 (Quick Test) ‘ ‘ 0.2 gph/0.1 gph/15,000 gallons
(Ultrasonic Probe) o
Veeder-Root B TL.S-200/200i/300/400 UST ATGS 0.2 gph/0.1 gph/15,000 gallons

(7842 Digital Sensing Capacitance Probe)

Veeder-Root - TLS-200/200i/300/400 UST ATGS o : 0.2 gph/0.126 gph/15,000 gallons
(8472 Digital Sensing Capacitance Probe) :

Veeder-Root , TLS-200/200i/300/400 UST ATGS 0.1 gph/0.071 gph/15,000 gallons
. + (8472 Digital Sensing Capacitance Probe) .

Veeder-Root TLS-200/2001/250/250i/300/350/400 UST ATGS 0.2 gph/0.093 gph/15,000 gallons
(8473 Digital Sensing Magnetostrictive Probe)

Veeder-Root ' fLS-zoO/zoovzs01250i/300/350/4oo UST ATGS 0.1 gph/0.071 gph/15,000 gallons
(8473 Digital Sensing Magnetostrictive Probe) ’ ‘

9 iy
‘ Appearance-on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be instalied and operated in accordance with all applicable laws and regulations. :




o Revision Date: April 18, 1997
CONTINUOUS IN-TANK LEAK DETECTION SYSTEM

, . ‘ LEAK RATE/THRESHOLD/
VENDOR EQUIPMENT NAME MAX VOLUME
Veeder-Root TLS Series 300/400 Monitoring Systems - 0.2 gph/0.16 gph/38,170 galions
with CSLD versions 8473 and 8493 '
{Magnetostrictive Probes)

. 10 .
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




: ) Revision Date: April ;\8, 1897
DOUBLE WALLED TANK TIGHTNESS TEST

LEAK RATE/THRESHOLD/
VENDOR * EQUIPMENT NAME . MAX VOLUME
Fluid Containment, Inc. Hydrostatic Precision Tank Test for bwr-Type Il Tanks 0.1 gph/0.05 gph/30,000 gallons
(formerly O/C Tanks Corp.) : o . : .
' Xerxes Corp. Xerxes Trucheck Hydrostatic Monitoring Systeni 0.1 gph/0.05 gph/30,000 gallons

i 11
‘ Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




Revision Date: April 18, 1997

LARGE DIAMETER PIPELINE LEAK DETECTOR

| LEAK RATE/THRESHOLD/
VENDOR EQUIPMENT NAME MAX VOLUME a\’
EFA Technologies, Inc. LeakNet ) o © 3.0 gph/2.2 gph/116,230 gallons
Vista Research, Inc. Mode! LT-100 Version 1.0 Manual Method ' 0.2 gph/0.177 gph/3,406 gallons
Vista Research, Inc. Mode! LT-100 Version 1.0 Manual Method ' o 0.1 gph/0.077 :gph/3;400 gallons
Vista Research, Inc. I;Aodel LT-100 Version 1.0 Primary Method 0.2 gph/0.148 gph/3,400 gallons
Vista Research, Inc. Model LT-100 Version 1.0 Primary Method . 0.1 gph/0.060 gph/3,400 gallons
Vista Research, Inc. Model LT-100 Version 1.0 Segmented Method 0.2 gph/0.174 gph/3,400 gallons
Vista Research, Inc. Model LT-100 Version 1.0 Segmented Method 0.1 gph/0.074 gph/3,400 gallons

. 12 .
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of u
the mathod or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




LARGE TANK AUTOMATIC TANK GAUGING SYSTEM

VENDOR

Universal Sensors and

- Devices, Inc.

Universal Sensors and
Devices, Inc.

Revision Date: April 18, 1997

‘ ‘ LEAK RATE/THRESHOLD/
EQUIPMENT NAME MAX VOLUME
LTC-1000 - 1.4 gph/0.7 gph/2,000,000 gallons
{Mass Buoyancy Probe) -
LTC-2000 - ’ 3.0 gph/1.5 gph/2,000,000 gallons

(Differential Pressure Probe)

13 . :
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance .of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.



LINE TIGHTNESS TEST METHOD

VENDOR
Hasstech
Heath Consultants, Inc.
Homer Creative Products
Homer Creative Products
NDE Environmental Corp.
NDE Environmental Corp.
ProTank, Inc.
ProTank, Inc.

Tanknology Corp.
Intemational

Tracer Research Corp.

Triangle Environmental,
Inc.

Westemn Environmental
Rasources

EQUIPMENT NAME
AcuRite
Petro Tite Line Tester
EZY-Chek Il Automatic Line Leak Detector
EZY-Chek Manual Line Leak Detector
Proline Test Series Ili, Version 1.0
PTK-88
LTH-5000 Line Tester
LTP-5000 Line Tester
TLD-1

Tracer Tight Line Test

TE! Model LT-3, Version 1.0

Mode! PLT-100R

Revision Date: April 18, 1997

LEAK RATE/THRESHOLD/ ; o)
‘ MAX VOLUME

0.1 gph/0.01 gph/75 gallons

0.1 gph/0.01 gbhﬁ 29 gallons

0.1 gph/0.05 gph/129 gallons

0.1 gph/0.05 gph/1 29 gallons

0.1 gph/0.05 gbh/41 gallons

6.1 gph/0.05 gbh/40 gallons

0.1 gph/0.05 géh/40 galions

0.1 gph/0.05 gph/41 gallons

0.1 gph/0.05 gph/50 gallons

0.1 gph/A leak is declared when

tracer chemical is detected outside of

the pipeline.

0.1 gph/0.05 gph/80 gallons

0.1 gph/0.05 gph/80 gallons -

14
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of “
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.

'




LIQUID-PHASE INTERSTITIAL DETECTOR

VENDOR

Arizona Instrument Corp.

Beaudreau Electronics,
Inc.

Beaudreau Electronics,
Inc.

EBW, inc.

EBW, Inc.

Emco Electronics, Tuthil
Corp.

Gilbarco Environmental
Products

Gilbarco Environmental
Products

Gilbarco Environmental
Products

INCON Intelligent Controls,
Inc.

INCON Intelligent Controls,
Inc.

INCON Intelligent Controls,
Inc.

INCON Intelligent Controls,
Inc.

Marley Pump Co.
Omntec/Electro Levels
Mfg., Inc.

PermAlert

PermAlert

PermAlert

Petro Vend, Inc.

Petro Vend, Inc.

Petro Vend, Inc.

EQUIPMENT NAME
Soil Sentry Liquid 330(17-330-A/17-330-B), TLM-830,
ENCOMPASS APAM
Probes 17-141A, 17-142A, 17-143A, 17-144A

Model 404 Pump Cut-Off
Model 406 Pump Cut-Off
AUTO-STIK Discriminating Sensors

LS-5,L8-35

Liquid Sensor System
LS-3A, LS-30A, LS-7

EECO system, Leak Sensor li, Leak Sensor Jr. Thermistor and
Proximity probes .

PA02590XXX000

PA02591144000

. PAG2592000000

' Tank Sentinel TS-1000EFI TSP-DIS BriteSensor

Tank Sentinel TS-1000EFI TSP-HIS Brite Sensor
Tank Sentinel TS-1000/TS-2000
TSP-EIS Standard Sensor, TSP-PS Liquid Contact Sensor

Tank Sentinel TS-1000/TS-2000
TSP-HLS Standard Sensor, TSP-ULS Standard Sensor

Red Jacket PPM 4000 with Optical Liquid Discrimination Sensor
L-LL-R-1, LS-ASC, PDS-ASC, PDWS-1, PDWF-1

PAL-AT Models AT20C, AT50C, AT40K
PHL Hydrocarbon Sensor

TankWatch Models PHM10, PHMS
Combination Hydrocarbon/Water Probe

TankWatch Models PHM10, PHMS
Hydrocarbon Probe

Petrosentry IV, Petrosentry VIlI, SiteSentinel
Liquid Sensor

Petrosentry IV, Petrosentry Vill, SiteSentinel
Universal Reservoir Sensor )

Petrosentry IV, Petrosentry ViIil, SiteSentinel
Universal Sump Sensor

Revision Date: April 18, 1997

OPERATING PRINCIPLE
refraction
float switch
refractive index of liquids’
flogt switch and product permeability |
f!oat switch
thermal conductivity, proximity switch
float switch
float switch
float switch
opto-electric
magnetic switch
opto-electric
magnetic switch
optical sensor

all: i'efractive index of liquids; PDS-
ASC, PDWS-1, and PDWF-1:

electrical conductivity

electrical conductivity
electrical conductivity
electrical conductivity
thermal conductivity
float swiich

float switch

‘ 15 ‘
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




LIQUID-PHASE INTERSTITIAL DETECTOR (Continued)

VENDOR

Pneumercator Company,
Inc.

Pnsumercator Company,
Inc.

Tidel Engineeting, Inc.
Tide! Engineering, Inc.

Tidel Engineering, Inc.

Unlversal Sensors and
Davices, Inc.

Veeder-Root

Veeder-Root

Veedar-Root

Veeder-Root

Veeder-Root

Veeder-Root

Veeder-Root

Warrick Controls, Inc.

16 ,
arance on this listis not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of m
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.

EQUIPMENT NAME

LC1000, E-14-29, E-700-1, LDE-700; LDE-740, TMS 3000
LS600AB, LS600LDBN, LS610, RSU800

LLDE 700, LDE 740, LDE 9000
Sensor Probe Models 9-801, 9-902, 9-903

EMS-3500
with Liquid Discriminatory Probes Part 301-0635

EMS-3500
with Containment Sump Probes Part 301-0642

EMS-3500
Tidel Detector No. 301-0752-001

Leak Alert System Models LAL-100, LA-01, LA-02, LA-04, LA-X4,
LA-08, CATLAS
Liquid Sensor LALS-1

TLS-250, TLS 250i Plus, ILS 250, ILS 350, TLS-350
Interstitial Liquid Sensor for Steel Tanks (0794390-420)

TLS-250i, TLS 250i Plus, ILS 250, ILS 350, TLS-350
Interstitial Liquid Sensor for Fiberglass Tanks (0794390-401)

TLS-250i, TLS 250i Plus, ILS 250, ILS 350, TLS-350"
Liquid Sensor for Sumps (0794390-206)

TLS-350 Discriminating Insterstitial Liquid Sensor

TLS-350

Dispenser Pan Sensor(794380-320) and Containment Sump
Sensor(794380-350)

TLS-350
Dual and Single Stage Hydrostatic Sensors

TLS-850
Solid-State Pan/Sump Sensor (794380-321, -351), Piping Sump
Sensor (794380-208), Micro Sensor (794380-340)

Model DFP-23"Sensor

" Revision Date: April 18, 1997

OPERATING PRINCIPLE a’

float switch

'

capacitance
electrical conductivity/hydrocarbon
sensitive polymer

magnetic switch/float and
hydrocarbon sensitive polymer
float switch ‘

thermal conductivity

float switch

float switch

float switch

capacitance change/ultrasonié ‘

eleptrical conductivity/ultrasonic @
float switch

product permeable/ultrasonic/float
switch ‘

product solubility




LIQUID-PHASE OUT-OF-TANK PRODUGT DETECTOR

VENDOR

Advanced Tank
Technology, Inc.

Agar Corp.
Armstrong Monitoring
Corporation

Armstrong Monitoring
Corporation

Brooks KWK, Inc.
Brooks KWK, Inc.
EBW, Inc.

FCl Environmental, Inc.
FC! Environmental, Inc.

Gilbarco Environmental
Products

IMO Industries Inc., Gems
Sensors Division

INCON intelligent Controlé,
Inc.

INCON Intelligent Controls,
Inc.

Mallory Controls
Mallory Controls
One Pius Corp.

PermAlert
PermAlert
PermAlert -
PermAlert
Petro Vend, Inc.
Raychem Corp.

Tidel Engineering, Inc.

Appearance on this list is not to be construed as an endorsement
the method or equipment. Equipment should be installed and o

EQUIPMENT NAME
Leak Tracer Dye (LTD)
LEAKWISE Groundwater Monitor
ID-220 Series Hydrocarbon on Water Detector System

ALERTMASTER 5100
Leak Detection Cable AMC-5007

ALERTMASTER 5100
Vapor Sensor AMC F4000

Leak Detection Systems,
KW-140 / KW-240 Monitors with Type 1 Sensor

" Leak Detection Systems,

KW-140 / KW-240 Monitors with Type 2 Sensor

AUTO-STIK Dlscnmlnatmg Sensors
LS-10,LS-15,LS-20 -

Analog Hydrowrbon Probe AHP-100
Digital Hydrocarbon Probe DHP-100

Environmental Management Console (EMC)
Groundwater Sensor, series PA02700XX0001

. Gems Smartwell Portable Monitor model WPM-535 -

with Groundwater Probe model WP-535

Tank Sentinel TS-1000EF]
TSP-DDS BriteSensor, TSP-DTS BriteSensor

Tank Sentinel TS-1000EF!
TSP-MWS BriteSensor Groundwater Probe

Pollulert Probes MD221G/T, MD221G/TRA |
Poliulert Probes MD241R, MD241RRA, MD241G, MD241GRA

Leak Edge ‘
Models 100-3001, 100-4001

PAL-AT Models AT20C, AT50C, AT40K
AGW Sensor Cable

PAL-AT Models AT20C, AT50C, AT40K
TFH Hydrocarbon Sensor Cable

PAL-AT Models AT20C, AT50C, AT40K
with PHFW Hydrocarbon Probe and Type 1 Sensor

PAL-AT Models AT20C, AT50C, AT40K
with PHFW Hydrocarbon Probe and Type 2 Sensor

SiteSentinel
30-3206, -3207, -3210 Sensors

TraceTek Alarm and Locator Modules
TT502 Fuel Sensing Cable

EMS-3500
with Monitoring Well Probes Part 301-0641

Revision Date: April 18, 1997

OPERATING PRINCIPLE

product solubility - color development
radio frequency (RF) attenuation
electrical conductivity

metal ‘oxide semiconductor

product soluble

productvsoluble

fioat switch and product permeability

fiber optic chemical sensor
fiber optic chemical sensor

electrical conductivity

. conductive polymer

magnetic switch, float, and
hydrocarbon sensitive polymer
hydrocarbon sensitive polymer

electrical conductivity |
electrical conductivity

product permeable
impedance change
imi:edance change
product soluble
product soluble
product permeable
electnjcal conductivity

conductivity via res:stor ladder
network

17
by any regulatory agency nor is it any guarantee of the performance of
perated in accordance with all applicable laws and regulations,




Revision Date: April 18, 1997

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR (CONTINUED)

VENDOR

Tidel Engineering, Inc.

Tide! Engineering, Inc.

Tide! Engineering, Inc.
Tidel Engineering, Inc.
Veeder-Root

. 18
Appearance on this listis not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of m
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.

EQUIPMENT NAME

EMS-3500
with Sheen Probes Part 301-0687

EMS-3500
Tide!l Detector No. 301-0762

Tide! Detector No. 301-0324-001 and 301-0325-001
Tidel Detector No. 301-0326-001 and 301-0326-002
350 Series UST Monitoring Systems: Models [LS-350, TLS-350,

TLS-350R
Groundwater Sensor (794380-621, -622, -624)

OPERATING PRINCIPLE O

electrical conductivity/hydrocarbon
sensitive polymer

electrical conducﬁ\)ity/hydrocarbon
sensitive polymer

electrical conductivity
electrical conductivity

electrical conductivity

v




S - Revision Date: April 18, 1997
-"NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (TRACER) |

‘ VENDOR | ‘ EQUIPMENT NAME LEAK RATE/THRESHOLD
Tracer Research Corp. Tracer Tight 0.1 gph/A leak is declared when
tracer chemical is detected outside of

the tank. ,

: 19 ‘ o ’ :
‘ Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (ULLAGE)

VENDOR

Alert Technologies, Inc.

Alert Technologies, Inc.

NDE Environmental Corp.

NDE Environmental Corp.

.

NDE Environmental Corp.

ProTank, Inc.

ProTank, Inc.

ProTank, Inc.

Triangle Environmental,

Inc.

USTest

20 :
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of "
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.

EQUIPMENT NAME

Alert Ullage System Model 1050
(Pressure and Vacuum Test)

Alert Ullage System Model 1050 X (Vacuum Test)

U3 Ullage Test
(Vacuum or Pressure Test)

UST Ullage Test - Version U2 {Pressure Test)

UTS-4T Ullage Test (Pressure Test)

UTA-5000 Ullage Tester
(Vacuum or Pressure Test)

UTF-5000 Ullage Tester
(Pressure Test)

UTFP-5000 Ullage Tester
(Pressure Test)

TEI Ultage Test, Version 1.0 (Vacuum Test)

UST 2000/U
(Pressure and Vacuum Test)

‘ MAX VOLUME O
0.1 gph/ A leak is declared when the b

Revision Date: April 18, 1997

LEAK RATE/THRESHOLD/

ratio of the ultrasonic signal (when the
tank is under pressure or vacuum) to
the background signal {prior to
pressurization or evacuation) equais or
exceeds 1.5 for either 12 kHz or 25 kHz
frequency band./6,000 gallons

0.1 gph/ A leak is declared when the
ratio of the ultrasonic signal (when the
tank is under vacuum) to the
background signal (prior to vacuation)
equals or exceeds 1.5 for either 12 kHz
or 25 kHz frequency band. /24,000 -
gallons

0.1 gph/A leak is declared when the
acoustic signa! detected is different
from the baseline. (Baseline is the
acoustic signal before tank is
pressurized or evacuated.)/16,500
gallons ‘

0.1 gph/A leak is‘declared when the
pressure decay trend equals or
exceeds + 0.016 psi/hr./10,260 galions

0.1 gph/A leak is declared when the
make-up gas flow rate into ullage
equials or exceeds 0.275 cubic
feet/hour./7,500 gallons

0.1 gph/A leak is declared when the 0’
acoustic signal detected is different

from the baseline. (Baseline is the

acoustic signal before tank is

pressurized or evacuated.)/16,500
gallons. ‘

0.1 gph/A leak is declared when the
make-up gas flowrate into ullage
equals or exceeds 0.275 cubic feet per
hour./7,500 gallons

0.1 gph/A leak is declared when the
pressure decay trend equals or
exceeds + 0.016 psi/hr./10,260 gallons.

0.1 gph/A leak is declared when an
increase in the acoustic noise level
(above background) of the tank under
vacuum is detected due to air or water
ingress./15,000 gallons

0.1 gph/A leak is declared when there
is a substantial increase in the acoustic
noise signal (when the tank is under
vacuum or pressure) above the
background signal (prior to
pressurization or evacuation) in the
frequency interval of 10 kHz to 20
kHz/7,550 gallons (pressure), 5,250
gallons (vacuum).




Fievisjon Date: Apﬁ) 18, 1997

NON-VOLUMETRIC TANK TIGHTNESS TEST ME;I'HOD (VACUUM)

‘ ‘ LEAK RATE/THRESHOLD/
. VENDOR . EQUIPMENT NAME MAX VOLUME
Homer Creative Products EZY 3 0.1 gph/ Aleak is declared when the

vacuum decay is more than 1 inch
water column pressure

for non-volatile products and 10% of
the lower determined vapor pressure
for volatile products.

Aleak is also declared if any water
ingress is detected. /50,000 gallons

Tanknology Corp. VacuTect 0.1 gph/ A leak is declared when:

Interational sonic emission of air ingress is
detected in ullage area and/or; sonic
emission of bubbles formed by air
ingress is detected in product-filled .
portion of the tank and/or; water
ingress is detected at the bottom of
the tank./75,000 gallons

Triangle Environmental, TEI System 5000, Version 1.0 - ‘ 0.1 gph/ A leak is declared when the

Inc. . acoustic noise level of the tank under
vacuum is greater than the calibrated
background acoustic noise level
(prior to evacuation)./20,000 gallons
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Revision Date: April 18, 1997

PRESSURE/VACUUM INTERSTITIAL MONITOR

LEAK RATE/THRESHOLD/
VENDOR EQUIPMENT NAME : MAX VOLUME

Bell Avon, Inc. VIGILANT Leak Detection System . -0.1-.gph/ A leak is declared when
changes in interstitial vacuum
exceed a predetermined change in
slope versus fime curve./15,000
gallons ‘ :

22 ' '
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STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUALITATIVE)

-VENDOR
Entropy Limited
Homer Creative Products
Hormer Creative Products
Syscorp, Inc.
USTMAN Industries, Inc.

EQUIPMENT NAME
Precision Tank Inventory Contro! System, Version 90
SIR PRO 1 Version 1.0
SiR PRO 1 Version 2.0
Store Vision Version E.2

YES SIR 90

LEAK RATE/THRESHOLD/
MAX VOLUME

0.1 gph/0.04 gph/15,000 galions
0.2 gph/0;1 gph/1 8,000 gallons
0.1.gph/0.05 gph/18,000 gallons
0.2 gph/0.0834 gph/12,000 gatlons
0.2 gph/0.1 gph/15,000 galions
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STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUANTITATIVE)

VENDOR
Computerizing, Inc.
Entropy Limited
Homer Creative Products
Homer Creative Products
S.LR. Intemational, Inc.
Simmons Sirvey Coip.
Simmons Sirvey Corp.
SIR Monitor (formerly
Environmental
Management
Technologies)

Sir Phoenix, Inc.
USTMAN Industries, Inc.
USTMAN Industries, Inc.

Warren Rogers
Associates, Inc.

Watson Systems, Inc.
(formerly EnviroQuest
Technologies Limited)

Watson Systems, Inc.
{formerly EnviroQuest
Technologtes Limited)

Watson Systems, Inc.
{formerly EnviroQuest
Technologles Limited)

EQUIPMENT NAME
Computank V. 3.0

Precision Tank Inventory Control System Rev. 80

SIR PRO 1 Version 3.0

SIR PRO 1 Version 4.0

Mitchell's SIR Program v.2.6 12-13-91
SIR 5.7

SIR5.7LM

SIR Monitor

SIR PHOENIX

USTMAN SIR 1.91

USTMAN SIR Version 94.1

WRA Statistical Inventory Analysis, Version 5.1

Enviro Tite SIR
(also known as SIRAS 99.6)

SIRAS Software System, Version 2.0

SIRAS Software System, Version 2.8.3

LEAK RATE/THRESHOLD/
MAX VOLUME

0.1 gph/0.05 gph/18,000 gallons
0.1 gph/0.05 gph/21,000 gallons
0.2 gph/0.1 gph/33,000 gallons

0.1 gph/0.05 g;)h/33,000 galloné
0.1 gph/0.05 gph/18,000 gallons
0.1 gph/0.05 gbh/1 8,000 gallons
0.1 gph/0.05 gph/45,000 gallons
0.1 gph/0.05 gph/18,000 gallons

0.1 gph/0.05 gph/18,000 gallons
0.1 gph/0.1 gph/48,000 gallons
0.1 gph/0.05 gph/30,000 gallons
0.1 gph/0.05 gph/18,000 gallons

0.1 gph/0.05 gph/18,000 gallons

0.1 gph/0.05 gph/30,000 gallons

0.2 gph/0.1 gph/30,000 gallons
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VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR

VENDOR

Arizona Instrument Corp.

Arizona Instrument Corp.

Environmental Fuel -
Systems, Inc.

FCI Environmental, Inc.
FCl Environmental, Inc.
FDR Services, Inc.

Gilbarco Environmental
Products

Matiory Controls

Mine Safety Appliances
Mine Safety Appliances

Petro Vend, Inc.

Petro Vend, Inc.

v Tidel Engineering, Inc.
Tidel Engineering, Inc.
Tracer Research Corp.

Universal Sensors and
Devices, Inc.

Veeder-Root

Warrick Controls, Inc.

EQUIPMENT NAME
Soil Sentry Twelve-X
Soil Sentry Twelve-X

Fuel Finder Version IV

Analog Hydrocarbon Probe AHP-100

Digital Hydrocarbon Probe DHP-100

GasPak Vapor Monitoring System
PA02660000000 '

Pollulert Probes MD221V, MD221VRA, MD210V, MD210VRA

Tankgard Viil
P/N 488803 S/N 00389

. Tankgard

P/N 481532 S/N 03095
Petrosentry TLD Il

SiteSentinel
Smart Module and Vapor Sensor

EMS-3000
301-0328-001, 301-0330-001

- EMS-3500

Vapor Sensor Probe Part No. 301-0634

'i'racer Tight

Leak Alert System Models LAL-100, LA-01, LA-02, LA-04, LA-X4,
LA-08, CATLAS

LAVS-1 MOS Vapor Sensor

ILS 350, TLS-350
Adsistor Vapor Probes

Model 5700 Meter
PVP-2 Sensor

Revision Date: April 18, 1997

OPERATING PRINCIPLE
metal oxide semiconductor
metal oxide semiconductor

adsorption sampling

fiber optic
fiber optic
product permeable detector

adsistor

adsistor

metal oxide semiconductor
metal oxide semiconductor

metal oxide semiconductor

metal oxide semiconductor

adsistor

adsistor

chromatographic (looks for chemical
tracer)

metal oxide semiconductor

adsistor

adsistor

‘ Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
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VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL)

VENDOR
Heath Consuitants, Inc.
Heath Consultants, Inc.
Homer Creative Products
Homer Creative Products
Ibex Industries

Leak Detection Systems,
Inc.

Schuster Instruments
Soiltest, Inc.

Tank Automation, Inc.
Westem Environmental
Resources

Westem Environmental
Resources

EQUIPMENT NAME
Petro Comp
Petro Tite i
Homer EZY-Chek |
Homer EZY-Chek Il
Ibex Precision Test System

Tank Auditor, Version RTD V.2.16

Tel-A-Leak 1
Soiltest Ainlay Tank Tegrity Tester, S-3

Automated Precision Tank Testing System (APTT System)
R-2

AES System ll

AES System Il - (Large Tanks)

Revision Date: April 18, 1997

LEAK RATE/THRESHOLD/
MAX VOLUME

0.1 gph/0.05 gph/15,000 gallons
0.1 gph/0.05 gph/15,000 gallons
0.1 gph/0.05 gph/12,000 galions
0.1 gph/0.05 gph/12,000 gallons
0.1 gph/0.05 éph/1 8,000 gallons

0.1 gph/0.05 éph/15,000 gallons.

0.1 gph/0.05 gph/15,000 gallons
0.1 gph/0.05 gph/15,000 gallons
0.1 gph/0.05 gph/15,000 gallons

0.1 gph/0.05 gph/15,000 galions

0.1 gph/0.05 gph/75,000 gallons
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VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL) (Edison Lab Protocol)

' ) LEAK RATE/THRESHOLD/
VENDOR EQUIPMENT NAME MAX VOLUME
Hasstech L.eak Computer Tank Test System ‘ ' "~ 0.1 gph/0.05 gph/12,000 gallons

: : 27 '
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VOLUMETRIC TANK TIGHTNESS TEST METHOD (UNDERFILL)

LEAK RATE/THRESHOLD/ 0
VENDOR EQUIPMENT NAME ‘ ‘ MAX VOLUME

Alert Technologies, Inc. ~ Alert Model 1000 7 0.1 gph/0.05 gph/30,000 gallons ’
Hasstech Leak Computer Tank Test System’ e . - 0.1 gph/0.05 gph/15,000 gallons

Homer Creative Products ~ Homer EZY-Chek !l ‘ ‘ 0.1 gph/0.05 gph/12,000 galions

NDE Environmental Corp. Computerized VPLT Testing System 0.1 gph/0.05 gph/18,000 gallons

NDE Environmental Corp.  Sure Test - Assured Tight System, Series IV 0.1 gph/0.05 gph/18,000 gallons

ProTank, Inc. VU-5000 Underfill Tester 0.1 gph/0.05 gph/18,000 gallons

ProTank, Inc. VUP-5000 Underfill Tester 0.1 gph/0.05 gph/1 8,000 gallons

’lrriangle Environmental, TE! System 4000, Version 1.0 V - 0.1 gph/0.05 gbh/15,000 gallons

ne. : ‘

USTest UST 2000LL 0.1 gph/0.05 Gph/15,000 gallons

USTest UST 2000/P : ' ‘ 0.1 gph/0.05 gph/45,000 gallons

A
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* LEAK DETECTION EQUIPMENT
SPECIFICATIONS

" PART Il
&

ALPHABETICAL BY COMPANY,
THEN BY TEST METHOD,
NEXT BY EQUIPMENT MODEL,

¢ FINALLY BY LEAK RATE
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Absolute Precision Testing Systems

APT/BKG 1000 |
‘VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL) a)
Certification: Leak rate of 0.05 éph with Pp=99.2310% and Pga=0.5451%.
Leak Threshold: 0.02587 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold ‘
Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, fuel oil #6 and solvents.
Tank Capacity: Maximum of 6,000 gallons.

Tank must be minimum 100% full.

Waiting Time: Minimum of 36 hours between delivery and testing.
Minimum of 1.5 hours between “topping off” and testing.
Total minimum waiting time is 36 hours.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 1 hour, 48 minutes.
Volume data is collected and recorded by a computer.
Leak rate is calculated from 1 minute of test. ' :
There must be a minimum of 10 tests performed to conciusively declare a tank tight
or declare a leak.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a resistance temperature sensor.

Groundwater: Depth to groundwater in backfill must be determined. [f groundwater is above 0
bottom of tank, product level must be adjusted to provide a helght difference of 6
feet between product and water level.

Calibration: Level sensors are calibrated before each test.
Temperature sensor must be checked and calibrated if necessary in accordance
with manufacturer's instructions. :

Comments: Not evaluated using manifold tank system.

Absolute Precision Testing Systems Evaluator: Dixon Consuiting Inc.
P.O. Box 6715 Tel: (812)332-4144
Bloomington, IN 47407 ‘ ‘
Tel: (800) 355-2780 Date of Evaluation: 12/05/95
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Advanced Tank Technology, Inc.

J Leak Tracer Dye (LTD)
LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: ' qualitative
Sampling frequency: intermittent
Operating principle: product solubility - color development
Test Results:
unleaded : synthetic
gasoline gasoline
Accuracy (%) 100 (above 23 ppm) 100 (above 8 ppm)
Detection time (min:sec) <00:01 , <00:01
Fall time (min:sec) N/A* ‘ N/A
Lower detection limit (cm) <0.32 : o : <0.32

*See glossary.

Specificity Results:
Activated: unleaded gasoline, synthetlc gasoline, n- hexane, dlesel fuel, jet-A fuel, JP-4 jet fuel, toluene
xylene(s). .

Manufacturer’s specifications: LTD develops color in alcohols, ketones, solvents, and PCBs as well as
petroleum products. ‘ v

Comments: EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater
monitoring. .

Detector is not reusable, and must be replaced after contact with hydrocarbons.

Detector is listed as “intermittent” because it must be checked periodically; it does not automatically alarm
when hydrocarbon is detected.

Advanced Tank Technology, Inc.- . ' Evaluator: . Scientific Information Services

820 N. Syivania Tel: Not Available
Fort Worth, TX 76111 ‘
Tel: (817) 831-3246 Date of Evaluation: 02/02/93
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Agar Corp. !

LEAKWISE Groundwater Monitor ‘
ID-220 Series Hydrocarbon on Water Detector System - “

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: qualitative

Sampling frequency: continuous

Operating principle: . radio frequency (RF) attenuation .

Test Results:

unleaded : synthetic
gasoline gasoline }
Accuracy (%) 100 100
Detection time (min:sec) <00:01 <00:01
Fall time (min:sec) <00:01 <00:01
Lower detection limits (cm)
"Standard" setting 0.16 0.32
*Sensitive" setting 0.03 0.03
Specificity Results:

Activated: unleaded gasoline, synthetic gasoline, n-hexané, diesel fuel, jet-A fuel, toluene, xylene(s), water.

Manufacturer’s specifications:
Operating range:

Resolution : 0.5 mm of hydrocarbon on water or brine ,
Variation : groundwater fluctuation of +/- 1 meter standard (larger variations optional)
Oil thickness : 0.3 - 25 mm optional (higher ranges available)

Temperature : 0 - 70 degrees C (higher available)

Comments: , . ‘
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.

Detector is reusable. ‘
Color coded signal lights indicate the presence of air, water, and hydrocarbon liquid when activated (yellow,

green, and red, respectively).

Agar Corp. Evaluator: Ken Wilcox Associates, Inc.
P.O. Box 802127 Tel: (816) 443-2494

Houston, TX 77280-2127

Tel: (713) 464-4451 , Date of Evaluation: 11/15/91
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Certification:
Leak Threshold:

Applicability:
Tank Capacity:

Waiting Time:

Test Period:

Temperature:

Water Sensor:

‘Calibration:

Comments:

, : Revision Date: April 18, 1997
Alert Technologies, Inc.

Alert Model 2000 in-Tank Mass Measurement Probe System
' (Mass Buoyancy Probe) .
AUTOMATIC TANK GAUGING SYSTEM

Leak rate of 0.2 gph with Pp=95.4% and PFA_4 6% (calculated
based on a 1-hour test).

0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. ' 7

Gasoline, diesel, aviation fuel, fuel oil, waste oil, and solvents.

Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Minimum of 15 hours between delivery and testing.
There must be no delivery during waiting time.

Minimum of 2 hours.

Test data are acquired and recorded by a computer.

Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test.

Product measurement not required. System measures product mass (which is not affected
by temperature) instead of product volume. '

Must be used to detect water ingress.
Minimum detectable water level in the tank is 0.175 inch (0.27 inch for waste oil).
Minimum detectable change in water level is 0.088 inch (0.031 inch for waste oil).

Mass measuremerit probe and water sensor must be checked and calibrated if necessary in
accordance with manufacturer's instructions.

System is battery operated and does not automatically generate a hard copy of the leak

test result. However, a hard copy of the results can be obtained by transfer of data to another
unit (see manufacturer's instructions for further details).

System is not equipped with any alarms (e.g. high water alarm, or failed leak test alarm).

" Not evaluated using manifold tank systems.

Tests only portion of tank containing product.

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.

EPA leak detection regulations require testing of the portlon of the tank system which routmely
contains product.

2000-X mode! (which was certified for use on tanks up to 30,000 gal capacity) and 2000-XB
model (which was certified for use on tanks up 72,948 gallons) are still under review.

Alert Technologies, inc. o Evaluator: Midwest Research Institute
5400 NewPort Dr., Suite 13 "~ Tel: (816) 753-7600

Rolling Meadows, IL 60008 ‘ .

Tel: (708) 392-0060 ' Date of Evaluation: 03/11/91
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Certification:

Leak Threshold:
%

Applicability:
Tank Capacity:

Waiting time:
Test Period:
Test Pressure:
Groundwater:

Calibration:

Comments:

Alert Technologies, Inc.
5400 NewPort Dr., Suite 13

Alert Technologies, Inc.

Alert Ullage System Model 1050
(Pressure and Vacuum Test)

NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (ULLAGE)
Leak rate of 0.1 gph with Pp=100% and Pra=0%.

A leak is declared when the ratio of the ultrasonic signal (when the

tank is under pressure or vacuum) to the background signal

(prior to pressurization or evacuation) equals or exceeds 1.5 for either 12'kHz or
25 kHz frequency band. o ‘

Gasoline, diesel, aviation fuel, heavy fuel oils #2 through #6, waste oil, and solvents.
Maximum ullage volume is 6,000 gallons.

None between delivery and testing if test is conducted after an underfilled
tank tightness test. ‘

Minimum of 5 minutes.
Test data are acquired and recorded by a computer.

Net pressure of 1.5 psi or vacuum of 1.0 psi must be maintained ih ullage: -
Pressure or vacuum must be maintained in the tank with a loss of less than 0.4 psi.

Depth to groundwater in backfill must be determined. If groundwater is présent
outside ullage, vacuum test in ullage must not be used.
Pressure test must be conducted using a net pressure of 1.5 psi in the ullage.

I

System must be calibrated before each test.

Manifold tank systems must be isolated prior to test.

Evaluated using unleaded gasoline.

Tests only ullage portion of tank.

Product-filled portion of tank must be tested using an undertfilled test method.
Vibration due tq nearby equipment or dripping condensation may interfere with test.
Microphone was located 25 feet away from leak source during evaluation.

Vacuum test method may not be effective in some backfill (such as clay) because it may

plug holes in tank.
If soil is saturated with product, air or water ingress may not be detected by vacuum
test. A well point in the backfill may help identify presence of this condition.

Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494

Rolling Meadows, IL 60008

Tel: (708) 392-0060

Date of Evaluation: 03/15/92

Revision Date: April 18, 1997
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Alert Technologies, Inc. ‘

Alert Ullage System Model 1050 X (Vacuum Test)
NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (ULLAGE)
" Certification: Leak rate of 0.1 gph with Po=100% and Pra=0%.

Leak Threshold: A leak is declared when the ratio of the ultrasonic signal (when the
: tank is under vacuum) to the background signal
(prior to evacuation) equals or exceeds 1.5 for either12kHz or
25 kHz frequency band.

Applicability: Gasoline, diesel, aviation fuel, heavy fuel oils #2 through #6, waste oil, and solvents.

Tank Capacity: Maximum ullage volume is 24,000 gallons.

Waiting time: None between delivery and testing if test is conducted after an underfilled
© tank tightness test.
Test Period: Minimum of 5 minutes.

Test data are acquired and recorded by a computer.

. Test Pressure: Vacuum of 1.5 psi must be maintained in ullage.
Vacuum must be maintained in the tank with a loss of less than 0.4 psi.
. Zero pressure (background) must produce a flat line response.

Groundwater: Depth to groundwater in backfill must be determined. If groundwater is present
outside ullage, test must not be used.

Calibration: System must be calibrated before each test.

Comments: Manifold tank Systems must be isolated prior to test.

Evaluated using #4 fuel oil.

Tests only ullage portion of tank.

Product-filled portion of tank must be tested using an underfilled test method.

Vibration due to nearby equipment or dripping condensation may interfere with test.
Microphone was located 25 feet away from leak source during evaluation.

Vacuum test method may not be effectlve in some backfill (such as clay) because it may
plug holes in tank.

if soil is saturated with product, air or water ingress may not be detected by vacuum
test. A well point in the backfill may help identify presence of this condition.

Alert Technologies, Inc. | | Evaluator: Ken Wilcox Associates

5400 NewPort Dr., Suite 13 Tel: (816) 443-2494
Roliing Meadows, I.. 60008 _
Tel: (708) 392-0060 Date of Evaluation: 02/28/94
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Alert Technologies, Inc. T

Alert Model 1000 0
VOLUMETRIC TANK TIGHTNESS TEST METHOD (UNDERFILL) 3 ‘

Certification: Leak rate of 0.1 gph with Pp=98.2% and Pga=1.8% for 2 hr test.
Leak rate of 0.1 gph with Pp=99.8% and Pz2=0.2% for 4 hr test.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. ‘

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, and solvents.
Other liquids may be tested after consuitation with the manufacturer.

Tank Capacity: Maximum of 30,000 gallons.
"Tank must be between 20 and 95% full.

Waiting time: Minimum of 1 hour between delivery and testing.
Minimum of 1 minute between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 2 hours to achieve Pp = 98.2% and Pga = 1.8%.
Minimum of 4 hours to achieve Pp = 99.8% and Pg, = 0.2%.
Test data are acquired and recorded by a computer.
Leak rate is calculated from the data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test.

Temperature: System measures product mass (which is not affected ‘ :
by temperature) instead of product volume. ‘ 0
Groundwater: Depth to groundwater in backfill must be determined. If groundwater is above

bottom of tank, product level must be adjusted to provide a minimum net

pressure of 2 psi at bottom of tank during test. There must be a difference of at least -
73 inches between groundwater level and product level to provide a net pressure of

2 psi at bottom of tank during test. .

Calibration: Load cell must be calibrated before each test.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product. .
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. ‘ :
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. '

Alert Technologies, Inc. Evaluator: Ken Wilcox Associates
5400 NewPort Dr., Suite 13 Tel: (816) 443-2494

Rolling Meadows, IL 60008

Tel: (708) 392-0060 Date of Evaluation: 02/28/94
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Andover Controls Corp.

Andover Infinity
CX9000, CX9200, and CMX240
(Magnetostrictive Probe)
AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.2 gph with Pp=99.9% and Pra <0.1%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the méasurément system equals or exceeds
‘ this threshold. r -
Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6 and solvents.

Other liquids with known coefficients of expansion and densitymay be
tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 25% full.

Waiting Time: Minimum of 6 hours between delivery and testing.
Minimum of 3 hours between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 6 hours.
Test data are acquired and recorded by a computer.
Leak rate is calculated as the average of subsets of all data collected.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 3 resistance temperature
detectors (RTDs). v : .

Water Sensor: Must be used to detect water ingress. , A
Minimum detectable water level in the tank is 0.35 inch.
Minimum detectable change in water leve! is 0.003 inch.

Calibration: .~ RTDsand probe must be checked and calibrated in accordance with
manufacturer's instructions. . ‘

Comiments: Mot evaluated using manifold tank systems.
Tests only portion of tank containing product. -
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. ' o
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. :

Andover Controls Corp. .- Evaluator: Ken Wilcox Associates
300 Brickstone Square Tel: (816) 443-2494

Andover, MA 01810 . '

Tel: (508) 470-0555 o Date of Evaluation: 05/24/93
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‘ Revision Date: April 18, 1997
Andover Controls Corp. i

Andover Infinity CX3000, CX9200, and CMX240 ;
(Magnetostrictive Probe) .
AUTOMATIC TANK GAUGING SYSTEM:
Certification: Leak rate of 0.1 gph with Pp=97.6% and Pra=2.4%.
Leak Threshold: 0.05 gph. Aleakis declared if the output of the measurement system equals or exceeds
this threshold.
Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, and solvents.

Other liquids with known coeffrcnents of expansion and density may be tested
after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 6 hours between delivery and testing.
Minimum of 3 hours between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 6 hours.
Test data are acquired and recorded by a computer.
Leak rate is calculated as the average of subsets of all data collected
There must be no dispensing or delivery during test.

Temperature: Average for product is detefmined by a minimum of 3 resrstance temperature
detectors (RTDs).
Water Sensor: Must be used to detect water ingress. : ; ‘ ‘)

Minimum detectable water level in the tank is 0. 35 inch.
Minimum detectable change in water level is 0.003 inch.

Calibration: RTDs and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.

Andover Controls Corp. Evaluator: Ken Wilcox Assocnates
300 Brickstone Square Tel: (816) 443-2494

Andover, MA 01810

Tel: (508) 470-0555 Date of Evaluation: 05/24/93
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‘ Revision Date: Apnil 18, 1087
Andover Controls Corp.

- Versions AC8+/AC256+
. : (Magnetostrictive Prabe)
AUTOMATIC TANK GAUGING SYSTEM

Certification: " Leak rate of 0.2 gph with Pp=99.5% and PFA=0;5%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: -Gasoline, diesel, aviation fuel, fuel oil, and solvents.

Tank Capacity:  Maximum of 15,000 gallons.
' Tank must be between 50 and 95% full.

Waiting Time: * Minimum of 6 hours between delivery and testing.
Minimum of 4 hours between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 6 hours.
Test data are acquired and recorded by a computer. C
Leak rate is calculated as the difference between first and last data coliected,
divided by elapsed time between first and last volume changes observed.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 3 resistance temperature
detectors (RTDs).

‘ Water Sensor: Must be used to detect water ingress.
" Minimum detectable water level in the tank is 0.99 inch.
Minimum detectable change in water level is 0.01 inch.

Calibration: " RTDs and probe must be checked and calibrated in accordance with
‘ ' manufacturer’s instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.’
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. .

Andover Controls Corp. Evaluator: Ken Wilcox Associates
300 Brickstone Square : Tel: (816) 443-2494

Andover, MA 01810 .

Tel: (508) 470-0555 . Date of Evaluation: 02/03/92
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Revision Date: April 18, 1997
Arizona Instrument Corp. '

Encompass MTS IPAM #17-003 : E
(Magnetostrictive Probe #17-9300) ;

AUTOMATIC TANK GAUGING SYSTEM
Centification: Leak rate of 0.2 gph with Pp = 97.80% and Pga = 2.2%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, and solvents.
Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 3 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 6 hours.
Test data are acquired and recorded by a computer.
Leak rate is calculated from data determined to be valid by statistical analysrs
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 resistance temperature
detectors (RTDs).
Water Sensor: Must be used to detect water ingress.

Minimum detectable water level in the tank is 1.29 inches.
Minimum detectable change in water level is 0.0034 inch.

Calibration: RTDs and probe must be checked and calibrated in accordance with '
manufacturer's instructions. ‘

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a Ieak to remain
undetected.
EPA leak detection regulations require testing of the portion. of the tank system which
routinely contains product. . _
Encompass software provides for remote access capabilities.

Arizona Instrument Corp. Evaluator: Ken Wilcox Associates
4114 E. Wood St. Tel: (816) 443-2494

Phoenix, AZ 85040-1941

Tel: (800) 528-7411 Date of Evaluation: 08/22/94
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Revision Date: April 18, 1897 -

Arizona Instrument Corp.

Encompass USF IPAM #17-901
(Ultrasonic Probe #17-9100)

‘AUTOMATIC TANK GAUGING SYSTEM
Certification: Leak rate of 0.2 gph with Pp = 99.94% and Pgp = 2.06%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. ,

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste diI, and solvents.
Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 3 hours between delivery and testing.
There must be no dispensing or delivery during waiting tlme

Test Period: Minimum of 6 hours. ,
Test data are acquired and recorded by a computer. .
Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test.

Temperature: Average for product is obtained by a single temperature sensor that measures
change in ultrasonic wave velocity. :

Water Sensor: Must be used to detect water ingress. ‘
Minimum detectable water level in the tank is .1.86 inches.
Minimum detectable change in water level is 0.012 inch.

Calibration: Temperature sensor and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank.decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testmg of the pomon of the tank system which
routinely contains product.
Encompass software provides for remote access capabilities.

Arizona Instrument Corp. Evaluator: Ken Wilcox Associates
4114 E. Wood St. Tel: (816) 443-2494

Phoenix, AZ 85040-1941

Tel: (800) 528-7411 Date of Evaluation: 08/22/94
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Revision Date: April 18, 1997
Arizona Instrument Corp.

Soil Sentry Liquid 330(1 7-330-AI17-330-B), TLM-830, ENCOMPASS APAM
Probes 17-141A, 17-142A, 17-143A, 17-144A c
LIQUID-PHASE INTERSTITIAL DETECTOR
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: refraction
Test Resuits:
unleaded synthetic ‘
gasoline gasoline dieselfuel ~~ water
Accuracy (%) 100 100 N/D** N/D
Detection time (min:sec) 00:03 00:03 N/D - N/D
Fall time (hr:min:sec) Manual reset Manual reset N/D N/D
Lower detection limits (cm) Co
17-141A 0.25 0.28 0.15 041
17-142A 0.25 0.30 0.18 0.18
17-143A 0.03 0.15 0.03 0143
17-144A 0.28 0.30 0.30 0.5
** See glossaty.
Specificity Results:
Activated: unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, toluene’, xylene(s), water. , m
*Only 17-143A was tested with toluene. |
Comments:
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater
monitoring.

Detectors are listed as interstitial due to intended use. '

Test procedures used were a combination of EPA's "Standard Test Procedures for Evaluating

Leak Detection Methods: Liquid-Phase Out-of-Tank Product Detectors,” March 1990, and EPA's

"Standard Test Procedures for Evaluating Leak Detection Methods: Nonvolumetnc Tank Tightness

Testing Methods," March 1990.

Detector is reusable.

Although ENCOMPASS APAM (Accessory Probe Access Module) was not included in evaluations, according
to manufacturer, probes perform in the same manner when connected to any one of these 3 systems.

Arizona Instrument Corp. Evaluator: Ken Wilcox Associates

4114 E. Wood St. Tel: (816) 443-2494

Phoenix, AZ 85040-1941 ‘

Tel: (800)528-7411 Dates of Evaluation: 12/29/92 and 01/08/93
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) Revision Date: April 18, 1997
Arizona Instrument Corp.

Soil Sentry Twelve-X
. | VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR
Detector:
Output type: quantitative
Sampling frequency: continuous . ‘
Operating principle: metal oxide semiconductor

Test Resuits:

unieaded synthetic JP-4 JP-5

. gasoline gasoline - jetfuel jet fuel
Accuracy (%) ' ' 170 - 120 120 N/D***
Bias (%), ! ' 60 8.0 1.8 N/D
Precision (%) 6.3 7.7 18 N/D
Detection time (min:sec) 12:20 12:27 12:33 N/D
Fall time (min:sec) 11:538 11:53 11:55 N/D

~ Lower detection limit (ppm) 150 140 60 92

* For tests conducted with 1000 ppm of test gas.
** Testing was done using a JP-5 jet fuel concentration of 90 ppm in humidified air.
*** See glossary.

Specificity Results:

Percentages:

unleaded gasoline 170
‘ synthetic gasoline 110

n-hexane 110

JP-4 jet fuel 90

toluene 43

xylene( s) 22

Manufacturer’s specifications: ‘
Callibration is recommended on an annual basis, or whenever the sensor or the main printed circuit board is
replaced. -

Comments: _

Test procedures used were Radian Corporation's draft report "Development of

Procedures to Assess the Performance of External Leak Detection Devices: Vapor-Phase
ASTM-Formatted Methods," June 29, 1990. - ‘
Please note that the following specification sheet is a separate evaluation for this same system.

Arizona Instrument Corp. Evaluator: Radian Corp.
4114 E. Wood St. : Tel: (512) 454-4797
Phoenix, AZ 85040-1941

Tel: (800)528-7411 . Dates of Evaluation: 12/28/90 and 04/17/91
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Revision Date: April 18, 1997
Arizona Instrument Corp.

Soil Sentry Twelve-X 0
VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR .
Detector:
Output type: quantitative
Sampling frequency: continuous
Operating principle: metal oxide semiconductor
Test Results:
diesel fuel * JP-8 jet fuel*
Accuracy (%) N/D** N/D
Bias -20 ppm @ 50 ppm : N/D
Precision 12 ppm _ N/D
Detection time (min) 15 15
Fall time (min) 15 15
Lower detection limit 10 ppm <0.01 gal/hr

* A limited number of tests were conducted to determine the response of the system to diesel and JP-8 jet
fuel.
** See glossary.

Specificity Results:
Activated: diesel fuel, JP-8 jet fuel.

Manufacturer’s specifications:
Calibration is recommended on an annual basis, or whenever the sensor or the main prlnted circuit board is

replaced.

Comments:

Test procedures used were modified by evaluator from EPA's "Standard Test Procedures for Evaluation Leak -
Detection Methods: Vapor-Phase Out-of-Tank Product Detectors," March 1990, and Radian

Corporation's draft report "Development of Procedures to Assess the Performance of Extemal Leak
Detection Devices: Vapor-Phase ASTM-Formatted Methods," June 6, 1990.

Please note that the previous specification sheet is a separate evaluation for this same system

Arizona Instrument Corp. Evaluator: Ken Wilcox Associates
4114 E. Wood St. Tel: (816) 443-2494

Phoenix, AZ 85040-1941 ,

Tel: (800)528-7411 Date of Evaluation: 02/16/92
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Armstrong Monitoring Corporation

. ALERTMASTER 5100
‘ : Leak Detection Cabie AMC-5007

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: qualitative

Sampling frequency: continuous
Operating principle: electrical conductivity

Test Results:* :
unleaded

‘ gasoline .
Accuracy (%) 100
Detection time (min:sec) 00:35
Fall time (min:sec) 02:30
Lower detection limit (cm) 0.04

*For tests conducted with 0.32 cm of floating product.

‘Specificity Resulits:
Activated: unieaded gasoline.

Manufacturer’s specifications: ‘
Operating temperature: 32 degrees F to 104 degrees F (0 degrees Cto 40 degrees C).

Comments: . ,
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.
- Detector is reusable.

Armstrong Monitoring Corporation Evaluator: Environment Canada -

215 Colonnade Road South ‘ Tel: (613) 991-1108
Nepean, Ontario, Canada K2E 7K3 : ‘
Tel: (613) 225-9531 Date of Evaluation: 12/03/92
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Revision Date: April 18, 1997
Armstrong Monitoring Corporation t

ALERTMASTER 5100 ‘ 1
Vapor Sensor AMC F4000 v 1 ‘ ‘)

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector: :
Output type: qualitative
Sampling frequency: continuous
Operating principle: metal oxide semiconductor
Test Results: ‘
benzene
Accuracy (%) 100
Detection time (min:sec) 00:10
Fall time (min:sec) 04:02
Lower detection limit (ppm) 300
Specificity Results:
Activated: benzene. g -
Comments:
Detector is reusable.
Armstrong Monitoring Corporation ; Evaluator: Environment Canada
215 Colonnade Road South Tel: (613) 991-1108
Nepean, Ontario, Canada K2E 7K3
Tel: (613) 225-9531 Date of Evaluation: 12/03/92
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Beaudreau Electronics, Inc. :

Model 404 Pump Cut-Off
‘ ‘ . LIQUID-PHASE INTERSTITIAL DETECTOR
Detector: ’ B |
Output type: qualitative
Sampling frequency: continuous
Operating principle: - float switch
Test Results: :
unleaded
‘ gasoline water diesel fuel
Accuracy (%) ‘ - ‘
Detection time (min:sec) <00:01 - <00:01 '<00:01
Fall time (hr:min:sec) manual reset manual reset manual reset
Precision (in.) 0.0124 0.0067 0.0167
Lower detection limit (in) 0.89 0.68 0.72

Specificity Results: v
Activated: unleaded gasoline, diesel fuel, water.
Manufacturer and evaluator claim sensor will respond to any liquid.

Manufacturer’s Specifications:
Manufacturer states that system requires no calibration.

Comments:

Test procedures used were "Alternative Test Procedures for Evaluation of Leak Detection Methods:
' Evaluation of Liquid Level Sensors,” September 1996, by Ken Wilcox Associates.

Detector is reusable, but must be manually reset after activating.

Beaudreau Electronics, Inc. Evaluator: Ken Wilcox Associates

23 Industrial Drive Tel: (816) 443-2494
Waterford, CT 06285-9715 ‘
Tel: (203)443-6570 Date of Evaluation: 07/20/94
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Revision Date: April 18, 1997
Beaudreau Electronics, Inc.

Model 406 Pump Cut-Off A “
" LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: refractive index of liquids
Test Results:

unleaded

gasoline water diesel fuel
Accuracy (%) 100 100 100
Detection time (min:sec) <00:01 <00:01 <00:01
Fall time (hr:min:sec) manual reset manual reset manual reset
Precision (std. dev.) 0.003474 0.005329 0.001923
Lower detection limit (in) 0.357 0.369 0.321
Probability of detection (%) 100 100 100
Probability of false alarm (%) 0 0 0]
Specificity Results:

Activated: unleaded gasoline, diesel fuel, water.
Manufacturer and evaluator claim sensor will respond to any liquid.

Manufacturer’s Specifications: ‘ :
Manufacturer states that system requires no calibration. - ‘ 0

Comments: , :

Test procedures used were modified by evaluator from EPA’s "Standard Test Procedures for Evaluation of
Leak Detection Methods: Evaluation of Liquid Level Sensors, Liquid-Phase Out-of-Tank Product Detectors,”
March 1990. ‘
Detector is reusable, but must be cleaned after activating in order to reset.

Beaudreau Electronics, Inc. Evaluator: Ken Wilcox Associates
23 Industrial Drive Tel: (816) 443-2494

Waterford, CT 06285-9715

Tel: (203)443-6570 Date of Evaluation: 07/20/94
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Certification:

Leak Threshold:
Applicability:
Tank Capacity:

Waiting Time:
Test Period:

Comments:

Bell Avon, Inc. ‘

Revision Date: April 18, 1997
Bell Avon, Inc. ,

VIGILANT Leak Detection System

PRESSURE/VACUUM INTERSTITIAL MONITOR

Leak rate of 0.1 gph with Pp=100% and P=0%.

A leak is declared when changes in interstitial vacuum exceed a predetermined
change in slope versus time curve.

Gasoline, diesel fuel, aviation fuel fuel oils #4 and #6, waste oil, and other chemicals
compatible with flexible liner.

Maximum of 15,000 gallons based on interstitial volume resulting when flexible liner
is properly fitted and held in position against rigid tank wall.

Minimum of 20 minutes between delivery and testing.

Minimum of 40 minutes.

| System is located within the interstitial space between a propéﬂy fitted and installed -

flexible liner inside a rigid tank.

Flexible liner is held in position by maintaining a vacuum on interstitial space.
Interstitial vacuum is analyzed continuously by a mlcroprocessor to determlne rate of
change.

System allows for permeation of vapor from stored substance into interstitial space
Vapor recovery of product vapor from interstitial space is feasible when required.
Vapors discharged from vacuum pump must meet applicable air quality standards.
Baseline characteristics of tank behavior must be determined during setup of the
system.

System detects breaches in either flexible internal liner or rigid tank

. Groundwater may be above bottom of rigid tank.

Test procedures used were modified by evaluator from EPA's “Standard Test
Procedures for Evaluating Leak Detection Methods: Nonvolumetrlc Tank Tightness
Testing Methods,” March 1990.

~ Evaluator: Ken Wilcox Associates

1200 Martin Luther King, Jr. Bivd. Tel: (816) 443-2494
_ Picayune, MS 39466-5427

Tel: (601) 799-1217

Date of Evaluation: 11/16/95

49
‘ Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




Revision Date: April 18, 1997

Brooks KWK, Inc.
Leak Detection Systems, 1
) KW-140 / KW-240 Monitors with Type 1 Sensor - 0
LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: product soluble
Test Results:
unleaded synthetic

: gasoline gasoline
Accuracy (%) - 100 , 100
Detection time (min:sec) 00:24 00:09
Fall time (min:sec) : N/A* , N/A
Lower detection limit (cm) 0.01 ~ 0.01
* See glossary.
Specificity Results:

Activated: unleaded gasoline, synthetlc gasoline, n-hexane, diesel fuel, jet-A jet fuel, toluene, xylene(s)

Manufacturer’s specifications:
Type 1 sensor is recommended by manufacturer for detecting hqund and vapor gasollne alcohol blend
fuels, and JP-4 jet fuel in wet or dry monitor wells. ‘

Comments: ‘ 0
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater momtormg
Detector is not reusable, and must be replaced after contact with hydrocarbons. , ‘
Formerly manufactured by In-Situ, Inc.

Brooks KWK, Inc. Evaluator: Carnegie Mellon Research Institute
RR 7, Box 141 Tel: (412) 268-3495

Wellsboro, PA 16901

Tel: (717) 724-6448 Date of Evaluation: 07/29/91
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Brooks KWK, Inc. .

Leak Detection Systems,
KW-140 / KW-240 Monitors with Type 2 Sensor

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: ' qualitative
Sampling frequency: continuous
Operating principle: product soluble

Test Results:

unleaded - synthetic

gasoline ‘ gasoline
Accuracy (%) ‘ 100 © 100
Detection time (min:sec) 14:39 © 08:45
Fall time (min:sec) N/A* N/A
Lower detection limit (cm) ~0.01 ‘ ~ 0.01

* See glossary.

Speclflclty Resulis:
Activated: unleaded gasoline, synthetlc gasoline, n-hexane, diesel fuel, jet-A fuel, toluene, xylene(s).

Manufacturer s specifications:
Type 2 sensor is recommended by manufacturer for detecting fuel oils #1 and #2, A2M, JP-4 jet fuel,
JP-5 jet fuel, unleaded gasoline, and alcohol blend fuels in wet monitoring wells only.

Comments:

EPA and many states require detection of 1/8 lnch {0.32 cm) of product for groundwater momtormg
Detector is not reusable, and must be replaced after contact with hydrocarbons ‘

Formerly manufactured by In-Situ, lnc

Brooks KWK, Inc. Evaluator: Carnegie Mellon Research Institute
RR 7, Box 141 Tel: (412) 268-3495 '

Wellsboro, PA 16901 . ' ,

Tel: (717) 724-6448 Date of Evaluation: 07/29/91
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Caldwell Systems Corporation

Tank Manager | ;
(Ultrasonic Probe) S 0)
AUTOMATIC TANK GAUGING SYSTEM |

Certification: Leak rate of 0.2 gph with Pp=99.9% and Pga=0.1%.

Leak Threshold: 0.10 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. ‘

Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, and solvents.
Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 20,000 galions.
Tank must be between 50 and 95% full.

Waiting Time:  Minimum of 12 hours, 25 minutes between delivery and testing.
Minimum of 15 minutes between dispensing and testmg
There must be no delivery during waiting time.

Test Period: Minimum of 3 hours, 15 minutes.
Test data are acquired and recorded by a computer. |
Leak rate is calculated from data determined to be valid by statlstlcal analysns
There must be no dispensing or delivery during test.

Temperature:  Average for product is determined from the measurement of the change in
the speed of sound.

Water Sensor:  Must be used to detect water ingress.
Minimum detectable water level in the tank is 0.921 inch.
Minimum detectablé change in water level is 0.0315 inch.

Calibration: Probe must be checked and calibrated in accordance with manufacturer’s instructions.
Comments: Not evaluated using manifold tank systems. -
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testmg of the portion of the tank system which routinely
contains product.
Water sensor, temperature sensor and product level monitor are contained i ina
single ultrasonic probe.

Caldwell Systems Corp. Evaluator: Ken Wilcox Associates
1200 Diamond Circle, Unit K Tel: (816) 443-2494

Lafayette, CO 80026 :

Tel: (303) 604-6180 Date of Evaluation: 04/22/96
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Certification:

Leak Threshold:
Applicabitity:
Tank Capacity:

Waiting Time:
Test Period:
Temperature:
Water Sensor:

Calibration: . .

Comments:

B A Revision Date: April 18, 1807
Caldwell Systems Corporation

Tank Manager -
- (Ultrasonic Probe)

AUTOMATIC TANK GAUGING SYSTEM
Leak rate of 0.1 gph with Pp=96.7% and Pga=3.3%.

0.05 gph. A leak is declared if the output of the measurement system equals or exceeds |
this threshold.

Gasoiine, diesel, aviation fuel, fuel oil #4, waste oil, and solvents.
Other liquids may be tested after consultation with the manufacturer.

Maximum of 20,000 galions.
Tank must be between 50 and 95% full.

Minimum of 12 hours, 25 minutes. between delivery and testing.
Minimum of 15 minutes between dispensing and testing.
There must be no delivery during waiting time.

Minimum of 3 hours, 15 minutes.

Test data are acquired and recorded by a computer

Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or dehvery during test.

Average for product is determined from the measurement of the change in
the speed of sound.

Must be used to detect water i ingress.
Minimum detectable water level in the tank is 0.921 inch.
Minimum detectable change in water level is 0.0315 inch.

Probe must be checked and calibrated in accordance with manufacturer’s instructions.

Not evaluated using manifold tank systems.

Testg.only portion of tank containing product

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. ' ‘
EPA leak detection regulations require testing of the portion of the tank system which routinely
contains preduct.

Water sensor, temperature sensor and product level monitor are contamed ina

single ultrasonlc probe.

Caldweli Systems Corp. ‘ Evaluator: Ken Wilcox Associates
1200 Diamond Circle, Unit K A Tel: (816) 443-2494

Lafayette, CO 80026

Tel: (303) 604-6180 . Date of Evaluation: 04/22/96
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Campof/Miller, Inc. ‘

LS300 and LS300 N/C ,
AUTOMATIC ELECTRONIC LINE LEAK DETECTOR “) .
Certification: Leak rate of 3 gph with Pp = 96.2% and Pga = 0%. |
Leak Threshold: 2.36 gph. A leak is declared if the output of the measurement system eqﬁals or exceeds
this threshold. _ : ' }
Applicability: Gasoline, diesel, aviation fuels, fugl oils #4 and #6, waste oil, kerosene, ahd solvents.
Specification: System tests pressurized fiberglass and steel pipefines. |

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 35.36 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Response time is 10 seconds. ,
Test data are acquired and recorded by a microprocessor.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset leak threshold.
Single leak test to determine if pipeline is leaking.
Dispenser shutdown, indicator light and alarm activation if leak is declared.

Calibration: Manufacturer recommends a weekly self check, activated by the operator, and a full
functional test every 30 days, estimated to take 5 minutes to perform.

Campo/Miller, Inc. Evaluator: Jetronix Engineering Laboratories
P. O. Box 1809 Tel: (213) 377-4668 !
Porterville, CA 93258 Rev. by Ken Wilcox Associates “
Tel: (209) 781-6862 Tel: (816) 443-2494

Date of Evaluation: 06/01/91, Rev. 09/09/94
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Campo/Milier, Inc.

‘ LS300-120 and LS300-120 XLC
. AUTOMATIC ELECTROﬁIC LINE LEAK DETECTOR
Certification: Leak rate of 3 gph with Pp = 96.2% and Pga = 0%.
Leak Threshold: 2.36 gph. A leak is déclared if the output of the measurement system equals or‘ exceeds
this threshold.
Applicability: Gasoline, diesel, aviation fuels, fuel oils #4 and #6, waste oil, kerosene, and solvents.
Specification: System .tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure.

Pipeline Capacity: Maximum of 35.36 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Response time is 10 seconds, but can be adjusted between 10 seconds and 2 minutes,
30 seconds depending on the bulk modulus* of the piping system.
Test data are acquired and recorded by a microprocessor.
*See glossary. '

System Features: Permanent installation on pipeline.
: Automatic testing of pipeline.

Preset leak threshold. '
Single test to determine if pipeline is leaking.
Dispenser shutdown, indicator light and alarm activation if leak is declared.

Calibration: Manufacturér recommends a weekly self check, activated by the operator, and a full
‘ functional test every 30 days, estimated to take 5 minutes to perform.

Campo/Miller, Inc, : Evaluator: Jetronix Engineering Laboratories
P. O. Box 1809 Tel: (213) 377-4668

Porterville, CA 93258 - Rev. by Ken Wilcox Associates

Tel: (209) 781-6862 : Tel: (816) 443-2494

Date of Evaluation: 06/01/91, Rev. 09/09/94
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Certification:

Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:
Waiting Time:

Test Period:

System Features:

Calibration:

Campo/Miller, Inc.
P. O. Box 1809

Revision Date: April 18, 1997
Campo/Miller, Inc. X

LS300-120 PLUS and LS300-120 PLUS A/S S . 0

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Leak rate of 3 gph with Pp = 96.2% and Pga = 0%.

2.36 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Gasoline, diesel, aviation fuels, fuel oils #4 and #6, waste oil, kerosene, and solvents.

System tests pressurized fiberglass and steel pipelines.
Tests are conducted at operating pressure.

Maximum of 35.36 gallons.

None between delivery and testing.
None between dispensing and testing.

Response time is 10 seconds, but can be adjusted between 10 seconds 'and 2 minutes,
30 seconds depending on the bulk modulus* of the piping system.

Test data are acquired and recorded by a microprocessor.

*See glossary

Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.

Single test to determine if pipeline is leaking. o
Dispenser shutdown, indicator light and alarm activation if leak is declared

System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Evaluator: Jetronix Engineering Laboratones
Tel: (213) 377-4668

Porterville, CA 93258 Rev. by Ken Wilcax Associates

Tel: (209) 781-6862
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-Campo/Miller, inc.

LS300-120 PLUS, AL; LS300-120 PLUS, AL, A/S and LS300-120 PLUS AL, LSI

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

Certification: Leak rate of 3 gph with Pp = 100% and Pga = 0%.

Leak Threshold: 1.5 gph. A leak is declared if the output of the measurement system equals or exceeds -
this threshold.

Applicability: Gasoline, diesel, aviation fuels, fuel oils #4 and #6, waste oil, kerosene, and solvents.

Specification: System tests pressurized fiberglass and steel pipelines. -
Tests are conducted at operating pressure. ‘ :

Pipeline Capacity: Maximum of 163 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: = Response time is 10 minutes.
Test data are acquired and’ recorded bya mlcroprocessor

System Features: Permanent installation on pipeline.
Automatic testing of pipeline every 45 mlnutes
Preset threshold.
Triplicate testing to determine if pipeline is leaking.
Dispenser shutdown, indicator light and alarm activation if leak is declared.

Calibration: System must be checked annually and calibrated if necessary in accordance W|th
manufacturer’s instructions.

.Campo/Miller, Inc. Evaluator: Ken Wilcox Associates

P. O. Box 1809 : Tel: (816) 443-2494
Porterville, CA 93258 .

Tel: (209) 781-6862 ' o Date of Evaluation: 06/23/95
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Campo/Miller, Inc. ! ‘

LS300-120 PLUS, AL; LS300-120 PLUS, AL, A/S and L.S300-120 PLUS AL,LSI . o
AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Certification: Leak rate of 0.2 gph with Pp = 100% and Pgs = 0%.

Leak Threshold: 0.1 gph. Aleak is declared |f the output of the measurement system equals or exceeds

this threshold. '
Applicability: Gasoline, diesel, aviation fuels, fuel oils #4 and #6, waste oil, kerosene, and solvents.
Specification: System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 163 gallons.

Waiting Time: None between delivery and testing.
Minimum of 3 hours between dispensing and testing.

Test Period: Minimum of 25 minutes.
Test data are acquired and recorded bya mlcroprccessor

System Features: Permanent installation on pipeline.
Automatic testing of pipeline when pump has been idle for 3 hours
Preset threshold;
Triplicate testing to determine if pipeline is leaking.
Dispenser shutdown, indicator light and alarm activation if leak is declarejd.

Calibration: ' System must be checked annually and calibrated if necessary in accordance with . 0’
manufacturer's instructions.

Campo/Miller, Inc. Evaluator: Ken Wilcox Associates
P. O. Box 1809 : Tel: (816) 443-2494

Portervilie, CA 93258 ‘

Tel: (209) 781-6862 : Date of Evaluation: 06/23/95

58 .
Appearance on this listis not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of a
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulatlons




Revision Date: April 18, 1997
Campo/Miller, Inc.

LS300-120 PLUS, AL; LS300-120 PLUS, AL, A/S and LS300-120 PI.US AL,LSI

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

Certification: Leak rate of 0.1 gph with Pp = 100% and P = 0%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: . Ga‘soline,v diesel, aviation fuels, fuel oils #4 and #6, waste oil, kerosene, and solvents.

Specification: System tests pressurized fiberglass and steel pipelines. | |

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 163 gallone.

Waiting Time: None between delivery and testing.
Minimum of 6 hours between dispensing and testing.

Test Period: Minimum of 34 minutes.
Test data are acquired and recorded by a microprocessor.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline when pump has been idle for 6 hours
Preset threshold.
Triplicate testing to determine if pipeline is leaking.
Dispenser shutdown, indicator light and alarm activation if leak is declared.

Calibration: System must be checked annually and cahbrated if necessary in accordance with
manufacturer's instructions.

Campo/Miller, inc. Evaluator: Ken Wilcox Associates

P. O. Box 1809 ‘ . ‘ Tel: (816) 443-2494
Porterville, CA 93258 :

Tel: (209) 781-6862 ©  Date of Evaluation: 06/23/95
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Computerizing, inc. ‘

Computank V. 3.0
STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUANTITATIVE) 0}

Certification: Leak rate of 0.1 gph with Pp=99.5% and Pra=2%.
Leak Threshold: 0.05 gph. A leak is declared when leak rate equals or exceeds this thre§hold.
Applicability: | Gasoline, diesel, aviation fuel, and fuel oil #4. |
Tank Capacity: Maximum of 18,000 gallons.
Data Requirement: Minimum of 30 days of usable product level and flow through data are required.
Comments: Not evaluated using data from manifold tank systems. ‘

Of 41 data sets submitted for evaluation, 17 were not analyzed. .

Median monthly throughput of tanks evaluated was 2,340 gallons.

Leak rates of 0.05, 0.1, and 0.2 gph were used in evaluation.
Data sets evaluated were supplied by evaluator.

Computerizing, Inc. Evaluator: Ken Wilcox Associates
PO Box 99 Tel: (816) 443-2494

Scottsboro, AL 35768 ‘

Tel: (205) 259-1805 Date of Evaluation: 09/17/92
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Control Engineers

. ' Line Leak Detector
Model LLP2
AUTOMATIC ELECTRONIC LINE LEAK DETECTOH

Certification: ~ Leak rate of 3.0 gph with Pp = 100% and Pra = 0%.

_ Leak Threshold: 1.88 gph. A leak is declared if the output of the measurement system
equals or exceeds this threshold.

Applicability: Gasoline, diesel, and aviation fuel.

Specification: System tests pressurized fiberglass and steel pipelines.
Tests are conducted at operating pressure.

Pipeline Capacity: Maximum of 89 gallons.

Waiting Time: = None between delivery and testing.
None between dispensing and testing.

Test Period: Response time is approximately 10 seconds. ‘
Test data are acquired and recorded by a permanently installed microprocessor.
Calculations are automatically performed by a microprocessor.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.

Single test to determine if pipeline is leaking.
Dispensershutdown, indicator light and alarm activation if Ieak is declared.

Calibration: System must be checked annually and calibrated if necessary in accordance wnth
’ manufacturer's instructions. .

Comments: No longer manufactured by Control Engineers.

Control Engineers - Evaluator: Midwest Research Institute
P. O. Box 8037 : , Tel: (816) 753-7600

Houma, LA 70361

Tel: (504) 872-4541 ‘ Date of Evaluation: 07/18/94
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Control Engineers : !

Line Leak Detector , :
Model LLP2 ‘ ; ‘)

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

Certification: Leak rate of 0.1 gph with Pp=100% and PFA_O%

Leak Threshold: 0.05 gph. A leakis declared if the output of the measurement system equals or exceeds

this threshold.
Applicability: Gasoline, diesel, and aviation fuel.

Specification: System tests pressurized fiberglass and steel pipelines.
Tests are conducted at operating pressure. ,

Pipeline Capacity: Maximum of 89 gallons:

Waiting Time: None between delivery and testing.
Minimum of 15 minutes between dispensing and testing.

Test Period: Minimum of 30 minutes.
Test data are acquired and recorded by a permanently installed mlcroprocessor
Calculations are automatically performed by a microprocessor. ‘

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.

Preset threshold. . 3
Single test to determine if pipeline is leaking. ‘ oo
Dispenser shutdown, indicator light and alarm activation if leak is declared

Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Comments: No longer manufactured by Control Engineers.

Contro! Engineers Evaluator: Midwest Research Institute

P. O. Box 9037 , Tel: (816) 753-7600

Houma, LA 70361

Tel: (504) 872-4541 Date of Evaluation: 07/18/94
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Control Engineers ’

| CEI 3000 Tank Level Module - Version TLP2
Normal/Rapid Test Mode

. ' ~ (Magnetostrictive Probe)
AUTOMATIC TANK GAUGING SYSTEM

~ Certification: Leak rate of 0;2 gph with Pp = 95.0% and Pga = 0.1% in normal test mode.
Leak rate of 0.2 gph with Pp = 95.0% and Pra = 5.0% in rapid test mode.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. ‘

Applicability: Gasoline, diesel, and aviation fuel.

Tank Capacity: Maximum of 15,000 galions. .
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 6 hours, 40 minutes between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 4 hours for normal test mode and 1 hour, 12 minutes for
rapid test mode. ‘ : ‘
Test data are acquired and recorded by a microprocessor.
Leak rate is calculated from data determined to be valid by statistical analysis.
' There must be no dispensing or delivery during test.
Temperature: Averagé for product is determined by a minimum of 5 temperature resistance
‘ ' detectors (RTDs).
Water Sensor: Must be used to detect water ingress.

Minimum detectable water level in the tank is 0.49 inch.
Minimum detectable change in water level is 0.05 inch.

Calibration: RTDs and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Comments: "Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. :
EPA leak detection regulations require testing of the portion of the tank system which

. routinely contains product.

Control Engineers no longer manufactures this equipment. The company and rights for
this product were sold to Veeder-Root. For product support information, contact Veeder-

Root.
Veéder-Root o Evaluator: Midwest Research Institute
125 Powder Forest Dr. Tel: (816) 753-7600
Simsbury, CT 06070-2003

Tel: (203) 561-2700 Date of Evaluation: 05/27/92
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Control Engineers :

Normal/Rapid Test Mode
(Magnetostrictive Probe)
AUTOMATIC TANK GAUGING SYSTEM

CEI 3000 Tank Level Module - Version TLP2 3 0

Certification: Leak rate of 0.1 gph with Pp = 99.2% and P;-A = 0.08% in normal test mode.
Leak rate of 0.1 gph with Pp = 95.0% and Pga = 5.0% in rapid test mode.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, and aviation fuel

Tank Capacity: Maximum of 15,000 gallons.
Tank must be minimum 95% full.

Waiting Time: Minimum of 6 hours, 40 minutes between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 6 hours, 23 minutes for normal test mode and 2 hours, 40 minutes
for rapid test mode.
Test data are acquired and recorded by a microprocessor.
Leak rate is calculated from data determined to be valid by statistical analysus
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 temperature resnstance
detectors (RTDs).

Water Sensor:  Must be used to detect water ingress. | S i 0
Minimum detectable water level in the tank is 0.49 inch.
Minimum detectable change in water level is 0.05 inch.

Calibration: RTDs and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product. :
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.
Control Engineers no longer manufactures this equipment. The company and rights for
‘this product were sold to Veeder-Root. For product support information, contact Veeder-

Root.
Veeder-Root Evaluator: Midwest Research Institute
125 Powder Forest Dr. Tel: (816) 753-7600
Simsbury, CT 06070-2003
Tel: (203) 561-2700 Date of Evaluation: 05/21/92
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EBW, INC.
| Auto-Stik Il and Auto-Stik Jr.
‘ ' ‘ (Magnetostrictive Probe)
AUTOMATIC TANK GAUG!NG SYSTEM
Certification:  Leak rate of 0.2 gph with Pp=99.9% and Pea=0.1%.
Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, and solvents.

Other liquids with known coefficients of expansion and density may be tested
after consultation with the manufacturer. '

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 6 hours between delivery and testing.
Minimum of 6 hours between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 4 hours. :
‘ Test data are acquired and recorded by a computer.
Leak rate is calculated from average of subsets of all data collected.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 thermistors.

Water Sensor: Must be used to detect water ingress.
. Minimum detectable water level in the tank is 0.49 inch.
M1n|mum detectable water level change is 0.0052 inch.
Calibration: Thermlstors and probe must be checked and calibrated in accordance with
manufacturer’s instructions. ‘

Comments: Not evaluated using manifold tank systems.
Tegts only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulatlons require testing of the porhon of the tank system which
routinely contains product.
Auto Stik Jr. is used with up to 4 magnetostnctrve probes and can handle up to 8 input

sensors.
Auto Stik It is used with up to 16 magnetostrrctnve probes and can handle up to 64 mput
sensors.

EBW, INC. ' , Evaluator: Ken Wilcox Associates

2814 McCraken Ave. - Tel: (816) 443-2494

Muskegon, Ml 49443 .

Tel: (800) 475-5151 Date of Evaluation: 08/20/93
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EBW, INC. ;

(Magnetostrictive Probe)

Auto-Stik Il and Auto-Stik Jr. |
AUTOMATIC TANK GAUGING SYSTEM 0

Certification: Leak rate of 0.1 gph with Pp=98.3% and Pga=1.7%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, and solvents.

Other liquids with known coefficients of expansion and density may be tested
after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons. |
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 6 hours between delivery and testing.
Minimum of 2 hours between dispensing and testing. .
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 4 hours.
Test data are acquired and recorded by a computer.
Leak rate is calculated from average of subsets of all data collected.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 thermistors.
Water Sensor: Must be used to detect water ingress.

Minimum detectable water level in the tank is 0.49 inch.
Minimum detectable water level change is 0.0052 inch.

Calibration: Thermistors and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product. 4
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. j
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. , : ' :
Auto Stik Jr. is used with up to 4 magnetostrictive probes and can handle up to 8 input

sensors. ‘
Auto Stik Il is used with up to 16 magnetostrictive probes and can handle'up to 64 input
sensors. , ‘

EBW, INC. Evaluator: Ken Wilcox Associates

2814 McCraken Ave. Tel: (816) 443-2494

Muskegon, Ml 49443 |

Tel: (800) 475-5151 Date of Evaluation: 08/20/93
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EBW, Inc.

AUTO-STIK Discriminating Sensors
LS-5,LS-35

LIQUID-PHASE INTERSTITIAL DETECTOR

~ Detector:
Output type: " qualitative
Sampling frequency: continuous

Operating principle: float switch and product permeability

Test Results:

LS-5 . LS-35

unleaded diesel unleaded diesel

gasoline fuel water gasoline fuel water
Float switch .
Accuracy (%) 100 100 100 .| 100 100 100
Detection time (sec) <1 <1 <1 <1 <1 ‘ <1
Fall time (sec) B I <1 <1 <1 <1 <1
Lower detection limit (in) - 1.317 . 1.234 1.516 1.317 1.234 1.156
Polymer strip . - .
Accuracy (%) 100 100 . N/R* 100- 100 N/R
Detection time (min) ~7 ~60 N/A* ~7 - ~B60 N/A
Fall time (sec) N/A ‘ N/A N/A N/A N/A N/A
Lower detection limit (in) <0.014 <0014 NA <0.014 <0.014 N/A.

*See glossary.

Specificity Results:

Activated: unleaded gasoline, diesel fuel, water.

Manufacturer and evaluator claim that sensors will respond to any liquid, except for the polymer strip sensor,
which will not respond to water.

Manufacturer’s Specifications:

Operating temperatures for LS-5 are -40 degrees F to 150 degrees F (-40 degrees C to 65.5 degrees C).
Operatmg temperatures for LS-30A are -40 degrees F to 140 degrees F(-40 degrees C to 60 degrees C).
There is no manufacturer’s recommended maintenance schedule :

Comments:

Test procedures used were modified by evaluator from EPA's "Standard Test Procedures for Evaluating
‘Leak Detection Methods: Liquid-Phase Out-of-Tank Product Detectors," and from EPA's "Standard Test
Procedures for Evaluatmg Leak Detection Methods: Nonvolumetric Tank Tightness Testing Methods," March
1990.

Polymer sensor can be reset by exposing it to air.

Detector is reusable. -

Evaluation also included the LS-10, LS-15, and L.S-20 liquid-phase out-of-tank product detectors which are
listed separately.

EBW, INC. | Evaluator: Ken Wilcox Associates

2814 McCraken Ave. Tel: (816) 443-2494
Muskegon, Ml 49443
Tel: (616) 755-1671 Date of Evaluation: 07/05/94
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EBW, Inc.
AUTO-STIK Discriminating Sensors |
LS-10,LS-15,LS-20 ‘ ‘)
LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: float switch and product permeability

Test Resuits:
LS-10,LS-15,L.5-20

unleaded gasoline diesel water
Float Switch ;
Accuracy (%) 100 ‘ 100 100
Detection time (sec) <1 <1 <1
Fall time (sec) <1 <1 <1
Lower detection limit (in) 2.870 2.822 2.667
Polymer Strip
Accuracy (%) 100 100 N/R*
Detection time (min) ~7 ~60 N/A*
Fall time (sec) N/A N/A N/A
Lower detection limit (in) <0.014 <0.014 N/A
*See glossary.

Specificity Results: 0

Activated: unleaded gasoline, diesel fuel, and water. ‘
Manufacturer and evaluator claim sensors will respond to any liquid, except polymer strip will not respond
to water.

Manufacturer’s specifications: :
Operating temperature: -20 degrees F to 150 degrees F( -28.9 degrees C to 65.5 degrees C).
There is no manufacturer's recommended maintenance schedule.

Comments: ;
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.

Test procedures used were modified by evaluator from EPA's "Standard Test Procedures for Evaluation Leak
Detection Methods: Liquid-Phase Out-of-Tank Product Detectors," March 1990, and from EPA’s “Standard
Test Procedures for Evaluating Leak Detection Methods:Nonvolumetric Tank Tightness Testing Methods,”
March 1990. . :

Polymer sensor can be reset by exposing it to air.

Detector is reusable. ‘

This evaluation also included the LS-5 and LS-35 interstitial detectors, which are listed separately.

EBW, INC. Evaluator: Ken Wilcox Associates
2814 McCraken Ave. Tel: (816) 443-2494

Muskegon, Ml 49443 :

Tel: (616) 755-1671 Date of Evaluation: 07/05/94

68 !
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations. ‘




| Revision Date: April 18, 1097
EBW, inc.

Liquid Sensor System
LS-3A, LS-30A, LS-7

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampiling frequency: continuous
Operating principle: float switch
Test Results: o
LS-3A N.C. {(normally closed) LS-3A N.O. (normally open)
unleaded diesel unleaded diesel
gasoline fuel water gasoling . fuel water
Accuracy (%) ‘ 100 100 100" 100 100 100
Detection time (sec) <1 <1 <1 <1 . <1 <1
Fall time (sec) <1 <1 <1 - <1 <1 <1
Lower detection limit (cm) 2.59 2.36 2.08 2.59 2.39 2.08 .
LS-30A (low level) LS-30A (high level) LS-7
unleaded diesel unleaded  diesel unleaded
o gasoline  fuel = water gasoline fuel water gasoline  water
Accuracy (%) 100 100 100 100 100 100 100 100
Detection time (min:sec) <1 <1 <1 <1 <1 <1 <1 <1
Fall time (hr:min:sec) <1 <1 > <1 <1 <1 o<« <1 <1
Lower deteption fimit (cm) 8.79 8.48 8.15 23.65 23.04 22.78 1.09 0.81

Specificity Results:
Activated: unleaded gasoline, diesel fuel (except LS-7), water. ,
Sensors will respond to any liquid which has sufficient depth and density to raise float.

Manufacturer’s Specifications: v . o v ,

- Operating temperatures for LS-3A are -40 degrees F to 180 degrees F (-40 degrees C to 82.2 degrees C).
Operating temperatures for LS-30A are -40 degrees F to 140 degrees F(-40 degrees C to 60 degrees C).

Minimum specific gravity for LS-7A is 0.70. )

There is no manufacturer’s recommended maintenance schedule.

Comments: - , ‘ -
Test procedures used were modified by evaluator from EPA's "Standard Test Procedures for Evaluating
Leak Detection Methods: Liquid-Phase Out-of-Tank Product Detectors," March 1990
Detector is reusable. ' ’

EBW, inc. Evaluator: Ken Wiicox Associates
2814 McCracken Ave. ‘ " Tel: (816) 443-2494

Muskegon, Ml 49443 :

Tel: (616)755-1671 : Date of Evaluation: 04/20/93
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Certification:

Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:

Waiting Time:

Test Period:

System Features:

Revision Date: April 18, 1997
EFA Technologies, Inc.

LeakNet ' - ‘}

LARGE DIAMETER PIPELINE LEAK DETECTOR
Leak rate of 3.0 gph at 10 psi with Pp = 100% and Pga = 0%.

2.2 gph. Aleak is declared if the output of the measurement system equals or exceeds
this threshold. ‘

Gasoline, diesel, aviation fuels, fuel oil #4, waste oil, and solvents.

System tests pressurized bulk material transfer pipelines.

Suitable for all pressurized steel, plastic, fiberglass, or concrete plpelmes

System is used as an equnvalent 3 gph line ieak detector.

Leak detection flow rates are proportional to pressure in pipeline.

Testing is conducted while the product is not flowing in the plpellne

Pipeline must be full and under pressure.

Gravity feed pipelines under constant static head pressure may be tested with system

Maximum of 116, 230 galions.

System tested on 58,115 gallon pipeline.

Use of pipeline test protocol allows methods to be used on pipelines twice the
volume of test pipeline. Contact manufacturer prior to using on pipelines exceedmg
58,115 gallons through 116,230 gallons

None between delivery and testing.
None between dispensing and testing. “ n

Response time ranges from 2 to 5 minutes.
Test data are acquired and recorded by a computer.
Calculations are automatically performed by computer.

Permanent installation on pipeline.

Automatic testing of pipeline at least once per hour under static condmons

Continuous operation during flowing conditions (however, thresholds are hlgher due to
hydralrc

noise in pipeline).

Declares leak if current changes in pressure exceed tuning parameters, or if pressure
fluctuates in a manner that is characteristic of a leak.

Dispensers shutdown, indicator light and alarm activation if ieak is declared.

Calibration: System must be checked annually. Standard electronic field instruments used by the
system require normal annual inspection and calibration checks. -
Comments: Designed to replace a mechanical line leak detector to detect equivalent 3
gph releases at 10 psi on large pipelines at pressures hlgher than those found at typical
service station
EFA Technologies, Inc. Evaluator: Ms. Terri Regan - Naval Facilities Engmeenng
116 20th St. Service Center ‘
Sacramento, CA 95814 Tel: (202) 433-5196

Tel: (916) 443-8842

Date of Evaluation: 09/26/95

Appaarance on this listis not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulatlons




. : Revision Date: April 18, 1997
Egemin Naamloze Vennootschap '

E'SPI il
(Mass Buoyancy Probe)
AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.2 gph with Pp=97.9% and Pea=1.1%.

Leak Threshold: ) 0.075 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel, and solvents.

* Tank Capacity:  Maximum of 15,000 gallons.
Tank must be between 50 and 95% fulIA.

Waiting Time: Minimum of 7 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 5 hours, 30 minutes.
Test data are acquired and recorded by a computer.
Leak rate is calculated from average of subsets of all collected data.
There must be no dispensing or delivery during test. :

Temperature: Average for product is obtained by a single moving quartz crystal temperature sensor.

Water Sensor:  Must be used to detect water ingress.
Minimum detectable water level in the tank is 0.253 inch.
Minimum detectable change in water level is 0.029 inch.

Calibration: Temperature sensor and probe must be checked and calibrated in accordance wnth
* manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consnstent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testmg of the portion of the tank system which
routinely contains product.

Egemin Naamloze Vennootschap ' Evaluator: Midwest Research Institute
Bredabaan 1201 - 2900 Tel: (816) 753-7600 ‘

Schoten, Belgium

Tel: 011-32-3-03/645 27 90 Date of Evaluation: 12/21/90
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Revision Date: April 18, 1997
Egemin Naamloze Vennootschap

- E'SPIIV .
(Mass Buoyancy Probe) ‘
AUTOMATIC TANK GAUGING SYSTEM ‘

Certification: Leak rate of 0.2 gph with Pp=97.2% and Pgx=0.3%.

Leak Threshold: 0.1 gph. Aleakis declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, fuel oil, and solvents.’

Tank Capacity:  Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 6 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 2 hours, 15 minutes.
Test data are acquired and recorded by a computer.
Leak rate is calculated from average of subsets of all collected data.
There must be no dispensing or delivery during test

Temperature: Average for product is determined by a minimum of 5 thermistors.
Water Sensor:,  Must be used to detect water ingress.

Minimum detectable water level in the tank is 0.253 inch. ‘ ‘
Minimum detectable change in water level is 0.029 inch. ‘ : E

Calibration: Thermistors and probe must be checked and callbrated in accordance with
manufacturer's instructions. ‘

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (dueto
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detettion regulations require testing of the portion of the tank system which
routinely contains product.

Egemin Naamloze Vennootschap Evaluator: Midwest Research Institute
Bredabaan 1201 - 2800 Tel: (816) 753-7600

Schoten, Belgium .

Tel: 011-32-3-03/645 2790 - Date of Evaluation: 12/21/90
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. . Revision Date: April 18, 1997
Emeco Electronics, Tuthill Corp.

EECO System LLD (Q0011)
‘ AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Certification: ' Leak rate of 3.0 gph with PD.;. 100% and Pga = 0%.
Leék Threshold: 2.0 gph. A leak is declared if the output of the measurement system equals or

exceeds this threshold.

‘ Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4.
Specification: System tests pressurizéd fiberglass and steel pipelines.
Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 67.4 galloﬁs.
Waiting Time: None between delivery and testing.

None between dispensing and testing.

Test Period: Response time is 2 minutes.
Test data are acquired and recorded by a mlcroprocessor
Calculations are automatlcally performed by the microprocessor.

System Features: - Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is Ieakmg
‘ Dispenser shutdown, message display, and alarm actlvatlon if leak is declared.

Calibration: System must be checked annually and calibrated if neceésary in accordance with
manufacturer's instructions.

Emco Electronics, Tuthill Corp. Evaluator: Ken Wilcox Associates

114 MacKenan Dr. Tel: (816) 443-2494
Cary, NC 27511 .
Tel: (800) 342-6125 . Date of Evaluation: 12/31/93
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Revision' Date: April 18, 1997
Emco Electronics, Tuthill Corp.

EECO System LLD (Q0011) ; ‘)
AUTOMATIC ELECTRONIC LINE LEAK DETECTOR |

Certification: Leak rate of 0.2 gph with Ppo= 100% and Pga = 0%.

Leak Threshold: 0.1293 gph. Aleakis declared if the output of the measurement system equals or

exceeds this threshold.
Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4.
Specification: System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 67.4 gallons.

Waiting Time: None between delivery and testing.
Ranges from 0 to 1 hour, 27 minutes between dispensing and testing.

Test Period: Minimum of 9 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.

Single test to determine if pipeline is leaking. '
Dispenser shutdown, message display, and alarm activation |f leak is declared , G

Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Emco Electronics, Tuthill Corp. Evaiuator: Ken Wilcox Associates, Inc.
114 MacKenan Dr. Tel: (816) 443-2494

Cary, NC 27511

Tel: (800) 342-6125 Date of Evaluation: 07/18/94
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Revision Date: April 18, 1997
Emco Electronics, Tuthill Corp. ‘

‘ EECO System LLD (Q0011)
AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

 Certification: . Leak rate of 0.1 gph with Pp = 100% and VPFA =0%
Leak Threshold: 0.0793 gph. A leak is declared if the output 6f the measurement system equals or exceeds
this threshold.
Appiicability: Gasdline, diesel, aviétion fuel, and fuel oil #4.
Specification: System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 67.4 gallons.

Waiting Time: None between delivery and testing.
‘ Ranges from 0 to 2 hours, 48 minutes between dispensing and testing.

Test Period: Minimum of 31 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is leaking.
‘ Dispenser shutdown, message display, and alarm activation if leak is declared.

Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Emco Electronics, Tuthill-Corp. Evaluator: Ken 'Wilcox Associates

114 MacKenan Dr. ' Tel: (816) 443-2494
Cary, NC 27511 ‘
Tel: (800) 342-6125 Date of Evaluation: 12/31/93
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Certification:
Leak Threshold:

Applicability:
Specification:

Pipeline Capacity:
Waiting Time:

Test Period:

System Features:

Calibration:

» . Revision Date: April 18, 1997
‘Emco Electronics, Tuthill Corp. f .

EECO System LLD 1
(for Flexible Pipelines) ‘ , ‘)
AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

Leak rate of 3.0 gph with Pp = 100% and Pga = 0%

2.0 gph. A leak is declared if the output of the measurement system equals or exceeds this
threshold.

Gasoline, diesel, aviation fuel, and fuel oil #4.

System tests flexible pipelines.
Tests are conducted at operating pressure.

Maximum of 49.6 gallons.

None between delivery and testing.
None between dispensing and testing.

Response time is 11 minutes, 24 seconds.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

Permanent installation on pipeline.

Automatic testing of pipeline.

Preset threshold. :

Single test to determine if pipeline is leaking. ' ‘

Dispenser shutdown, message display, and alarm activation if leak is declared. 0

System must be checked annuélly and calibrated if necessary in accordance with
manufacturer's instructions.

Emco Electronics, Tuthill Corp. Evaluator: Ken Wilcox Associates

144 MacKenan Dr.
Cary, NC 27511

Tel: (800) 342-6125

Tel: (816) 443-2494

Date of Evaluation: 07/18/94
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. Revision Date: April 18, 1997
Emco Eiectronics, Tuthill Corp.

EECO System LLD

‘ (for Flexible Pipelines)

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

Certification: Leak rate of 0.1 gph with Pp = 100% and Pgs = 0%

Leak Threshold:  0.0793 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, di_esel, aviation fuel, and fuel oil #4.

Specification: System tests flexible pipelines.

Tests are conducted at average pressure of 10 psi.
Pipeline Capacity: Maximum of 49.6 gallons.

Waiting Time: None between delivery and testing.
Minimum of 14 minutes between dispensing and testing.

Test Period: Minimum of 9 hours. :
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.
System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.

Single test to determine if pipeline is leaking.
Dispenser shutdown, message display, and alarm activation if leak is declared.

Calibration: System must be checked annually and cahbrated if necessary in accordance with
manufacturer's instructions.

- Emco Electronics, Tuthill Corp. Evaluator: Ken Wilcox Associates
114 MacKenan Dr. Tel: (816) 443-2494
Cary, NC-27511 4 .
Tel: (800) 342-6125 ; Date of Evaluation: 07/18/94
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Revision Date: Aprii 18, 1997
Emco Electronics, Tuthill Corp. ‘

EECO System TLMW/0.2 gph Precision Test -
(Magnetostrictive Probe) ‘ ‘ 0)
AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0,2 gph with Pp = 99.1% and Pea = 0.9%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, and solvents.
. Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time:  Minimum of 6 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 1 hour, 54 minutes
Test data are acquired and recorded by a microprocessor.
Mlcroprocessor automatically determines test time based on tank size and product level.
Leak rate is calculated from data determined to be valid by statistical analys:s
There must be no dispensing or delivery during test.

Temperature:  Average for product is determined by a minimum of 5 thermistors.

Water Sensor:  Must be used to detect water ingress.
Minimum detectable water level in the tank is 0.66 inch. \
Minimum detectable change in water level is 0.039 inch. g

Calibration: Thermistors and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product. '
As product level |sJowered leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which routinely
contains product.

Emco Electronics, Tuthill Corp. Evaluator: Ken Wilcox Associates
114 MacKenan Dr. Tel: (816) 443-2494

Cary, NC 27511 ‘

Tel (800) 342-6125 Date of Evaluation: 12/23/93
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Revision Date: April 18, 1897
Emeco Electronics, Tuthil! Corp. '

EECO System TLM/0.1 gph Precision Test
(Magnetostrictive Probe)
‘ AUTOMATIC TANK GAUGING SYSTEM
Certification: Leak rate of 0.1 gph with Pp = 99% and Pgs = 1%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or exceeds
thls threshold.

Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4. ‘ .
Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
. Tank must be between 50 and 95% full.

Waiting Time: ~ Minimum of 6 hours between delivery and testing.
None between dispensing and testing.
There must be no delivery during waiting time.

Test Period: = Minimum of 3 hours, 45 minutes.
During the evaluation, test duration averaged 3 hours, 45 minutes at 95% full
and 5 hours, 58 minutes at 50% full.
Test data are acquired and recorded by a mlcroprocessor
Leak rate is calculated from data determined to be valid by statistical analysrs
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 resistance temperature

‘ detectors (RTDs).
Water Sensor:  Must be used to detect water ingress.

Minimum detectable water level in the tank is 0.66 inch.
Minimum detectable change in water level is 0.039 inch.

Calibration: RTDs and probe must be checked regularly and callbrated in accordance
with manufacturer’s instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. '
EPA leak detection regulations require testing of the portion of the tank system which routinely
contains product

Emco Electronics, Tuthill Corp. Evaluator: Midwest Research Institute
114 MacKenan Dr. Tel: (816) 753-7600

Cary, NC 27511 ‘ .

Tel: (800) 342-6125 Date of Evaluation: 02/08/94
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: Revision Date: April 18, 1897
Emco Electronics, Tuthill Corp.

(Magnetostrictive Probe)

EECO System TLM/0.2 gph Quick Test .
AUTOMATIC TANK GAUGING SYSTEM a}

Certification: Leak rate of 0.2 gph with Pp = 95.4% and Pga = 4.6%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, and solvents.
Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 85% full.

Waiting Time:  Ranges from 1 to 6 hours between delivery and testing depending on tank condmons
There must be no dlspensmg or delivery during waiting time.

Test Period: Minimum of 53 minutes.
Test data are acquired and recorded by a microprocessor.
Mlcroprocessor automatically determines test time based on tank size and product Ievel
Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test.

Temperature:  Average for product i is determined by a minimum of 5 resistance temperature
detectors (RTDs).

Water Sensor:  Must be used to detect water ingress. ‘ ‘
Minimum detectable water level in the tank is 0.66 inch. ‘ ‘
Minimum detectable change in water level that can be declared is 0.039 inch.

Calibration: RTDs and probe must be checked and calibrated in accordance with
manufacturer’s instructions. .

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which routinely
contains product. ‘

Emco Electronics, Tuthill Corp. Evaluator: Ken Wilcox Associates
114 MacKenan Dr. Tel: (816) 443-2494

Cary, NC 27511 '

Tel: (800) 342-6125 Date of Evaluation: 12/23/93
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. Revision Date: April 18, 1997
Emeco Electronics, Tuthill Corp.

. ‘ EECO System TLM/0.1 gph Quick Test
‘ (Magnetostrictive Probe)
AUTOMATIC TANK GAUGING SYSTEM

Certification:  Leak rate of 0.1 gph with Pp = 96% and Pra = 4%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4.
Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time:  Minimum of 6 hours between delivery and testing.
None between dispensing and testing. '
There must be no delivery during waiting time.

Test Period: Minimum of 1 hour, 44 minutes. . :
During the evaluation, test duration averaged 2 hours, 46 minutes at 50% full and
1 hour, 44 minutes at 95% full. ' S
Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test. :

. Temperature: Average for product is determined by a minimum of 5 resistance temperature
detectors (RTDs).

. Water Sensor:  Must be used to detect water ingress.
Minimum detectable water level in the tank is 0.66 inch.
Minimum detectable change in water level is 0.039 inch.

Calibration: RTDs and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
‘Tests only portion of tank containing product. - v '
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
- EPA leak detection regulations require testing of the portion of the tank system which routinely
contains product. :

Emco Electronics, Tuthill Corp. Evaluator: Midwest Research Institute

114 MacKenan Dr. ‘ Tel: (816) 753-7600
Cary, NC 27511 ‘ o
Tel: (800) 342-6125 r Date of Evaluation: 02/15/94
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' Revision Date: April 18, 1997
Emco Electronics, Tuthill Corp.

EECO system, Leak Sensor lI, Leak Sensor Jr. Thermistor and Proximity probes 0
LIQUID-PHASE INTERSTITIAL DETECTOR
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: thermal conductivity, proximity switch
Test Results:

EECO system Leak Sensor i Leak Sensor Jr.
unleaded synthetic unleaded synthetic unleaded synthetic,
gasoline gasoline . gasoline  gasoline gasoline gasoline

Accuracy (%) 100 100 100 1000 100 100

Detaction time (sec) <5 <5 <5 <5 <5 <5

Fall time (sec) manual reset manual reset manual manual manual manual reset

reset reset reset w .

Lower detection limits (cm) 1
Themistor 1.22 1.12 114 1.14 1.24 1.19
Proximity 0.97 1.04 1.12 117 1.12 117

Specificity Results:

Activated: unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, toluene, xylene(s), water.

Comments: '
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater

monitoring. , ‘

Test procedures used were modified by evaluator from EPA’s “Standard Test Procedures for ‘)
Evaluating Leak Detection Methods: Liquid-Phase Out-of-Tank Product Detectors,” March 1990

and “Standard Test Procedures for Non-Volumetric Tank Tightness Test Methods,” March 1990. -

Detector is reusable. '

Systems alarm if either water or product leaks into interstitial space.

Emco Electronics, Tuthill Corp. Evaluator: Ken Wilcox Associates
114 MacKenan Dr. Tel: (816) 443-2494

Cary, NC 27511

Tel: (800) 342-6125 : Date of Evaluation: 11/09/92
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Engineered Systems, Inc. .

' Image Ii
‘ . (Magnetostrictive Probe)
: C : AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.2 gph with Pp = 96.6% and Pg, = 3.4%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
: this threshold.
Applicability: Gasoline, diesel, aviation fuel, and solvents.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be minimum 90% full.

Waiting Time: Minimum of 8 hours between delivery and testing.
‘ There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 6 hours. :

: Test data are acquired and recorded by a computer.
Leak rate is calculated from average of subsets of all collected data.
There must be no dispensing or delivery during test.

‘Temperature: - - Average for product is determined by a minimum of 5 resistance temperature

detectors (RTDs).
Water Sensor: Must be used to detect water ingress.
: Minimum detectable water level in the tank is 0.83 inch.
‘ Minimum detectable water level change is 0.0116 inch.
Calibration: RTDs and probe must be checked and cahbrated in accordance with

manufacturer's instructions.

- Comments: - Not evaluated using manifold tank systems.
Tests only portion of tank containing product. ‘
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which
" routinely contains product.

Engineered Systems Inc. Evaluator: Ken Wilcox Associates, Inc.

2001 W. Campus Dr. Tel: (816) 443-2494
Tempe, AZ85282 - . ‘
Tel: (602) 438-1362 Date of Evaluation: 08/20/93
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Entropy Limited
Precision Tank Inventory Control System Rev. 90 .
STATISTICAL INVENTORY RECONCIL!ATIO'NK TEST METHOD (QUANTITATIVE) ‘

Certification: Leak rate of 0.1 gph with Pp=99.5% and Pg;=<0.5%.
Leak Threshold: 0.05 gph. A leak is dectared when leak rate equals or exceeds this threshold.
Applicability: Gasoline, diesel, aviation fueli, fuel oil #4. | |
Tank Capacity: Maximum of 21,000 gallons for single tanks.

Size limits using an acceptable protocol for manifold tank systems have not been

determined.

Data Requirement: Minimum of 30 days of product level and flow through data.

Comments: Not evaluated for manifolded tank systems using an acceptabie protocol.
32% of data sets evaluated were from manifold tank systems.
Of 56 data sets submitted for evaluation, 6 were not analyzed due to unusable data
and none were inconclusive.
Median monthly throughput of tanks evaluated was 52, 207 gallons.
Leak rates ranging from 0.0497 to 0.203 gph were used in evaluation.
Data sets evaluated were supplied by evaluator. '

Entropy Limited Evaluator: Simpson, Gumpertz and Heger Inc.
S. GreatRd. Tel: (617) 643-2000

Lincoln, MA 01773

Tel: (617) 256-8901 Date of Evaluation: 11/30/93
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Revision Date: April 18, 1997
Entropy Limited

i Preeision Tank Inventory Control System, Version 90

STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUALITATIVE)

Certification:
Leak Threshold:
Applicability:
Tank Capacity:

Data Requirement:

Comments:

Entropy Limited
S.GreatRd.
Lincoln, MA 01773
Tel: (617) 256-8901

Leak rate of 0.1 gph with Pp=97.9% and Pgx=0%.

.0.04 gbh. A leak is declared when leak rate equals or exceeds this threshold.

Gasoline, diesel, aviation fuel, fuel oil #4.

Maximum of 15,000 gallons.

Minimum of 64 days of product level and flow through data.

Not evaluated using data from manifold tank systems.

Of 120 data sets submitted for evaluation, 13 were not evaluated and 16 were
inconclusive.

Median monthly throughput of tanks evaluated was 42,835 galions.
Data sets evaluated were supplied by evaluator.

Evaluator: Midwest Research Institute
Tel: (816) 753-7600

Date of Evaluation: 04/02/91
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Revision Date: April 18, 1997
Environment and Safety ‘

EASI Level-Tru
(Magnetostrictive Probe) : .
AUTOMATIC TANK GAUGING SYSTEM :

Certification: Leak rate of 0.2 gph with Pp=95.4% and Ppp=4.6%.
Leak Threshold: 0.1 gph. Aleak is declared if the output of the measurement system equals or exceeds

this threshold. '
Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, antifreeze, brake fluid, transmission flurd and

solvents.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Watiting Time: Minimum of 4 hours, 6 minutes between delivery and testing.
There must be no dispensing or delivery during - waiting time.

Test Period: Minimum of 3 hours, 36 minutes.
Test data are acquired and recorded by a computer.
Leak rate is calculated from data collected over the entire range of test perlod
There must be no dispensing or delivery durrng test.

Temperature: Average for product is determined by a minimum of 5 resistance temperature
: detectors (RTDs).
Water Sensor: . Must be used to detect water ingress. ‘ ‘
Minimum detectable water level in the tank is 0.896 inch.
Minimum detectable change in water level is 0.023 inch. E ‘ a’

Calibration: RTDs and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portron of tank containing product
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. ‘

Environment and Safety, Inc. ' Evaluator: Midwest Research Institute
2075 OToole Ave. Tel: (816) 753-7600

San Jose, CA 95131 o

Tel: (408) 954-5081 Date of Evaluation: 04/11/91
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: Revision Date: April 18, 1897
Environmental Fuel Systems, inc.

Fuel Finder Version v
VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR
Detector:

~ Output type:. ~ quantitative -
~ Sampling frequency: intermittent
Operating principle: adsorption sampling

Test Results: ‘

: " . benzene 2-methylbutane
Accuracy (%) [Avg. Reading] 106.8 [1647 ppm] 122.7 [1380 ppm]
Bias (%) 64.5 : : 38.2

Precision (%) , 22.3 ' . 53.2

Detection time (min:sec) . N/A* : N/A

Fall time (min:sec) . N/A . N/A

Lower detection limit (ppm) 77, - 116

* See glossary.

Specificity Results:

Percentages: ‘ ‘
benzene . 147.7
n-butane 90.7
n-hexane a 55.7
isobutane 51.1
2-methyipentane . 143.7
toluene , 66.5

Environmental Fuel Systems, Inc. Evaluator: Carnegie Mellon Research Institute
P.O. Box 1899 Tel: (412) 268-3495

Bandera, TX 78003 . :

Tel: (800) 375-7747 _ Date of Evaluation: 04/20/93
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: Revision Date: April 18, 1997
FCl Environmental, inc. ‘

Analog Hydrocarbon Probe AHP-100 v |
LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR ‘)
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: fiber optic chemical sensor
Test Results: .
unleaded synthetic
' gasoline , ‘ gasoline
Accuracy (%) 100 : ' 100
Detection time (min) <8 . ; . <8
Fall time (min) <5 T <5
Lower detection limit (cm) <0.01 . <0.01
Specificity Results:

Activated: unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, toluene, xylene(s)

Comments:
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Detector js reusable.

FCI Environmental, Inc. Evaluator: Ken Wilcox Associates
1181 Grier Dr., Bldg. B Tel: (816) 443-2494

Las Vegas, NV 89119 _

Tel: (800) 510-3627 Date of Evaluation: 01/15/94
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, Revision Date: April 18, 4997
FCI Environmental, Inc.

Digital Hydrocarbon Probe DHP-100

LIQUVI‘D-.PH‘ASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: qualitative

Sampling frequency: continuous

Operating principle: - . fiber optic chemical sensor - -

Test Resuilts:

unleaded synthetic
o gasoline . gasoline
Accuracy (%) , 100 - 100
Detection time (min) <8 <8
Fall time (min) <5 ' <5
Lower detection limit (cm) <0.01 - <0.01

Specificity Results:
Activated: unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, toluene, xylene(s)

Comments:
EPA and many states require detection of 1/8 inch (0.32 c¢m) of product for groundwater momtorlng
Detector is reusable.

FCI Environmental, Inc. . Evaluator: Ken Wilcox Associates
1181 Grier Dr., Bldg. B : Tel: (816) 443-2494

Las Vegas, NV 89119 : ‘ )

Tel: (800) 510-3627 Date of Evaluation: 01/15/94
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Revision Date: April 18, 1997
FCIl Environmental, inc. !

Analog Hydrocarbon Probe AHP-100

VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: " quantitative
Sampling frequency: continuous
Operating principle: fiber optic
Test Results: ;
EPA March 1990 protoco! Radian June 1990 protocol ‘
xylene benzene 2-methylbutane unleaded gasoline ‘ synméﬁc
, : gasoling
Relative accuracy’ (%) 2 35 NR' 12 2
Bias (%) 1 -23 N/R -7 -2
Precision (%) 1 11 N/R 4 .15
Detection time (min) <1 <1 N/R <1 B |
Fali time (min) <1 <1 N/R <1 <1
Lower Detect. Limit (ppm) 84

519 N/R 137 220
* See glossary.

Lower detection limit for other fuels (ppm):

JP-4 JP-8 ‘
digsel jet fuel jet fuel synthetic fuel p-xylene kerosene unleaded gasoline
1.01 3.08 2.22 343 2.60 2.18 2.02
Specificity Results (%) (corrected for sensitivity differences): ‘
EPA March 1880 protocol Radian June 1990 protocol
benzene 76 unleaded gasoline 93
toluene 96 . synthetic gasoline 98
p-xylene 101 JP-4 jet fuel 105
synthetic gasoline 100 n-hexane N/R
trimethylbenzene 107 xylene . 103
methane N/R ‘ :
butane N/R
2-methylbutane N/R
pentane NR

Comments:

Test procedures used were a combination of EPA’s "Standard Test Procedures for Evaluation Leak Detection
Methods: Vapor-Phase Out-of-Tank Product Detectors, "March 1990, and Radian Corporation's draft report
*Development of Procedures to Assess the Performance of External Leak Detection Devices: Vapor-Phase
ASTM-Formatted Methods," June 6, 1990.

FCI Environmental, Inc. Evaluator: Ken Wilcox Associates

1181 Grier Dr., Bldg. B Tel: (816) 443-2494

Las Vegas, NV 89119 ) :
Tel: (800) 510-3627 Date of Evaluation: 03/07/94 and 12/05/94
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- Revision Date: April 18, 1997
FCl Environmental, Inc.

Digital Hydrocarbon Probe DHP-100

VAPOR-PHASE OQUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: quantitative
Sampling frequency: continuous
Operating principle: fiber optic
Test Resuilts: ‘ ‘
EPA March 1990 protoco! - Radian June 1990 protocol
xylene  benzene 2-methylbutane unleaded gasoline synthetic
) gasoline
Relative accuracy’ (%) ] 17 N/R’ 18 ' 29
Bias (%) (o] -9 N/R . 1 -12
Precision (%) 0 11 N/R ‘ 9 10
Detection time (min) <1 <1 N/R <1 <1
Fall time (min) <1 <1 N/R <1 <1
Lower Detect. Limit (ppm) 45 280 N/R 73 118

* See glossary.

Specificity Results (%) (corrected for sensitivity differences):

EPA March 1990 protocol Radian June 1890 protocol
benzene 89 unleaded gasoline 101
toluene I 97 , synthetic gasoline 88
p-xylene 100 JP-4 jet fuel 109
synthetic gasoline 92 n-hexane o 108
trimethyibenzene 104 “ xylene N/R
methane N/R ' '
butane N/R
2-methylbutane ) N/R
pentane N/R

Comments:

Test procedures used were a combination of EPA's "Standard Test Procedures for Evaluation Leak Detection
Methods: Vapor-Phase Out-of-Tank Product Detectors,” March 1990, and Radian Corporation's draft report
"Development of Procedures to Assess the Performance of External Leak Detection Devices: Vapor—Phase
ASTM-Formaited Methods," June 6, 1990. :

FCl Environmental, Inc. - Evaluator: Ken Wilcox Associates
1181 Grier Dr., Bldg. B - Tel: (816) 443-2494

Las Vegas, NV 89119 )

Tel: (800) 510-3627 Date of Evaluation: 03/07/94
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Revision Date: April 18, 1997
FDR Services, Inc. !

GasPak Vapor Monitoring System 0
VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR
Detector:
Output type: quantitative
Sampling frequency: intermittent
Operating principle: product permeable detector

Test Results: (averages of multiple concentrations)

heptane, pentane, pentane, . : .

benzene 3-methyl  hexane Iso-octane  2.4-dimethyl 2,3.4-trimethyl toluene m-xylene
Accuracy (%) 103 102 107 103 105 104 104 99 '
Blas (%) -1 1 2 1 1 1 1 -6
Precision (%) 2 2 4 2 3 3 3 4
Lowaer dstection limit . '
(ppm) 1 1 1 1 3 . 1 1 4 .
Specificity (%) 100 100 102 101 101 100 100 94

Specificity Results: See results above.

Comments: .
Test procedures used were modified by evaluator from EPA's "Standard Test Procedures for Evaluating Leak
Detection Methods: Vapor-Phase Out-of-Tank Product Detectors," March 1990.

Detection times were not directly measured. However, evaluator states, “experiential evudence predicts that
the detector response will reach ‘alarm’ conditions (30% of maximum fresh fuel response) at a distance of 5
meters in shghtly over one day.”

Each cartridge is used once, then replaced by another.

GasPak is produced and analyzed by Fayette Environmental Services, Inc., with exclusive marketlng

and implementation rights assigned to FDR Setrvices, Inc.

FDR Services, Inc. Evaluator: David G. Bray, Ph.D.
P.O. Box 3930 University of Missouri - Columbia
Bryan, TX 77805 Tel: (573) 882-2439

Tel: (214)506-0588 _ Date of Evaluation: 07/27/94
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7 * Revision Date: April 18, 1997
* FE Petro, Inc.

‘ 'STP-MLD Pipeline Leak Detector
' AUTOMATIC MECHANICAL LINE LEAK DETECTOR
Certification: Leak rate of 3.0 gph with Pp=100% and Pra=0%.
- Leak Threshold: 2.0gph. A Ieak is declared if the output of the measurement system equais or exceeds
this threshold.
Applicability: =~ Gasoline, diesel, aviation fuel, fuel oil #4, and some solvents.
~ Specification: Systerﬁ tests fiberglass and steel pipelines.

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 129.14 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Response time is less than 30 seconds.

System Features: Permanent installation on pipeline.
) - Automatic testing of pipeline.
Preset threshold.
. Single test to determine if pipeline is leaking.
Restncted flow to dispenser |f leak is declared.

‘ Célibration: System must be checked annually and calibrated if necessary in accordance with
: ‘ manufacturer’s |nstruct|ons

FE Petro, Inc. " Evaluator: Ken Wilcox Associates, Inc.
P.O. Box 139 Tel: (816) 443-2494

McFarland, WI 53558 :

Tel: (608) 838-8786 ' Date of Evaluation: 07/01/92
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Revision Date: April 18, 1997
FE Petro, Inc. ‘

STP-MLD-D Pipeline Leak Detector - ‘)
AUTOMATIC MECHANICAL LINE LEAK DETECTOR | |
Certification: Leak rate of 3.0 gph with Pp=100% and PFA=0%.

Leak Threshold: 2.0 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Diesel

Specification: System tests steel and fiberglass pipelines.:
Tests are conducted at operating pressure.

Pipeline Capacity: Maximum for rigid system is 341 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Average response time is 1 minute.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is leaking.
Restricted flow to dispenser if leak is declared.

Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer’s instructions. _

FE Petro, Inc. Evaluator: Ken Wilcox Associates, Inc.
P.O. Box 189 Tel: (816) 443-2494

McFarland, WI 53558

Tel: (608) 838-8786 Date of Evaluation: 04/30/94
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Revision Date: April 18, 1997
FE Petro, inc. .

 STP-MLD-E Line (Flexline) Leak Detector
‘ (for Flexible Pipelines) "

AUTOMATIC MECHANICAL LINE LEAK DETECTOR

Certification: Leak rate of 3.0 gph with Pp=100% and Pra=0%.

Leak Thféshold: 2.0gph. A Iéak is declared |f fhe output of thé measurement syéte;n equals or ex;:eeds
this threshold.

Applicability: Gésoline, diesel, aviation fuel, and some solvents.

Specification: System tests flexible pipelines. o

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 49.6 gallons.

Waiting Time: None between delivery and testing.
‘ None between dispensing and testing.

Test Period: Average resbonse time is 3 minutes.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.
‘Single test to determine if pipeline is leaking.
~ Restricted flow to dispenser if leak is declared.

Calibration: . System must be checked annually and calibrated if necessary in accordance with
manufacturer’s instructions.

Comments: Enviroflex line with a bulk modulus* of 1,280 was used during evaluation.
*See glossary. :

N

FE Petro, Inc. N ’ ' _ Evaluator: Ken Wilcox Associates, Inc.
P.O. Box 139 Tel: (816) 443-2494
McFarland, Wi 53558

Tel: (608) 838-8786 ' Date of Evaluation: 03/24/94
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Revision Date: April 18, 1997
- Fluid Containment, Inc. '
(formerly O/C Tanks Corp.) .

'Hydrostatic Precision Tank Test for DWT-Type Il Tanks ; 0
DOUBLE WALLED TANK TIGHTNESS TEST

Certification: Leak rate of 0.1 gph with Pp=99.9% and Pga=1.2% without dispensing. |
Leak rate of 0.1 gph with Pp=95% and Pga=5.0% with dispensing. o

Leak Threshold:  0.05 gph without dispensing and 0.07 gph with dispensing. A leak is declared if
the output of the measurement system equals or exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4.

Tank Capacity: Maximum of 30,000 galions.
Tank must be between 0 and 100% full.
Maximum tank diameter is 10 feet.

Waiting Time: Minimum of 24 hours between delivery and testing.
Minimum of 3 hours between "topping off" the annular space with liquid and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 4 hours.
A leak is not declared unless the threshold is exceeded in two tests, separated by at least
8 hours which are performed without dispensing and with minimal changes in
groundwater elevation above bottom of tank as described below. >

Other Limitations: Volume of trapped vapor must not exceed 20 galions.
Change in barometric pressure must be less than 0.04 psia over the 4-hour test 0
period. : :

Annular space must be at least 100% full with either water or antifreeze. 1

If groundwater is above bottom of tank, and no product is being dispensed during test,
total change in groundwater elevation during test must be less than 1.5 inches per hour.

If groundwater is below bottom of tank or not changing during test,

total change in product level during test must be less than 0.75.inch per hour. ,

Fluid Containment, inc. ~ Evaluator: Vista Research
Route 20, Box 1380 - Tel: (415) 966-1171
Conroe, TX 77301

Tel: (409) 756-7731 Date of Evaluation: 05/15/91
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Revision Date: Aprit 18, 1997
Gasboy International (formerly William M. Wiison's Sons)

| - Gasboy TMS 500
‘ (Magnetostrictive Probe) ,
AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.2 gph with Pp = 99.91 %‘éhd Pga = 0.09%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. '
Applicability: Gasoline, diesel, aviatibn fuel, and solvents.

Tank Capacity: Maximum of 15,000 gallons. .
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 6 hours between delivery and testing. |
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 3 hours. :
Test data are acquired and recorded by a computer.
Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test.

Temperature: - Average for product is determined by a minimum of 5 temperature sensors.

Water Sensor: . Must be used to detect water ingress.
Minimum detectable water level in the tank is 1.04 inches.
Minimum detectable change in water level is 0.011 inch..

‘ . Calibration: Temperature sensors and probe must be checked and calibrated in accordance with
manufacturer’s instructions. : :

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product. o
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. L ‘
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. ’
System is no longer being manufactured although product support is still available.

Gasboy International S Evaluator: Ken Wilcox Associates

P.O. Box 309 Tel: (816) 443-2494
Lansdale, PA 19446 '

Tel: (215) 855-4631 : Date of Evaluation: 05/10/91
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Certification:
Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:
Waiting Time:

Test Period:

System Features:

" Automatic testing of pipeline.

Calibration:

Revision Date: April 18, 1997
Gilbarco Environmental Products

Environmental Management Console (EMC) ;
with Line Leak Detector, Series PA02630000501 1 C : ‘)

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Leak rate of 3.0 gph with Ppr=100% and Pga=0%.

1.5 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold. ( ‘ . ‘ :

Gasoline, diesel, aviation rfuel, and solvents.

System tests pressurized fiberglass and steel pipelines.
Tests are conducted at operating pressure.
System will not function with a mechanical line leak detector installed in the pipeline.

Maximum of 128 galions.

None between delivery and testing. ) :
Minimum between dispensing and testing depéends on volume of product and
temperature gradient which is determined by the system's computer.

Response time is 14 seconds. ‘
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

Permanent installation on pipeline. . - , 0

Preset threshold. ‘
Single test to determine if pipeline is leaking.
Dispenser shutdown, message display, and alarm activation if a leak is declared.

System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Gilbarco Environmental Products Evaluator: Midwest Research Institute
7300 W. Friendly Ave., Tel: (816) 753-7600

Greensboro, NC 27420 Rev. by Ken Wilcox Associates, Inc.
Tel: (910) 547-5000 Tel: (816) 443-2494

Date of Evaluation: 09/20/91, Rev. 04/12/93
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Certification:

Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:

Waiting Time:
Test Period:

System Features:

Calibration:

: Revision Date: April 18, 1997
Gilbarco Environmental Products

‘Environmental Management Console (EMC)
with Line Leak Detector, Series PA02630000501

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR .
Leak rate of 0.2 gph with Pp=100% and Pra=0%.

0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

_Gasoline, diesel, aviation fuel, and solvents.

System tests pressurized fiberglaés and steel pipelines.
Tests are conducted at operating pressure.
System will not function with a mechanical line leak detector installed in the plpehne

Maximum of 128 gallons.

None between delivery and testmg
Minimum between dispensing and testing depends on volume of
product and temperature gradient which is determined by the system's computer.

Response time is 6 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

Permanent installation on pipeline.

Automatic testing of pipeline.

Preset threshold.

Single test to determine if pipeline is leaking. .

Dispenser shutdown, message display, and alarm activation if leak is declared.

System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Gilbarco Environmental Products Evaluator: Midwest Research Institute

7300 W. Friendly Ave., Tel: (816) 753-7600
Greensboro, NC 27420 : Rev. by Ken Wilcox Assoc:ates lnc

Tel: (910) 547-5000

Tel: (816) 443-2494
Date of Evaluation: 09/20/91, Rev. 04/12/93
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Certification:
Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:
Waiting Time:

Test Period:

System Features:

Calibration:

Revision Date: April 18, 1997
Gilbarco Environmental Products

Environmental Management Console (EMC) -
with Line Leak Detector, Series PA02630000501 m

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Leak rate of 0.1 gph with Pp=1 00.0% and Pga=0%.

0.079 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold. :

Gasoline, diesel, aviation fuel, and solvents.

System tests pressurized fiberglass and steel pipelines.
Tests are conducted at operating pressure.
System will not function with a mechanical line leak detector installed in the plpelme

Maximum of 128 gallons.

None between delivery and testing.
Minimum between dispensing and testing depends on volume of
product and temperature gradient which is determined by the system's computer.

Response time is 14 minutes.
Test data are acquired and recorded by a mlcroprocessor
Calculations are automatically performed by the microprocessor.

Automatic testing of pipeline.

Preset threshold.

Single test to determine if pipeline is leaking.

Dispenser shutdown, message display, and alarm activation if leak is dec!ared

Permanent installation on pipeline. - ‘ ' | H

System must be checked annually and calibrated if necessary in accordance with
manufacturer’s instructions.

Gilbarco Environmental Products Evaluator: Midwest Research Institute

7300 W. Friendly Ave. Tel: (816) 753-7600
Greensboro, NC 27420 Rev. by Ken Wilcox Associates, Inc.

Tel: (910) 547-5000
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Tel: (816) 443-2494
Date of Evaluation: 09/20/91, Rev. 04/12/93
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' ' Revision Date: April 18, 1997
Gilbarco Environmental Products

. Environmental Management Cohsole (EMC)
.with Line Leak Detector, Series PA02630000501
(for FIex:ble Pipelines)

AUTOMATIC ELECTRONIC LiNE LEAK DETECTOR

Certification: | Leak rate of 3.0 gph with PD=100% and Pea=0%.

Leak Threshold: 1.5 gph. Aleakis deciared if the output of the measurement system equals or exceeds
: this threshold

Applicability: Gasoline, diesel, aviatioﬁ fuel, and solvente.

Specification: System tests preseurized flexible eiheliﬁes.

Tests are conducted at operating pressure.
System will not function with a mechanical line leak detector installed in the pipeline.

Pipeline Capacity: Maximum of 158.4 gallons.

Waitihg Time: None between delivery and testmg ‘
o -Minimum between dispensing and testmg depends on volume of
product and temperature gradient which is determined by the system's computer.

Test Period: Response time is 1 minute.
Test data are acquired and recorded by a mlcroprocessor
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is leaking.
Dlspenser shutdown, message dlspiay, and alarm activatlon if leak is declared.

Calibration: System must be checked annually and callbrated if necessary in accordance wuth
- -manufacturer's instructions.

* Gilbarco Environmental Products ‘ Evaluator: Ken Wilcox Associates, Inc.

7300 W. Friendly Ave., . . Tel: (8168) 443-2494
‘Greensboro, NC 27420 ‘ o .
Tel: (910) 547-5000 : Date of Evaluation: 08/04/93
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: Revision Date: Aprit 18, 1997
Gilbarco Environmental Products

Environmental Management Console (EMC) 3 ‘
with Line Leak Detector, Series PA02630000501 ‘
(for Flexible Pipelines)

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

Certification: Leak rate of 0.2 gph with Pp=96% and Pga=4%.

Leak Threshold: 0.1 gph. Aleak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, and solvents.

Specification: System tests pressurized flexible pipelines.

Tests are conducted at operating pressure.
System will not function with a mechanical line leak detector installed in the pipeline.

Pipeline Capacity: Maximum of 158.4 galions.

Waiting Time: None between delivery and testing.
Minimum between dispensing and testing depends on volume of
product and temperature gradient which is determined by the system's computer.

Test Period: Response time ranges from 45 minutes to 8 hours, 51 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is leaking.
Dispenser shutdown, message display, and alarm activation if leak is declared.

Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions. '

Gilbarco Environmental Products Evaluator: Ken Wilcox Associates, Inc.
7300 W. Friendly Ave., Tel: (816) 443-2494

Greensboro, NC 27420

Tel: (910) 547-5000 \ Date of Evaluation: 08/04/93

o
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equnpment should be installed and operated in accordance with all applicable laws and regulations.




) . N Revision Date: April 18, 1997
Gilbarco Environmental Products .

Environmental Management Console (EMC)
with Line Leak Detector, Series PA02630000501
(for Flexible Pipelines)

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Certification: Leak rate of 0.1 gph with Pp=100% and Pra=0%.

Leak Threshold:  0.079 gph. A leak is declared if the output of the measurement system equals or
‘ exceeds this threshold. :

Applicabilityi Gasoline, diesel, aviation fuel, and solvents.

Specification: System tests pressurized flexible pipelines.
Tests are conducted at operating pressure. _ ‘
System will not function with a mechanical line leak detector installed in the pipeline..

Pipeline Capacity: Maximum of 158.4 gallons. "

Waiting Time: - None between delivery and testing.
Minimum between dispensing and testing depends on volume of
product and temperature gradient which is determined by the system's computer.

Test Period: Response time ranges from 1 hour, 12 minutes to 12 hours, 54 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent instaliation on pipeline.

o Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is leaking. . .
Dispenser shutdown, message display, and alarm activation if leak is declared.

Calibration: System must be checked ‘annually and calibrated if necessary in accordance with
manufactirer's instructions. ‘ ‘

Gilbarco Environmental Products Evaluator: Ken Wilcox Associates, Inc.
- 7300 W. Friendly Ave., _ - Tel: (816) 443-2494

Greensboro, NC 27420 ' .

Tel: (910) 547-5000 Date of Evaluation: 08/04/93
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Revision Date: April 18, 1997
Gilbarco Environmental Products ‘

EMC Environmental Management Console . ‘
EMC Basic Monitoring System Tank Monitor 2, 3, 2.1, and 3.1 PAO238000XXXX
(Capacitance Probe) ‘

AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.2 gph with Pp=99% and PFA=1 %.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, and solvents.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 8 hours, 18 minutes between delivery and testing.
There is no dispensing or delivery during waiting time.

Test Period: Minimum of 5 hours.
Test data are acquired and recorded by the system’s computer.
Leak rate is calculated from the difference between the first and Iast data collected.
There must be no dispensing or delivery during test. ‘

Temperature: Average for product is obtained by a temperature averaging probe.

Water Sensor: Must be used to detect water ingress. ' '
Minimum detectable water level in the tank is 1.40 inches. ' 0
Minimum detectable water level change is 0.040 inch.

Calibration: Temperature averagmg probe must be calibrated in accordance with
manufacturer‘s instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portlon of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (dueto -
lower head pressure). Consistent testing at low levels could allow a Ieak to remain
undetected.
EPA leak detection regulations require testing of the portlon of the tank system which
routinely contains product.
Capacitance probes do not work with oxygenated fuels.

Gilbarco Environmental Products Evaluator: Midwest Research Institute
7300 W. Friendly Ave. Tel: (816) 753-7600

Greensboro, NC 27420

Tel: (910) 547-5000 Date of Evaluation: 05/14/93

Appearance on this listis not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulatlons




Certification:

Leak Threshold:

Applicability:
Tank Capacity:

- Waiting Time:

Test Period:

Temperature:

Water Sensor:

Calibration:

Comments:

- : Revision Date: April 18, 1997
Gilbarco Environmental Products :

EMC Environmental Management Console ‘
EMC Basnc Monitoring System Tank Monitor 2.1,3.1, PAO264XXX0000
(Capacitance Probe)
AUTOMATIC TANK GAUGING SYSTEM
Leak rate of 0.2 gph with Pp=99% and Pga=0.2%.

0.126 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Gasoline, diesel, aviation fuel, and solvents.

Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Minimum of 8 hours, 18 minutes between delivery and testing.
There must be no dispensing or delivery during waiting time.

+ Minimum of 2 hours.

Test data are acquired and recorded by the system’s computer
Leak rate is calculated from the difference between the first and last data collected.
'There must be no dispensing or delivery during test.

Average for product is determined by a minimum of 5 thermistors.

Must be used to detect water i ingress.
Minimum detectable water level in the tank is 1.52 inches.
Minimum detectable change in water level is 0.027 inch.

Thermistors and probe must be calibrated in accordance wrth
manufacturer's instructions.

Not evaluated using manifold tank systems.

Tests only portlon of tank containing product.

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.

EPA leak detection regulations require testing of the portlon of the tank system which
routinely contains product.

Capacitance probes do not work with oxygenated fuels.

Gilbarco Environmental Products Evaluator: Midwest Research Institute
7300 W. Friendly Ave. , Tel: (816) 753-7600

Greensboro, NC 27420

Tel: (910) 547-5000 - Date of Evaluation: 05/14/93
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7 Revision Date: April 18, 1997
Gilbarco Environmental Products

EMC Environmental Management Console '
EMC Basic Monitoring System Tank Monitor 2.1, 3.1, PAO264XXX0000 |
(Capacitance Probe)

AUTOMATIC TANK GAUGING SYSTEM
Certification: Leak rate of 0.1 gph with Pp=99% and Pgx=0.1%.

Leak Threshold: 0.071 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, and solvents.

Tank Capacity: Maximum of 15,000 galions.
Tank must be minimum 95% full.

Waiting Time:  Minimum of 8 hours, 156 minutes between delivery and testing.
Minimum of 30 minutes between dispensing and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 2 hours.
Test data are acquired and recorded by the system’ s computer
Leak rate is calculated from the difference between the first and last data collected.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 thermistors. ‘
Water Sensor:  Must be used to detect water ingress. '

Minimum detectable water level in the tank is 1.52 inches.
Minimum detectable water level change is 0.027 inch.

Callbration: Thermistors and probe must be calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portlon of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remam
undetected.
EPA leak detection regulations require testing of the portion of the tank system which routinely
contains product. ‘
Capacitance probes do not work with oxygenated fuels.

Gilbarco Environmental Products ' Evaluator: Midwest Research Institute
7300 W. Friendly Ave. Tel: (816) 753-7600

Greensboro, NC 27420

Tel: (910) 547-5000 Date of Evaluation: 05/14/93

106 , ‘ v ‘)
rance on this listis not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of -
the mathod or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




. Revision Date: April 18, 1997
Gilbarco Environmental Products :

EMC Basic Monitoring System Tank Monitor 2.1, 3.1, PAOZGSXXXOOOO

EMC Environmental Management Console
‘ (Magnetostrictive Probe)

AUTOMATIC TANK GAUGING SYSTEM .

Certification: Leak rate of 0.2 gph with Pp=09% and Pgs=0.1%.

Leak Threshold: 0.093 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold.
Applicability: - Gasoline, diesel, aviation fuel, and solvents.

Tank Capacity: ~ Maximum of 15,000 gailons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 8 hours, 18 minutes between delivery and testing.
, There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 2 hours. ‘
Test data are acquired and recorded by the system’s computer. :
Leak rate is calculated from the difference between the first and last data collected.
There must be no dispensing or delivery during test. '

Temperature: Average for product is determined by a minimum of 5 thermistors.

Water Sensor: Must be used to detect water ingress. o
Minimum detectable water level in the tank is 0.544 inch.
Minimum detectable change in water level is 0.027 inch.

Calibration: Thermistors and probe must be calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems. .-
Tests only portion of tank containing product.
‘As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. : :
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. .

Gilbarco Environmental Products Evaluator: Midwest Research Institute
7300 W. Friendly Ave. Tel: (816) 753-7600

Greensboro, NC 27420

Tel: (910) 547-5000 Date of Evaluation: 05/14/93
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" Revision Date: April 18, 1997
Gilbarco Environmental Products

EMC Basic Monitoring System Tank Monitor 2.1, 3.1, PAO265XXX0000

EMC Environmental Mahagement Console | °)
(Magnetostrictive Probe)

AUTOMATIC TANK GAUGING SYSTEM
Certification:  Leak rate of 0.1 gph with Py=99% and Pea=1%. }

Leak Threshold: 0.071 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability:  Gasoline, diesel, aviation fuel, and solvents. Other liquids may be tested after consultation l
with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be minimum 95% full.

Waiting Time:  Minimum of 8 hours, 15 minutes between delivery and testing.
Minimum of 30 minutes between dispensing and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 3 hours.
Test data are acquired and recorded by the system’s computer.
Leak rate is calculated from the difference between the first and last data collected
There must be no dispensing or delivery during test. ‘

Temperature:  Average for product is determined by a minimum of 5 thermistors.

Water Sensor: Must be used to detect water‘ingress.
Minimum detectable water level in the tank is 0.544 inch.
Minimum detectable change in water level is 0.027 inch.

Calibration: Thermistors and probe must be calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portlon of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (dueto
lower head pressure). Consistent testing at low levels could allow a leak to remain

undetected.
EPA leak detection regulations require testing of the portion of the tank system which routmely
contains product.

Gilbarco Environmental Products Evaluator: Midwest Research Institute

7300 W. Friendly Ave. Tel: (816) 753-7600

Greensboro, NC 27420 ‘

Tel; (910) 547-5000 Date of Evaiuation: 03/14/95
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o : Revision Date: April 18, 1997
Gilbarco Environmental Products

PA02590XXX000 ,
. - LIQUID-PHASE INTERSTITIAL DETECTOR
Detector:
Output'type: qualitative
Sampling frequency: - continuous
Operating principle: ~ float switch
Test Results: ‘
unleaded - , synthetic
: gasoline gasoline -
Accuracy (%) 100 100
Response time (min) 3.66 3.45
Recovery time (min) <1 _ <
Product activation height (cm) 1.28 1.27
Lower detection limit (cm) 1.84 ) 1.65

*At a flow rate of 0.19 gal/br in 7.6 cm diameter test chamber.

Specificity Results:
Activated: diesel fuel, synthetic fuel, heating oil #2, water.

Comments:

EPA and many states reqmre detection of 1/8 inch (0.32 cm) of product for groundwater momtonng.

Test procedures used were Carnegie Mellon Research Institute's "Test Procedures for Third Party

Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems"
‘ Final Report - November 11, 1991.

Detector is reusable.

Gilbarco Environmental Products ‘ Evaluator: Carnegle Mellon Research Institute
7300 W. Friendly Ave. o . Tel: (412) 268:3495

Greensboro, NC 27420 B

Tel: (910) 547-5000 Date of Evaluation: 07/17/92°
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) Revision Date: April 18, 1997
Gilbarco Environmental Products

PA02591144000
LIQUID-PHASE INTERSTITIAL DETECTOR | 0

Detector: |
Output type: qualitative
Sampling frequency: continuous
Operating principle: float switch
Test Restults: |

unleaded S synthetic

gasoline gasoline
Accuracy (%) 100 100 .
Response time (min) 6.00 -6.51
Recovery time (min) <1 <1
Product activation height (cm) 3.67 : 3.62
Lower detection limit (cm) 4.05 417
Specificity Results:

Activated: diesel fuel, synthetic fuel, heating oil #2, water.

Comments:

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Test procedures used were Camnegie Mellon Research Institute's “Test Procedures for Third Party
Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems":

Final Report - November 11, 1991. : :

Detector is reusable. , °)

Gilbarco Environmental Products Evaluator: Carnegié Mellon Research Institute

7300 W. Friendly Ave. Tel: (412) 268-3495
Greensboro, NC 27420

Tel: (910) 547-5000 Date of Evaluation: 07/17/92
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Revision Date: April 18, 1007
Gilbarco Environmental Products

PA02592000000
‘ , LIQUID-PHASE INTERSTITIAL DETECTOR
Detector:
Output type: 'qualitative
Sampling frequency: continuous
Operating principle: float switch
Test Results: :
unleaded synthetic

o gasoline gasoline
Accuracy (%) 100 ‘ 100
Response time (min) . 8.19 B.49
Recovery time (min) <1 o<1
Product activation height (cm) 412 3.95
Lower detection limit (cm) 4.67 4.36
Specificity Results:

Activated: diesel fuel, synthetic fuel, heating oil #2, water.

Comments: 4

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Test procedures used were Carnegie Mellon Research Institute's "Test Procedures for Third Party
-Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems":

Final Report - November 11, 1991.

‘ Detector is reusable.

Gilbarco Environmental Products . , Evaluator: Carnegie Mellon Research Institute

7300 W. Friendly Ave. Tel: (412) 268-3495 :
Greensboro, NC 27420 o )
Tel: (910) 547-5000 Date of Evaluation: 07/17/92
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Revision Date: April 18, 1997
Gilbarco Environmental Products /

Environmental Management Console (EMC) 3
Groundwater Sensor, series PA02700XX0001 o °)
LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: electrical conductivity
Test Resuits: A ‘
unleaded synthetic
gasoline gasoline
Accuracy (%) 100 100
Detection time (min:sec) 08:55 06:18
Fall time (min:sec) 54:50 26:02
Lower detection limit (cm) 0.02 0.02
Specificity Results: '

Activated: unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, toluene, xyle‘ne(s).

Calibration: . > :
Sensor must be checked annually for operability or in accordance with manufacturer's instructions and
calibrated/replaced if necessary. g

Comments: ‘ : ‘ ,
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Detector is reusable. ‘ :

Gilbarco Environmental Products ) Evaluator: Carnegie Mellon Research Institute
7300 W. Friendly Ave., Tel: (412) 268-3495 :
Greensboro, NC 27420

Tel: (910) 547-5000 Date of Evaluation: 11/20/91

112 ‘
nce on this list is not to be construed as-an endorsement by any reguldtory agency nor is it any guarantee of the performance of ‘)
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




Revision Date: April 18, 1997
Gilbarco Environmental Products :

PA02660000000
‘ VAPOR-PHASE OUT—OF—TANK PRODUCT DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: adsistor
Test Results: )

unleaded synthetic JP-4

.- gasoline ‘ gasoline " jet fuel

Accuracy (%) : 100 s 0 100
Detection time (min:sec) 7:46 : N/A* . 17:01
Fall time (min:sec) 2:38 , N/A : . 3:05

Lower detection limit (ppm) 500 >1000 500
*See glossary. '

Specificity Resuits:

Activated: unleaded gasoline, JP-4 jet fuel.

Not activated: synthetic gasoline, n-hexane, toluene, xylene(s).

Comments: |

Test procedures used were Radian Corporation's draft report "Development of Procedures to
Assess the Performance of External Leak Detection Devices: Vapor-Phase ASTM-Formatted Methods,"

’ June 29, 1990.

Gilbarco Environmental Products ‘Evaluator: Carnegie Mellon Research Institute

7300 W. Friendly Ave. Tel: (412) 268-3495
Greensboro, NC 27420 :
Tel: (910) 547-5000 - Date of Evaluation: 07/24/92
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Certification:

Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:

Waiting Time:

Test Period:

System Features:

Calibration:

Hasstech
6985 Flanders Dr.

Revision Date: April 18, 1997
Hasstech ‘

LineTite Pipeline Leak Monitor - @

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Leak rate of 3.0 gph with Pp=100% and Pga=0%.

2.0 gph. A leakis declared if the oUtput of the measurement system equals or exceeds
this threshold. ‘ : ; ‘

Gasoline, diesel, and aviation fuel.

System tests fiberglass and steel pipelines.
Tests are conducted at operating pressure.
System will not function with a mechanical line leak detector installed on the pipeline.

Maximum of 341 gallons.

None between delivery and testing.
None between dispensing and testing.

Ranges from 1 to 26 minutes. , ,
Test data are acquired and recorded by a permanently instalied microprocessor.
Calculations are automatically performed by the microprocessor.

Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.

Single test to determine if pipeline is leaking. ‘ ;
Dispenser shutdown, message display, and alarm activation if leak is declared.

System must be checked annually and calibrated if necessary in accord_énce with
manufacturer's instructions. ‘ ’

Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494

San Diego, CA 92121

Tel: (619) 457-5880
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. Revision Date: April 18, 1897
Hasstech . B

LineTite Pipel}ine' Leak Monitor

‘ = AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Certification: Leak rate of 0.1 gph with Pp=100% and Pra=0%. |
Leak Threshold: | 0.062 gph. A leakis declared if the ou.tput of the measurement system equals or
exceeds this threshold. :
Applicability: Gasoline, diesel, and aviation fuel.
Sp‘ecificati‘on: ‘System tests fiberglass and steel pipelines.

Tests are conducted at operating pressure.
System will not function with a mechanical line leak detector installed in the pipeline.

" Pipeline Capacity: Maximum of 341 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Ranges from 1 hour, 30 minutes to 12 hours, 30 minutes.
Test data are acquired and recorded by a permanently installed microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.

| Single test to determine if pipeline is leaking.
‘ : Dispenser shutdown, message display, and alarm activation if leak is declared.

Calibration: ~ System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions. ' :

Haisstech Evaluator: Ken Wilcox Associates

6985 Flanders Dr. Tel: (816) 443-2494
San Diego, CA 82121 ‘

Tel: (619) 457-5880 Dates of Evaluation: 10/15/91 and 04/10/94
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Revision Date: April 18, 1997

Hasstech
LineTite Pipeline Leak Monitor .
(for Flexible Pipelines) ' 0
AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Certification: Leak rate of 3.0 gph with Po=100% and Pra=0%.
Leak Threshold: 2.0 gph. A leak is declared if the output of the measurement system eqﬁals or exceeds
this threshold.
Applicability: Gasoline, diesel, and aviation fuel.
Specification: System tests flexible pipelines.

Tests are conducted at operating pressure. ;
System will not function with a mechanical line leak detector installed on the pipeline.

Pipeline Capacity: Maximum of 49.6 gallons.

Waiting Time: None between delivery and testing.
None between dispénsing and testing.

Test Period: Ranges from 1 to 6 minutes. ‘
Test data are acquired and recorded by a permanently installed microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.

Preset threshold. : ‘
Single test to determine if pipeline is leaking. ‘ ;
Dispenser shutdown, message display, and alarm activation if leak is declared.

Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions. ‘

Hasstech Evaluator: Ken Wilcox Associates

6985 Flanders Dr. Tel: (816) 443-2494

San Diego, CA 92121 :
Tel: (619) 457-5880 Dates of Evaluation: 10/15/91 and 04/10/94
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Revision Date: April 18, 1897
Hasstech

LineTite Pipeline Leak Monitor
(for Flexible Pipelines)

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Certification: Leak rate of 0.1 gph with Pp= 100% and Pea=0%.

Leak Threshold:  0.062 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold. :

Applicability: Gasoline, diesel, and aviation fuel.

Specification: System tests flexible pipelines.
Tests are conducted at operating pressure.
System will not function with a mechanical line leak detector mstalled in the pipeline.

Pipeline Capacity: Maximum of 49.6 galions.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Ranges from 2 hours, 18 minutes to 5 hours ,
Test data are acquired and recorded by a permanently mstalled microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
"~ Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is leaking.
Dispenser shutdown, message display, and alarm activation if leak is declared.

Calibration: System must be checked annually and cahbrated if necessary in accordance with
manufacturer's instructions. ‘

Hasstech ) Evaluator: Ken Wilcox Associates

6985 Flanders Dr. : Tel: (816) 443-2494

San Diego, CA 92121 . ‘
Tel: (619) 457-5880 ‘ _ Dates of Evaluation: 10/15/91 and 04/10/94
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Revision Date: April 18, 1997
Hasstech

Tank Compliance Center, Model 700 ‘
(7100 Series Magnetostrictive Probe) ‘)

AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.2 gph with Pp=09.9% and Pra=0.1%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. .

Applicability: Gasoline, diesel, aviation fuel, fue! oil #4, waste oil, solvents and other substances with a
specific gravity >0.6 and a viscosity <1500 cp.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time:  Minimum of 2 hours between delivery and testing.
Minimum of 2 hours between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 2 hours.
Test data are acquired and recorded by a computer. !
Leak rate is calculated from data determined to be valid by statistical analysus
There must be no dispensing or delivery dunng test.

Temperature:  Average for product is determined by a minimum of 5 thermistors.

Water Sensor:  Must be used to detect water ingress. ) Y .
Minimum detectable water level in the tank is 0.186 inch. ‘ a)
Minimum detectable change in water level is 0.0048 inch.

Calibration: Thermistors and probe must be checked and calibrated in accordance with manufacturer's
instructions.

Comments: Not evaluated using manifold tank systems.

Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to ‘
lower head pressure). Consistent testing at low levels could allow a leak to remain

undetected.
EPA leak detection regulations require testing of the portion of the tank system which routlnely
contains product.

Hasstech Evaluator: Ken Wilcox Associates

6985 Flanders Dr. Tel: (816) 443-2494

San Diego, CA 92121 . .

Tel: (619) 457-5880 Date of Evaluation: 03/14/95
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‘ Revision Date: April 18, 1897
Hasstech

‘ Tank Compliance Center, Model 700
. (7100 Series Magnetostrictive Probe)

AUTOMATIC TANK GAUGING SYSTEM
Certification: Leak rate of 0.1 gph with Pp=99.6% and Pra=0.4%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, solvents and other substances with a
specific gravity >0.6 and a viscosity <1 500 cp. :

Tank Capacity: Maximum of 15,000 galions.
Tank must be between 50 and 85% full.

Waiting Time: ~ Minimum of 2 hours between delivery and testing.
Minimum of 2 hours between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 6 hours.
' Test data are acquired and recorded by a computer.
Leak rate is calculated from data determined to be valid by statistical analysis.
) There must be no dispensing or delivery during test.

Temperature:  Average for product is determined by a minimum of 5 thermistors.

Minimum detectable water level in the tank is 0.1860 inch.

. Water Sensor:  Must be used to detect water ingress.
. Minimum detectable change in water level is 0.0048 inch.

Calibration: = Thermistors and probe must be checked and calibrated in accordance with manufacturer's
instructions.
Comments: Not evaluated using manifold tank systems.

Tests only portion of tank containing product

As product level is lowered, leak rate in a leaking tank deoreases (due to

lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.

EPA leak detection regulations require testing of the portion of the tank system which routinely
contains product.

Hasstech : - Evaluator: Ken Wilcox Associates
6985 Flanders Dr. : Tel: (816) 443-2494

San Diego, CA 92121

Tel: (619) 457-5880 o Date of Evaluation: 03/14/95
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Revision Date: April 18, 1997

Hasstech
AcuRite
LINE TIGHTNESS TEST METHOD ‘ e 0)
Certification: Leak rate of 0.1 gph with Pp=100% and Pgs=0%.
Leak Threshold: 0.01 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.
Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4.
Specification: System tests ﬁbérglass and steel pipelines.

Tests are conducted at 150% operating pressure.
Mechanical line leak detector must be removed from pipeline for duratlon of test.

Pipeline Capacity: Maximum of 75 gallons.

Waiting Time: Minimum of 6 hours between delivery and testing.
Minimum of 30 minutes between dispensing and testing.

Test Period: Minimum of 30 minutes.
Test data are acquired and recorded manually.
Manual calculations are performed by the operator on site.

Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Hasstech Evaluator: Lamar University
6985 Flanders Dr. Tel: (409) 880-8788

San Diego, CA 92121

Tel: (619) 457-5880 Date of Evaluation: 03/25/91
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Revision Date: April 18, 1997

| Hasstech -
| Leak Computer Tank Test System
. VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL) (Edison Lab Protocol)
Ce‘rt‘ification: Leak rate of 0.1 gph with Pp=95% and Pza=5%.
Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or

exceeds this threshold

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #86, waste oil, and solvents. ‘V
Other liquids may be tested after consultation with the manufacturer.

Tank Caoacity: , Maximum of 12,000 gallons.
. Tank must be minimum 100% full.

Waiting Time: Test data are acquired and recorded by a computer that calculates a leak
rate every minute, and determines waiting time for satisfactory data (test v
is finished when the standard deviation of 30 sequential leak rates is fess than half
of the last leak rate determined).
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 1 hour, 10 minutes.
Test data are acquired and recorded by a computer ‘
Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery of product during test.

Temperature: Average for product is determined by a minimum of 7 thermistors.

. Groundwater: If depth to groundwater in backfill cannot be detérmined, tank must pass a two
level test with at least a 3 foot difference in product level.
If depth to groundwater in backfill can be determined, a single level test
can be conducted provided a minimum net pressure of 1 psi exists at
bottom of tank during test.

" Calibration: Level sensor must be calibrated before each test.
Thermiistors must be checked annually and calibrated if necessary.

Comments: ~Not evaluated using manifold tank systems.
Evaluated at EPA Edison Risk Reduction Engineering
Laboratory prior to the EPA standard protocols being written.

Hasstech . Evaluator: U.S. EPA Risk Reduction Engineering Laboratory ,
6985 Flanders Dr. Tel: (201) 321-6631 o
San Diego, CA 92121

Tel: (619) 457-5880 Date of Evaluation: 11/88
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Revision Date: April 18, 1997
Hasstech ‘

Leak Computer Tank Test System

VOLUMETRIC TANK TIGHTNESS TEST METHOD (UNDERFILL)

Certification:

Leak Threshold:
Applicability:
Tank Capacity:

Waiting Time:

Test Period:

Temperature:

Groundwater:

Calibration:

Comments:

Hasstech

6985 Flanders Dr.
San Diego, CA 92121
Tel: (619) 457-5880

Leak rate of 0.1 gph with Pp>99% and Pea<1.0%. ;

0.05 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold. :

Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, and solvents.
Other liquids may be tested after consuitation with the manufacturer. ‘
Maximum of 15,000 gallons.

Tank must be minimum 90% full.

Test data are acquired and recorded by a computer that calculates a leak

rate every minute, and determines waiting time for satisfactory data (test

is finished when the standard deviation of 30 sequential leak rates |s less than half
of the last leak rate determined).

There must be no dispensing or delivery during waiting time.

Minimum of 1 hour, 10 minutes.

Test data are acquired and recorded by a computer.

Leak rate is calculated from data determined to be valid by statlstlcal analysis.
There must be no dispensing or delivery during test.

Average for product is determined by a minimum of 7 thermistors.

Depth to groundwater in backfill must be determined. If groundwater is above
bottom of tank, product level must be adjusted to provide a mmlmum net pressure of
1 psi at bottom of tank during test.

Level sensor must be calibrated before each test.
Thermistors must be checked annually and calibrated if necessary.’

Not evaluated using manifold tank systems.

Tests only portlon of tank containing product.

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.

EPA leak detection regulations requxre testing of the portion of the tank system which
routinely contains product.

Evaluator: Law Engineering Industrial Services
Tel: (800) 672-6601

Date of Evaluation: 04/17/91
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Houston, TX 77061
Tel: (713) 947 9292

) . Revision Date: April 18, 1997
Heath Consultants, inc.

Petro Tite Line Tester

' LINE TIGHTNESS TEST METHOD

Certification: Leak rate of 0.1 gph with Pp=99.99% and Pga=0.37%.
Leak Threshold: 0.01 gph. A leak is declared if the 6utput of the measurement system equals or exceeds
' . this threshold.

Applicability: - Gasoline, diesel, aviation fuel, fuel oil.

Specification: System tests fiberglass and steel pipelines.
Tests are conducted at 150% operating pressure.
Mechanical line leak detector must be removed from pipeline for duration of test.

Pipeline Capacity: Maximum of 129 gallons.

' Waiting Time:.  None between delivery and testing.

None between dispensing and testing.

Test Period: Minimum of 1 hour (four 15 minute readings).; A 1 hour pretest at or above test
pressure is conducted to eliminate the effects of pipe deflection/stretch on the
resuits. : .
Test data are acquired and recorded manually.

Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Heath Consultants, Inc. ’ Evaluator: Ken Wilcox Associates

9030 Monroe Rd. Tel: (816) 443-2494

Date of Evaluation: 03/11/91
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Certification:

Leak Threshold:

Applicability:
Tank Capacity:

Waiting Time:

Test Period:

Temperature:

Groundwater:

Calibration:

Comments:

Heath Consultants, Inc.

Revision Date: April 18, 1997
Heath Consultants, Inc.

Petro Comp

VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL)
Leak rate of 0.1 gph with Pp=99% and Prs=0.98%.

0.05 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold. * :

Gasoline, diesel, aviation fuel, solvents, alcohols and water.

Maximum of 15,000 gallons.

Tank must be minimum 100% full. 3

An automatic product leveler must be used to maintain a constant product
level during test.

None between delivery and testing. ‘
There must be no dispensing or delivery during waiting time.

Minimum of 2 hours after the completion of the high level circulation.

Test data are acquired and recorded by a computer after the completion of

the high level circulation. ‘

Leak rate is calculated based on cumulative volume change during low level test
(generally based on 1 hour average volume change). :

Product must be mixed continuously throughout test period.

There must be no dispensing or delivery during test.

Average for product is determined by a single temperature sensor.

Depth to groundwater in backfill must be determined. If groundwater is above
bottom of tank, product level must be adjusted to provide a minimum net pressure of
4 psi at bottom of tank during test. ?

Temperature sensor is self calibrating. v
Level sensor must be checked annually and calibrated if necessary in accordance
with manufacturer's instructions.

Not evaluated using manifold tank systems.

Evaluator: Ken Wilcox Associates

9030 Monroe Rd. Tel: (816) 443-2494

Houston, TX 77061

Tel: (713) 947-9292 Date of Evaluation: 12/15/90

b
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: Revision Date: Apri} 18, 1997
Heath Consuiltants, Inc.

Petro Tite il

VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVE‘RF'lLL)

Certification: Leak rate of 0.1 gph with Pp=99% and Pra=1%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or
: exceeds this threshold.

Applicability: V Gasoline, diesel, aviation fuel, fuel oil #4.

Tank Capacity: Maximum of 15,000 gallons.

Tank must be minimum 100% fuii. ' :
An automatic product leveler must be used to maintain a constant product level
during test.

Waiting Time: None between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 2 hours.
‘ ' Test data are acquired and recorded manually.
Leak rate calculated based on cumulative volume change during low level test
(generally based on 1 hour average volume change).
Product must be mixed continuously throughout test period.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a single DTS-2000 digital sensor.
Groundwater: Depth to groundwater in backfill must be determined. If groundwater is above bottom
" of tank, product level must be adjusted to provide a minimum net pressure of 4 psi at
bottom of tank during test.
Calibration: . Sensor calibration must be checked at each use and the DTS-2000 recertified a

minimum of once every 3 years. :

Comments: . Not evaluated using manifold tank systems.

Heath Consultants, Inc. Evaluator:' Ken Wilcox Associates
9030 Monroe Rd. Tel: (816) 443-2494

Houston, TX 77061 '

Tel: (713) 947-9292 o Date of Evaluation: 11/01/90
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Revision Date: April 18, 1997
Horner Creative Products i

EZY-Chek Manual Line Leak Detector ‘ 0

LINE TIGHTNESS TEST METHOD

Certification: Leak rate of 0.1 gph with Pp=98.0% and Pga=1%.
Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. |
Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, and solvents. -
Specification: System tests fiberglass and stee! pipelines.
Tests are conducted at 150% operating pressure. ‘
Mechanical line leak detector must be removed from pipeline for duratlon of test
Pipeline Capacity: Maximum of 129 gallons. A
Waiting Time: None between delivery and testing.
None between dispensing and testing.
Test Period: Minimum of 1 hour, 30 minutes.
Data are collected every 15 minutes.
Testing period consists of a monitor mode and test mode.
Data are collected in the monitor mode until two consecutive records are within 0.01
gallon of each other.
Four data points must be taken in test mode for a final gph result.
Test data are acquired and recorded manually.
Manual calculations performed by the operator on site. ‘)
Calibration: No temperature sensors used.
No calibration required.
System must be checked annually in accordance with manufacturer's instructions.
Homer Creative Products Evaluator: Ken Wiicox Associates
212 Morton St. Tel: (816) 443-2494

Bay City, Ml 48706
Tel: (517) 893-3360

Date of Evaluation: 07/09/92
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. : Revision Date: April 18, 1997
Horner Creative Products

EZY-Chek Il Automatic Line Leak Detector

LINE TIGHTNESS TEST METHOD

Certification: Leak rate of 0.1 gph with Pp=99.0% and Pra=1%.

Leal; Threshold: 0.05 gph. A leak is declared if the output of the measurement system equais or exceeds
- this threshold.

Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, and solvents.

Specification: ‘System tests fiberglass and steel pipelines.

Tests are conducted at 150% operating pressure.
Pipeline Capécity: Maximum of 129 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Minimum of 2 hours.
Data are collected every 30 seconds.
Testing period consists of a monitor mode and test mode.

" Data are collected in monitor mode until two consecutive 15 minute records are
within 0.01 gallon of each other. Then an additional 15 minutes is required in monitor
mode before start of test mode.

Data are collected in test mode for 1 hour, 7 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor. -

Calibration: Sensors must be calibrated before each test.

Horner Creative Products Evaluator: Ken Wilcox Associates
212 Morton St. Tel: (816) 443-2494

Bay City, Ml 48706

Tel: (517) 893-3360 B Date of Evaluation: 07/13/92

, 127 . :
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




o Revision Date: April 18, 1997
Horner Creative Products ‘

R

NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (VACUUM)

Certification: Leak rate of 0.1 gph with Po=100% and PrA=0%.

Leak Threshold: A leak is declared when the vacuum decay is more than 1 inch water column pressure
for non-volatile products and 10% of the lower determined vapor pressure for volatile products.
A leak is also declared if any water ingress is detected. ‘

Applicability: Gasoline, dissel, aviation fuel, fuel oils #4 and #6, waste oil, and solvents.

Tank Capacity: Maximum of 12,000 gallons if groundwater is not present.
Maximum of §0,000 gallons if groundwater is present and a vacuum of 1.0 o0 1.7 psn can be
maintained.

For gasoline, ullage volume must be between 800 and 2,500 gallons.
For diesel, ullage volume must be between 500 and 1,500 gallons.

Waiting Time: None between delivery and testing.

Test Perlod: : Minimum of 2 hours, 30 minutes for gasoline (1 hour 30 mlnutes vapor equilibrium recrrculatlon
time plus 1 hour test period).
Minimum of 1 hour, 30 minutes for diesel and less volatile products (30 minutes vapor
equilibrium recirculation time plus 1 hour test period).
The vapor equilibrium recirculation time is the time required to apply a vacuum
and to saturate ullage with vapors.
Test data are acquired and recorded manually.

Water Sensor: Conductivity water sensor must be used to detect water ingress and must be cahbrated for every test.
Minimum detectable water level is 0.014 inch.
Minimum detectable change in water level is 0.0095 inch. ‘
Minimum water level in the tank must be adjusted to 0.014 inch before sensor cahbratlon

begins.
Actual water ingress test period depends on tank size and must be calculated in ‘ ’ 0
accordance with manufacturer’s instructions, but must be a minimum of 1 hour.

Groundwater: ° Depth to groundwater in backfill must be determined. If groundwater is above bottom of tank,
water sensor must be used and test time extended to ensure water ingress detection during test.

Test Pressure: Vacuum must be maintained between 1.0 to 1.7 psi at bottom of tank.
Vacuum must not be greater than 4.0 psi in ullage.

Comments: Not evaluated using manifold tank systems.
Evaluated uging gasoline and diesel.
Test may not be effective in some backfill (such as clay) because it may
plug holes in tank.
If soil is saturated with product, air or water ingress may not be detected by vacuum
test. A well point in backfill may help identify presence of this condition.

Homaer Creative Products Evaluator: Ken Wilcox Associates

212 Morton St. Tel: (816) 443-2494

Bay City, M1 48706 . .

Tel: (517) 893-3360 ~ Dates of Evaluation: 08/23/94 and 02/08/95
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. S Revision Date: April 18, 1997
Horner Creative Products

SIR PRO 1 Version 1.0
‘ STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUALITATIVE)
Certification: Leak rate of 0.2 gph with Pp=100% and Pea=0%.
Leak Threshold: 0.1gph. A léak is declared wheﬁ leak rate equals or exceeds this threshold.
Applicability: Gaso!irlle, diesel, aviatic"an fuel, and fuél oil #4.
Tank Capacity: Maximum of 18,000 gallons. |
Data Requirement: Minimum of 36 days of product level and flow vthrough data.
Comments: Not evaiuated using data from manifolded tanks.

~ Of 120 data sets submitted for evaluation, 10 were inconclusive.
Median monthly throughput of tanks evaluated was 13,640 gallons.
Leak rate of 0.2 gph was used in evaluation.
Data sets evaluated were supplied by evaluator.

Horner Creative Products Evaluator: Petro Works

212 Morton St. Tel: (913) 681-9379
Bay City, Ml 48706 . '
Tel: (617) 893-3360 ‘ : Date of Evaluation: 04/07/93
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Revision Date: April 18, 1997
Horner Creative Products

SIR PRO 1 Version 2.0 ‘)
STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUALITATIVE) :
Certification: Leak rate of 0.1 gph with Pp=100% and Pg,=0%. |
Version 2.0 is designed to meet annual test requirements. .
Leak Threshold: 0.05 gph. A leak is declared when the leak rate equals or exceeds this threshold.
Applicability: Gasoline, diesel, aviation fuel,v and fuel oil #4.
Tank Capacity: Maximum of 18,000 gallons;

Data Requirement: Minimum of 30 days of product level and flow through data.

Comments: Not evaluated using data from manifold tank systems.
Of 120 data sets submitted for evaluation, 9 were inconclusive.
Median monthly throughput of tanks evaluated was 11,828 gallons.
Leak rate of 0.1 gph was used in evaluation.
Data sets evaluated were supplied by evaluator.

Homer Creative Products Evaluator: Petro Works

212 Morton St. Tel: (913) 681-9379

Bay City, Ml 48706 -

Tel: (517) 893-3360 Date of Evaluation: 04/07/93
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: ‘ " Revision Date: April 18, 1997
Horner Creative Products . )

‘ SIR PRO 1 Version 3.0
“ STATISTICAL lNVENTbRY RECONCILIATION TEST METHOD (QUANTITATIVE)
| Certification: Leak rate of 0.2 gph with Pp>99% and Pea<1 %..
. Lea‘k Thréshold: 0.1 gph. A leak is declared when the leak rate equals or exceeds this threshold.
Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4. |
Tank Capacity: Maximum of 33,000 gallons for single tanks. Size limfts using an acceptable protocol

Data Requirement:

Comments:

for manifold tank systems have not been determined.
Minimum of 30 days of product level and flow through data.
Not evaluated for manifold tank systems using an acceptéble protocol.

73% of data sets were from manifold tank systems.
Of 41 data sets submitted for evaluation, 4 were inconclusive.

" Median monthly throughput of tanks evaluated was 22,370 gallons.

Leak rates ranging from 0.05 to 0.216 gph were used in evaluation.
Data sets evaluated were supplied by evaluator.

Horner Creative Products Evaluator: Ken Wilcox Associates

212 Morton St.
Bay City, Ml 48706
Tel: (517) 893-3360

Tel: (816) 443-2494

Date of Evaluation: 04/07/93
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Revision Date: April 18, 1997
Horner Creative Products

SIR PRO 1 Version 4.0 °}
STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUATITATI\(E)
Certification: Leak rate of 0.1 gph with Pp=98% and Pga=2%.
Leak Threshold: 0.05 gbh. A leak is declared when leak rate equals or exceeds this tﬁreshold.
Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4. |
Tank Capaéity: Maximum of 33,000 gallons for single tanks. Size limits using an acceptable protocol
for manifold tank systems have not been determined.
Data Requirement: Minimum of 30 days of product level and flow through data.
Comments: Not evaluated for manifold tank systems using an acceptable protocol

73% of data sets were from manifold tank systems.
Of 41 data sets submitted for evaluation, 4 were inconclusive.
Median monthly throughput of tanks evaluated was 22,370 gallons.
Leak rates ranging from 0.05 to 0.216 gph were used in evaluation.
Data sets evaluated were supplied by evaluator.

Horner Creative Products Evaluator: Ken Wilcox Associates
212 Morton St. Tel: (816) 443-2494

Bay City, Ml 48706

Tel: (517) 893-3360 Date of Evaluation: 07/18/95
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Revision Date: April 18, 1597
Horner Creative Products

Horner EZY-Chek |
VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL)

Certification: Leak rate of 0.1 gph with Pp=99% and Pra=1%.

Leak Threshold: - 0.05 gph. A leak is declared if the output of the measurement system
equals or exceeds this threshold.

Applicability: | Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, and solvents.

Tank Capacity: Maximum of 12,000 gallons.

Tank must be minimum 100% full.

Waiting Time: Minimum of 6 hours between delivery and testing.
Minimum of 3 hours between “topping off" and testing.
Total minimum waiting time is 6 hours.
There must be no product dispensing or delivery during waiting time.

Test Period: Minimum of 1 hour, 30 minutes (30 minute monitor period, plus 1 hour
: test period).
Testing must continue until data meets manufacturer's stop test criteria.
Volume data are collected and recorded by a strip chart recorder. ‘
Leak rate is calculated from data of last 1 hour of test period.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a resistance temperature detector (RTD)
and displayed on an LCD readout. :

Groundwater: Depth to groundwater in backfill must be determined. I groundwater is above
‘ bottom of tank, product level must be adjusted to provide net

pressure of 2-4 psi at bottom of tank.

Groundwater level must be stable prior to and during test.

Calibration: Level sensors must be calibrated before each test.
Comments: Not evaluated using manifold tank systems.
Horner Creative Products , Evaluator: W. A. Kibbe and Associates
212 Morton St. Tel: (617) 797-2425
Bay City, Ml 48706 :
Tel: (5617) 893-3360 ‘ Date of Evaluation: 10/03/90
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: Revision Date: April 18, 1997
Horner Creative Products ‘

Horner EZY-Chek I ' ‘)

VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL)

Certification: Leak rate of 0.1 gph with Pp=99.95% and Pgs=0.05%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold. ‘

Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, and solvents.

Tank Capacity: Maximum of 12,000 gallons.

Tank must be minimum 100% full.

Waiting Time: Minimum of 6 hours between delivery and testing.
Minimum of 3 hours between "topping off" and testing.
Total minimum waiting time is 6 hours.
There must be no delivery or dispensing during waiting time.

Test Period: Minimum of 1 hour, 40 minutes (33 minutes monitor mode and 1 hour, 7 minutes
test mode).
At the conclusion of test mode, data are checked for the manufacturer's stop
test criteria. If data do not meet the criteria, testing must continue.
Test data are acquired and recorded by a computer. ‘
Leak rate is calculated from last 1 hour, 7 minutes of test period data.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a resistance temperature detectdr (RTD). : 0

Groundwater: Depth to groundwater in backfill must be determined. If groundwater is above
bottom of tank, product level must be adjusted to provide net pressure of 2-4 psi at
bottom of tank. -
Groundwater level must be stable prior to and during test.

Calibration: Load cell must be calibrated before each use. .

Comments: Not evaluated using manifold tank systems.

Horer Creative Products Evaluator: W. A. Kibbe and Associates
212 Morton St. Tel: (517) 797-2425

Bay City, Ml 48706

Tel: (517) 893-3360 Date of Evaluation: 09/18/90

134 ‘

Appearance on this listis not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




' Revision Date: Apri] 18, 1997
Horner Creative Products

. Horner EZY-Chek Il

VOLUMETR!C TANK TIGHTNESS TEST METHOD (UNDERFILL)

Certification: - Leak rate of 0.1 gph with Pp=95.79% and Pga=4.21%.

Leak Threshold: 0.05 gph. Aleak is declared if the output of the measurement system equals or
‘ exceeds this threshold.

Applicébility: Gasoline, diesel, aviation fuei, fuel oil #4, waste eil, end solvents.

Tank Capacity: Maximum of 12,000 galions.

Tank must be between 98 and 100% full.

Waiting Time: Minimum of 8 hours between delivery and testing.
' There must be no product dispensing or delivery during waiting time.

Test Period: Minimum of 1 hour, 40 minutes (33 minutes monitor
mode and 1 hour, 7 minutes test mode). '
At the conclusion of test mode, data are checked for the manufacturer's stop
test criteria. If data do not meet the criteria, testing must continue.
Test data are acquired and recorded by a computer.
-Leak rate calculated from last 1 hour, 7 minutes of test period data.
There must be no dispensing or delivery during test.

. Temperature: : A\}erage for product is determined by a resistance temperature.detector (RTD).

Groundwater: Depth to groundwater in backfill must be determined. If groundwater is above
’ bottom of tank, product level must be adjusted to provide a minimum net
. pressure of 1 psi at bottom of tank during test. If this cannot be accomplished,
then the tank cannot be tested using this method.

Calibration: _ Load cell must be calibrated before each use.

Comments: Not evaluated usmg manifold tank systems.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consnstent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations requ:re testing of the portion of the tank system which
routinely contains product.

Horner Creative Products : , Evaluator: W. A. Kibbe and Associates
212 Morton St. Tel: (517) 797-2425
‘Bay City, Ml 48706 ,

Tel: (517) 893-3360 _ Date of Evaluation: 06/25/90 -
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Revision Date: April 18, 1997
Ibex Industries

Ibex Precision Test System : “}

VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL)

Certification: Leak rate of 0.1 gph with Pp=99.5% and Pga=0.5%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, and solvents.

Tank Capacity: Maximum of 18‘,000 gallons.

Tank must be between 92 and 100% full.

Waiting Time: Minimum of 12 hours between delivery and testing.
Minimum of 3 hours between "topping off" and testing. ‘
There must be no product dlspensmg or delivery during waiting trme

Test Period: Minimum of 1 hour.
Test data are acquired and recorded by a computer.
Leak rate calculated from data determined valid by statistical analysis.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 6 temperature sensors.
Groundwater: Depth to groundwater in backfill must be determined. If groundwater is above
bottom of tank, product level must be adjusted to provide net ‘ .
pressure of 2-4 psi on bottom of tank during test. ) ‘

Calibration: Level sensors must be calibrated before each test.
Temperature sensors must be calibrated semi-annually.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.

Ibex industries ' Evaluator: Applied Research Center
Moved and left no forwarding address Tel: (805) 664-2173

or phone number.
Date of Evaluation: 01/18/91
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’ ’ : Revision Date: April 18, 1997
IMO Industries Inc., Gems Sensors Division

Gems Smartwell Portable Monitor model WPM-535
with Groundwater Probe model WP-535 -

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: ' qualitative _
Sampling frequency: intermittent
Operating principle: conductive polymer

'Although sensoris a bolymer strip which is mounted in the monitoring well, monitor
is a hand held unit which is typically connected to sensor periodically - hence the "intermittent”
designation.

Test Results: . c
-unleaded ; L synthetic

gasoline ‘ ‘ gasoline
Accuracy (%) 100 100
Detection time (min:sec) v 09:31 , 07:05
Fall time (min:sec) - 55:42 ‘ ‘ 17:04
Lower detection limit (cm) T 0.04 : 0.08

Specificity Results:
- Activated: unleaded gasoline, synthetlc gasollne n-hexane, dlesel fuel, jet-A fuel toluene, xylene(s)

Comments: ' ' :
‘ EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Detector is reusable.

IMO Industries Inc., Gems Sensors DlVISlon Evaluator: Carnegie Mellon Research Institute
Cowles Rd. _ Tel: (412) 268-3495 '
Plainville, CT 06062-1198 ,

Tel: (203) 747-3000 : Date of Evaluation: 04/22/93
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Certification:
Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:

Waiting Time:

Test Period:

System Features:

. Revision Date: April 18, 1997
INCON Intelligent Controls, Inc. ‘

TS-LLD Line Leak Detector | ‘)

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

Leak rate of 3 gph with Pp = 100% and Pga = 0%.

1.5 gph. Aleak is declared if the output of the measurement system equals or exceeds |
this threshold.

Gasoline, diesel, aviation fuels, and fuel oil #4.

System tests pressurized fiberglass and steel pipelines.
Tests are conducted at operating pressure.

Maximum of 163 gallons.

None between delivery and testing.
None between dispensing and testing.

Response time is 3 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

Permanent installation on pipeline.
Automatic testing of pipeline.

Preset threshold. ‘
Single test to determine if pipeline is leaking. |

Dispenser shutdown, numerical “fail” code display and LED alarm light actwatlon 0)
if leak is declared.

Calibration: System must be checked annually in accordance with manufacturer’s instructions.
INCON Intelligent Controls, Inc. Evaluator: Ken Wilcox Associates
74 Industrial Park Rd. Tel: (816) 443-2494

Saco, ME 04072

Tel: (800) 872-3455

Date of Evaluation: 07/06/95
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Certification:

Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:

Waiting Time:

Test Period:

Revision Date: April 18, 1997
INCON Intelligent Controls, Inc.

TS-LLD Line Leak Detector
AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Leak rate of 0.2 gph with Pp = 100% and Pga =0%.

0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Gasoline, diesel, aviation fuels, and fuel oil #4.

System tests pressurized fibergléss and steel pipelines.
Tests are conducted at operating pressure.

Maximum of 163 gallons.

None between delivery and testing.
None between dispensing and testing.

Response time ranges from 50 minutes to 8 hours for rigid piping.
Test data are acquired and recorded by a microprocessor.

. Calculations are automatically performed by the microprocessor. -

System Features:

Calibration:

Comments:

Permanent installation on pipeline.

Automatic testing of pipeline.

Preset threshold.

Single test to determine if pipeline is leaking.

Dispenser shutdown, numerical “fail” code display and LED alarm light activation
if Ieak is declared.

System must be checked annually in accordance with manufacturer's instructions.

After 28 days have elapsed since the last passing monthly line leak test, system shuts
off the submersible pump.

System display will flash number of days since the last passing test.

Operator may reset button to enable dispensing for'a 24 hour period.

This procedure may be used for a maximum of 4 days.

- After 32 days have elapsed since last monthly test, system will disable dispensing

and automatlcally initiate a test, and system will not authorize dispensing until a
test is passed or system is serviced.

INCON Intelligent Controls, Inc. ‘ Evaluator: Ken Wilcox Associates
74 Industrial Park Rd. Tel: (816) 443-2494

Saco, ME 04072

Tel: (800) 872-3455 .

Date of Evaluation: 07/06/95
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Revision Date: April 18, 1997
INCON Intelligent Controls, Inc.

TS-LLD Line Leak Detector .
_AUTOMATIC ELECTRONIC LINE LEAK DETECTOR | °}
Certification: Leak rate of 0.1 gph with Pp = 100% and Pga = 0%.
Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system eduals or exceeds
this threshold. ' . '
Applicability: Gasoline, diesel, aviation fuels, and fuel oil #4.
Specification: System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 163 gallons.

Waiting Time: None between delivery and testing.
Minimum of 8 hours between dispensing and testing.

Test Period: Response time is 40 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the mlcroprocessor

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.

Preset threshold.
Single test to determine if pipeline is leaking.
Dlspenser shutdown, numerical “fail” code display and LED alarm light actlvatlon
if leak is declared.
Calibration: System must be checked annually in accordance with manufacturer’s instructions.
INCON Intelligent Controls, Inc. Evaluator: Ken Wilcox Associates
74 Industrial Park Rd. Tel: (816) 443-2494
Saco, ME 04072 .
Tel; (800) 872-3455 Date of Evaluation: 07/06/95
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. ) Revision Date: April 18, 1997
. INCON Inteliigent Controls, Inc. . )

TS-LLD Line Leak Detector

‘ ‘ " (for Flexible Pipelines)

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Certification: Leak rate of 3 gph with Pp = 100% and Pg = 0%.

Leak Threshold: 1.5 éph. A leak is declared if the output of the measurement system equals or exceeds

this threshold.
Applicability: Gasoline, diesel, aviation fuels, and fuel oil #4.
Specification: System tests flexible pipelines.

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 49.6 gallons.

Waiting Time: None between delivery and testing..
: None between dispensing and testing.

Test Period: Response time is 3 minutes. .
Test data are acquired and recorded by a microprocessor. _
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
. Automatic testing of pipeline.
« Preset threshold. ’
' Single test to determine if pipeline is leaking. = = ‘
‘ ' Dispenser shutdown, numerical “fail” code display and LED alarm light activation
if leak is declared. _ ‘ ,

Calibration: ~ System must be checked annually in accordance with manufacturer’s instructions.
INCON Intelligent Controls, Inc. . Evaluator: Ken Wilcox Associates

74 Industrial Park Rd. ' - Tel: (816) 443-2494

Saco, ME 04072

Tel: (800) 872-3455 . S Date of Evaluation: 07/06/95
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- Revision Date: April 18, 1997
INCON Intelligent Controls, Inc. ‘

TS-LLD Line Leak Detector
(for Flexible Pipelines)

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

Certification: Leak rate of 0.2 gph with Pp = 100% and Pga = 0%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equafls or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuels, and fuel oil #4.

Specification: System tests flexible pipelines.

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 49.6 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Response time is 2 hours, 21 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is leaking. :
Dispenser shutdown, numerical “fail” code display and LED alarm light activation
if leak is declared. '

Calibration: System must be checked annually in accordance with manufacturers instruction's.

Comments: After 28 days have elapsed since the last passing monthly line leak test, system shuts
off the submersible pump. :
System display will flash number of days since the last passing test.
Operator may reset button to enable dispensing for a 24 hour period.
This procedure may be used for a maximum of 4 days. !
After 32 days have elapsed since last monthly test, system will disable dispensing,
and automatically initiate a test, and system will not authorize dispensing until a

test is passed or system is serviced.

INCON Intelligent Controls, Inc. : Evaluator: Ken Wilcox Associates
74 Industrial Park Rd. Tel: (816) 443-2494

Saco, ME 04072 ’

Tel: (800) 872-3455 Date of Evaluation: 07/06/95
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. Revision Date: April 18, 1997
INCON Intelligent Controls, Inc.’

“TS-LLD Line Leak Detector

‘ : (for Flexible Pipelines)

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

Certification: Leak rate of 0.1 gph with Pp = 100% and Pgs = 0%.

Leak Thresﬁold: 0.05 gph. A leak is declared if the outbut of the measurement system equals or exceeds
: this threshold.

Applicability: Gasoline, diesel, aviation fuels, and fuel oil #4.

Specification: System tests flexible pipelines.

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 49.6 gallons.

Waiting Time: None between delivery and testing.
Minimurm of 8 hours between dispensing and testing.

" Test Peribd: Response time is 50 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
Autdmatic testing of pipeline.

Preset threshold.
Single test to determine if pipeline is leaking.
‘ Dispenser shutdown, numerical “fail” code display and LED alarm light activation

if leak is declared.

Calibration: - System must be checked.annually in accordance with manufacturer’s instructions.

INCON Intelligent Controls, Inc. ‘ ~ Evaluator: Ken Wilcox Associates

74 Industrial Park Rd. Tel: (816) 443-2494

Saco, ME 04072 ‘

Tel: (800) 872-3455 : Date of Evaluation: 07/06/95
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Revision Date: April 18, 1997
INCON Intelligent Controls, Inc.

TS 1000
(Magnetostrictive Probe)
AUTOMATIC TANK GAUGING SYSTEM 0)
Certification: Leak rate of 0.2 gph with Pp=99.9% and Pra=0.1%.
Leak Threshold: 0.1 gph. A leak is declared if the measured slope by the system equals or exceeds this
threshold. ' L
Applicability: Gasoline, diesel, aviation fuel, fuel oil, waste oil, and motor oil.

Other liquids may bé tested after consultation with the manufacturer.

Tank Capacity: ~ Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 4 hours between delivery and testing.
Minimum of 2 hours between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 5 hours.
Test data are acquired and recorded by a computer. ‘
Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 resistance temperature
detectors (RTDs) v v

Water Sensor: Must be used to detect water ingress.
Minimum detectable water level in the tank is 1.04 inches. O
Minimum detectable water level change is 0.011 inch.

Calibration: RTDs and probe must be checked and calibrated in accordance with
» manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate ina leaking tank decreases (due to ,
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. ‘
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. ‘

INCON Intelligent Controls, Inc. Evaluator: Ken Wilcox Associates
74 Industrial Park Rd. Tel: (816) 443-2494

Saco, ME 04072

Tel: (800) 872-3455 Date of Evaluation: 08/05/92
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Certification:

Leak Threshold:
Applicability:
Tank Capacity:

Waiting Time:

Test Period:

Temperature:‘

‘ Water Sensor:

Calibration:

Comments:

Revision Date: April 18, 1997
INCON Intelligent Controls, Inc.
‘ " TS 2000
(Magnetostrictive Probe)

AUTOMATIC TANK GAUGING SYSTEM

Leak rate of 0.2 gph with Pp=99.9% and Pga=0.5%.

10.058 gph. A leak is declared if the measured slope by the system equals or exceeds this

threshold.

Gasoline; diesel, aviation fuel, fuel oil, and waste oil.
Other liquids may be tested after consultation with the manufacturer.

Maximum of 15,000 gallons. .
Tank must be between 50 and 95% full.

Minimum of 6 hours between delfvery and testing.

- Minimum of 2 hours between dispensing and testing.

There must be no delivery during waiting time.

Minimum of 3 hours.

Test data are acquired and recorded by a computer.

Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test.

Average for product is determined by a minimum of 5 resistance temperature
detectors (RTDs). :

Must be used to detect water ingress.
Minimum detectable water level in the tank is 1.04 inches.
Minimum detectable water level change is 0.011 inch.

RTDs and probe must be checked and calibrated in accordance with
manufacturer's instructions. ‘

Not evaluated using manifold tank systems.

Tests only portion of tank containing product. »

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. , ‘

EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.

INCON Intelligent Controls, Inc. = Evaluator: Ken Wilcox Associates
74 Industrial Park Rd. . Tel: (816) 443-2494 :

Saco, ME 04072

Tel: (800) 872-3455 A v Date of Evaluation: 05/10/91
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_ Revision Date: April 1, 1997
INCON Intelligent Controls, Inc. ‘

Tank Sentinel TS-1000EF!

TSP-DIS BriteSensor . ; O

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: opto-electric
Test Results: ‘
‘unleaded synthetic diesel heating
gasoline  water gasoline fuel oil #2

Accuracy (%) 100 100 100 100 100
Detection time (min:sec) 03:13 03:18 03:17 3:00 3:02
Falt time (min) <01 <01 <01 <01 <01
Lower detection limit (cm)

product activation height 1.60 1.92 N/D* N/D N/D
* See glossary.
Specificity Results:

Activated: unleaded gasoline, synthetic gasoline, diesel fuel, heating oil #2, water.

Comments: ' »

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.

Test procedures used were Camegie Mellon Research Institute's “Test Procedures for Third Party Evaluation
of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems": Final Report - November
11, 1991. :

Deatector is reusable.

INCON Intelligent Controls, Inc. Evaluator: Carnegie Mellon Research Institute
74 Industrial Park Rd. Tel: (412) 268-3495 -
Saco, ME 04072

Tel: (800) 872-3455 Date of Evaluation: 12/09/94
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, _ : Revislon Date: April 1, 1097
INCON Intelligent Controls, Inc.

Tank Sentinel TS-1000EFI
TSP-HIS BriteSensor

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: magnetic switch
Test Results: ‘ _ .
50 wt% Ethylene glycol in water 30 wi% Calcium chloride in water
‘ up down up down

Accuracy (%) : 100 100 , 100 100
Response time (min:sec) 17.41 16:47 17:28 16:56
Recovery time (min) <1 <1 <1 <1
Lower Detection Limit (cm)

Product activation height  19.56 2.53 - 19.40 2.50
Specificity Results: ‘

. .Activated: 50 wt% Ethylene glycol in water, 30 wit% Calcium chloride in water.

Comments: : , :

Intended to monitor level of either ethylene glycol or calcium chloride solutions in interstitial or annular space
of a double-walled tank. Activates if any significant gain or loss of solution occurs. .

Test procedures used were modified by evaluator from Camegie Mellon Research Institute's "Test Procedures
for Third Party Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems":
Final Report - November 11, 1991. o '

Detector is reusable. .

INCON Intelligent Controls, Inc. Evaluator: Carnegie Mellon Research Institute
74 Industrial Park Rd. - ’ v Tel: (412) 268-3495

Saco, ME 04072 , ’ '

Tel: (800) 872-3455 Date of Evaluation: 03/20/95

p
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INCON Intelligent Controls, Inc.

Tank Sentinel TS-1000/TS-2000

Revision :Date: April 1, 1997

TSP-EIS Standard Sensor, TSP-PS Liquid Contact Sensor

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:

Output type: qualitative

Sampling frequency: continuous

Operating principle: opto-electric

Test Results: A

TSP-EIS unleaded synthetic diesel heating "
gasoline.  water gasoline fuel oil #2

Accuracy (%) 100 100 100 100 100

Detection time (min:sec) 03:01 03:07 03:17 3:00 3:02

Fall time (min) <01 <01 <01 <01 <01

Lower detection limit (cm) :

product activation height 1.50 N/D* N/D N/D N/D-

Test Results:

TSP-PS unleaded synthetic diesel heating
gasoline  water gasoline fuel oil #2

Accuracy (%) 100 100 100 100 100

Detection time (min:sec) 01:14 01:25 01:13 01:10 01:16

Fall time (min) <01 <01 <01 <01 <01

Lower detection limit (cm)

product activation height 1.37 N/D N/D N/D N/D

* See glossary.

Specificity Results:

Activated: unleaded gasoline, synt

Comments:

hetic gasoline, diesel fuel, heating oil #2, water,

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.

Test procedures used were Carnegie Mellon Research Institute's "Test Procedures for Third Party Evaluation
of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems": Final Report - November
11, 1991. . '

Detector is reusable.

INCON Intelligent Controls, Inc.
74 Industrial Park Rd.

Saco, ME 04072

Tel: (800) 872-3455

Evaluator: Carnegie Mellon Research Institute
Tel: (412) 268-3495 :

Dates of Evaluations: EIS - 01/30/96; PS -
07/02/93 : ‘
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‘ Revision Date: Aprit 1, 1997
INCON Intelligent Controls, Inc. ’

| Tank Sentinel TS-1000/TS-2000
. TSP-HLS Standard Sensor, TSP-ULS Standard Sensor
LIQUID-PHASE INTERSTITIAL DETECTOR
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: magnetic switch

Test Results:

TSP-HLS . unleaded synthetic diesel heating
gasoline  water gasoline fuel oil #2
Accuracy (%) 100 100 100 100 100
Detection time (min:sec) - 10:09 09.25 10:14 09:55 10:25
Fali time (min) <01 <01 <01 <01 <01
Lower detection limit (cm) :
product activation height 5.64 N/D* N/D N/D N/D
Test Resulis:
TSP-ULS ‘ unleaded synthetic diesel heating
: gasoline  water gasoline fuel oil #2
Accuracy (%) . 100 100 100 100 100
Detection time (min:sec) 03:50 -03.34 03:49 03:50 03:41
Fall time (min) <01 <01 <01 <01 -~ <01
Lower detection limit (cm) ‘ :
‘ product activation height 2.70 N/D N/D " N/D N/D

* See glossary.

Specificity Results:
Activated: unleaded gasoline, synthetlc gasoline, diesel fuel, heating onl #2 water.

Comments:

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.

Test procedures used were Carnegie Melion Research Institute’s "Test Procédures for Third Party Evaluation
of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems": Final Report - November
11, 1991.

Detector is reusable.

INCON Intelligent Controls, Inc. ’ Evaluator: Carnegie Mellon Research Institute

74 Industrial Park Rd. Tel: (412) 268-3495
Saco, ME 04072 o
Tel: (800) 872-3455 Date of Evaluations: 01/30/96
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Revision Date: April 1, 1997
INCON Intelligent Controls, Inc. ‘

Tank Sentinel TS-1000E¥F!
TSP-DDS BriteSensor, TSP-DTS BriteSensor

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous : ‘
Operating principle: magnetic switch, float, and hydrocarbon sensitive polymer
Test Resuits: ‘ ,
TSP-DDS unleaded water - water - synthetic diesel heating
gasoline low level high level gasoline fuel oil #2
Accuracy (%) 100 100 100 100 100 - 100
Detection time (min:sec) 05:35 06:02 06:09 06:00 38:43  38:16
Fall time (min:sec) 34:27 <01:00 <01:00 28:53 >60:00 >60:00
Lower detection limits (cm) x
product activation height 0.50 N/D* 3.16 N/D ND  ND
product thickness on water  0.04 N/D N/D N/D N/D N/D
Test Results: : : : : ,
TSP-DTS unleaded water - water-  synthetic diesel heating
gasoline  low level high level gasoline fuel oil #2
Accuracy (%) 100 100 100 100 . 100 100
Detection time (min:sec) 06:02 06:02 06:13 05:59 38:43 . 38:16
Fall time (min:sec) 22:28 <01:00 <01:00 28:53 >60:00 >60:00
Lower detection limits (cm) .
product activation height 0.50 N/D 3.16 N/D N/D N/D
product thickness on water  0.04 N/D N/D N/D ND = N/D
* See glossary.
Specificity Results:

Activated: unleaded gasoline, synthetic gasoline, diesel fuel, heating oil #2, water.

Comments: :

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.

Test procedures used were Camegie Mellon Research Institute’s "Test Procedures for Third Party Evaluation
of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems": Final Report - November
11, 1991. The procedures for lower detection limit for product thickness were EPA’s “Standard Test
Procedures for Evaluating Leak Detection Methods: Liquid-Phase Out-of-Tank Product Detectors,” March
1990. o '

Detector is reusable.

INCON intelligent Controls, Inc. " Evaluator: Carnegie Mellon Research Institute

74 Industrial Park Rd. Tel: (412) 268-3495 - ‘
Saco, ME 04072 ‘
Tel: (800) 872-3455 ‘ Date of Evaluations: 12/09/94
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Revision Date: April 1, 1997
INCON Intelligent Controis, Inc.

Tank Sentinel TS-1000EFI
TSP-MWS BriteSensor Groundwater Probe

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: qualitative
Sampling frequency: continuous
Operating principle: hydrocarbon-sensitive polymer
Test Results: :
unleaded : synthetic
‘gasoline gasoline
. Accuracy (%) - 100 : 100
Detection time (min:sec) 10:13 ‘ 06:42
Fall time (min:sec) : o 26:52 14:43
Lower detection limit (cm) 0.04 0.04

‘Specificity Results:
Activated: unleaded gasolme synthetlc gasoline, n-hexane, diesel fuel, jet-A fuel, toluene, xylene(s).

Comments.
EPA and many states require detectlon of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Detector is reusable. _

INCON Intelligent Controls, Inc. Evaluator: Carnegie Mellon Research Institute
74 Industrial Park Rd. Tel: (412) 268-3495

Saco, ME 04072 ' : .

Tel: (800) 872-3455 - Date of Evaluation: 02/19/96
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Revision Date: April 18, 1997
Keekor Environmental Products

‘TankTite Leak Detection Kernel Versién 1.0 with Keeprobe K7
(Magnetostrictive Probe) ‘ ‘
AUTOMATIC TANK GAUGING SYSTEM
Certification: Leak rate of 0.2 gph with Pp=95.4% and Pra=4.6%.
Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system eqdals or exceeds -
this threshold.
Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, and solvents.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 90% full.

Waiting Time: Minimum of 8 hours, 6 minutes between delivery and testing. ‘
Minimum of 15 minutes after a maximum dispensing rate of 50 gallons per mmute ‘
There must be no delivery during waiting time.

Test Period: Minimum of 3 hours.
Test data are acquired and recorded by a computer.
Leak rate is calculated as the average of subsets of all data collected.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 resnstance temperature
detectors (RTDs).

Water Sensor: Must be used to detect water ingress. .
Minimum detectable water level in the tank is 0.41 mch : ‘ ’
Minimum detectable water level change is 0.0013 inch.

Calibration: Execution of Probe Check diagnostic routine is recommended prior to leak detect
tests to ensure sensor is fully operational and in calibration.:
Annual preventative maintenance should be performed per manufacturer’s instructions.

Comments: Not evaluated using manifold tank systems.
Tests only poruon of tank containing product. !
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the pomon of the tank system which
routinely contains product.

Keekor Environmental Products Evaluator: Arizona State University
14806 N. 74th St. o Tel: (602) 965-3185

Scottsdale, AZ 85260

Tel: (602) 443-0001 : Date of Evaluation: 10/25/94
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: S Revision Date: April 18, 1097
Leak Detection Systems, Inc.

Tank Auditor, Version RTD V.2.16
‘ VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL)
Certification:  Leak rate of 0.1 gph with Pp=99.98% and Psx=0.02%.

Leak Threshold: 0.05.gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold, except as noted below.
If using two level testing, the level is changed by 3 feet between the two tests and
a leak is declared if the net change between the two tests is greater than 0.02 gph.

Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, and solvents.
Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be minimum 100% full.

Waiting Time:  Minimum is vanable depending on site conditions, but not be less than 6 hours between
delivery and testing. .
Minimum of 1 hour between "topping off" and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 1 hour.
Test data are acquired and recorded by a computer.
Leak rate calculated from data determined to be valid by statistical analysus
There must be no dispensing or delivery during test.

‘ Temperature:  Average for product is determined by a temperature averagmg probe.

Groundwater:  If depth to groundwater cannot be determined, two tests must be performed
with a level change of at least 3 feet between tests. If depth to groundwater
in backfill can be determined and it is above bottom of the tank, product level
must be adjusted to provide height differential of 3 feet between product and
groundwater in backfill during test.

Calibration: Temperature averaging probe and level sensors must be calibrated before each test.
Comments: - Not evaluated using manifoid tank systems.

Evaluation of system did not include a field evaluation
- of groundwater compensation by two level testing.

Leak Detection Systems, .Inc.. .. . : Evaluator: Ken Wilcox Associates

106 Longwater Dr. Tel: (816) 443-2494
Norwell, MA 02061 o o
Tel: (617) 878-7766 T Date of Evaluation: 11/29/91
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Revision Date: April 18, 1997
Mallory Controls ‘ '

Poliulert Probes MD221G/T, MD221G/TRA . |

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR 0
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: electrical conductivity
Test Results:

unieaded synthetic JP-4

) gasoline gasoline . jet fuel
Accuracy (%) 100 100 100
Detection time (sec) 4 7 2
Fall time (sec) 3 4 4
Lower detection limit (cm) 0.08-0.32 0.08-0.32 . 0.08-0.32

Specificity Results: ,
Activated: unleaded gasoline, synthetic gasohne, n-hexane, diesel fuel, jet-A fuel, JP-4 jet fuel; toluene ,

xylene(s).

Comments:

EPA and many states requnre detection of 1/8 inch (0.32 cm) of product for groundwater momtormg

Evaluation was conducted using probe FD221G/TRA.

According to manufacturer, probes beginning with "MD" have identical performance as older probes begmmng

with "FD.*

Test procedures used were Radian Corporation's draft report "Development of Procedures to Assess x

the Performance of External Leak Detection Devices: Liquid-Phase ASTM-Formatted Methods," ‘ ‘)
June 29, 1980.

Detector is reusable. ‘

Detector has been discontinued by manufacturer.

Mallory Controls Evaluator: Radian Corp.
2831 Waterfront Pkwy. E. Dr. : Tel: (512) 454-4797
Indianapolis, IN 46214 ,

Tel: Not Available Date of Evaluation: 07/08/91
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Revision Date: April 18, 1997
Mallory Controls

Poliulert Probes MD241R, MD241RRA, MD241G, MD241GRA

LlQUlD-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: qualitative :
Sampling frequency: continuous

Operating principle: electrical conductivity

Test Results: ‘ ’
unleaded synthetic JP-4

: gasoline gasoline jet fuel .
Accuracy (%) ‘ 100 100 100
Detection time (sec) 2 2 1
Fall time (sec) 1 2 2
Lower detection limit (cm) 0.16-0.32 0.16-0.32 0.16-0.32

Speclﬂclty Results:

Activated: unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, JP-4 jet fuel, toluene,
xylene (s).

Comments:

" EPA and many states requlre detectlon of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Evaluation was conducted using probe FD241R. ,

According to manufacturer, probes beginning with "MD" have identical performance as older probes beginning
with "FD."

- Test procedures used were Radian Corporation's draft report "Development of Procedures to Assess the
Performance of External Leak Detection Devices: Liquid-Phase ASTM-Formatted Methods,” June 29, 1990.
Detector is reusable.

Detector has been discontinued by manufacturer.

Mallory Controls ‘ Evaluator: Radian Corp.
2831 Waterfront Pkwy. E. Dr. Tel: (512) 454-4797
Indianapolis, IN 46214 :

Tel: Not available v Date of Evaluation: 07/08/91
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Revision Date: April 18, 1997

Mallory Controls
Pollulert Probes MD221V, MD221VRA, MD210V, MD210VRA . ‘)
VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: adsistor
Test Results:
unleaded gasoline synthetic gasoline - JP-4jet fuel
Accuracy (%) 100 100 - . 100
Detection time (sec) 91 65 86
Fall time (min:sec) 5:39 4:23 : 9:38
Lower detection limit (ppm) 10to 100 10 to 500 - 10to 50
Specificity Results: | 7 |

Activated: unleaded gasoline, synthetic gasoline, JP-4 jet fuel, toluene, xylene(s)
Not Activated: n-hexane.

Comments:

Evaluation was conducted using probe FD221V.

According to manufacturer, probes beginning with “MD” have identical performance as older- probes beginning’
with “FD.”

Test procedures used were Radian Corporation’s draft report “Development of Procedures to Assess the
Performance of Extemal Leak Detection Devices: Vapor-Phase ASTM-Formatted Methods,” June 29, 1990.

Detector has been discontinued by manufacturer. , » : 0
Mallory Controls : Evaluator: Radian Corp.

2831 Waterfront Pkwy. E. Dr. Tel: (512) 454-4797

Indianapolis, IN 46214

Tel: Not available. ‘ Date of Evaluation: 07/08/91
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. . Revision Date: April 18, 1007
Marley Pump Co.

Red Jacket PPM 4000, RLM 9000, RLM 10000, ST 1401L, and ST1801L

Certification:
Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:

Waiting Time:

Test Period:

System Features:

Calibration:

Marley Pump Co.
5800 Foxridge Dr.
Mission, KS 66202

~ Tel: (913) 813-5700

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Leak rate of 3.0 gph with Pp=100% and Pga=0%.

2.0 gph. A leak is declared if the output of the measurement system
equals or exceeds this threshold.

Gasoline, diesel, aviation fuel and solvents.

System tests pressurized fiberglass and steel pipelines.
Tests are conducted at 5-10 psi.

Maximum of 55.1 gallons.

None between delivery and testing.
None between dispensing and testing.

Response time is 1 minute.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

Permanent installation on pipeline.
Automatic testing of plpelme

. Preset threshold.
- Single test to determine if pipeline is leaking.

Recording and display of day, date, and time of positive test. '
Dispenser shutdown, message dlsplay, and alarm activation if leak is declared

System must be checked annually and cahbrated if necessary in accordance with
manufacturer's instructions.

Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494

Date of Evaluation: 03/11/91, Rev. 04/94
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Revision Date: April 18, 1997
Marley Pump Co. :

Red Jacket PPM 4000, RLM 9000, RLM 10000, ST 1401L, and ST1801 L

Certification:

Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:
Waiting Time:

Test Period:

System Features:

Calibration:

Marley Pump Co.
5800 Foxridge Dr.
Mission, KS 66202

Tel: (913) 813-5700

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR ‘ 0)
Leak rate of 0.2 gph with PD=1 00% and Pga=0%.

0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. ‘

Gasoline, diesel, aviation fuel and solvents.

System tests pressurized fiberglass and steel pipelines.
Tests are conducted at 5-10 psi.

Maximum of 55.1 gallons.

None between delivery and testing.
None between dispensing and testing.

Minimum of 10 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor. -

Permanent installation on pipeline.

Automatic testing of pipeline.

Preset threshold.

Single test to determine if pipeline is Ieakmg a ‘
Recording and display of day, date, and time of positive test

Dispenser shutdown, message display, and alarm activation if leak is declared

System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494

Date of Evaluation: 03/11/91, Rev. 04/94§
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Mariey Pump Co.

Red Jacket PPM 4000, RLM 9000, RLM 10000, ST 1401L, and ST1801L

Certification:

Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:

Waiting Time:

Test Period:

System Features:

Calibrétion:

Marley Pump Co.
5800 Foxridge Dr.
Mission, KS 66202

Tel: (913) 813-5700

:
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AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Leak rate of 0.1 gph with Pp=100% and Pga=0%. -

0.047 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold.

Gasoline, diesel, aviation fuel and solvents.

System tests pressunzed ﬂberglass and steel plpelmes
Tests are conducted at 5-10 psi.

Maximum of 55.1 gallons.

None between delivery and testing.
None between dispensing and testing.

Minimum of 2 hours, 30 minutes.
Test data are acquired and recorded by a mlcroprocessor
Calculations are automatically peﬁomed by the microprocessor.

Permanent installation on pipeline.-

Automatic testing of pipeline.

Preset threshold.

Single test to determine if pipeline is leaking.

Recording and display of day, date, and time of positive test.

- Dispenser shutdown, message display, and alarm activation if leak is declared.

System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494 ‘

Date of Evaluation: 03/11/91, Rev. 04/94

the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.-




Revision Date: April 18, 1997
Marley Pump Co.

Red Jacket DLD and XLD ‘)
AUTOMATIC MECHANICAL LINE LEAK DETECTOR ‘
Certification: Leak rate of 3.0 gph with Pp=100% and Pgx=0%.

Leak Threshold: 2.0 gph. Aleak is declared if the output of the measurement
system equals or exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel and solvents.

Specification: System tests pressurized fiberglass and steel pipelines.
Tests are conducted at 8-12 psi. :

Pipeline Capacity: Maximum of 129 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Response time is 6 seconds.

System Features:  Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is leaking.
Restricted ﬂow to dispenser if leak is declared.

Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions. ‘

Marley Pump Co. Evaluator: Ken Wilcox Associates
5800 Foxridge Dr. Tel: (816) 443-2494

Mission, KS 66202 .

Tel: (913) 813-5700 Date of Evaluation: 12/21/90
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Certification:
Leak Threshold:
* Applicability:

Specification:

Pipeline Capacity:

Waiting Time:

Test Period:

System Features:

Calibration:

Marley Pump Co.
5800 Foxridge Dr.
Mission, KS 66202

Tel: (913) 813-5700
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Mariey Pump Co.
Red Jacket FX1/FX2
AUTOMATIC MECHAN!CAL LINE LEAK DETECTOR

Leak rate of 3.0 gph with Pp=100% and Pgs=0%.

- 2.0 gph. A leak is declared if the output of the measurement system

equals or exceeds this threshold.
Gasoline, diesel, aviation fuel, and some solvents.

System tests pressurized flberglass and steel plpelmes
Tests are conducted at 8-12 psi.

Maximum of 158 gallons.

~ None between delivery and testing.

None between dispensing and testing.
Stabilization time up to 45 minutes may be required after dlspensmg when
temperature extremes are present.

Response time is less than 5 minutes.

Permanent installation on pipeline.

Automatic testing of pipeline.

Preset threshold.

Single test to determine if pipeline is leakmg
Restricted flow to dispenser if leak is declared.

System must be checked annually and callbrated if necessary in accordance with
manufacturer s instructions.

Evaluator: Ken Wilcox Associates
- Tel: (816) 443-2494

Date of Evaluation: 03/14/94

the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations. °

_Revision Date: April 18, 1997




Certification:
Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:

Waiting Time:

Test Period:

System Features:

Calibration:

Comments:

Marley Pump Co.
5800 Foxridge Dr.
Mission, KS 66202

Tel: (913) 813-5700
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Revisiori Date: April 18, 1997
Marley Pump Co. ’

Red Jacket FX1/FX2 Flexline :
(for Fiexible Pipelines) ' ‘)

AUTOMATIC MECHANICAL LINE LEAK DETECTOR

_ Leak rate of 3.0 gph with Pp=100% and Pra=0%.

2.0 gph. Aleakis declared if the output of the measurement system
equals or exceeds this threshold.

Gasoline, diesel, aviation fuel, and some solvénts.
System tests pressurized flexible pipelines.
Maximum of 49 gallons.

None between delivery and testing.
None between dispensing and testing.

Response time is less than 3 minutes.

Permanent installation on pipeline.

Automatic testing of pipeline.

Preset threshold.

Single test to determine if pipeline is leaking.
Restricted flow to dispenser if Ieak is declared.

System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Enviroflex pipeline with a bulk modulus* of 1,280 psi was used during this evaluation.
To perform a valid test, time delays must be integrated into electronic dispensing
equipment or retrofitted in junction box. Without this delay, there is no guarantee that
a nozzle will be closed for sufficient time to allow leak detector to perform pipeline
test and provide unmterrupted service.

*See glossary.

Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494

Date of lEvaluation: 03/22/94

the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




Certification:

Leak Threshqld:

Applicability:

Specification:

Pipeline Capacity:

Waiting Time:

Test Period:

System Features:

Calibration:

Marley Pump Co.
5800 Foxridge Dr.
Mission, KS 66202

Tel: (913) 813-5700

. Revision Date: April 18, 1997
Marley Pump Co.

Red Jacket FX2/FX2-D and Bigflo
AUTOMATIC MECHANICAL LINE LEAK DETECTOR
Leak rate of 3.0 gph with Pp=100% and Pga=0%.

2.0 gph. A leak is declared if the output of the measurement system '
equals or exceeds this threshold. '

Gasoline, diesel.

System tests pressurized fiberglass and steel pipelines.
Tests are conducted at 8-12 psi.

Maximum of 362 gallons.

None between delivery and testing.

None between dispensing and testing.

Stabilization time up to 45 minutes may be required after dispensing when
temperature extremes are present.

Response time is 3 minutes.

Permanent installation on pipeline.

Automatic testing of pipeline.

Preset threshold.

Single test to determine if pipeline is leaking.
Restricted flow to dispenser if leak is declared.

System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

. Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494

Dates of Evaluation: 3/15/94 and 6/1/94
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Marley Pump Co.

Red Jacket XLP ‘)
AUTOMATIC MECHANICAL LINE LEAK DETECTOR | ;
Certification: Leak rate of 3.0 gph with Py=100% and Pra=0%.

Leak Threshold: 2.0 gph. A leak is declared if the output of the measurement system
equals or exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel and solvents.

Specification: System tests pressurized fiberglass and steel pipelines.
Tests are conducted at 15-22 psi.

Pipeline Capacity: Maximum of 129 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Response time is 6 seconds.

System Features: Permmanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is leaking.
Restricted flow to dispenser if leak is declared.

Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions. ‘

Marley Pump Co. Evaluator: Ken Wilcox Associates
5800 Foxridge Dr. Tel: (816) 443-2494

Mission, KS 66202 .

Tel: (913) 813-5700 Date of Evaluation: 12/21/90
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Certification:

Leak Threshoid:

Applicability:

Specification:

Pipeline Capacity:

Waiting Time:

Test Period:

System Features:

Calibration:

Marley Pump Co.
5800 Foxridge Dr.
Mission, KS 66202
Tel: (913) 813-5700

Revision Date: April 18, 1887

Marley Pump Co.

Red Jacket XLP
(for Flexible Pipelines)

AUTOMATIC MECHANICAL LINE LEAK DETECTOR
Leak rate of 3.0 gph with Pp=100% ahd Pra=0%. -

2.0 gph. A leak is declared if the output of the measurement system
equals or exceeds this threshold.

Gasoline, diesel, aviation fuel and solvents.

System tests p‘ressurized flexible pipelines.
Tests are conducted at operating pressure.

‘Maximum of 48.9 gallons.

None between delivery and testing.
None between dispensing and testing.

Response time is less than 3 minutes.

Permanent installation on pipeline.

Automatic testing of pipeline.

Preset threshold. :
Single test to determine if pipeline is leaking.
Restricted flow to dispenser if leak is declared.

Syétem must be checked annually and calibrated if necessary in accordance with

manufacturer's instructions.

Evaluator; Ken Wilcox Associates
Tel: (816) 443-2494

Date of Evaluation: 04/19/93
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Certification:

Leak Threshold:

Applicability:
Tank Capacity:

Waiting Time:

Test Period:

Temperature:

Water Sensor:

Calibration:

Comments:

Marley Pump Co.
5800 Foxridge Dr.
Mission, KS 66202
Tel: (913) 813-5700
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Marley Pump Co. ‘

Red Jacket ATM System,
Version RLM 5000, 5001, and 9000
(Magnetostrictive Probe)
AUTOMATIC TANK GAUGING SYSTEM

Leak rate of 0.2 gph with Pp=100% and Pra=0%.

0.1 gph. A leak is declared if the output of the measurement system ecjuals or exceeds
this threshold.

Gasoline, diesel, aviation fuel, and solvents.

Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Minimum of 6 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Minimum of 3 hours.

Test data are acquired and recorded by a computer.
Leak rate is calculated from all data collected.
There must be no dispensing or delivery during test.

Average for product is determined by a minimum of 5 temperatufe sensors.

Must be used to detect water ingress.
Minimum detectable water level in the tank is 1.04 inches.
Minimum detectable water level change is 0.011 inch.

Temperature sensors and probe must be checked and calibrated in accordance with
manufacturer's instructions. r "

Not evaluated using manifold tank systems.

Tests only portion of tank containing product.

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. : { '

EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. ’ '

Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494

Date of Evaluation: 04/02/91
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Marley Pump Co.

ATG Automatic Tank Gauging Monitor, LLM Series Liquid Level Monitor
FMS Fue!l Management Monitor
(Uitrasonic Probe)
AUTOMATIC TANK GAUGING SYSTEM

‘ Sonic Technblogy (ST) ‘i400~1 800 Series Tank Monitoring System

" Certification: v Leak rate of 0.2 gph with Pp=100% and Pga=0%.
Leak Threshold: 0.1 gph. A leak is declared if the output of the systém equals or exceeds this threshold.
Applicability:' Gasoline, diesel, aviation fuel, and solvents.

Tank Capacity:  Maximum of 18,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 10 hours between delivery and testing.
None between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 2 hours, 21 minutes. ’
Test data are acquired and recorded by a computer
Leak rate is calcuiated from all data collected.
There must be no dispensing or delivery during test.

Temperature: A\}erage for product is determined by a variable number of temperature sensors
spaced at approximately 6-inch intervals.

Water Sensor: Must be used to detect water ingress.
Minimum detectable water level in the tank is 0.112 inch.
‘Mmumum detéctable water level change is 0.011 inch.

Calibration: Temperature sensors and probe must be checked and calibrated in accordance wnth
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems..
Tests only porhon of tank containing product
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testlng at low levels could allow a leak to remain
.undetected.
EPA leak detection regulations requnre testmg of the portion of the tank system which
routinely contains product.
System was previously known as LT1 Automatic Product Level Monitor and was
manufactured by Level Tech, Inc. (purchased by Marley 9/91).

Marley Pump Co. Evaluator: ADA Technologies

5800 Foxridge Dr. : Tel: (303) 792-5615
Mission, KS 66202 o .
Tel: (913) 813-5700 Date of Evaluation: 09/30/92
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Marley Pump Co.

Sonic Technology (ST) 1400-1800 Series Tank Monitoring System
ATG Automatic Tank Gauging Monitor, LLM Series Liquid Level Momtor,

Marley Pump Co.
Certification:
Leak Threshold:

Applicability:
Tank Capacity:

Waiting Time:

Test Period:

Temperature:

Water Sensor:

Calibration:

Comments:

Marley Pump Co.
5800 Foxridge Dr.
Mission, KS 66202
Tel: (913) 813-5700
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FMS Fuel Management Monitor
(Ultrasonic Probe)
AUTOMATIC TANK GAUGING SYSTEM

Leak rate of 0.1 gph with Pp=99.9% and Pga=0.01%.

0.05 gph. A leak is declared if the output of the system equals or exceeds this
threshold.

Gasoline, diesel, aviation fuel, fuel oils #4 and #6, and some solvents.

Maximum of 18,000 gallons.
Tank must be between 95 and 100% full.

Minimum of 12 hours between delivery and testing.
None between dispensing and testing. ,
There must be no delivery during waiting time.

Minimum of 2 hours,.21 minutes.

Test data are acquired and recorded by a computer. .
Leak rate is calculated from all data collected.

There must be no dispensing or delivery during test.

Average for product is determined by a variable number of temperature sensors
spaced at approximately 6-inch intervals.

Must be used to detect water ingress.
Minimum detectable water level.in the tank is 0.112 inch.
Minimum detectable water level change is 0.011 inch.

Temperature sensors and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Not evaluated using manifold tank systems.

Tests only portion of tank containing product. |

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. ‘ »

EPA leak detection regulations require testing of the portion of the tank system which

routinely contains product.
System was previously known as LT1 Automatic Product Level Monitor and
was manufactured by Level Tech, Inc. (purchased by Marley 9/91). '

Evaluator: ADA Technologies, Inc.
Tel: (303) 792-5615

Date of Evaluation: 09/25/92

the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.
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Marley Pump Co.

‘ Red Jacket PPM 4000 with Optical Liquid Discrimination Sensor
‘ | | LIQUID-PHASE INTERSTITIAL DETECTOR ,
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: optical sensor

‘Test Resulits:

unleaded synthetic diesel heating

gasoline fuel fuel oil #2 water
Accuracy (%) 100 100 100 100 i 100
Response time (min) 219 2.20 1.93 2.23 2.81
Recovery time (min) <1 <1 ‘ <1 <1 <t
Product activation height (cm) - 1.08 1.10 1.03 1.07 1.20
Lower detection limit (cm) 0.30 N/D*™ N/D ND N/D

*At a flow rate of 0.13 gal/hr in a 4.8 cm diameter test chamber.
** See glossary.

Specificity Results: _
Activated: unleaded gasoline, diesel fuel, synthetic fuel, heating oil #2, water.

Manufacturer’s specifications: ‘ _
Manufacturer's instructions do not specify procedures or schedules for maintenance or calibration.

Comments: ‘
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Detector is listed as interstitial due to intended use. o ~
Test procedures used were Carmnegie Mellon Research Institute's "Test Procedures for Third Party Evaluation
of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems": Final Report - November
11, 1991.. : .
Evaluation lists all PPM, RLM, and ST models, including the Multiplexer Unit; however, evaluation procedures
were performed using model PPM 4000. ;

“Detector is reusable.

Marley Pump Co. ‘ Evaluator: Carnegie Mellon Research institute

9650 Alden Rd. Tel: (412) 268-3495
Lenexa, KS 66215 _ '
Tel: (913) 541-2985 - Date of Evaluation: 04/28/92
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Mine Safety Appliances
Tankgard ‘
P/N 481532 S/N 03095 :
VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR
Detector:
Output type: quantitative
Sampling frequency: continuous
Operating principle: metal oxide semiconductor
Test Results: ;
benzene 2-methylbutane
Accuracy (%) 100 100 ‘
Detection time (sec) 5 - 16
Fall time (min:sec) 04:12 04:42
Lower detection limit (ppm) 125 12.5
Specificity Results:

Activated (100%): benzene, n-butane, n-hexane, 2-methylpentane, toluene, isobutane.

Manufacturer’s specifications:

Maximum Wire Distance: 500 ft using 18 AWG

Response Time: 30 seconds

Recover Time: 1 minute maximum

Sensor Life: 2 year warranty

Mine Safety Appliances Evaluator: Carnegie Mellon Research Institution
P. O. Box 427 Tel: (412) 268-3495

Pittsburgh, PA 15230

Tel: (412) 776-8600 : Date of Evaluation: 03/26/91

, o
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Mine Safety Appliances

Tankgard Viil

‘ P/N 488803 S/N 00389

VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: quantitative

Sampling frequency: continuous

Operating principle: - metal oxide semiconductor

Test Results:

' benzene 2-methylbutane
Accuracy (%) 100 100 ‘
Detection time (sec) 5 16
Fall time (min:sec) 04:12 , 04:42

Lower detection limit (ppm) 12.5 12.5

Specificity Resulits: : ‘
Activated (100%): benzene, n-butane, n-hexane, 2-methylpentane, toluene, isobutane.

Manufacturer’s specifications:

Maximum Wire Distance: 500 ft using 18 AWG.

Response Time: 30 seconds.

Recover Time: 1 minute maximum.

Sensor Life:- 2 year warranty.

Mine Safety Appliances Evaluator: Carnegie Mellon Research Institution
P. O. Box 427 Tel: (412) 268-3495 :

Pittsburgh, PA 15230 : ‘

Tel: (412) 776-8600 _ Date of Evaluation: 03/28/91
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NDE Environmental Corp.

Proline Test Series lll, Version 1.0 ‘ .
LINE TIGHTNESS TEST METHOD ‘}
Certification: Leak rate of 0.1 gph with Pp=99.0% and Pga=0.1%.
Leak Threshold:  0.05 gph. Aleak is declared if the output of the measurement system eq;uals or exceeds
this threshold.
Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, and solvents.
Specification: System tests fiberglass and steel pipelines.

Tests are conducted at 150% operating pressure.
Mechanical line leak detector must be removed from pipeline for duration of test.

Pipeline Capacity: Maximum of 41 gallons.

Waiting Time: None between delivery and testing
Minimum of 1 hour between dispensing and testing.

Test Period: Minimum of 1 hour. : ‘
Pipe deflection, vapor pockets, and large temperature differences may produce
inconsistent readings, testing to continue until stable conditions are present.
Test data are acquired and recorded manually. '
Manual calculations are performed by the operator on site.

Calibration: Sensors must be calibrated before each test.

NDE Environmental Corp. Evaluator: Midwest Research Institute
8306 Wall St., Suite 306 Tel: (816) 753-7600 '
Austin, TX 78754

Tel: (800) 800-4633 Date of Evaluation: 08/30/91
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- NDE Envirenmental Corp.

. PTK-88
’, ] | | LINE TIGHTNESS TEST METHOD .
Certification: Leak rate of 0.1 gph with Pp=99.8% and Pra=1.3%.
Leak Threshoid: 0.05 gph. A leak is declared if the output of the measurement system equals or
‘ exceeds this threshold. : : ‘
Applicébility: ‘ Gasoline, diesel, aviation fuel, fuel oil, and solvents.
Specification: System tests fibérglass and steel pipelines. -

Tests are conducted at 150% operating pressure. ,
- Mechanical line leak detector must be removed from pipeline for duration of test.

Pipeline Capacity: Maximum of 40 gallons.

Waiting Time: None between delivery and testing. =
Minimum of 1 hour between dispensing and testing.

Test Period: Minimum of 10 minutes. Repeat 10 minute cycles are necessary if data does not meet
, " the manufacturer’s criteria. ‘ v : :
Test data are acquired and recorded manually.
Manual calculations are performed by the operator on site.

Calibration: Sensors must be calibrated beforé each test.

NDE Environmental Corp. .- Evaluator: Midwest Research Institute
8906 Wall St., Suite 306 - Tel: (816) 753-7600

Austin, TX 78754 ‘

Tel: (800) 800-4633 : ‘ Date of Evaluation: 02/14/91
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NDE Environmental Corp.

UST Ullage Test - Version U2 (Pressure Test) ‘}
NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (ULLAGE)
Certification: Leak rate of 0.1 gph with Pp=95.24% and Pra=0%.

Leak Threshold: A leak is declared when the pressure decay trend equals or exceeds * 0.016 psi/hr.

Applicability: Gasoline, diesel, aviation fuel, heavy fuel oils #2 through #6, and solvents.
Tank Capacity: Maximum ullage volume is 10,260 gallons.

Waiting time: Minimum of 2 hours between delivery and testing.

Test Period: Minimum of 30 minutes (after data trend has been established).

Test Pressure: Total pressure of 4.0 psi must be applied at bottom of tank.
Temperature: Ullage must be monitored during test, and a correction factor is applied to

account for temperature changes. If ullage temperature changes exceéd 5 degrees |
F, test must not be conducted. : - v

Groundwater: Depth to groundwater in backfill must be determined. If groundwéter is above
product level, net pressure must be maintained at a minimum of 1 psi in the
ullage during test.

Evaluated using diesel fuel.
Tests only ullage portion of tank.

Comments: Not evaluated using manifold tank systems. ‘
Product-filled portion of tank must be tested using a volumetric underfilled test method.

NDE Environmental Corp. Evaluator: ADA Technologies, Inc.
8906 Wall St., Suite 306 Tel: (303) 792-5615

Austin, TX 78754 _ :

Tel: (800) 800-4633 - Date of Evaluation: 04/10/92
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NDE Environmental Corp.

UTS-4T Ullage Test (Pressure Test)
NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (ULLAGE)

Certification: Leak rate of 0.1 gph with Pp=95.24% and Pra=0%.

Leak Threshold: A leak is declared when the make-up gas flow rate into ullage equals or exceeds
: 0.275 cubic feet/hour.

Applicability: | Gasoline, diesel, aviation fuel, heavy fuel oil #4, and solvents.

Tank Capacity: Maximum ullage volume is 7,500 gallons. |

Waiting time: Minimum of 2 hours between delivery and testing.r

Test Period: Minimum of 20 minutes, consisting of 2 consecutive 10-minute test penods

Test data are acquwed and recorded manuaily.

Test Pressure: Pressure must be mcreased in ullage such that total pressure at
bottom of tank does not exceed 5.0 pSI
Pressure must be maintained for a minimum of 5 minutes per 1,000 gallons of ullage
At conclusion of this stabilization period, ullage pressure must be reduced by 0.5 psi for
remainder of test.

Temperature: ~ Ullage must be monitored for rate of temperature change, which must not exceed
manufacturer's tabulated values.

Groundwater: - Depth to groundwater in backfill must be determined. If groundwater is above
product level, net pressure must exceed 1 psi in the ullage during test.
If this requires more than 5 psi total pressure at tank boitom, the ullage test must
not be used.

Comments: "~ Not evaluated using manifold tank systems.
Evaluated using diesel fuel. ‘
Tests only ullage portion of tank.
Product-filled portion of tank must be tested using a volumetnc underiilled test method.

NDE Environmental Corp. . Evaluator: Midwest Research Institute

8906 Wall St., Suite 306 Tel: (816) 753-7600
Austin, TX 78754 . :
Tel: (800) 800-4633 Date of Evaluation: 12/04/92
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NDE Environmental Corp.

U3 Ullage Test - :
(Vacuum or Pressure Test) : °}

NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (ULLAGE)

Certification: Leak rate of 0.1 gph with Pp=100% and Pga=0%.

Leak Threshold: A leak is declared when the acoustic signal detected is different from the baseline.
Baseline is the acoustic signal before tank is pressurized or evacuated.

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, and solvents. |
Tank Capacity: Maximum ullage volume is 16,500 galions.

Waiting Time: None between delivery and testing

Test Period: A few minutes to determine background noise and a leak.

Depends on background noise at the site and on the size of the leak. ‘
After the desired pressure has been reached, the tank should be allowed to settle
for 10 minutes. ‘

Test Pressure: Vacuum of 1 psi must be maintained in ullage by a vacuum blower, or total pressure
at bottom of tank of 4 psi must be maintained using nitrogen. - ‘

Temperature: Acoustic signal is independent of product temperature.

Groundwater: Depth to groundwater in backfill must be determined. If groundwater is above
product level, vacuum test should not be used. :
Pressure test may only be used if net pressure can be maintained at a minimum

1 psi throughout ullage during test. If this requires more than 5 psi total
pressure at tank bottom, the ullage test must not be used. S

Comments: Not evaluated using manifold tank systems.
Evaluated using diesel fuel.
Tests only ullage portion of the tank. :
Product-filled portion of tank must be tested with an underfilled test method.
Microphone was 25 feet away from the leak source during evaluation.
If background noise is too high, test is inconclusive.
Noise signals are tape recorded (not digitally recorded). _‘
Vacuum test method may not be effective in some backfill (such as clay)
because it may plug holes in tank. ‘ ‘ '
If soil is saturated with product, air or water ingress may not be declared
by vacuum test. A well point in backfill may help identify presence of this condition.

NDE Environmental Cormp. Evaluator: Ken Wilcox Associates

8908 Wall St., Suite 306 Tel: (816) 443-2494
Austin, TX 78754 .
Tel: (800) 800-4633 Date of Evaluation: 01/15/93
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NDE Environmental Corp.

, Computerized VPLT Testing System
‘ VOLUMETRIC TANK TIGHTNESS TEST METHOD (UNDERFILL)
Certification: A ’ Leak rate of 0.1 gph with Pp=99. 9% and Pga=0.1%. -
Leak Threshold: 0. 05 gph. A leak is declared if the output of the measurement system equals or
: exceeds this threshold.
Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, wasté oil, solvents, and other
products.
Tank Capacity: Maximum of 18,000 gallons

Tank must contain minimum 24 mches of product.

Waiting Time: Must be long enough between delivery and testing to ensure a temperature
' change of less than 0.09 degrees F per hour, typically a minimum of 2 hours. .
None between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 2 hours.
. Test data are acquired and recorded by a computer.
Leak rate is calculated from average over data window.
There must be no dispensing or delivery during test.

Temperature: Average for product is typically determined by 5 therfnistors.
A minimum of 1 thermistor is required. :

‘ Groundwater: Depth to groundwater in backfill must be determined. If groundwater is above
“ bottom of tank, product level must be adjusted 1o provide a minimum net pressure
of 1 psi at bottom of tank during test. (There must be a difference of at least 37
inches between groundwater level and product level to provnde a net pressure of 1
psi at bottom of tank during test.)

Calibration: Thermistors must be checked annually and calibrated if necessary.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system whlch
routinely contains product.

NDE Environmental Corp. Evaluator: Ken Wilcox Assoc.
8906 Wall St., Suite-306 Tel: (816) 443-2494

Austin, TX 78754 ‘

Tel: (800) 800-4633 Date of Evaluation: 02/15/93
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Certification:

Leak Threshold:

Applicability:
Tank Capacity:

Waiting Time:

Test Period:

Temperature:

Groundwater:

Calibration:

Comments:

Revision Date: April 18, 1997
NDE Environmental Corp. :

Sure Test - Assured Tight System, Series IV
VOLUMETRIC TANK TIGHTNESS TEST METHOD (UNDERFILL)
Leak rate of 0.1 gph with Pp=99.99% and Pra=0.005%.

0.05 gph. Aleakis déclared if the output of the measurement system equals or
_exceeds this threshold. 1

Gasoline, diesel, aviation fuel, fuel oil, waste oil, and solvents.

Maximum of 18,000 gallons.
Tank must be between 11 and 95% full.

Minimum of 6 hours between delivery and testing.
None between dispensing and testing.
There must be no delivery during waiting time.

Minimum of 3 hours.

Test data are acquired and recorded by a computer.

Leak rate is calculated from average of subsets of all collected data.
There must be no dispensing or delivery during test.

Average for product is determined by temperature probes.
A minimum 12 inches of product must be present for the temperature probes to
operate properly. ‘

Depth to groundwater in backfill must be determined. If groundwater is above

bottom of tank, product level must be adjusted during test to provide a minimum

net pressure of 1 psi at bottom of tank during test. (There must be a difference of at
least 37 inches between groundwater level and product level to provide a net pressure
of 1 psi at bottom of tank during test.) ‘

Temperature probes and floats must be checked for proper operation prior to each test.
Not evaluated using manifold tank systems.

Tests only portion of tank containing product. :
As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could allow 3a leak to remain

" undetected. ;
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. . '

NDE Environmental Corp. Evaluator: ADA Technologies
8806 Wall St., Suite 306 Tel: (303) 792-5615

Austin, TX 78754
Tel: (800) 800-4633

Date of Evaluation: 09/09/92
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Omntec/Electro Levels Mfg., Inc. .

OEL 8000

‘ ) (Magnetostrictive Probe)

AUTOMATIC TANK GAUGING SYSTEM
Certification: Leak rate of 0.2 gph with Pp=99.9% and Pea=0.1%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability:  Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, and solvents,
Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons. .
Tank must be between 50 and 95% full.

Waiting Time:  Minimum of 6 hours, 30 minutes between delivery and testihg.
There must be no delivery during waiting time.

Test Period: Minimum of 4 hours.
Test data are acquired and recorded by a computer.
Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test. ‘

Temperature: Average for product is determined by a minimum of 5 thermistors.

Water Sensor:  Must be used to detect water ingress.
Minimum detectable water level in the tank is 0.055 inch.
Minimum detectable change in water level is 0.011 inch.

Calibration: Thermistors and probe must be checked and calibrated in accordance with
manufacturer’s instructions.

Comments: Not evaluated using manifold tank systems.
' Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. ' : .
EPA leak detection regulations require testing of the portion of the tank system which routinely
contains product.

Omntec/Electro Levels Mfg., Inc. Evaluator: Ken Wilcox Associates

1993 Pond Rd. Tel: (816) 443-2494
Ronkonkoma, NY 11779 ‘
Tel: (516) 981-2001 _’ i Date of Evaluation: 01/17/96
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Omntec/Electro Levels Mfg., inc. ‘

OEL 8000 :
{Magnetostrictive Probe) . O)

AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.1 gph with Pp=97.8% and Pga=2.2%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equalis or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, solvents.
Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time:  Minimum of 6 hours, 30 minutes between delivery and tésting. :
There must be no delivery during waiting time.

Test Period: Minimum of 4 hours.
Test data are acquired and recorded by a computer
Leak rate is calculated from data determined to be valid by statistical analysns
There must be no dispensing or delivery during test.

Temperature:  Average for product is determined by a minimum of 5 thermistors.

Water Sensor:  Must be used to detect water ingress. ' )
Minimum detectable water level in the tank is 0.055 inch.
Minimum detectable change in water level is 0.011 inch.

Calibration: Thermistors and probe must be checked and calibrated in accordance with
manufacturer’s instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to L
lower head pressure). Consistent testing at low levels could allow a leak to remaln
undetected.
EPA leak detection regulations require testing of the portion of the tank system which routlnely
contains product.

Omntec/Electro Levels Mfg., Inc. Evaluator: Ken Wilcox Associates
1993 Pond Rd. Tel: (816) 443-2494
Ronkonkoma, NY 11779

Tel: (516) 981-2001 Date of Evaluation: 01/17/96
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Omntec/Electro Levels Rifg., inc.

L-LL-R-1, LS-ASC, PDS-ASC, PDWS-1, PDWF-1

LIQUID-PHASE AINTERSleTIAL DETECTOR

Detector:
Output type: - qualitative
Sampling frequency: continuous : ]
Operating principle: all: refractive index of liquids; PDS-ASC; PDWS-1, and PDWF-1: also electrical conductivity
Test Results:
L-LL-R-1 (low level) L-LL-R-1 (high level)
unleaded unleaded
gasoline diesel fuel water gasoline diesel fuel water
Accuracy (%) . 100 100 100 100 100 100
- Detection time (sec) <1 <1 <1 <1 <1 - <1
Fall time (sec) ) <1 . <1 <1 <1’ <1 <1
Lower detection limit (cm) 6.63 6.53 .. 645 217 218 21.7.
| _PDWS-1 B " PDWF-1
unieaded unleaded )
gasoline diesel fuel water gasoline diesel fuel water
Accuracy (%) 100 100 100 100 100 100
Detection time (sec) <1 <1 <1 <1 <1 <1
Fall time (sec) <1 <1 <1 ‘ <1 <1 <1
Lower detection limit (cm) 1.93 1.85. - 1.63 - 1.60 - 1.67 1.02
PDS-ASC/LS-ASC ’
unleaded
gasoline ~  diesel fuel water
Accuracy (%) 100 . 100 - 100
Detection time (sec) <1 C o<1 <1
Fall time (sec) <1 <1 , <1
Lower detection limit {cm) 2.24 2.1 1.42
Specificity Resuits:

Activated: unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, toluene, xylene(s), water.

Manufacturer’s specifications: )
LS and PD series responds to any liquid with an index of refraction different than air. PD series responds to any conducting liquid.

Comments:

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.

Detectors are listed as interstitial due to intended use. Co o

Test procedures used were modified from EPA's “Standard Test Procedures for Evaluating Leak Detection Methods: Liquid-Phase Out-
of-Tank Product Detectors,” March 1990, and EPA’s “Standard Test Procedures for Evaluating Leak Detection Methods: Non-
‘Volumetric Tank Tightness Test Methods,” March 1990.

. Detector is reusable.

Omntec/Electro Levels Mfg., Inc. . Evaluator: Ken Wilcox Associates
1993 Pond Rd. : Tel: (816) 443-2494
Ronkonkoma, NY 11779 )

Tel: (516) 467-5787 Date of Evaluation: 06/12/93
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One Plus Corp.
" Leak Edge .
Models 100-3001, 100-4001 0
LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: product permeable
Test Results: A

unieaded synthetic

gasoline gasoline
Accuracy (%) 100 100
Detection time (hr:min:sec) 00:05:41 00:05:14
Fall time (hrmin:sec) 00:30:39 00:18:36
Lower detection limit (cm) . 0.02 0.02

Specificity Results: P
Activated: unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, toluene, xylene(s).

Manufacturer’s specifications: ‘
Operating temperatures: Sensor is -40 degrees C to 74 degrees C; Monitor Module is -20 degrees C to 49
degrees C. i

Comments: : |
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Detector is reusable. : ; ~

One Plus Corp. Evaluator: Underwriters Laboratories Inc,
1955 Shermer Rd., Suite 100 "~ Tel: (847) 272-8800

Northbrook, IL 60062

Tel: (708) 498-0955 Date of Evaluation: 12/17/91
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: Revision Date: April 18, 1997
Patriot Sensors and Controls Corp. (formerly MagneTek)

' 7021 Digital Tank Gauge
‘ . (7030 Series Magnetostrictive Probe)

AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.2 gph with Pp = 99. 96% and Pga = 0.044%.
Leak Threshold: - 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.
Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, solvents and other substances with a

specific gravity >0.6 and a viscosity <1500 cp.

Tank Capacity: Maximum of 15,000 galions.
Tank must be between 50 and 95% full

Waiting Time: Minimum of 2 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 4 hours.
Test data are acquired and recorded by a 7021 controller (computer)
Leak rate calculated from data determined to be statistically valid.
There must be no dispensing or dehvery during test.

Temperature: Average for product is determmed by a minimum of 1 resistance temperature
detector (RTD).

Water Sensor: Must be used to detect water i ingress. :
Minimum detectable water level in the tank is 0.947 lnch
Minimum detectable water level change is 0.0254 inch.

Calibration: RTD and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (dueto
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. '
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.
System may also be used to test at a minimum product height of 18 inches or a 14%
full tank, whichever is higher, if the leak rate is set at 0.1 gallons per hour
(Po = 95.34% and Pra = 4.66%).

Patriot Sensors and Controls Corp. Evaluator: Ken Wilcox Associates
1080 N. Crooks Rd. . Tel: (816) 443-2494

Clawson, Ml  48017-1097 - .

Tel: (810) 435-0700 ' Date of Evaluation: 02/07/91
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Patriot Sensors and Controls Corp. (formerly MagneTek)

7021 Digital Tank Gauge | | '
(7030 Series Magnetostrictive Probe) : a)
AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.1 gph with Pp = 95.34% and Pga = 4.66%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system
equals or exceeds this threshold. ‘

Applicability: Gasoline, diesel, aviation fuel,' fuel oil #4, waste oil, solvents and other éubstances with
a specific gravity >0.6 and a viscosity <1500 cp.. .

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 8 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 4 hours.
Test data are acquired and recorded by a 7021 controller (computer).
Leak rate calculated from data determined to be statistically valid.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 1 resistance temperature
detector (RTD). ‘

Water Sensor: Must be used to detect water ingress. . ‘
Minimum detectable water level in the tank is 0.947 inch. ‘ _

Minimum detectable water level change is 0.0254 inch.

Calibration: RTD and probe must be checked and calibrated in accordance with -
manufacturer’s instructions. S :

Comments: Not evaluated using manifold tank systems.
Tests only pgrtion of tank containing product. : ‘
As product level is lowered, leak rate in a leaking tank decreases (dueto
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. )
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. _ .
System may also be used to test a minimum product height of 18 inches or a 14% full
tank, whichever is higher, if leak rate is set at 0.1 gph. '

Patriot Sensors and Controls Corp. Evaluator: Ken Wilcox Associates
1080 N. Crooks Rd. Tel: (816) 443-2494

Clawson, Ml 48017-1097

Tel: (810) 435-0700 : Date of Evaluation: 02/07/91
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Patriot Sensors and Controls Corp. (formerly MagneTek)

' - 7021 Digital Tank Gauge
. ‘ . (7100 Series Magnetostrictive Probe)

AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.2 gph with Pp = 99.9% and Pgs = 0.1%.
" Leak Threshold: 0.1 gph. Aleak is declared if the output of the measurement system equals or exceeds
this threshold.
Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, solvents, and other

substances with a specific gravity > 0.6 and a viscosity < 1500 cp.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 2 hours between delivery and testing.'
Minimum of 2 hours between dispensing and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 2 hours.
' Test data are acquired and recorded by a computer. :
Leak rate calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 thermistors. - -

Water Sensor: Must be used to detect water mgress
Minimum detectable water level in the tank is 0.186 inch.
Minimum detectable water level change is 0.0048 inch.

Calibration: Thermistors and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate ir a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. 1
EPA leak detection regulations require testing of the portlon of the tank system which
routinely contains product.

Patriot Sensors and Controls Corp. : Evaluator: Ken Wilcox Associates
1080 N. Crooks Rd. : © Tel: (816) 443-2494

Clawson, Ml 48017-1097 _ ‘ :

Tel: (810) 435-0700 : Date of Evaluation: 03/14/95
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Patriot Sensors and Controls Corp. (formerly MagneTek)

7021 Digital Tank Gauge 3
- (7100 Series Magnetostrictive Probe) , ‘)

AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.1 gph with Pp = 99.6% and Pra = 0.4%.

Leak Threshold: 0.05 gph. Aleakis declared if the output of the measurement system equals or exceeds
this threshold.. :

Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, waste 0|l solvents and other substances with a

specific gravity >0.6 and a viscosity <1500 cp solvents.

Tank Capacity:  Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 2 hours between delivery and testing.
Minimum of 2 hours between dispensing and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 6 hours. ‘
Test data are acquired and recorded by a computer. s
Leak rate calculated from data determined to be valid by statistical analysns
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 thermistors.
Water Sensor: Must be used to detect water ingress.

Minimum detectable water level in the tank is 0.186 inch.
Minimum detectable water level change is 0.0048 inch.

Calibration: Thermistors and probe must be checked and calibrated in accordance W|th
manufacturer's instructions. .

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow at leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. :

Patriot Sensors and Controls Corp Evaluator: Ken Wilcox Associates
1080 N. Crooks Rd. Tel: (816) 443-2494

Clawson, Ml  48017-1097

Tel: (810) 435-0700 ' Date of Evaluation: 03/14/95
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Revision Date: April 18, 1897
PermAlert

PAL-AT Models AT20C, AT50C, AT40K
AGW Sensor Cable

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: qualitative
Sampling frequency: continuous
Operating principle: impedance change

Test Results:’ ‘ .
unleaded_gasoline

1/3 MER™ 2/3 MER MER
1348 ft. 2644 ft. 3982 ft.
Accuracy (%) ' 100 : 100 . 100
Response time (min) - : 9.92 6.25 21.28
Recovery time (min) 1.0 1.0 1.0
Product activation height (cm) 2.03 1.13 ‘ 5.00 .
- Detection length (cm) -116.3 . 6438 286.1
Lower detection limits (cm) :
Product activation height N/D** N/D o 51
Detection length : : N/D ~  ND 295.6
*At a flow rate of 0.14 gal/hr in test chamber.
** See glossary.’ ‘
Specificity Resuits:

Activated: diesel fuel, synthetic fuel, heating oil #2, water. '

Comments:

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.

System can monitor interstitial spaces. ‘

Test procedures used were Camegie Mellon Research Institute's "Test Procedures for Third Party Evaluation
of Leak Detection Methods: Cable Sensor Liquid Contact Leak Detection Systems": Final Report - November
11, 1991. : .

Evaluation also covered quantitative leak location.

Detector is reusable.

PermAlert Evaluator: Carnegie Mellon Research Institute
7720 N. Lehigh Ave. Tel: (412) 268-3495 .

Niles, IL 60714-3491

Tel: (708) 966-2190 Date of Evaluation: 01/17/92
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PermAlert
PAL-AT Models AT20C, ATS0C, AT40K ‘
with PHFW Hydrocarbon Probe and Type 1 Sensor o ‘)
LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: product soluble
Test Results: .

unleaded synthetic

v gasoline gasoline

Accuracy (%) : 100 100
Detection time (min:sec) 00:24 ‘ . 00:09
Fall time (min:sec) N/A* N/A
Lower detection limit (cm) 0.01 0.01

* See glossary.

Specificity Results:
Activated: unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, toluene, xylene(s).'

Manufacturer’s specifications:
Operating temperature range is 0 degrees F to 90 degrees F.

Comments:
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater momtonng.
Detector is not reusable; sensor filament must be replaced after contact with hydrocarbons. -

PermAlert Evaluator: Carnegie-Mellon Research Institute
7720 N. Lehigh Ave. _ Tel: (412) 268-3495 .
Niles, IL 60714-3491

Tel: (708) 966-2180 Date of Evaluation: 09/15/92
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PermAlert

PAL-AT Models AT20C, ATS0C, AT40K
with PHFW Hydrocarbon Probe and Type 2 Sensor:

LIQUID-PHASE OQUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: product soluble
Test Results:

‘ ' unleaded synthetic

: : gasoline gasoline

Accuracy (%) 100 ' 100
Detection time (min:sec) 14:39 . 08:45
Fall time (min:sec) : - N/A* ' N/A
Lower detection limit (cm) 0.01 = 0.01

* See glossary.

Specificity Resuits: : ‘ coL
Activated: unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, toluene, xylene(s).

Manufacturer’s specifications: ‘ ‘ e
Operating temperature range is O degrees F to 80 degrees F. '

Comments: : v
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Detector is not reusable. : v o L o
Sensor filament must be replaced after contact with hydrocarbons.

PermAlert - Evaluator: Carnegie Mellon Research Institute
7720 N. Lehigh Ave. , Tel: (412) 268-3495 :
Niles, Ii. 60714-3491

Tel: (708) 966-2190 " Date of Evaluation: 09/15/92
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Revision Date: April 18, 1997 -

PermAlert

PAL-AT Models AT20C, AT50C, AT40K
PHL Hydrocarbon Sensor

LIQUID-PHASE INTERSTITIAL DETECTOR -

Detector:
Output type: qualitative
Sampling frequency: continuous’
Operating principle: electrical conductivity
Test Results:
unleaded
gasoline
Accuracy (%) 100
Response time (min) 1.13
Recovery time (min) 8.83
Product activation height (cm) 0.53
Lower detection limit (cm) 0.38

*At a flow rate of 0.13 gal/hr in a 4.8 cm diameter test chamber.

Speclficity Results:
Activated: diesel fuel, synthetic fuel, heating oil #2.
Not activated: water.

Comments: ' :
Test procedures used were Caregie Mellon Research Institute's "Test Procedures for Third Party
Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems™:;
Final Report - November 11, 1891. |
Detector is reusable.

PermAlert Evaluator: Carnegie Mellon Research Institute

7720 N. Lehigh Ave. Tel: (412) 268-3495
Niles, IL. 60714-3491 y ,
Tel: (708) 966-2190 ‘ Date of Evaluation: 02/05/92
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‘ PermAlert

PAL-AT Models AT20C, AT50C, AT40K
TFH Hydrocarbon Sensor Cable

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: . qualitative
Sampling frequency: continuous

Operating principle: impedance change

Test Resuits:
unleaded gasoline

1/3MER™ 2/3 MER MER
1368 fi. . 2685 ft. 4046 ft.
Accuracy (%) 100 100 100.
Response time (min) - 3.40 7.48 16.21
Recovery time (min) >60 >60 >60
Product activation height (cm) 0.65 133 . 353
Detection length (cm) 27.7 56.8 150.4
Lower detection limits (cm) :
Product act. height N/D** N/D 3.6
Detection length N/D - N/D 152.9

*At a flow rate of 0.16 gal/hrin test chamber.
** See glossary.

Specificity Resu!ts:
Activated: diesel fuel, synthetic fuel, heating oil #2.
Not Activated: water.

Comments:

EPA and many states require detection of 1/8 inch (0. 32 cm) of product for groundwater monitoring.

System can monitor interstitial spaces.

Test procedures used were Carnegie Mellon Research Institute's "Test Procedures for Third Party Evaluation -
of Leak Detection Methods: Cable Sensor Liquid Contact Leak Detection Systems": Final Report November
11, 1991.

' Evaluatlon also covered quantitative leak location.

PermAlert ‘ ' Evaluator: Carnegie Mellon Research Institute
7720 N. Lehigh Ave. : Tel: (412) 268-3495

Niles, IL. 60714-3491 v , o

Tel: (708) 966-2190 Date of Evaluation: 02/11/92
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PermAlert

TankWatch Models PHM10, PHMS
Combination Hydrocarbon/Water Probe

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: electrical conductivity
Test Results:”’

unleaded

gasoline water
Accuracy (%) 100 100
Response time (min) 0.30 <1
Recovery time (min) 1.97 1.68
Product activation height (cm) 0.18 0.80
Lower detection limit (cm) 0.56 1.93

*At a flow rate of 0.13 gal/hr in a 4.8 cm diameter test chamber.

Specificity Results:
Activated: diesel fuel, synthetic fuel, heating oil #2.

Comments:
Test procedures used were Carnegie Mellon Research Institute's "Test Procedures for Third Party

Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems™: |
Final Report - November 11, 1991. ' ;
Detector is reusable.

PermAlert Evaluator: Camegie Mellon Research Insfitute

7720 N. Lehigh Ave. Tel: (412) 268-3495
Niles, IL 60714-3491
Tel: (708) 966-2190 Date of Evaluation: 06/16/92
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PermAlert

TankWatch Models PHM10, PHMS
Hydrocarbon Probe

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:

Output type: qualitative

Sampling frequency: continuous
Operating principle: electrical conductivity

Test Resuits:

unleaded

gasoline
Accuracy (%) 100
Response time (min) 0.25
Recovery time (min) 2.33
Product activation height (cm) 0.17
Lower detection limit (cm) 0.38

*At a flow rate of 0.14 gal/hr in'a 4.8 cm diameter test chamber.

Specificity Resuits:
Activated: diese! fuel, synthetic fuel, heating oil #2.
Not activated: water.

Comments:

Test procedures used were Carnegie Mellon Research Institute's *Test Procedures for Thlrd Party
Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detectlon Systems™:
Final Report - November 11, 1991.

Detector is reusable.

PermAlert ‘ - Evaluator: Carnegie Mellon Research Institute
7720 N. Lehigh Ave. ' , Tel: (412) 268-3495
Niles, IL 60714-3491 ' ‘
Tel: (708) 966-2190 ) Date of Evaluation: 06/16/92
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Cerntification:

Leak Threshold:

Applicability:
Tank Capacity:

Waiting Time:

Test Period:

Temperature:

Water Sensor:

Calibration:

Comments:

Petro Vend, Inc.

6900 Santa Fe Dr.

Petro Vend, Inc.

Petrosonic il
(Versuon 4.05 Model 613, 4 inch, Magnetostrictive Probe)

AUTOMATIC TANK GAUGING SYSTEM
Leak rate of 0.2 gph with Pp=99.07% and Pga=0.93%.

0.1 gph. A leak is declared if the output of the measurement system
equals or exceeds this threshold.

Gasoline, diesel, aviation fuel, and solvents.

Maximum of 15,000 galions.
Tank must be between 50 and 95% full.

Minimum of 12 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Minimum of 4 hours.
Test data are acquired and recorded by a computer.

Leak rate is calculated as the difference between the first and last data collected.

There must be no dispensing or delivery during test.

Average for product is determined by a minimum of 5 resistance temperature
detectors (RTDs).

Must be used to detect water ingress.
Minimum detectable water level in the tank is 0.92 inch.
Minimum detectable change in water level is 0.02 inch.

RTDs and probe must be checked and calibrated in accordance
with manufacturer's instructions.

Not evaluated using manifold tank systems.
Tests only portlon of tank containing product
As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could allow a leak to remain

undetected.

EPA leak detection regulations require testing of the portlon of the tank system which

routinely contains product
Petrosonic lll version 4.04 Is an older model automatic tank gauging system
which is no longer being manufactured.

Evaluator: Underwriters Laboratories, Inc.,
Tel: (847) 272-8800

Hodgkins, IL 60525-9909

Tel: (708) 485-4200

Date of Evaluation: 11/04/94

Revision Date: April 18, 1997
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Petro Vend, Inc.

Site Sentinel Model ll and ili
‘ : (Model 613, 2 inch, Magnetostrictive Probe)

AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.2 gph with Pp=96. 55% and Pg=3.45%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system
equals or exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel, and solvents. .

Tank Capacity: Maxirﬁum of 15,000 gallons.

Tank must be between 50 and 95% full.

Waiting Time: Minimum of 12 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 4 hours.
Test data are acquired and recorded by a computer.
Leak rate is calculated as the difference between the first and last data collected. -
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 resistance temperature
detectors (RTDs).

Water Sensor: Must be used to detect water ingress. '
Minimum detectable water ievel in the tank is 2. 47 mches
Minimum detectable change in water level is 0.037 inch.

Calibration: RTDs and probe must be checked and calibrated in accordance
- with manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. _ }
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.

Petro Vend, Inc. Evaluator: Underwriters Laboratories, Inc.,
" 6900 Santa Fe Dr. Tel: (847) 272-8800

Hodgkins, IL 60525-9909 :

Tel: (708) 485-4200 Date of Evaluation: 11/04/94
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Petro Vend, Inc. ‘

Site Sentinel Model Il and Ill, '
(Model 613, 4 inch, Magnetostrictive Probe) 0

AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.2 gph with Pp=99.82% and Pg,=0.18%.

Leak Threshold: 0.1 gph. Aleak is declared if the output of the measurement system :
equals or exceeds this threshold. ,

Applicability: Gasoline, diesel, aviation fuel, and solvents.

Tank Capacity: Maximum of 15,000 gallons.

Tank must be between 50 and 95% full.

Waiting Time: Minimum of 12 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 2 hours.
Test data are acquired and recorded by a computer. , ‘
Leak rate is calculated as the difference between the first and last data collected

There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 resustance temperature
detectors (RTDs). ,

Water Sensor: Must be used to detect water i ingress. S
Minimum detectable water level in the tank is 0.92 lnch ‘ '
Minimum detectable change in water level is 0.02 inch.

Calibration: RTDs and probe must be checked and calibrated in accordance
with manufacturer's instructions. :

Comments: " Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower hea pressure) Consistent testing at low Ievels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the pcrtron of the tank system which
routinely contains product.

Petro Vend, Inc. Evaluator: Underwriters Laboratories, inc.,
6800 Santa Fe Dr. Tel: (847) 272-8800

Hodgkins, IL 60525-9909

Tel: (708) 485-4200 Date of Evaluation: 11/04/94
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Petro Vend, inc.

Site Sentinel Model Hl and lli,

. (Model 613, 4 inch, Magnetostrictive Probe)
AUTOMATIC TANK GAUGING SYSTEM
Certification: Leak rate of 0.1 gph withlPD=99.95%‘ and Pga=0.35%.
Leak Threshold: - 0.06 gph. A leak is declared if the output of the measurement system
: equals or exceeds this threshold.
Applicability: Gasoline, diesel, aviation fuel, and solvents.

Tank Capacity: Maximum of 15,000 gallons.
: Tank must be minimum 90% full.

Waiting Time: Minimum of 12 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 4 hours
‘ Test data are acquired and recorded by a computer
Leak rate is calculated as the difference between the first and last data collected.
There must be no dispensing or delivery during test.

Temperature: , Average for product is determined by a minimum of 5 resistance temperature
detectors (RTDs).
Water Sensor: Must be used to detect water i ingress. .
' Minimum detectable water level in the tank is 0.92 lnch
Minimum detectable change in water level is 0.02 inch.

Calibration:, 'RTDs and probe must be checked and calibrated in accordance
with manufacturer's instructions. :

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
- As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at.low levels could allow a leak to remain
undetected.
EPA leak detection regulatlons require testmg of the portlon of the tank system which
routinely contains product.

Petro Vend, Inc. ; Evaluator: Underwriters Laboratories, Inc.,
6900 Santa Fe Dr. : Tel: (847) 272-8800

Hodgkins, IL. 60525-9909 k

Tel: (708) 485-4200 ‘ « : Date of Evaluation: 11/04/94
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Petro Vend, inc. '

Petrosentry IV, Petrosentry VIil, SiteSentinel
Liquid Sensor ‘ ‘)
LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: thermal conductivity
Test Results:

unleaded

gasoline
Accuracy (%) 100
Response time (min) 0.51
Recovery time (min) <1
Product activation height (cm) 0.35
Lower detection limit (cm) 0.76

*At a flow rate of 0.14 gal/hr in a 4.8 cm diameter test chamber.

Specificity Results:
Activated: diesel fuel, synthetic fuel, heating oil #2, water.

Comments: . ‘

Test procedures used were Carnegie Mellon Research Institute's "Test Procedures for Third Party

Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems": . . L
Final Report - November 11, 1991. S .

Detector is reusable.

i

Petro Vend, Inc. ‘ Evaluator: Camnegie Mellon Research Insfitute

6900 Santa Fe Dr. Tel: (412) 268-3495
Hodgkins, IL 60525-9809
Tel: (708) 485-4200 Date of Evaluation: 10/15/92
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‘ Revision Date: April 18, 1997
Petro Vend, Inc.

Peti'osentry IV, Petrosentry Vill, SiteSentinel
Universal Reservoir Sensor

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous

Operating principle: float switch

Test Results:
50 wt% Ethylene glyco! in water 30 wt% Calcium chloride in water

Up Down Up Down
Accuracy (%) ‘ 100 100 . 100 100
Response time (min) 19.62 16.86 . 17.77 15.91
Recovery time (min) <1 <1 <1 <1
Product activation height (cm) 20.9 ~ 5.90 205 5.95

*At a flow rate of 0.21 gal/hr in test chamber.

Specificity Results:
" Not applicable

Comments:

Intended to monitor level of either ethylene glycol or calcium chlonde solutlons in the interstitial or annular
space of a double-walled tank.

Activates an alarm if any significant gain or loss of solution oceurs.

Test procedures used were modified by evaluator from Carnegie Mellon Research Institute's "Test Procedures
for Third Party Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection

Systems“ Final Report - November 11, 1991.

Detector is reusable

Petro Vend, Inc. Evaluator: Carnegie Mellon Research Institute
6900 Santa Fe Dr. ' Tel: (412) 268-3495

Hodgkins, IL 60525-9909

Tel: (708) 485-4200 ’ Date of Evaluation: 10/15/92
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Revision Date: April 18, 1997
Petro Vend, Inc. ,

Petrosentry IV, Petrosentry VIll, SiteSentinel o
Universal Sump Sensor : ‘)

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: float switch
Test Results:

unleaded
Accuracy (%) 100
Response time (min) 8.32
Recovery time (min) <1
Product activation height (cm) 3.37
Lower detection limit (cm) 3.97

*At a flow rate of 0.20 gal/hr in a 7.8 cm diameter test chamber.

Specificity Results: Co
Activated: diesel fuel, synthetic fuel, heating oil #2, water. .

Comments:

Test procedures used were Carmnegie Mellon Research Institute’s "Test Procedures for Third Party .
Evaluation of Leak Detection Methods: Point Sensor quwd Contact Leak Detection Systems“ ‘

Final Report - November 11, 1991. ;

Detector is reusable.

Petro Vend, Inc. Evaluator: Carnegie Mellon Research Instltute
6900 Santa Fe Dr. Tel: (412) 268-3495

Hodgkins, IL 60525-9909

Tel: (708) 485-4200 © - Date of Evaluation: 10/15/92
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, Revision Date: April 18, 1997
Petro Vend, Inc.

‘ SiteSentinel o
30-3206, -3207, -3210 Sensors

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: qualitative
Sampling frequency: continuous
Operating principle: product permeable

Test Results:

unleaded ; synthetic

gasoline o gasoline
Accuracy (%) ‘ 100 100
Detection time (hr:min:sec) 00:01:41 , 00:05:14
Fall time (hr:min:sec) 07:28:44 00:18:36
Lower detection limit (cm) 0.02 0.02

Specificity Results:
Activated: unleaded gasoline, synthetic gasoline, n-hexane, dlesel fuel, jet-A fuel, toluene, xylene(s).

Manufacturer’s specifications:
Conductive polymer.

Comments:
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater momtcnng
Detector is reusable. ‘

Petro Vend, inc. - Evaluator: Underwriters Laboratories, Inc
6900 Santa Fe Dr. ‘ Tel: (847) 272-8800
Hodgkins, IL 60525-9909

Tel: (708) 485-4200 , . . Date of Evaluation: 12/10/92
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" Revision Date: April 18, 1997

Petro Vend, Inc.
Petrosentry TLD IlI 0
VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR j - ‘
Detector: |
Output type: qualitative
Sampling frequency: continuous
Operating principle: metal oxide semiconductor
Test Results: : ;
benzene 2-methylbutane
Accuracy (%) 100 100
Detection time (min:sec) 00:05 00:16
Fall time (min:sec) 04:12 ‘ 00:42
Lower detection limit (ppm) 12,5 12.5

Specificity Results:
Activated: benzene, n-butane, n-hexane, isobutane, 2-methyipentane, toluene.

Manufacturer’s specifications:
Maximum Wire Distance: 500 ft using 18 AWG

Petro Vend, Inc. Evaluator: Carnegie Mellon Research Institute
6900 Santa Fe Dr. Tel: (412) 268-3495 . .
Hodgkins, IL 60525-8909

Tel: (708) 485-4200 Date of Evaluation: 03/26/91
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Revision Date: April 18, 1997
Petro Vend, Inc. ’

‘ SiteSentinel
. Smart Module and Vapor Sensor
VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: metal oxide semiconductor
Test Results:
‘ unleaded synthetic JP-4
o : gasoline ~ gasoline jet fuel [
Accuracy (%) 100 100 100
Detection time (min:sec) 00:05 00:07 00:10
Fall time (min:sec) . 06:30 03:35 04:26

Lower detection limit (ppm) 10 ‘ 10 10
*For tests conducted with 1000 ppm of test gas. |

Specificity Results: : _
-Activated: unleaded gasoline, synthetic gasoline, n-hexane, JP-4 jet fuel, toluene, xylene(s).

Comments: ‘ 7

Test procedures used were Radian Corporation's draft report "Development of Procedures to
Assess the Performance of External Leak Detection Devices: Vapor-Phase ASTM-

‘ Formatted Methods," June 29, 1990. ‘

Petro Vend, inc. , Evaluator: Caregie Mellon Research Institute

6900 Santa Fe Dr. : Tel: (412) 268-3495
Hodgkins, IL. 60525-9909
Tel: (708) 485-4200 Date of Evaluation: 04/16/92
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7 Revision Date: April 18, 1997
Pneumercator Company, Inc. :

LC1000, E-14-29, E-700-1, LDE-700, LDE-740, TMS 3000
LS600AB, LS600LDBN, LS610, RSU800

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: float switch
Test Results: :
LS600AB LS600LDBN , LS610
unleaded unleaded unieaded
gasoline diesel water | gasoline diesel water gasoline diesel water
Accuracy (%) 100 100 100 100 100 100 100 100 100
Detection time (sec) <1 <1 <1 |« <1 <1 <1 <1 <1
Fall time (sec) <1 <1 <1 <1 <1 <1 <1 <1 <1
Lower detection limit (in) 3.32 3.28 3.18 0.99 0.97 0.87 | 0.44 0.43 0.42
RSUS00 (low level) RSUS800 (high level)
unfeaded unieaded :
gasoline  diesel water | gasoline diesel water
Accuracy (%) 100 100 100 100 - 100 100
Detection time (min) <1 <1 <1 <1 <1 <1
Fall time (min) <1 <1 <1 <1 <1 <1
Lower detection limit (ppm)  2.57 2.53 2.31 1331 13.24 - 13.01
Specificity Resulits:

i

Activated: unleaded gasoline, diesel fuel, water.
Manufacturer and evaluator claim sensor will respond to any liquid.

Comments: :

Test procedures used were modified by evaluator from EPA's “Standard Test Procedures for Evaluating Leak
Detection Methods: Liquid-Phase Out-of-Tank Product Detectors® and from EPA's "Standard Test Procedures
for Evaluating Leak Detection Methods: Nonvolumetric Tank Tightness Testing Methods.” :
Detector is reusable. : ‘

Pneumercator Company, Inc. : Evaluator: Ken Wilcox Associates

120 Finn Court Tel: (816) 443-2494
Farmingdale, NY 11735
Tel: (516) 293-8450 o Date of Evaluation: 01/22/96
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. : Revision Date: April 18, 1997
Pneumercator Company, Inc.

_ : -~ LDE700, LDE 740, LDE 8000 .
. - Sensor Probe Models 9-901, 9-902, 9-903
LIQUID-PHASE INTERSTITIAL DETECTOR
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: capacitance
Test Results:
. unleaded synthetic
: ‘ ’ gasoline . gasoline
Accuracy (%) ‘ 100 , ) a 100
Detection time (min:sec) : <00:01 ' , . <00:01
Fall time (hr:min:sec) Manual reset ' ' © Manual reset
Lower detection llmlt {cm) | ,
9-901 . 0.32 . 036
9-902 0.36 0.34
9-903 o o . 0.76 .. 074
Speclflclty Results:

Activated: unleaded gasoline, synthetic gasollne, n-hexane, diesel fuel jet-A fuel, toluene, xylene(s), water.

Comments:
EPA and many states require detectlon of 1/8 inch (0.32 cm) of product for groundwater momtonng
Test procedures used were a combination of EPA's "Standard Test Procedures for Evaluating Leak Detection
Methods: Liquid-Phase Out-of-Tank Product Detectors” and EPA's "Standard Test Procedures for Evaluatmg
Leak Detection Methods: Nonvolumetric Tank Tightness Testing Methods."

- Detector is reusable. , '

Pneumercator Company, Inc. . Evaluator: Ken Wilcox Associates
120 Finn Court ' Tel: (816) 443-2494 ' '
Farmingdale, NY 11735 ' -

Tel: (516) 293-8450 A Date of Evaluation: 12/14/93
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' Revision Date: April 18, 1997 -
ProTank, Inc. ‘ -

LTH-5000 Line Tester

‘ LINE TIGHTNESS TEST METHOD
Certification: Leak rate of 0.1 gph with Pp=99.8% and Pg,\=1 3%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equéls or exceeds

this threshold.
Applicability: Gasoline, diesel, aviation fuel, and fuel oil, and solvents.
Specification: System tests fiberglass and steel pipelines.

Tests are conducted at 150% operating pressure. 1
Mechanical line leak detector must be removed from pipeline for duration of test.

Pipeline Capacity: Maximum of 40 gallons.

Waiting Time: None between delivery and testing.
Minimum of 1 hour between dispensing and testing.

Test Period: Minimum of 10 minutes. Repeat 10 minute cycles are necessary if data' does not meet
the manufacturer’s criteria. ‘
Test data are acquired and recorded manually.
Manual calculations are performed by operator on site.

Calibration: Sensors must Be calibrated before each test.

ProTank, Inc. Evaluator: Midwest Research Institute
3545 Lomita Blvd., Suite G Tel: (816) 753-7600

Torrance, CA 90505 ‘

Tel: (800) 438-1111 Date of Evaluation: 02/14/91

206 ) ;
Appearance on this listis not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




Certification:

‘.Leak Threshold:

Applicability:

Specification:

Piiaeline Capacity:

‘ Waiting Time:

Test Period:

Revision Date: April 18, 1997
ProTank, Inc.

LTP-5000 Line Tester
LINE TIGHTNESS TEST METHOD
Leak rate of 0.1 gph with Pp=99.0% and Pga=0.1%.

0.05 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. o : : ,

Gasoline, diesel, aviation fuel, and fuel oil #4, fuel oil #6, and solvents.

System tests fiberglass and steel pipelines.
Tests are conducted at 150% operating pressure.
Mechanical line leak detector must be removed from pipeline for duration of test. -

Maximum of 41 gallons.

None between delivery and testing. .
Minimum of 1 hour between dispensing and testing.

Minimum of 1 hour.

Pipe deflection, vapor pockets, and large temperature differences may
produce inconsistent readings. .

Testing to continue until stable conditions are present.

- Test data are acquired and recorded manually.

Calibration:

ProTank, Inc.

Manual calculations are performed by operator on site.

Sensors must be calibrated before each test.

Evaluator: Midwest Research Institute

3545 Lomita Blvd., Suite G ' . Tel: (816) 753-7600

Torrance, CA 90505

Tel: (800) 438-1111

- Date of Evaluation: 08/30/91
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Revision bate: April 18, 1997
ProTank, Inc. - .

UTA-5000 Ullage Tester
(Vacuum or Pressure Test) ‘)

NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (ULLAGE)

Certification: - Leak rate of 0.1 gph with Pp=100% and Pga=0%.

Leak Threshold: A leak is declared when the acoustic signal detected is different from thé baseline.
Baseline is the acoustic signal before tank is pressurized or evacuated. ;’

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, and solvents.
Tank Capacity: Maximum ullage volume is 16,500 gallons. : ' l
Waiting Time: None between delivery and testing

Test Period: A few minutes to determine background noise and a leak.

Depends on background noise at the site and on the size of the leak.
After the desired pressure has been reached, the tank should be allowed to settle
for 10 minutes. ;

Test Pressure: Vacuum of 1 psi must be maintained in ullage by a vacuum blower, or total pressure
at bottom of tank of 4 psi must be maintained using nitrogen. S

Temperature: Acoustic signal is independent of produbt temperature.

Groundwater: Depth to groundwater in backfill must be determined. If groundwater is iabove ,
product level, vacuum test should not be used. L
Pressure test may only be used if net pressure can be maintained at a ‘

minimum 1 psi throughout ullage during test. If this requires more than
5 psi total pressure at tank bottom, the ullage test must not be used.

Comments: Not evaluated using manifold tank systems.
Evaluated using diesel fuel.
Tests only ullage portion of the tank. :
Product-filled portion of tank must be tested with an underfilled test method.
Microphone was 25 feet away from the leak source during evaluation. -
If background noise is too high, test is inconclusive.
Noise signals are tape recorded (not digitally recorded). ;
Vacuum test method may not be effective in some backfill (such as clay)
because it may plug holes in tank. ‘
If soil is saturated with product, air or water ingress may not be declared ‘
by vacuum test. A well point in backfill may help identify presence of this condition.

ProTank, Inc. Evaluator: Ken Wilcox Associates
3545 Lomita Blvd., Suite G Tel: (816) 443-2494

Torrance, CA 90505

Tel: (800) 438-1111 Date of Evaluation: 01/15/93 .
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vProTank, Inc.

UTF-5000 Ullage Tester
(Pressure Test)

NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (ULLAGE)

Certification: Leak rate of 0.1 gph with Pp=95.24% and Pga=0%.

Leak Threshold: A leak is declared when the make- -up gas flow rate into ullage equals or exceeds
0.275 cubic feet/hour. .

Appilicability: Gasoline, diesel, aviation fuel, heavy fuel oil #4, and solvents.

Tank Capacity: Maximum ullage volume is 7,500 gallons.

Waiting time: Minimum of 2 hours between deli\)ery and testing.

Test Period:

Test Pressure:

Temperature:

Groundwater:

Comments:

: ProTank, Inc.

3545 Lomita Blvd., Suite G

- Depth to grouhdwater in backfill must be determined.
level, net pressure must exceed 1 psi in the ullage during test.
If this requires more than 5 psi total pressure at tank bottom the ullage test must not be

Minimum of 20 minutes, consisting of 2 consecutive 10-minute test periods.
Test data are acquured and recorded manually. :

Pressure must be rncreased in ullage such that total pressure at .

bottom of tank does not exceed 5.0 psi.

Pressure must be maintained for a minimum of 5 minutes per 1,000 gallons.
of uliage.

At conclusion of this stabilization penod ullage pressure must be reduced by
0.5 psi for remainder of test. :

- Ullage must be monitored for rate of temperature change, which must not

exceed manufacturer’s tabulated values.

used.

Not evaluated using manifold tank systems

" Evaluated using diesel fuel.

Tests only ullage portion of tank.

Product-filled portlon of tank must be tested using a volumetnc underﬂlled test method.

5

Evaluator: Midwest Research Institute
Tel: (816) 753-7600 '

Torrance, CA 90505

Revision Date: Aprif 18, 1997

If groundwater is above product

Tel: (800) 438-1111 Date of Evaluation: 12/04/92
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Certification: Leak rate of 0.1 gph with Pp=95.24% and Pga=0%.
Leak Threshold: A leak is declared when the pressure decay trend equals or exceeds + f0.016 psi/hr.
Applicability: Gasoline, diesel, aviation fuel, heavy fuel oils #2 through #6, and solvents.
Tank Capacity: Maximum ullage volume is 10,260 gallons. |
Waiting time: Minimum of 2 hours between delivery and testing.
Test Period: Minimum of 30 minutes (after data trend has been established).
Test Pressure: Total pressure of 4.0 psi must be applied at bottom of tank.
Temperature: Ullage must be monitored during test, and a correction
factor is applied to account for temperature changes. If ullage ‘
temperature changes exceed 5 degrees F, test must not be conducted.
Groundwater: Depth to groundwater in backfill must be determined. If groundwater |§ above
product level, net pressure must be maintained at a minimum of 1 psiin the
ullage during test.
Comments: Not evaluated using manifold tahk systems.
Evaluated using diesel fuel.
Tests only ullage portion of tank. ‘ :
Product-filled portion of tank must be tested using a volumetric underfilled test method.
ProTank, Inc. Evaluator: ADA Technologies, Inc.
3545 Lomita Bivd., Suite G Tel: (303) 792-5615

Torrance, CA 90505
Tel: (800) 438-1111
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ProTank, Inc.

UTFP-5000 Ullage Tester
(Pressure Test)

NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (ULLAGE)

Date of Evaluation: 04/10/92




Revision Date: April 18, 1007
ProTank, inc.

' VU-5000 Underfiil Tester
‘ VOLUMETRIC TANK TIGHTNESS TEST METHOD (UNDERFILL)

Certification: Leak rate of 0.1 gph with Pp=99.9% and Px=0.1%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold. ,

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, solvents, and other
products. :

Tank Capacity: Maximum of 18,000 gallons.

Tank must contain minimum 24 inches of product.

Waiting Time: Must be long enough between delivery and testing to ensure a temperature
change of less than 0.09 degrees F per hour, typically a minimum of 2 hours
There must be no delivery during waiting time.

Test Period:. _ Minimum of 2 hours.
Test data are acquired and recorded by a computer. -
Leak rate is calculated from average over data window.
There must be no dispensing or delivery during test.

Temperature: Average for product is typically determined by 5 thermistors.
A minimum of 1 thermistor is required.

bottom of tank, product level must be adjusted to provide a minimum net pressure
of 1 psi at bottom of tank during test. (There must be a difference of at least 37
inches between groundwater level and product level to provide a net pressure of 1
psi at bottom of tank during test.). ‘

‘ Groundwater: Depth to groundwater in backfill must be determined. If groundwater is above

Calibration: Thermistors must be checked annually and calibrated if necessary.

Comments: Not evaluated using manifold tank systems.
. Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulatlons require testing of the portion of the tank system which
routinely contains product.

ProTank, Inc. _ Evaluator: Ken Wilcox Associates
3545 Lomita Blvd., Suite G "Tel: (816) 443-2494

Torrance, CA 90505

Tel: (800) 438-1111 Date of Evaluation: 02/1 5/93
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Revision Date: April 18, 1997
ProTank, Inc. ‘

VUP-5000 Underfill Tester

VOLUMETRIC TANK TIGHTNESS TEST METHOD (UNDERFILL)

Certification: Leak rate of 0.1 gph with Pp=99.99% and Pra=0.005%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold. .

Applicability: Gasoline, diesel, aviation fuel, fuel oil, waste oil, and solvents.

Tank Capacity: Maximum of 18,000 gallons.
Tank must be between 11 and 95% full.

Waiting Time: Minimum of 6 hours between delivery and testing.
None between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 3 hours.
Test data are acquired and recorded by a computer.
Leak rate is calculated from average of subsets of all collected data.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by temperature sensor probes.
A minimum 12 inches of product must be present for the temperature probes to
_operate properly. v

Groundwater: . Depth to groundwater in backfill must be determined. If groundwater is above
bottom of tank, product level must be adjusted during test to provide a minimum
net pressure of 1 psi at bottom of tank during test. (There must be a difference of at
least 37 inches between groundwater level and product level to provrde a net pressure
of 1 psi at bottom of tank during test.)

Calibration: Temperature probes and floats must be checked for proper operatlon prlor to each test.’

Comments: Not evaluated using manifold tank systems
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to |
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. ‘

ProTank, Inc. Evaluator: ADA Technologies
3545 Lomita Blvd., Suite G Tel: (303) 792-5615
Torrance, CA 90505 ‘
Tel: (800) 438-1111 Date of Evaluation: 09/09/92
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, Revision Date: April 18, 1997
Raychem Corp.

TraceTek Alarm and Locator Modules
TT502 Fuel Sensing Cable

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector: |

Output type: qualitative

Sampling frequency: continuous
Operating principle: electrical conductivity

Test Results: . .
unleaded gasoline

1/3MER™ 2/3 MER MER

334 m . 665 m ‘995 m
Accuracy (%) . 100 - . 100 - 100
Response time (min) 22.11 17.13 19.42
Recovery time (min) N/A** N/A - NA
Product activation height (cm) 1.63 1.53 , - 1.53
Detection length (cm) . ‘ ‘ 61 . 61 ‘ : 61
Lower detection limits (cm) . - : ,

Product act. height : N/D** N/D 0.77

Detection length . - N/D N/D 10

*At a flow rate of 0.17 gal/hr in test chamber.
** See glossary.

Specificity Results:
. Activated: diesel fuel, synthetic fuel, heating oil #2.
Not Activated: water. :

Comments: '

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring. . .

Test procedures used were Carnegie Mellon Research Institute's "Test Procedures for Third Party

Evaluation of Leak Detection Methods: Cable Sensor qumd Contact Leak Detection Systems": Final Report - -
November 11, 1991. .

Evaluation also covered quantitative leak location.

Raychem Cormp. Evaluator: Carnegie Mellon Research Institute
300 Constitution Dr. ‘ ' Tel: (412) 268-3495

Menlo Park, CA 94025-1164 ,

Tel: (415) 361-3333 Date of Evaluation: 05/15/92
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Revision Date: April 18, 1997
Ronan Engineering Co. i

Ronan X-76 Automatic Line Leak Detector f
Version X-76 DM-4 Microprocessor and JT-H2 Line Pressure Sensor ‘)
AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Certification: Leak rate of 3.0 gph with Po=100% and Pra=0%.
Leak Threshold: 0.831 gph. A leak is declared if the output of the measurement system
equals or exceeds this threshold.
Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, and sol\}ents. v
Specification: System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure.
System will not function wnth a mechamcal line leak detector installed
in the pipeline.

Pipeline Capacity: Maximum of 45 gallons.

Waiting Time: None between delivery and testing. ‘
None between dispensing and testing. ,

Test Period: Response time is 20 seconds.
Test data are acquired and recorded by a permanently installed
microprocessor. .
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline. , ‘ :
Automatic testing of pipeline. ' ? ‘)
Preset threshold.
Single test to determine if pipeline is leaking.
Dispenser shutdown, message display, and alarm activation if leak is declared.

’ !
Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Ronan Engineering Co. Evaluator: Midwest Research Institute
21200 Oxnard St. * Tel: (816) 753-7600

Woodland Hills, CA 91367

Tel: (818) 883-5211 " Date of Evaluation: 10/04/91 .
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Certification:

Leak Threshold:

Applicability:

Specification:

_ Revision Date: April 18, 1997
Ronan Engineering Co.

Ronan X-76 Automatic Line Leak Detector
Version X-76 DM-4 Microprocessor and JT-H2 Line Pressure Sensor

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Leak rate of 0.1 gph with Pp=100% and Pga=0%.

0.066 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold.

Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, and solvents.

System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure.

System will not function with a mechanical line leak detector installed
in the pipeline.

Pipeline Capacity: Maximum of 45 gallons.

Waiting Time:

Test Period:

System Features:

Calibration:

None beiween delivefy and testing.
Minimum of 2 hours between dispensing and testing.

Response time is 20 minutes. '
Test data are acquired and recorded by a permanently mstalled microprocessor.
Calculations are automatically performed by the microprocessor.

Permanent installation on pipeline. .

Automatic testing of pipeline.

Preset threshold.

Single test to determine if pipeline is leaking.

Dispenser shutdown, message display, and alarm activation if leak is declared.

System must be checked annually and cahbrated lf necessary in accordance wnth
manufacturer's instructions.: :

Ronan Engineering Co. ‘ Evaluator: Midwest Research Institute

21200 Oxnard St.

Tel: (816) 753-7600

Woodland Hills, CA 91367

. Tel: (818) 883-5211 S Date of Evaluation: 10/04/91 ‘
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Revision Date: April 18, 1997
Ronan Engineering Co. ”

X-76 ETM and X-76 ETM-4X :
{Magnetostrictive Probe) -
AUTOMATIC TANK GAUGING SYSTEM N
Certification: Leak rate of 0.2 gph with Pp = 99.96% and Pga = 0.044%.
Leak Threshold: 0.1 gph. Aleak is declared if the output of the measurement system equals or exceeds
this threshold.
Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, and solvents.

Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full if the system leak threshold is set at 0.1 gph
System may also be used to test at a minimum product height of 12 inches or a 14% fuil
tank, whichever is higher, if the leak threshold is set at 0.049 gph. Thls threshold is
calculated based on Pp = 95% and PFA =5%.

Waiting Time: Minimum of 2 hours between delivery and testing.
There must be no dispensing or dellvery during waliting tlme

Test Period: Minimum of 4 hours.

Test data are acquired and recorded by a computer.

Leak rate calculated from data determined to be statistically valid.

There must be no dispensing or delivery during test.
Temperature: Average for product is determined by a minimum of 1 resistance temperature :

detector (RTD). : 0
Water Sensor: Must be used to detect water ingress.

Minimum detectable water level in the tank is 0.247 inch.
Minimum detectable water level change is 0.0254 inch.

Calibration: RTD and probe must be checked and callbrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations requure testing of the portion of the tank system which
routinely contains product.
X76ETM-4X console has different housing which allows it to be mounted outsnde

Ronan Engineering Co. _ Evaluator: Ken Wilcox Associates
21200 Oxnard St. ' ' Tel: (816) 443-2494 .

Woodland Hills, CA 91367

Tel: (818) 883-5211 Date of Evaluation: 02/07/91
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: ) Revision Date: April 18, 1997
Ronan Engineering Co. :

_ X-76 ETM and X-76 ETM-4X
(Magnetostrictive Probe)
AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.1 gph with Pp = 95.34% and Pga = 4.66%.

Leak Threshold: 0.05 gph. Aleaki is declared if the output of the measurement system equals or exceeds
this threshold.-

Applicability: Gasoline, diesel, aviation fuél, fuel oil #4, waste oil, and solvents.
: Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
" Tank must be between 50 and 95% full.

Waiting Time:  Minimum of 8 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 4 hours.
Test data are acquired and recorded by a computer.
Leak rate calculated from data determined to be statistically vahd
. There must be no dispensing or delivery during test.

Temperature: - Average for product is determined by a minimum of 1 resistance temperature
detector (RTD). ,

Water Sensor: Must be used to detect water ingress.
Minimum detectable water level in the tank is 0.947 mch
: Minimum detectable water level change is 0.0254 inch.

Calibration: .= RTDand probe must be checked and calibrated in accordance with
‘ manufacturer's instructions. '

Comments: Not evaluated using manifold tank systems.
Tests only portlon of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consrstent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations reqmre testing of the portnon of the tank system which routinely
_contains product.
. 'X76ETM-4X console has different housing which allows it to be mounted outside.

Ronan Engineering Co. ‘ . Evaluator: Ken Wilcox Associates
21200 Oxnard St. . Tel: (816) 443-2494

Woodiand Hills, CA 91367 L

Tel: (818) 883-5211 ' Date of Evaluation: 11/21/91
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Certification:

Leak Threshold:

Applicability:
Tank Capacity:

Waiting Time:

Test Period:

Temperature:

Groundwater:

Calibration:

Comments:

Schuster Instruments
211 E. Grove St.
Kawkawlin, Ml 48631
Tel: (517) 684-6638
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Revision Date: April 18, 1997
Schuster Instruments :

Tel-A-Leak 1
VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL)
Leak rate of 0.1 gph with Pp=989.86% and Pgs=0.14%.

0.05 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold.

Gasoline, diesel, aviation fuel, fuel oil #4, waste oil, and solvents.

Maximum of 15,000 gallons.
Tank must be minimum 100% full.

Minimum of 6 hours between delivery and testing.

Minimum of 1 hour between "topping off" and testing.

There must be no dispensing or delivery during waiting time.

Minimum of 1 hour.

Test data are acquired and recorded manually and by a computer.

Leak rate calculated from average of the last 10 consecutive 6 minute readlngs
There must be no dispensing or delivery during test.

Average for product is determined by a minimum of 10 temperature sensors.
Depth to groundwater in backfill must be determined. If groundwateﬁ is above
bottom of tank, product level must be adjusted to provide net pressure of 2-4 psi
at bottom of tank during test. '
Temperature sensors must be checked annually and calibrated annually.

Not evaluated using manifold tank systems.

Evaluator: W. A. Kibbe and Associates
Tel: (617) 797-2425

Date of Evaluation: 11/26/90

Equipment should be mstalled and operated i in accordance with all applicable laws and regulatlons




Revision Date: April 18, 1997
Simmons Sirvey Corp.

‘ | SIR5.7
‘ STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUANTITATIVE)

Certification: Leak rate of 0.1 gph with Pp=99.0% and Pga=1.0%.

Leak Threshold: 0.05 gph. A leak is declared When leak rate equals or exceeds this threshold.

Applicability: Motor vehicle fuels. |

Tank Capacity: Maximum of 18,000 galions.

Data Requirement: Minimum of 30 days of product level and flow through data.

Comments: Not evaluated using manifold tank systems.
Of 41 data sets submitted for evaluation, all were analyzed with conclusive results.
Median monthly throughput of tanks evaluated was 7,000 gallons.

Leak rates ranging from 0.05 to 0.2 gph were used in evaluation.
Data sets evaluated were supplied by evaluator.

Simmons Sirvey Corp. Evaluator: S.S.G. Associates
106 E. Main Street Tel: (601) 234-1179
Richardson, TX 75081-3327 _

Tel: (800) 848-8378 , Date of Evaluation: 12/15/92
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Revision Date: April 18, 1997
Simmons Sirvey Corp. :

SIR5.7 LM 0)
STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUANTITATIVE)
Certification: Leak rate of 0.1 gph with Pp=99.0% and Pga=1.0%.

Leak Threshold: 0.05 gph. A leak is declared when leak rate equals or exceeds this threshold,
Applicability: Motor vehicle fuels.

Tank Capacity: Maximum of 45,000 gallons for single tank or for manifold tank systems with no more
than 4 tanks in system.

Data Requirement: Minimum of 29 days of product level and flow through data.

Comments: Evaluated for manifolded tank systems using an acceptable protocol.
59% of datasets evaluated were from manifold tank systems.
7% of datasets evaluated used data collected by ATGs. , ‘
Of 41 datasets submitted for evaluation, all were analyzed with conclusive results.
Median monthly throughput of tanks evaluated was 40,165 gallons.
Leak rates of 0.05, 0.01 and 0.2 gph were used in evaluation.
Data sets evaluated were supplied by evaluator.

Simmons Sirvey Com. Evaluator: S.S.G. Associates
106 E. Main Street Tel: (601) 234-1179
Richardson, TX 75081-3327

Tel: (800) 848-8378 Date of Evaluation: 10/28/95
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. Mitchell's SIR Program v.2.6 12-13-91 '
'STATISTICAL lNVENTOﬁY RECONCILIATION TEST METHOD (QUANTiTATIVE)
| Certification: Leak rate of 0.1 gph with Pp=98% and Pga=2%.
Leak Threshold: 0.05 gph. A leak is declared when leak rate equals or exceeds this threshold.
Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4.
- Tank Capacity: Maximum or 18,000 gallons.

Data Requirement:

Comments:

S.IR. lnterhational, Inc. o
11210 Steeplecrest Dr., Sui’re 120 © Tel: (816) 443-2494

Houston, TX 77065
Tel: (713) 897-0224
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Revision Date: April 18, '1997

S.LR. International, Inc.

Minimum of 32 days of product level and flow through data.

Not evaluated using manifold tank systems.:

Of 41 data sets submitted for evaluation, 24 "best" analyses were returned and
17 data sets were not analyzed.

Median monthly throughput of tanks evaluated was 6313 gallons.

Leak rates of 0.049 to 0.21 gph were used in evaluation.

Data sets used in this evaluation were supplied by evaluator.

Evaluator: Wilcox Associates

' ‘Date of Evaluation: 01/27/92




| Revision Date: April 18, 1997
SIR Monitor (formerly Environmental Management Technologies) ‘

SIR Monitor | ‘)

STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUANTITATIVE)

Certification: Leak rate of 0.1 gph with Pp=99% and Pga=1%. , |

Leak Threshold: 0.05 gph. A leak‘is declared when leak rate equals or exceeds this thl?eshold.
Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4. )

Tank Capacity: Maximum of 18,000 gallons.

Data Requirement: Minimum of 90 days of product level arid flow through data are requiréd
before making the first evaluation. Following the first evaluation,
subsequent evaluations are made based on minimum of 30 days of data.

Comments: Not evaluated using data from manifold tank systems. f
Of 41 data sets submitted for evaluation, 5 were inconclusive. :
Median monthly throughput of tanks evaluated was 14,600 galions.
Leak rates of 0.05, 0.1, and 0.2 gph were used in evaluation.
Data sets evaluated were supplied by vendor.

SIR Monitor Evaluator: Nathan Adams, Middie TN State Univ.
P.O. Box 2791 Tel: (615) 898-2644 " :
Murfreesboro, TN 37133

Tel: (615) 895-2872 Date of Evaluation: 11/05/92
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Revision Date: Apri} 18, 1997
Sir Phoenix, Inc.

‘ SIR PHOENIX
. STATISTICAL INVENTORY RECONCIL!ATION T EST‘ METHOD (QUANTITATIVE)
Cértificatior"l: Leak rate of 0.1 gph with Pp=99.0% and Pra=1%.
Leak Threshold: 0.05 gph. A Iéak is declared when leak rate equals or exceeds this threshold.
Ib\pplicabiliiy: Gasoline, diesel, aviation fuel, and fuel oil #4. |
Tank Capacity: Maximum of 18,000 gallons.

Data Requirement: Minimum of 90 days of product level and flow through data are required before
making the first evaluation. Following the first evaluation, subsequent
& evaluations are made based on minimum of 30 days of data.

Comments: Not evaluated using manifold tank systems.
Of 41 data sets submitted for evaluation, 5 were inconclusive.
Median monthly throughput of tanks evaluated was 14,600 gallons.
Leak rates of 0.05, 0.1, and 0.2 gph were evaluated.
Data sets evaluated were supplied by vendor.

Sir Phoenix, Inc. Evaluator: Nathan Adams, Middle TN State Univ.

9 Ford Rd., P.O. Box 229 o - Tel: (615) 898-2644
Leoma, TN 38468
Tel: (615) 852-4121 4 Date of Evaluation: 11/05/92

: . 223
‘ Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




Revision Date: April 18, 1997

Soiltest, Inc.
Soiltest Ainlay Tank ‘Tegrity Tester, S-3 | | . w
VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL) |
Certification: Leak rate of 0.1 gph with Pp=89% and Pra=1%.
Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equal:s or
exceeds this threshold.
Applicability: Gasoline, diesel.
Tank Capacity: Maximum of 15,000 gallons.

Tank must be minimum 100% full.

Waiting Time: Minimum of 10 hours between delivery and testing.
Minimum of 2 hours between "topping off" and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 1 hour, 30 minutes. ‘
Test data are acquired and recorded manually and by a strip chart recorder..
Leak rate is calculated from last 1 hour, 30 minutes of test period data. ‘
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 3 thermistors.
Groundwater: Depth to groundwater in backfill must be determined. If groundwater is above

bottom of tank, product level must be adjusted to provide net
pressure of 2-4 psi at the bottom of tank during test.

Calibration: L.evel sensors must be calibrated before each test. ?
Thermistors must be checked annually and calibrated if necessary.

Comments: Not evaluated using manifold tank syétems.

Soiltest, Inc. Evaluator: Law Engineering Industrial Service
86 Albrecht Dr., P. O. Box 8004 Tel: (800) 672-6601 :
Lake Bluff, IL. 60044-8004 o

Tel: (800) 323-1242 ‘ Date of Evaluation: 11/28/90

|
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: Revision Date: April 18, 1997
Syscorp, Inc. .

Store Vision Version E.2
‘ - STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUALITATIVE)
| Certification: Leak rate of 0.2 gph with Pp=85.7% and Pg, =0%.‘
Leak Threshold:  0.0834 gph. A leak is declared when leak rate equals or .exceeds this threshold.
Applicability: Gaso!ine, diesel, aviation fuel, and fuel oil #4. '
Tank Capacity: Maximum of 12,000 gallons. |
Data Requirement: Minimum of 29 days of product level and flow through data.
Comments: Not evaluated using manifold tank systems.
: Of 120 data sets submitted for evaluation, 32 were inconclusive.
Median monthly throughput of tanks evaluated was 8,097 gallons.

Leak rate of 0.2 gph was used in evaluation.
Data sets evaluated were supplied by evaluator.

Syscorp, Inc. : Evaluator: Midwest Research Institute
1513 Huffman Rd., Suite 202 Tel: (816) 753-7600

Birmingham, AL 35215 ‘ ‘ ' ‘

Tel: (205) 853-0004 Date of Evaluation: 09/30/93
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Revision Date: April 18, 1997
Tank Automation, Inc.

Automated Precision Tank Testing System (APTT System)

VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL)

Certification: Leak rate of 0.1 gph with Pp=99% and Pry=1%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement systertt equals or
exceeds this threshold. .

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, solvents,

and other compatible products.

Tank Capacity: Maximum of 15,000 galions.
Tank must be minimum 100% full.

Waiting Time: Minimum of 10 hours, 30 minutes between delivery and testing.
Minimum of 2 hours, 30 minutes between "topping off" and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 1 hour. ‘
Test data are acquired and recorded manually for level measurement and by
computer for temperature measurement. ‘
Leak rate is calculated from last 1 hour of test period data.

There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 10 thermistors. .
Groundwater: Groundwater presence must be determined to a depth of 5 feet belovJ grade in 0

backfill. Product level must be a minimum of 5 feet 6 inches above grade to
ensure a minimum net pressure of 1 psi at bottom of tank during test

Calibration: Thermistors and level sensors must be checked annually and cahbrated if
necessary.

Comments: Not evaluated using manifold tank systems.

Tank Automation, Inc. " Evaluator: Wildwood Engineering

P.O. Box 1395 Tel: Not Available

Wall, NJ 07719 _

Tel: (908) 280-2233 Date of Evaluation: 11/14/90
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Certification‘:

~ Leak Threshold:

: Revision Date: April 18, 1997
Tanknology Corp. International

TLD-1
LINE TIGHTNESS TEST METHOD
Leak rate of 0.1 gph with Pp=99.5% and Pga=0.5%.

0.05 gph. A leak is declared if the output of the measurement system equals or exceeds

- this threshold.

Applicability:

Specification:

Pipeline Capacity:
Waiting Time:

Test Period:

Tanknology Corp.
5255 Hollister
Houston, TX 77040
Tel: (800)888-8563

Gasoline, diesel, and aviation fuel.

System tests fiberglass and steel pipelinés.
Tests are conducted at 150% operating pressure.
Mechanical line leak detector must be removed from pipeline for duration of test.

Maximum of 50 gallons.

Testing may begin immediately after test system is installed in the line.

Ranges from 30 minutes to 6 hours.

Test may not be ended until pass/fail criteria set by manufacturer has been met.
Pipe deflection, vapor pockets, and large temperature differences may produce

inconsistent readings. Testing must continue until stable conditions are present.
Test data are acquired and recorded manually.

Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494

Date of Evaluation: 12/29/91
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Certification:
Leak Threshold:

Applicability:

Tank Capacity:

Watiting Time:

Test Period:

Water Sensor:

Groundwater:

Test Pressure:

Comments:

Tanknology Corp.
5255 Hollister
Houston, TX 77040
Tel: (800) 888-8563
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Revision Date: April 18, 1997
Tanknology Corp. International

VacuTect ‘ 0)
NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (VACUUM) ;

Leak rate of 0.1 gph with Pp=100% and Pga=0%. -

A leak is declared when: . \

sonic emission of air ingress is detected in ullage area and/or; ‘

sonic emission of bubbles formed by air ingress is detected in product-filled portion of the tank and/or;
water ingress is detected at the bottom of the tank. i

Gasoline, diesel, aviation fuel, fuel oil #4, and waste oil.
Water miscible products limit the effectiveness of water ingress detection.

Maximum of 75,000 gallons. ‘
The test is generally conducted with tank between 60 and 90% full. i ' : Coe
The test may be performed at minimum 5% full if the total ullage volume does not exceed 20,000 gallons.

None between delivery and testing.

Minimum of 1 hour to declare a tank tight (after vacuum is reached) if backfill is '

dry (no water is detected in backfill prior fo or at the conclusion of test). No specified
minimum to declare a tank "non-tight*. If water is present in backfill, minimum test

period for declaring a tank tight is calculated based on the tank size, amount of water
presentin the tank prior fo test, tank tilt, type of the water sensor and its location.
Manufacturer's time charts should be checked for appropriate test periods. - ‘
When test relies on detection of water ingress, minimum test period to declare a tank tight (if the

measurements are taken at the low end of the tank) is 4 hours for the printed circuit board water sensor

(tost period may be shorter for tanks smaller than 1500 gallons) and 1 hour for the magnetostrictive

water sensor. When water is present in backfill, an inclinometer must be used to determine and

record tank tiit. Tank tilt may also be determined by taking readings at both ends of the tank. Water

sensor should always be used at the low end of the tank. If water measurements arenot., . )

taken at the low end of tank, extended test periods may be required to detect any water 0

v,

ingress.

Must be used at the low point of the tank to detect water ingress. .
Magnetostrictive sensor minimum detectable water level is 0.017 inch, and minimum detectable

water level change is 0.001 inch. . !

Printed circuit board sensor minimum detectable water level is 0.022 inch, and minimum detectable o
water level change is 0.016 inch. ‘ '

Depth to groundwater in backfill must be determined. If groundwater is above bottom of .
tank, test time must be extended to allow sufficient time to detect water ingress of :
0.1 gph. ‘

Vacuum must not be greater than 0.5 psi at bottom of tank.

Evaluated for manifold tank systems using two 20,000 gallon tanks during the 02/20/96 evaluation.
Evaluated using gasoline, diesel, and JP-4 .

Microphone should be located within 60 feet from any possible leak source. ;
Vacuum test method may not be effective in some backfill (such as clay) because it may

plug holes in tank. :

If soil is saturated with product, air or water ingress may not be detected by vacuum test.

A well point in backfill may help identify presence of this condition. :

Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494

Dates of Evaluation: 09/08/92, 02/20/92, 01/18’/94,
- 10/28/91 and 02/23/96 !

t

the method or equipment, Equipment should be installed and operated in accordance with all applicable laws and re‘gulations. .




. ) Revision Date: April 18, 1997
Tidel Engineering, Inc.

LIPSPC-301-0730-001/LIP-301-0729-001
Line Integrity Probe and Submersible Pump Controller

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

Certification: Leak rate of 3.0 gph with Pp=100% and Pga=0%.
Leak Threshoid: - 2.0 gph. A leak is declared if the output of the measurement system
‘ equals or exceeds this threshold.
Applicability: Gasoline, diesel, aviation fuel.
Specification: System tests pressurized fiberglass and steel pipelines.
Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 129 gallons.
Waiting Time: None between delivery and testing.
None between dispensing and testing.
Test Period: Résponse time is 1 minute. o
Test data are acquired and recorded by a permanently installed
microprocessor. - . Co

Calculations are automatically performed by the microprocessor.

System Features:: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is leaking. .
Dispenser shutdown, message display, and alarm activation if leak is declared.

Calibration: * System must be checked annually and calibrated if necessary in accordance
with manufacturer's instructions.

Tidel Engineering, Inc. : ) - Evaluator: Ken Wilcox Associates
2615 E. Belt Line Rd. © " Tel: (816) 443-2494

Carroliton, TX 75006 : L '

Tel: (800) 678-7577 Date of Evaluation: 02/02/93
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Certification:

Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:
Waiting Time:

Test Period:

System Features:

Calibration:

Tidel Engineering, Inc.

2615 E. Belt Line Rd.
Carrollton, TX 75006
Tel: (800) 678-7577

| o
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Revision Date: April 18, 1997
Tidel Engineering, Inc. '

LIPSPC-301-0730-001/LIP-301-0729-001
Line Integrity Probe and Submersible Pump Controller

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Leak rate of 0.1 gph with Pp=100% and Pgs=0%.

0.06 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold.

Gasoline, diesel, aviation fuel.

System tests pressurized fiberglass and steel pipelines.
Tests are conducted at operating pressure.

Maximum of 129 gallons.

None between delivery and testing.
None between dispensing and testing.

Response time is 1 hour, 30 minutes.

Test data are acquired and recorded by a permanently mstalled
microprocessor.

Calculations are automatically performed by the microprocessor. !

Permanent installation on pipeline.

Automatic testing of pipeline.

Preset threshold.

Single test to determine if pipeline is leaking. '
Dispenser shutdown, message display, and alarm activation if leak is’ ‘declared.

System must be checked annually and calibrated if necessary in accordance
with manufacturer's instructions.

Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494

Date of Evaluation: 02/02/93 -




Certification:

Leak Threshold:

Applicability:
Tank Capacity:

Waiting Time:

Test Period:

Temperature:

Water Sensor:

Calibration:

Comments:

Tidel Engineering, Inc.
2615 E. Belt Line Rd.
Carrollton, TX 75006
“Tel: (800) 678-7577

s

Revision Date: April 18, 1997
Tidel Engineering, Inc.

Tidel Environmental Monitoring System, 3500 Series
(Ultrasonic Probes #401-0009, #401-0010 and #401-0023)

AUTOMATIC TANK GAUGING SYSTEM

Leak rate of 0.2 Qph with Pp = 95.3% and Pga = 4.7% for 2 hour test.
Leak rate of 0.2 gph with Pp = 99.5% and Pga = 0.5% for 4 hour test.

0.1 gph. Aleak is declared if the output of the méasufement system
equals or exceeds this threshold.

Gasoline, diesel, aviation fuel, and fuel oil.
Other liquids may be tested after consultation with the manufacturer.

Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Minimum of 2 hours, 29 minutes between delivery and testing.
Minimum of 15 minutes after dispensing.
There must be no delivery during waiting time.

Minimum of 2 hours to achieve Pp = 98.6% and Pga = 1.4%.

Minimum of 4 hours to achieve Pp = 99.5% and Pga = 0.5%.

Test data are acqmred and recorded by the microprocessor contained within the EMS -
console.

Leak rate is calculated from data determined to be valid by statistical analysis.

There must be no dispensing or delivery during test.

Average for product is determined from the measurement of the change in the speed
of sound.

Must be used to detect water ingress.
Minimum detectable water level in the tank is 1.48 inches.
Minimum detectable water level change is 0.035 inch.

Temperature sensors and ultrasonic probe must be checked and calibrated in

accordance with manufacturer's instructions.

The water sensor, temperature sensor, and product level monitor are contained
in a single ultrasonic probe. :

-Not evaluated using manifold tank systems.

Tests only portion of tank containing product.

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.

EPA leak detection regulations require testing of the portlon of the tank system which
routinely contains product.

Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494

Date of Evaluation: 03/16/95
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Tidel Engineering, inc.

Tidel Environmental Monitoring System, EMS 2000, 3000, and 3500 Senes ‘
(Uitrasonic Probes #401-0009 and #401-001 0)

AUTOMATIC TANK GAUGING SYSTEM
Certification: Leak rate of 0.2 gph with Pp = 96.2% and Pgs = 3%.

Leak Threshold: 0.1 gph. Aleak is declared if the output of the measurement system '
equals or exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel, fuel oil, and solvents.
Tank Capacity: Maximum of 15,000 galions.
Tank must be between 50 and 95% full.
Waiting Time: Minimum of 2 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.
Test Period: Minimum of 6 hours.
Test data are acquired and recorded by a microprocessor contained w1thm the EMS
console. '

Leak rate is calculated from data determined to be valid by statlstlcal analysns
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 temperature sensors.

Water Sensor: Must be used to detect water i ingress. Co
Minimum detectable water level in the tank is 1.48 inches. “)
Minimum detectable water level change is 0.035 inch.

Calibration: Temperature sensors and ultrasonic probe must be checked and callbrated in
accordance with manufacturer's instructions. .

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to | !
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.
EMS 2000 and 3000 Series are no longer manufactured by Tidel.

Tidel Engineering, Inc. Evaluator: Ken Wilcox Assocnates ‘
2615 E. Belt Line Rd. " Tel: (816) 443-2494 3
Carroliton, TX 75006

Tel: (800) 678-7577 Date of Evaluation: 06/07/93

v
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Tidel Engineering, Inc.

‘ | L Tidel Environmental Monitofing System, EMS 2000, 3000, and 3500 Series
‘ .(Ultrasonic Probes #401-0021 and #401-0022)
AUTOMATIC TANK GAUGING SYSTEM
Certification:‘ : Leak rate of 0.2 gph with Pp = 99.91% and Pga = 0.09%.
Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system

equals or exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel, erl oil, and solvents.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

- Waiting Time: Minimum of 2 hours between delivery and testing.
' There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 6 hours.
Test data are acquired and recorded by a microprocessor contained within the EMS
console.

Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test. ~

Temperature: ~ Average for product is determined by a minimum of 5 temperature sensors. :
Water Sensor: Must be used to detect water ingress. .
: Minimum detectable water level in the tank is 1.48 inches.
Minimum detectable water level change is 0.035 inch.

Calibration: Temperature sensors and ultrasonic probe must be checked and calibrated in
' g ' accordance with manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
‘ Tests only portion of tank containing product.

As product level is lowered, leak rate in a Ieaklng tank decreases (due to
lower head pressure). Consnstent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the pomon of the tank system which
routinely contains product.
EMS 2000 and 3000 Series are no longer manufactured by Tidel.

Tidel Engineering, Inc. ' Evaluator: Ken Wilcox Associates
2615 E. Belt Line Rd. Tel: (816) 443-2494

Carroliton, TX 75006 o : R
Tel: (800) 678-7577 Date of Evaluation: 06/07/93
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Tidel Engineering, Inc. ‘

Tidel Environmental Monitoring System, EMS 4000
(Uitrasonic Probe #312-9000)

AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.2 gph with Pp = 97.4% and Pga = 2.6% for 2 hour test.
Leak rate of 0.2 gph with Pp = 99.9% and Pga = 0.1% for 4 hour test.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system
equals or exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel, and fuel oil. Other liquids may be tested after
constuitation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 2 hours 29 minutes between dehvery and testing.
Minimum of 15 minutes between dispensing and testing.
There must be no delivery during waiting time.

Test Reriod: Minimum of 2 hours to achieve Pp = 97.4% and Pgs = 1.8%.
Minimum of 4 hours to achieve Pp = 99.9% and Pra = 0.1%.
Test data are acquired and recorded by the microprocessor contained Wlthln the EMS
console.
Leak rate is calculated from data determined to be valid by statistical analysxs
There must be no dispensing or delivery during test. . ‘)

Temperature: Average for product is determined from the measurement of the change in the speed
of sound.

Water Sensor: Must be used to detect water ingress.
Minimum detectable water level in the tank is 1.045 inches.
Minimum detectable water level change is 0.053 inch.

Calibration: Gain adjustment on probe must be checked annually and calibrated in
accordance with manufacturer's instructions. ‘ ‘

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to .
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which
routlnely contains product. :
This is a longer version of model #312-9001.

Tidel Engineering, Inc. Evaluator: Ken Wilcox Associates
2615 E. Belt Line Rd. Tel: (816) 443-2494

Carrollton, TX 75006

Tel: (800) 678-7577 i Date of Evaluation: 03/16/95
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Tidel Engineering, Inc.

Tidel Environmental Monitoring System, EMS 4000
‘ (Ultrasonic Probe #312-9000)

.AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.1 gph with Pp = 98.6% and Pga = 1.4% for a 5 hour test.
Leak rate of 0.1 gph with Pp = 89.7% and Pgs = 0.3% for a 6 hour test.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system:
equals or exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel, and fuel oil. Other liquids may be tested after
consultation with the manufacturer. ' CT

Tank Capacity: Maximum of 15,000 galions.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 2 hours, 29 minutes between delivery and testing.
Minimum of 15 minutes between dispensing and testing.
There must be no delivery during waiting time.

Test Period: " Minimum of 5 hours to achieve Py = 98.6% and Pga = 1.4%.
Minimum of 6 hours to achieve Pp = 99.7% and Pga = 0.3%..
Test data are acquired and recorded by the microprocessor contained within the EMS
console. .
Leak rate is calculated from data determined to be valid by statistical analysis.
‘There must be no dispensing or delivery during test.

‘ Temperature: Average for product is determined from the measurement of the change in the speed
of sound.
Water Sensor: Must be used to detect water ingress.

Minimum detectable water level in the tank is 1.045 inches.
Minimum detectable water level change is 0.053 inch.

Calibration: Gain adjustment on probe must be checked annually and calibrated in
. accordance with manufacturer's instructions. :

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. ’ . '
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. :
This is a longer version of model #312-9001.

Tidel Engineering, Inc. " Evaluator: Ken Wilcox Associates

2615 E. Belt Line Rd. Tel: (816) 443-2494
Carrollton, TX 75006 _
Tel: (800) 678-7577 Date of Evaluation: 03/16/95
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Tidel Engineering, Inc.

Tidel Environmental Monitoring System, EMS 4000
(Ultrasonic Probe #312-9001)

AUTOMATIC TANK GAUGING SYSTEM
Certification: Leak rate of 0.2 gph with Pp = 99.9% and Pea = 0.1%.

Leak Threshold: 0.1 gph. A leak is declared if the outpu{ of the measurement system
equals or exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel, and fuel oil. Other liquids may be tested after
consultation with the manufacturer. ' L

Tank Capacity: Maximum of 15,000 gallons.- . ,
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 2 hours, 23 minutes between delivery and testing. ‘
Minimum of 15 minutes between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 2 hours. - 3
Test data are acquired and recorded by the microprocessor contained within the EMS
console. : : :
Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test. :

Temperature: Average for product is determined from the measurement of the change in the speed
of sound. ,
Water Sensor: Must be used to detect water ingress.

Minimum detectable water level in the tahk is 1.045 inches.
Minimum detectable water level change is 0.053 inch.

Calibration: Gain adjustment on probe must be checked annually and calibrated in .
accordance with manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product. : ‘
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. o
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.
This is a shorter version of model #312-9000.

Tidel Engineering, Inc. Evaluator: Ken Wilcox Associates
2615 E. Belt Line Rd. Tel: (816) 443-2494

Carrollton, TX 75006

Tel: (800) 678-7577 Date of Evaluation: 03/16/95
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Tidel Engineering, Inc.

_ Tidel Environmental Monitoring System, EMS 4000
. ~ (Ultrasonic Probe #312-9001)

AUTOMATIC TANK GAUGING SYSTEM:
Certification: Leak rate of 0.1 gph with Pp = 97.9% and Pga = 2.1%.

Leak Threshold: - 0.05 gph. A leak is declared if the outpvuvt of the measurement system
equals or exceeds this threshold. 3

Applicability:v Gasoline, diesel, aviation fuel, and fuel oil. Other liquids may be tested after
. ' consultation with the manufacturer. ’ »

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 2 hours, 23 minutes between delivery and testing.
Minimum of 15 minutes between dispensing and testing. °
There must be no delivery during waiting time.

Test Period: . Minimum of 4 hours.
Test data are acquired and recorded by the microprocessor contained within the EMS
console. : .
Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test. ‘

Temperature: Average for product is détermined from the measurement of the change in the speed
- - of sound. - : :
‘ Water Sensor: Must be used to detect water ingress.

Minimum detectable water level in the tank is 1.045 inches.’
Minimum detectable water level change is 0.053 inch.

Calibration: Gain adjustment on probe must be checked anhually and calibrated in
accordance with manufacturer's instructions. o

Comments: Not evaluated using manifold tank systems.

' ‘ Tests only portion of tank containing product. : ‘
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. ‘ - ' :
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. : '
This is a shorter version of the model #312-9000.

Tidel Engineering, Inc. ' Evaluator: Ken Wilcox Associates
2615 E. Belt Line Rd. Tel: (816) 443-2494

Carroliton, TX 75006 , ' o

Tel: (800) 678-7577 : ‘ Date of Evaluation: 03/16/95
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Tidel Engineering, Inc. ‘

EMS-3500 :
with Liquid Discriminatory Probes Part 301-0635 .)
LIQUID-PHASE INTERSTITIAL DETECTOR |
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: electrical conductivity/hydrocarbon sensitive polymer
Test Results:
unleaded gasoline water
Accuracy (%) 100 100
Response time (min) 3.59 0.96
Recovery time (min) 13.18 - <«
Product activation height (cm) 1.76 0.49
Lower detection limit (cm) 419 1.52

* At a flow rate of 0.04 gal/hr in a 2.54 cm diameter test chamber.

Specificity Results: .
Activated: diesel fuel (at liquid height of 1.78 cm), synthetic fuel (at 2.30 cm), heating oil #2 (at'2.30 cm).

Comments: :
Test procedures used were Camnegie Mellon Research Institute’s “Test Procedures for Third Party
Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems"::

Final Report - November 11, 1991. ,
Detector is reusable. ; ‘)

Tidel Engineering, Inc. Evaluator: Carnegie Mellon Research Institute
2615 E. Belt Line Rd. Tel: (412) 268-3495 ‘
Carrollton, TX 75006

Tel: (800) 678-7577 Date of Evaluation: 01/29/93
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Tidel Engineering, Inc.

EMS-3500
. - with Containment Sump Probes Part 301-0642
LIQUID-PHASE INTERSTITIAL DETECTOR
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: _ magnetic switch/float and hydrocarbon sensitive polymer

Test Results:

unleaded :
gasoline water
| low high

Accuracy (%) 100 100 100
Response time (min) 6.39 476" 4.12*
Recovery time (min) >60 - o<1 <1
Product activation height (cm) 2.27 431 19.22
Lower detection limit (cm) 232 4.31 N/A***

* At a flow rate of 0.89 gal/hr in test chamber of diameter 12.6 cm.
** Larger test chamber and flow rate of 1.51 gal/hr.
*** See glossary.

‘Specificity Results: o :
Activated at 2.27 cm height: diesel fuel, synthetic fuel, heating oil #2.

‘ Comments:

Test procedures used were Carnegie Mellon Research Institute's "Test Procedures for Third Party

Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems":

Final Report - November 11, 1991.

Probe was tested to determine its capability of detecting hydrocarbons floating on water. _

A Lower detection limit thickness of 0.04 cm was declared, on average, in 16 minutes, 41 seconds with
recovery time averaging 12 minutes, 55 seconds. ‘

Tidel Engineering, Inc. Evaluator: Carnegie Mellon Research Institute
2615 E. Belt Line Rd. Tel: (412) 268-3495

Carrollton, TX 75006

Tel: (800) 678-7577 Date of Evaluation: 02/17/93
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Tidel Engineering, Inc.

EMS-3500
Tidel Detector No. 301-0752-001

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: gualitative
Sampling frequency: continuous
Operating principle: float switch
Test Results:”
50 wi% Ethylene glycol in water 30 wi% Calcium chloride in water
up down up down
Accuracy (%) 100 100 100 100
Response time (min) 21.91 30.10 . 22.27 31.08
Recovery time (min) <1 <1 <1 <1
Product activation height (cm) 28.92 275 : 28.82 248

* At a flow rate of 0.26 gal/hr in test chamber.

Specificity Results:
Not applicable

Comments:

Intended to monitor the level of either ethylene glycol or calcium chloride solutions in mterstmal or annular
space of a double-walled tank.

Activates an alarm if any significant gain or loss of solution occurs.

Test procedures used were modified by the evaluator from Camegie Mellon Research Instltutes "Test
Procedures for Third Party Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection
Systems": Final Report - November 11, 1991.

Detector is reusable.

Tidel Engineering, Inc. Evaluator: Carnegie Mellon Research lnstntute
2615 E. Belt Line Rd. Tel: (412) 268-3495

Carrollton, TX 75006

Tel: (800) 678-7577 Date of Evaluation: 04/20/93
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. Tidel Engineering, Inc.

- EMS-3500
. with Monitoring Well Probe’ Part 301-0641

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: qualitative

Sampling frequency: continuous ,
Operating principle: conductivity via resistor ladder network

Test Besults:

unleaded * . synthetic
L v gasoline gasoline
Accuracy (%) : 100 100
Detection time (min:sec) ; 00:04 00:07
Fall time (min:sec) - <01:00 N <01:00
Lower detection limit (cm) 0.32 ' 0.32

SPECIfIOIty Results:

Activated (100%): unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, JP-4 jet fuel,
toluene, xylene(s). ‘

Comments:

EPA and many states require detection of 1/8 inch (0.32 ¢m) of product for groundwater monitoring. -
Detector is reusable. - : : . Of

Tidel Engineering, inc. - ' ‘ Evaluator: Carnegie Mellon Research Institute
2615 E. Belt Line Rd. ' Tel: (412) 268-3495

Carrollton, TX 75006

Tel: (800) 678-7577 , Date of Evaluation: 02/02/93
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Tidel Engineering, Inc. !

EMS-3500 ,
with Sheen Probes Part 301-0687 | ‘)
LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR
Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: electrical conductivity/hydrocarbon sensitive polymer
Test Results: ,
unleaded synthetic - .
gasoline , gasoline .
Accuracy (%) 100 100 B
Detection time (min:sec) 07:45 03:35
Fall time (min:sec) 18:01 16:57
Lower detection limit (cm) 0.02 ‘ 0.04
Specificity Results:

Activated (100%): unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, JP-4 jet fuel,
toluene, xylene(s). ‘ )

Comments: ‘
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Detector is resuable. :

Tidel Engineeﬁng, Inc. ' Evaluator: Camegie Mellon Research Institute

2615 E. Belt Line Rd. Tel: (412) 268-3495
Carrollton, TX 750086 :
Tel: (800) 678-7577 Date of Evaluation: 01/31/93
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Tidel Engineering, inc.

EMS-3500

‘ Tidel Detector No. 301-0762

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous '
Operating principle: electrical conductivity/hydrocarbon sensitive polymer
Test Results: ]

. unleaded synthetic

gasoline gasoline

Accuracy (%) 100 100
Detection time (min:sec) 9:31 7:05
Fall time (min:sec) 55:42 17:04
Lower detection limit (cm) 0.04 0.08
Specificity Results: -

Activated: unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, toluene, xylene(s).

Manufacturer’s specifications:
Groundwater probe used to detect free floating hydrocarbons in monitoring wells.

.Comments:
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Detector is reusable. ' :

Tidel Engineering, Inc. . Evaluator: Carnegie Mellon Research Institute
2615 E. Belt Line Rd. Tel: (412) 268-3495

Carrollton, TX 75006 ‘ ‘

Tel: (800) 678-7577 Date of Evaluation: 03/18/93
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Tidel Engineering, Inc. '

Tidel Detector No. 301-0324-001 and 301-0325-001

LIQUID-PHASE OUT-OF;TANK PRODUCT DETECTOR ‘ ‘)

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: electrical conductivity
Test Results: : -

unleaded synthetic JP-4 .

gasoline gasoline jet fuel
Accuracy (%) 100 100 100
Detection time (sec) 2 2 1
Fall time (sec) 1 2 2
Lower detection limit (cm) 0.16-0.32 0.16-0.32 0.16-0.32
Specificity Results: | ‘
Activated: unleaded gasoline, synthetic gasoline, n-hexane, diesel fuel, jet-A fuel, JP-4 jet fuel toluene,
xylene(s). .
Manufacturer’s specifications:
Detector No.301-0324-001
Application: Liquid sensor, water, used in 4" monitoring well.
Senson: Magnetism and conductivity pins.
Detection Range: 1/8" floating product on groundwater or 1.5" free product:
Detector No.301-0325-001 ‘)
Application: Liquid sensor, water or hydrocarbon used in reservoir, sump or plpelme trench.
Sensor: Magnetism and conductivity pins.
Detection Range: 1/8" floating product on groundwater or 1.5" free product.
Comments: '

EPA and many states require detection of 1/8 inch (0 32 cm) of product for groundwater monltonng
Detector is reusable, S

Tidel Engineering, inc. Evaluator: Radian Corp.
2615 E. Belt Line Rd. Tel: (512) 454-4797
Carroliton, TX 75006 4
Tel: (800) 678-7577 Date of Evaluation: 07/08/91
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Tidel Engineering, Inc. :

: Tidel Detector No. 301-0326-001 and 301-0326-002
‘ LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: electrical conductivity
Test Results: ‘
unleaded © synthetic JP-4
gasoline A gasoline jet fuel
Accuracy (%) ‘ 100 100 100
Detection time (sec) 4 7 2
Fall time (sec) 3 : 4 ' 4
Lower detection limit (cm) 0.08-0.32 0.08-0.32 ' 0.08-0.32
Specificity Resuits: o
Activated: unieaded gasoline, synthetlc gasoline, n-hexane, diesel fuel, jet-A fuel, JP-4 jet fuel, toluene,
xylene(s). -
Manufacturer’s specifications:
Detector No.301-0326-001
Application: Liquid sensor, water, used in 2" monitoring well.
Sensor: Magnetism and conductivity pins. ,
Detection Range: 1/8" floating product on groundwater or 2.5" free product.

‘ Detector No.301-0326-002 ’
Application: . Liquid sensor, water used in annulus of double wall steel tanks.

Sensor: Magnetism and conductivity pins.
Detection Range: 1/8" floating product on groundwater or 2.5" free product.
Comments:

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater fnonitor'ing.
Detector is reusable. , . ‘ :

Tidel Engineering, Inc. ' Evaluator: Radian Corp.
2615 E. Belt Line Rd. Tel: (512) 454-4797
Carrollton, TX 75006 ‘ ' ,

Tel: (800) 678-7577 S Date of Evaluation: 07/08/91
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Tidel Engineering, Inc. ‘

EMS-3000 :
301-0328-001, 301-0330-001 ' . : ‘)

VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector: -
Output type: qualitative ' ‘f
Sampling frequency: continuous .
Operating principle: adsistor
Test Results:
unleaded synthetic JP4
gasoline gasoline jet fuel
Accuracy (%) 100 100 100
Detection time (sec) o1 65 86
Fall time (min:sec) 5:39 _ 4:23 - 9:38
Lower detection limit (ppm) 10to 100 10 to 500 1010 50
Specificity Results: ‘

Activated: unleaded gasoline, synthetic gasoline, JP-4 jet fuel, toluene, xylene(s)
Not Activated: n-hexane.

Comments:

Test procedures used were Radian Corporation’s draft report "Development of Procedures to
Assess the Performance of External Leak Detection Devices: Vapor-Phase ASTM-

Formatted Methods,” June 29, 1990. , ,

Tidel Engineering, Inc. Evaluator: Radian Corp.
2615 E. Belt Line Rd. Tel: (512) 454-4797
Carroliton, TX 75006

Tel: (800) 678-7577 Date of Evaluation: 07/08/91
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Tidel Engineering, Inc.

EMS-3500 :
Vapor Sensor Probe Part No. 301-0634

VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: adsistor
Test Results: ‘
unleaded synthetic JP-4

‘ gasoline gasoline jet fuel
Accuracy’ (%) _ 100 . 100 100
Detection time’ (mm sec) . 246 1:41 1:50
Fall time” (hr:min:sec) >1:00:00 >1:00:00 >1:00:00
Lower detection limit (ppm) 100 500 - 100

* For tests conducted with 1000 ppm of test gas.
** The vapor sensor probe was recalibrated when it did not recover after 1 hour, from exposure to test vapors

Specificity Results:
Activated: unleaded gasoline, synthetic gasoline, n-hexane, JP-4 jet fuel, toluene, xylene(s).

Manufacturer’s speclflcatlons-

Vapor sensor probe for use in normally dry monitoring wells to detect hydrocarbon vapors.

Can be used in monitoring wells up to 20 feet deep.

The probe will alarm if it comes in contact with water and must be removed immediately to prevent damage to
probe.

Comments: ,

Test procedures used were Radian Corporation's draft report "Development of Procedures to
Assess the Performance of External Leak Detection Devices: Vapor-Phase ASTM-Formatted
Methods," June 29, 1990.

Tidel Engineering, Inc. ‘ _ - Evaluator: Carnegie Mellon Research Institute
2615 E. Belt Line Rd. C Tel: (412) 268-3495
Carroliton, TX 75006

Tel: (800) 678-7577 : . Date of Evaluation: 03/18/93
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Revision Date: April 18, 1997
- Tokheim Corp.

Tokheim Pressuré Monitor, Models PM 101 and 585A-PM

AUTOMATIC MECHANICAL LINE LEAK DETECTOR
Certification: Leak rate of 3.0 gph with Pp=100% and Pra=0%.

Leak Threshold: 2.25 gph. Aleakis declared if the output of the measurement system equéls or exceeds
this threshold.

Applicability: Gasoline, diesel, and alcohols.

Specification: System tests pressurized fiberglass and steel pipelines.
Tests are conducted at 150% operating pressure.

Pipeline Capacity: Maximum of 78 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Response time is 4 seconds.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold. :
Single test to determine if pipeline is leaking.
Restricted flow to dispenser if leak is declared.

Calibration: System must be checked semi-annually and calibrated if necessary in
accordance with manufacturer's instructions.

Comments: No longer manufactured by Tokheim Corporation.
Tokheim Corp. ‘ Evaluator: Vista Research
10501 Corporate Dr. Tel: (415) 966-1171

Fort Wayne, IN 46801-0360 '
Tel: (219) 423-2552 Date of Evaluation: 11/02/90
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Certification:
Leak Threshold:

Applicability:

Waiting Time:

- Tracer Dosage:

Permeability:

Probe:

Comments:

Tracer Research Corp.

; - Revision Dates April 18, 1997
Tracer Res_earch Corp.

Tracer Tight Line Test
LINE TIGHTNESS TEST METHCD
Leak rate of 0.1 gph with Pp=100% and Pra=0.0%.
A leak is declared when tracer chemical is detected koutside of the pipeline.

Al fluid petroleum products and any other fluid with which an acceptable
tracer is compatible.

Minimum is normally 2 weeks after injection of the tracer into the tank, but

must be no less than 1 week, and no more than 4 weeks. For very large systems,
several days or weeks may be required to circulate tracer-labeled fuel through all
parts of the system. Under these circumstances the 1 week waiting time begins
after the tracer reaches the pipeline being tested.

Dosage of tracer is a factor of tank size and frequency of tank refills according to
manufacturer's recommendations.

Tracer labeled product should be circulated through the pipeline before test
period begins. '

Pressurized pipeline must be brought up to operating pressure

or operated on a daily basis.

Soil permeability must be sufficient for transport of tracer through backfiil

(greater than 1 Darcy). i

Radius of influence of each probe is 10 feet. Locating pipelines should be doné

“according to manufacturer’s operating procedures for pipeline test results to be

valid.

Presence of frozen, saturated soil surrounding the pipeline may limit
effectiveness of test method. '

Presence of groundwater surrounding pipeline may also reduce effectiveness of
test method (e.g. when applied to pipelines containing water-miscible products or
products whose specific gravity is greater than. 1).

Evaluator: Ken Wilcox Associates (1991) "

3755 N. Business Center Dr. Tel: (816) 443-2494

Tucson, AZ 85705
Tel: (800) 989-9929

Control Strategies Engineering (1992)
Tel: (602) 682-8726 , ‘
Dates of Evaluation: 10/04/91 and 05/92
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Revision Date: April 18, 1997
Tracer Research Corp.

Tracer Tight ‘
NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (TRACER) | ‘
Certification: Leak rate of 0.1 gph with Pp=100% and Pra=0%.
Leak Threshold: A leak is declared when tracer chemical is detected outside of the tank.

Applicability:

Tank Capacity:

Waiting Time:

Tracer Dosage:

Permeability:

Probe:

Groundwater:

Comments:

Tracer Research Corp.
8755 N. Business Center Dr. Tel: (816) 443-2494 -

Tucson, AZ 85705
Tel: (800) 989-8929
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All fluid petroleum products and any other fluid with which an acceptdble
tracer is compatible.

This test method is not limited by capaclty, however only portlons of the tank
system within 10 feet of sample collection point are tested. !
Ranges from 7 to 30 days (generally two weeks) after injection of the tracer into the
tank.

Dosage of tracer is a factor of tank size and frequency of tank refills according to
manufacturer's recommendations. l

Soil permeability must be sufficient for transport of tracer through backflll
(greater than 1 Darcy).

Radius of influence of each probe is 10 feet. Probes must be placedsuch that all
possible locations and orientations are within the circle of influence.

Depth to groundwater in backfill must be determined. In orderfora

leak below groundwater to be indicated by the release of the tracer compound, the

hydrostatic pressure of product in tank must exceed the hydrostatic pressure of ‘)
groundwater during test. This is done by maintaining product level at least 6

inches over groundwater for a minimum 17 hours during first three days following

addition of tracer to tank.

In high groundwater situations, this method may be supplemented wnth

measurement of water ingress, at the discretion of the regulatory agency.

Presence of frozen, saturated soil above bottom of tank may limit
effectiveness of test method.

Presence of groundwater above bottom of tank may also limit )
effectiveness of test method (e.g. when applied to tanks containing water-
miscible products or products whose specific grawty is greater than 1).

Evaluator: Ken Wilcox Associates (1990)

Control Strategies Engineering (1992)
Tel: (602) 682-8726
Dates of Evaluation: 10/04/90 and 05/92




Revision Date: April 18, 1997
Tracer Research Corp.

Tracer Tight

VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: quantitative
Sampling frequency: intermittent

Operating principle: chromatographic (looks for chemical tracer)

Test Resuits: '
Hydrocarbon detector (GC/FID)
xylene benzene 2-methylbutane gasoline Tracers

Accuracy (%) <20 <20 <20 <20 N/R*
Bias (%) 0 0 0] 0 N/R
Detection time (min) <0.01 <0.01 <0.01 <0.01 N/R
Fall time (min) <0.01 <0.01 <0.01 <0.01 N/R

Lower detection limit (ppm) 20 20 20 20 N/R

Tracer Detector ‘
xylene benzene 2-methylbutane gasoline Tracers

Accuracy (%) N/R N/R N/R N/R <20
Bias (%) N/R N/R N/R N/R 0
Detection time (min) N/R N/R N/R , N/R <0.01
Fall time (min) N/R N/R N/R " N/R - <0.01
Lower detection limit (ppm) N/R N/R N/R ' N/R 10°

* See glossary.

' Specificity Resuits:
See above.

Manufacturer’s specifications:
Soil permeability at the site must exceed 1 Darcy.

Comments: ' .

Test procedures used were a combination of EPA's "Standard Test Procedures for Evaluating Leak Detection
Methods: Nonvolumetric Tank Tightness Testing Methods,” March 1990 and "recognized national

standard of GC/FID hydrocarbon measurements.” .

Method utilizes a chromatographic measurement of a vapor sample collected monthly from the site.
Hydrocarbon vapors and the added chemical tracer can be measured independently.

During evaluations, the tracer chemical was declared 159 out of 161 trials.

System evaluation included detectors, analytical procedures, sample containers, sampling procedures,
sampling system, monitoring well materials and installations, and tracer mobility. :

" Tracer Research Corp. : Evaluator: Control Strategies Engineering

3755 N. Business Center Dr. ‘Tel: (602) 682-8726
Tucson, AZ 85705
Tel: (800)988-8929 Date of Evaluation: 05/05/92
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Revision, Date: April 18, 1997
Triangle Environmental, Inc. B :

TEI Model LT-3, Version 1.0 ‘ 0

LINE TIGHTNESS TEST METHOD

Certification: Leak rate of 0.1 gph with Pp=100.0% and Prs=0%.

Leak Threshold:  0.05 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, fuel oils #4 and #6, waste oil, and solvents.

Specification: System tests fiberglass énd steel pipelines.

Tests are conducted at 150% operating pressure. ’
Pipeline Capacity: Maximum of 80 gallons.

Waiting Time: None between delivery and testing. :
Minimum of 15 minutes between dispensing and testing.

Test Period: Minimum of 15 minutes

Test data are acquired and recorded manually.

Manual calculations are performed by the operator on site.
Temperature: Product change per hour must be less than 4 degrees F.

Calibration: Sensors must be checked annually and calibrated seml-annually in accordance with

manufacturer's instructions. , ' ‘)

Triangle Environmental, Inc. Evaluator: United States Testing Company

172 W. Verdugo Ave. . Tel: (213) 723-7181
Burbank, CA 91502-2132
Tel: (818) 840-7020 Date of Evaluation: 03/03/92
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Certification:

Leak Threshold:

Applicability:
Tank Capacity:
Waitihg Time:

Test Period:

Test Pressure:
Temperature:

Groundwater:

Calibration:

Comments:

Triangle Environmental, Inc.
172 W. Verdugo Ave.

Triangle Environmental, inc.

TEI Ullage Test, Version 1.0 (Vacuum Test)

NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (ULLAGE)

Leak rate of 0.1 gph with Pp=100% and Pga=0%.

A leak is declared when an increase in the acoustic noise level

(above background) of the tank under vacuum is detected due to air or
water ingress.

Gasoline, diesel, aviation fuel, fuel oil #4, solvents, and light liquids.

Maximum ullage volume is 15,000 gallons.
Microphone should be located within 24 feet of all points within the ullage.

None if test is conducted after the underfilled tank test.
Minimum of 1 minute.

Vacuum of 1 psi must be maintained in ullage.
If vacuum cannot be maintained, see manufacturer's instructions.

Acoustic signal is independent of product temperature.

Depth to the groundwater in backfill must be determined. If groundwater is

above product level, vacuum must be adequate to detect an mgress of

“groundwater.

Sensors must be calibrated before each test.

Manifold tank systems must be isolated prior to test.

Evaluated using unleaded gasoline.

Tests only ullage portion of tank. ]
Product-filled portion of tank must be tested using an underfilled test method. .

‘Microphone was 24 feet away from the leak source during evaluation.

Headphones are used during test to listen for the signal of air mgress

Noise signals are tape recorded (not digitally recorded).

Test method may not be effective in some backfill (such as clay) because it
may plug holes in tank.

If soil is saturated with product, air or water ingress may not be declared by
vacuum test. A well point in backfill may help identify presence of this condition.

Evaluator: United States Testing Co. Inc.
Tel: (213) 723-7181

Burbank, CA 91502-2132

Tel: (818) 840-7020
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Date of Evaluation: 05/05/03 "

Revision Date: April 18, 1007



Revision Djate: April 18, 1997
Triangle Environmental, Inc. !

TEI System 5000, Version 1.0

NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (VACUUM)

Certification: Leak rate of 0.1 gph with Pp=100% and Pga=0%.
Leak Threshold: A leak is declared when the acoustic noise level of the tank under vacdum
is greater than the calibrated back_ground acoustic noise level (prior to evacuation).
Applicability: Gasoline, diesel, aviation fuel, fuel oil #4, solvents and light liquids. »
Tank Capacity: Maximum of 20,000 gallons. |

Tank must be minimum 14% full. i
Microphone should be located within 24 feet of all points within the tank.

i H

Waiting Time: None between delivery and testing.
Test Period: Minimum of 1 minute.
Test Pressure: Vacuum of 1 psi must be maintained in ullage. |

If vacuum cannot be maintained, see manufacturer’s instructions.
Temperature: Acoustic signal is independent of product temperature.
Groundwater: Depth to groundwater in backfill must be determined.

This method cannot be used if groundwater is above bottom of tank. '

Calibration: Sensor must be calibrated before each test.

Comments: Manifold tank systems must be isolated prior to test.
Evaluated using unieaded gasoline. !
Microphone was 24 feet away from the leak source during evaluation;
Headphones are used during test to listen for the signal of air ingress.
Noise signals are tape recorded (not digitally recorded). l
Vacuum test method may not be effective in some backlfill (such as clay) because it
may plug holes in tank. ,
If soil is saturated with product, air or water ingress may not be declared by
vacuum test. A well point in backfill may help identify presence of this condition.

Triangle Environmental, Inc. Evaluator: United States Testing Co., Inc.
172 W. Verdugo Ave. Tel: (213) 723-7181

Burbank, CA 91502-2132

Tel: (818) 840-7020 Date of Evaluation: 02/04/93
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) . Revision Date: Aprii 18, 1997
Triangle Envirenmental, Inc.

TE! System 4000, Version 1.0

‘ VOLUMETRIC TANK TIGHTNESS TEST METHOD (UNDERFILL)
Certification: Leak rate of 0.1 gph with Pp=99% and Pgx=4.8%.
Leak Threshold: 0.05 gph. A leak is declared if tﬁe output of the measurement system equals orl
‘ exceeds this threshold.
Applicability: Gasoline, diesel, fuel oil, waste oil, and solvents.
Tank Capacity: Maximum of 15,000 gallons.

Tank must be between 50 and 100% full

Waiﬁng Time: Minimum of 6 hours between delivery and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum is determined by a computer.
‘ Average was 4 hours during the evaluation.
Leak rate is calculated from last 2 hours of test period data.
Test data are acquired and recorded by computer.
There must be no dispensing or delivery during test.

. Temperature: Average for product is determined by a minimdm of 3 thermistors.
Groundwater: . Depth to groundwater in backfill must be determined. If vgroundwater is above
, bottom of tank, product level must be adjusted to provide a minimum net pressure
‘ of 1 psi at bottom of tank during test.
Calibratioh: Thermistors must be calibrated before each test.
Comments: Not evaluated using manifold tank systems.

Tests only portion of tank containing product.

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.

EPA leak detection reguiations require testmg of the portion of the tank system which
routinely contains product. .

May also be used as an overfill test method

Triangle Environmental, Inc. Evaluator: United States Testing Company, Inc.

172 W. Verdugo Ave. . Tel: (213) 723-7181
Burbank, CA 91502-2132 '
Tel: (818) 840-7020 Date of Evaluation: 04/02/91
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. Revision Date: Aprit 18, 1997
Universal Sensors and Devices, Inc. |

TICS-1000 j
(Magnetostrictive Probe)
AUTOMATIC TANK GAUGING SYSTEM Do

Certification: Leak rate of 0.2 gph with Pp = 96.6% and Pga = 3.4%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. :

Applicability: Gasoline, diesel, aviation fuel, and solvents.

Tank Capacity:  Maximum of 15,000 gallons.
Tank must be minimum 90% full.

Waiting Time: Minimum of 8 hours between delivery and testing.
None-between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 6 hours.
Test data are acquired and recorded by a microprocessor.
Leak rate is calculated from average of subsets of all collected data.
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 resistance temperature
detectors (RTDs). .

Water Sensor: Must be used to detect water ingress.
Minimum detectable water level in the tank is 0.83 inch.
Minimum detectable water level change is 0.0116 inch.

Calibration: RTDs and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product. ‘
As product level is lowered, leak rate in a leaking tank decreases (due to | .
lower head pressure). Consistent testing at low levels could allow a'leak to remain
undetected. ‘
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.

Universal Sensors and Devices, Inc. Evaluator: Ken Wilcox Associates

9205 Alabama Ave., Unit C Tel: (816) 443-2494
Chatsworth, CA" 91311
Tel: (818) 988-7121 ‘ Date of Evaluation: 08/20/93
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Certification:

Leak Threshold:
Applicability:

Tank Capacity:
Waiting Time:
Test Period: |

Temperature:

Water Sensor:

Calibration:

' . Revision Date: April 18, 1997
Universal Sensors and Devices, Inc. '

LTC-1000
(Mass Buoyancy Probe)

LARGE TANK AUTOMATIC TANK GAUGING SYSTEM
Leak rate of 1.4 gph with Pp = 97.2% and Pga = 2.8%.
This leak rate does not - meet EPA requirements for monthly monltormg (0.2 gph) or tank
tightness testing (0.1 gph). .

0. 7 gph. Aleak is declared if the output of the measurement system equals or exceeds

 this threshold.

Gasolme diesel, aviation fuel, fuel oil #4, and solvents.
Other liquids may be tested after consultation with the manufacturer.

Maximum of 2,000,000 galions. Application of this method for larger tanks is currently
under review to determine correct scallmg factors for leak rate, threshold and test time
versus tank size. :

Tank must be minimum 90% full.

Minimum of 3 hours, 42 minutes between dellvery and testmg
None between dispensing and testing.

Minimum of 49 hours.
Test data are acquired and recorded by a computer.
There must be no dispensing or delivery during test.

System does not require measurement of product temperature.

System does not use a water probe.

Water ingress is detected by an increase-in total mass of product in the tank.

To monitor water continuously, a separate water sensing probe must be installed.

The mass bouyancy t)robe must be checked and calibrated in accordance with -
manufacturer s instructions.

Comments: ‘Not evaluated usmg manifold tank systems
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testlng of the portion of the tank system which’
routinely contains product. .

Universal Sensors and Devices, Inc. . Evaluator: Ken Wilcox Associates

9205 Alabama Ave., Unit C Tel: (816) 443-2494

Chatsworth, CA 91311

Tel: (818) 988-7121 . Date of Evaluation: 05/17/96
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Certification:

Leak Threshold:

Applicability:

Tank Capacity:

Waiting Time:

Test Period:

Temperature:

Water Sensor:

Calibration:

Comments:

|
Revision Date: April 18, 1997
Universal Sensors and Devices, Inc. ‘

LTC-2000
(Differential Pressure Probe)

LARGE TANK AUTOMATIC TANK GAUGING SYSTEM

Leak rate of 3.0 gph with Pp = 98.8% and Pga = 1.2%.
This leak rate does not meet EPA requirements for monthly monitoring (0. 2 gph) or tank
tightness testing (0.1 gph).

1.5 gph. A leak is declared if the output of the measurement system equals or exceeds
the threshold.

Gasoline, diesel, aviation fuel, fuel oil #4, and solvents.
Other liquids may be tested after consultation with the manufacturer.

Maximum of 2,000,000 gallons.

Application of this method for larger tanks is currently under review to determme correct
scaling factors for leak rate, threshold and test time versus tank size.

Tank must be minimum 90% full.

Minimum of 3 hours, 30 minutes between delivery and testing.
None between dispensing and testing.

Minimum of 48 hours, 18 minutes.
Test data are acquired and recorded by a computer.
There must be no dispensing or delivery during test.

System does not require measurement of product temperature.

System does not use a water probe.
Water ingress is detected by a change in pressure at the bottom of the tank
To monitor water continuously, a separate water sensmg probe must be mstalled

The differential pressure probe must be checked and calibrated in accordance with
manufacturer's instructions.

To detect losses or gains in the tank, the system uses a differential pressure
probe to measure changes in pressure at the bottom of the tank.
Not evaluated using manifold tank systems.
Tests only portlon of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.
I
|

Universal Sensors and Devices, Inc. Evaluator: Ken Wilcox Associates

9205 Alabama Ave., Unit C Tel: (816) 443-2494

Chatsworth, CA 91311 ' !
Tel: (818) 988-7121 Date of Evaluation: 05/17/96
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Revision Date: April 18, 1997
Universal Sensors and Devices, Inc.

Leak Alert System Models LAL-100, LA-01, LA-02, LA-04, LA-X4, LA-08, CATLAS
Liquid Sensor LALS-1

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:

Output type: ‘ qualitative
Sampling frequency: continuous
Operating principle: thermal conductivity

Test Results:

unleaded
gasoline
Accuracy (%) 100
' Response time (min) 1.24
Recovery time (min) ' <1
Product activation height (cm) 0.61
Lower detection limit (cm) 0.76

* At a flow rate of 0.04 gal/hr in a 2.6 cm diameter test chamber.

Specificity Results:
Activated: diesel fuel, synthetic fuel, heating oil #2, water.

Comments: ‘ '

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.

Test procedures used were Carnegie Mellon Research Institute's "Test Procedures for Third Party Evaluation
of Leak Detection Methods: Point Sensor Liquid Contact L.eak Detection Systems": Final Report -

November 11, 1991.

Detector is reusable.

Universal Sensors and Devices, Inc. Evaluator: Carnegie Mellon Research Institute
9205 Alabama Ave., Unit C : Tel: (412) 268-3495
Chatsworth, CA 91311

Tel: (818) 988-7121 J Date of Evaluation: 06/01/94
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' Revision Date: April 18, 1997
Universal Sensors and Devices, Inc.

Leak Alert System Models LAL-100, LA-01, LA-02, LA-04, LA-X4, LA-08, CATLAS
LAVS-1 MOS Vapor Sensor ‘

VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: metal oxide semiconductor
Test Results:
unleaded synthetic o JP-4
gasoline ‘ gasoline - "|et fuel
Accuracy (%) 100 100 100
Detection time (min:sec) 00:31 00:40 ‘ 00 42
Fall time (min:sec) ' 4:43 4:25 : o 4'30
Lower detection limit (ppm) 100 N/D* ' ‘ N/D
* See glossary.
Specificity Results:

Activated: unleaded gasoline, synthetic gasoline, JP-4 jet fuel, n-hexane, toluene Xylene(s)

Comments: ‘ '
Test procedures used were Radlan Corporation's draft report "Development of Procedures to
Assess the Performance of External Leak Detection Dev:ces Vapor-Phase ASTM-
Formatted Methods," June 29, 1990. ‘

Universal Sensors and Devices, Inc. Evaluator: Carnegie Mellon Research Institute
9205 Alabama Ave., Unit C - Tel: (412) 268-3495 :
Chatsworth, CA 91311 :

Tel: (818) 988-7121 Date of Evaluation: 06/01/94
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Certification:

Leak Threshold:
Applicability:
Tank Capacity:

‘Waiting Timé:

Test Period:

Temperaturé:

Water Sensor:

- Calibration:

Comments:

USTest

. Revision Date: Aprii 18, 1997
USTest

UST 2001 (Quick Test)
(Ultrasonic Probe)
AUTOMATIC TANK GAUGING SYSTEM
Leak rate of 0.2 gph with P5=97.5% and Pea=2.5%.

0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
" this threshold.

Gasoline, diesel, and aviation fuel.

‘Other liquids may be tested after consultation with the manufacturer.

Maximum of 15,000 gallons.
Tank must be between 50 and 95% fuil.

Minimum of 4 hours between delivery and testing.
Minimum of 15 minutes between dispensing and testing.
There must be no delivery during waiting time.

Minimum of 30 minutes. (see Comments section below)

Test data are acquired and recorded by a computer.

Leak rate is calculated from data determined to be valid by statistical analysis.
There must be no dispensing or delivery during test.

Average for product is determined from the measurement of the change in the
speed of sound.

Must be used to detect water ingress.

- water is declared via an ultrasonic signal ranging to the water interface.

Minimum detectable water level in the tank is less than 0.1 inch.
Minimum detectable change in water level is 0.046 inch.

Probe must be checked regularly in accordance with manufacturer’s instructions.

With a test penod of 1 hour, method has a PD 99 9% and a PFA 0.1%.

Not evaluated using manifold tank systems. ‘

Tests only portion of tank containing product

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected. .

EPA leak detection regulatlons require testing of the portlon of the tank system which routinely
contains product.

Evaluator: Ken Wilcox Associates

2727 Kaliste Saloom Rd. ‘ Tel: (816) 443-2494 .
Lafayette, LA 70508 :
Tel: (318) 981-9421 ‘ Date of Evaluation: 06/06/95
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Revision Date: April 18, 1997
USTest Lo

UST 2001
(Ultrasonic Probe)
AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.1 gph with Pp=95.2% and Pga=4.8%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, and aviation fuel.
Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time:  Minimum of 4 hours between delivery and testing.
Minimum of 15 minutes between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 1 hour. (see Comments section below)
Test data are acquired and recorded by a computer.
Leak rate is calculated from data determined to be valid by statistical analysus
There must be no dispensing or delivery during test.

Temperature:  Average for product is determined from the measurement of the change in the.
speed of sound.

Water Sensor:  Must be used to detect water ingress. !
water is declared via an ultrasonic signal ranging to the water interface.
Minimum detectable water level in the tank is less than 0.1 inch.
Minimum detectable change in water level is 0.046 inch.

Calibration: Probe must be checked regularly in accordance with manufacturer’s instructions.
Comments: With a test period of 2 hours, method has a Pp =98.6% and a PFA=1.4%.

Not evaluated using manifold tank systems.

Tests only portion of tank containing product

As product level is lowered, leak rate in a leaking tank decreases (due to |

lower head pressure). Consistent testing at low levels could allow a |eak to remain
undetected.

EPA leak detection regulations require testing of the portion of the tank system which routinely

contains product.

USTest Evaluator: Ken Wilcox Associates
2727 Kaliste Saloom Rd. Tel: (816) 443-2494
Lafayette, LA 70508 _
Tel: (318) 981-9421 Date of Evaluation: 06/06/95
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Revision Date: April 18, 1997

USTest
S : UST 2000/U
‘ (Pressure and Vacuum Test)
NON-VOLUMETRIC TANK TIGHTNESS TEST METHOD (ULLAGE)
Certificétion: Leak rate of 0.1 gph with Pp=100% and Pgp=0%.
Leak Threshold: ‘ A leak is declared when there is a substantial increase in the acoustic noise signal

(when the tank is under pressure or vacuum) above the background signal (prior
to pressurization or evacuation) in the frequency interval of 10 kHz to 20 kHz.

Applicability: Gasoline, diesel, aviation fuel, fuel oils #2 through #6, waste oil, and solvents.
- Equipment is not in contact with the product.
Tank Capacity: © Maximum ullage volume i is 7,550 gallons for pressure test and 5,250 gallons for
’ vacuum test.
Waiting Time: None if test is conducted after an underfilled tank tightness test.
Test Period: Minimum of 15 minutes (includes collection of background information).
Test Pressure: Net pressure of 2.0 psi or vacuum of 1.0 psi must be maintained in ullage.
Groundwater: Depth o groundwater in backfill must be determined. |f groundwater is

above product level, vacuum test must not be used. Pressure test must be
conducted using net pressure exceeding 2.0 psi in the ullage.

. Calibration: Test equipment must be checked by tester before each test.

Comments: Not evaluated using manifold tank systems.
Evaluated using unleaded gasoline as test product
Tests only ullage portion of tank.
Product-filled portion of the tank must be tested using an underfilled test method.
Microphone was less than 8 feet, 6 inches from the leak source during evaluation.
If the background noise is too high, test is inconclusive.
Vibration due to nearby equipment or dnppmg condensation may interfere with
test.
Vacuum test method may not be effective in some backfill (such as clay) because it
may plug holes in tank.
If soil is saturated with product, air or water ingress may not be declared by
vacuum test. A well point in backfill may help identify presence of this condition.

USTest Evaluator: Ken Wilcox Associates
2727 Kaliste Saloom Rd. Tel: (816) 443-2494

Lafayette, LA 70508

Tel: (318) 981-9421 Date of Evaluation: 03/24/92
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Revision Date: April 18, 1997

USTest
UST 2000/LL
VOLUMETRIC TANK TIGHTNESS TEST METHOD (UNDERFILL) ‘ ‘)
Certification: Leak rate of 0.1 gph with Pp=98.12% and Pga=1.88%.
Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system

equals or exceeds this threshold. . ‘
Applicability: Gasoline, diesel, aviation fuel, water, and kerosene. ‘
Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be minimum 15% full. There must be at least 20 inches and
not more than 67 inches of product in the tank.

Waiting Time: Ranges from 3 to 12 hours between delivery and testmg
Testing may begin when the rate of product temperature change does not
exceed 0.1 degree F per hour.
There must be no dispensing or dellvery dunng waiting time.

Test Period: Minimum of 2 hours.
Test data are acquired and recorded by a computer, which does a .
regression analysis to determine the leak rate. _ ‘
An ultrasonic device is used to measure changes in product level. |
There must be no dispensing or delivery during test. :
u Temperature: Average for product is determined from the measurement of the change in the
speed of sound. . ‘ 0

Groundwater: Depth to groundwater in backfili must be determined. If groundwate’_r is above
bottom of tank, product level must be adjusted to provide a minimum net pressure
of 1 psi at bottom of tank during test. (There must be a difference of at least 37
inches between groundwater level and product level to provrde a net pressure of 1
psi at bottom of tank during test.) . , ;

Calibration: Temperature sensors and probes must be checked annually and callbrated if
necessary in accordance with manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portlon of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). . Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.

USTest Evaluator: Ken Wilcox Associates
2727 Kaliste Saloom Rd. Tel: (816) 443-2494

L afayette, LA 70508

Tel: (318) 981-9421 Date of Evaluation: 06/09/94 -
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Certification:

Leak Threshold:
Applicability:
Tank Capacity:

Waiting Time:

Test Period:

Temperature:

Groundwater:

Comments:

USTest

2727 Kaliste Saloom
Lafayette, LA 70508
Tel: (318) 981-9421

Revision Date: Apri) 18, 1997

: USTest
UST 2000/P
VOLUMETRIC TANK TIGHTNESS TEST METHOD (UNDERFILL)
Leak rate of 0.1 gph with Pp=99.9% and P,:A=0.1% for tanks up to 15,000 galions,
Leak rate of 0.1 gph with Pp=99.7% and Pr»=0.3% for tanks from 15,000 gallons
up to 45,000 gallons. : s ’

0.05 gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold.

Gasoline, diesel, aviation fuel, waste oil, water, and kerosene.
Other liquids may be tested after consultation with the manufacturer.

- Maximum of 45,000 gallons.

Tank must be minimum 78.6% full.

Minimum for tanks up to 45,000 gallons must be determined from the
manufacturer's chart of “Wait Time versus Tank Volume.” This chart must
be included in the tank test report.

There must be no dispensing or delivery during waiting time.”

Minimum for tanks between 10,000 and 45,000 galions is determined from

the manufacturer's chart of Differential Volume versus Test Duration.

Line labeled Pp = 99.9% must be used. This chart must be included in the tank test
report.

Test data are acquired and recorded by a computer, whlch does a regression
‘analysis to determine the leak rate.

There must be no dispensing or delivery during test.

Average for product is determmed from the measurement of the change in the '
speed of sound.-

Depth to groundwater in backfill niust be determined. If groundwater is above
bottom of tank, product level must be adjusted to provide a minimum net pressure of
1 psi at bottom of the tank during test.

Not evaluated using manifold tank systems.

" Tests only portion of tank containing product.

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Con51stent testing at low Ievels could allow a leak to remain
undetected.

EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.

Evaluators: Midwest Research Institute '
Rd. Tel: (816) 753-7600
. and Ken Wilcox Associates
Tel: (816) 443-2494
Dates of Evaluation: 12/05/90 (1000-10000 gallons),
and 08/04/92 (10000-45000 galions)
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' Revision Date: April 18, 1997
USTMAN Industries, Inc. ‘

USTMAN SIR 1.91

STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUANTITATIV?)

Certification: Leak rate of 0.1 gph with Pp=88. 4% and Pga=1.6%.

Leak Threshold: 0.1 gph. A leak is declared when a continuous loss equals or exceeds this threshold
at the 5% level of significance.

Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4.
Tank Capacity: Maximum of 18,000 gallons.
Data Requirement: Minimum of 42 days of product level and flow through data.

Comments: Not evaluated using data from manifold tank systems. ‘
Of 41 data sets submitted for evaluation, 4 data sets were not analyzed and
7 were inconclusive. :
Median monthly throughput of tanks evaluated was 10, 978 gallons.
Leak rates ranging from 0.048 to 0.201 gph were used in evaluation. |
Data sets evaluated were supplied by evaluator. |

USTMAN Industries Inc. ‘ Evaluator: Ken Wilcox Associates

12265 W. Bayaud Ave., Suite 110 Tel: (816) 443-2494 ‘
Lakewood, CO 80228 !
Tel: (303) 986-8011 v Date of Evaluation: 10/31/91 o
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Revision Date: Aprif 18, 1987
USTMAN Industries, Inc.

USTMAN SIR Version 94.1- ‘
' STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUANTITATIVE)
Certification: Leak rate of 0.1 gph with Pp=>89% and Pex=<1.0%.
Leak Threshold: 0.05 gph. A leak is declared when leak rate equals or exceeds this threshold.
Applicability: Gasoline, diesel, aviation fuel,‘ and fuel oil #4.
Tank lCapacity: -+ Maximum of 30,0,06 gallons.

Data Requirement: Minimum of 30 days of product level and flow through data.

Comments: Evaluated using some data from manifold tank systems.
Of 53 data sets submitted for evaluation, all were analyzed with conclusive resulits.
Median monthly throughput of tanks evaluated was 25,408 galions.
Leak rates of 0.05, 0.1, and 0.2 gph were used in evaluation.
Data sets evaluated were supplied by evaluator. Some data sets
used USTMAN SIR 1.91 (0.1 gph) analysis as documentation that tanks were tight.

USTMAN Industries Inc. Evaluator: Ken Wilcox Associates
12265 W. Bayaud Ave., Suite 110 Tel: (816) 443-2494

Lakewood, CO 80228

Tel: (303) 986-8011 Date of Evaluation: 03/31/94
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Revision, Date: April 18, 1997
USTMAN Industries, Inc. -

YES SIR 90
STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUAL!TATI\}E) ' ‘)
Certification: Leak rate of 0.2 gph with PD=96.3%‘and Pra=3.9%. ]
Leak Threshold: 0.1 gph. A leak is declared when a consistent loss equals or exceeds this threshold
that is statistically significant from zero at the 5% confidence level.
Applicability: Gasoline, diesel, aviation fuel, énd fuel oil #4.
Tank Capacity: Maxirhum of 15,000 galldns.

Data Requirement: Minimum of 35 days of product level and flow through data.

Comments: Not evaluated using manifold tank systems.
Of 120 data sets submitted for evaluation, 15 were inconclusive.
Median monthly throughput of tanks evaluated was 15,867 gallons.
Data sets evaluated were supplied by evaluator.

USTMAN Industries Inc. Evaluator: Midwest Research Institute
12265 W. Bayaud Ave., Suite 110 Tel: (816) 753-7600

Lakewood, CO 80228 ‘

Tel: (303) 986-8011 Date of Evaluation: 12/17/90
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o : Revision Date: April 18, 1997
Vaporless Manufacturing

' ‘ * Vaporless LD 2600 and LD 2000S

"AUTOMATIC MECHANICAL LINE LEAK DETECTOR

Certification: ' Leak rate of 3.0 gph with Pp=100% and Pga=0%.

Leak Threshold: 1.7 gph. Aleakis declared'if the output of the measurement eystem equals or
: exceeds this threshold. ‘

Applicability: - Gasoline, diesel, av:atlon fuel and solvents

Specification: System tests pressunzed fiberglass or steel ptpelmes

Tests are conducted at operating pressure.
Pipeline Capacity: "~ Maximum of 129 gallons.

Waiting Time: None between dispensing and testing.
None between delivery and testing.

Test Period: 'Response time is 5 seconds.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.

Single test to determine if pipeline is leaking.
" LD2000 - restricted flow to dispenser if leak is declared.
LD2000S - pump shutoff if leak is declared.

‘ Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Vaporless Manufacturing _ Evaluator: Ken Wilcox Associates

9234 E. Valley Rd., Suite C Tel: (816) 443-2494
Prescott Valley, AZ 86314

Tel: (602) 775-5191 Date of Evaluation: 11/19/90
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Revision Date: April 18, 1997
Vaporless Manufacturing :

Vaporless LD 2000E and LD 2000E-S | ‘)
AUTOMATIC MECHANICAL LINE LEAK DETECTOR ‘
Certification: Leak rate of 3.0 gph with Pp=100% and Pga=0%.
Leak Threshold: 2.0 gph. A leak is declared if the output of the measurement system eé;uals or exceeds
this threshold. !
Applicability: Gasoline, diesel, aviation fuel gnd solvc.-.\nt's;
Specification: System tests flexible pipelines.

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 59.6 gallons.

Waiting Time: None between dispensing and testing.
None between delivery and testing.

Test Period: Response time is 30 seconds.

System Features:  Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is leaking.
LD2000E - restricted flow to dispenser if leak is declared.
LD2000ES - pump shutoff if leak is declared.

Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions. ‘

Comments: Enviroflex piping with a buik modulus* of 1,352 psi was used during ev:éluation.
*See glossary. |

Vaporless Manufacturing Evaluator: Ken Wilcox Associates

9234 E. Valley Rd., Suite C Tel: (816) 443-2494

Prescott Valley, AZ 86314

Tel: (602) 775-5191 Date of Evaluation: 12/11/92
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Revision Date: Apri) 18, 1997
Vaporless Manufacturing ‘

‘Vaporless LD 2000T and LD 2000T-S

AUTOMATIC MECHANICAL LINE LEAK DETECTOR

Certification: Leak rate of 3.0 gph with Pp=100% and Pga=0%.

Leak Threshold: | 2.5 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuél and solvents.

Specification: System tests preséurized fiberglass and steel pipelines.

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 129 gallons.

Waiting Time: None between dispensing and testing.
: None between delivery and testing.

Test Period: Responsé time is 1 minute.

System Features: = Permanent installation on pipeline.
Automatic testing of pipeline.
Preset threshold.
Single test to determine if pipeline is leaking.
LD2000T - restricted flow to dispenser if leak is declared.
LD2000T-S - pump shutoff if leak is declared.

Calibration: - System must be checked annually and calibrated if necessary in accordance with
' manufacturer's instructions.

Vaporless Manufacturing Evaluator: Ken Wilcox Associates
9234 E. Valley Rd., Suite C Tel: (816) 443-2494

Prescott Valley, AZ 86314 .

Tel: (602) 775-5191 . Date of Evaluation: 07/13/93
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Revision Date: April 18, 1997
Vaporless Manufacturing - ‘

Vaporless LD 3000 and LD 30008 N
AUTOMATIC MECHANICAL LINE LEAK DETECTOR ‘
Certification: Leak rate of 3.0 gph with Pp=100% and Pra=0%.
Leak Threshold: 2.0 gph. Aleakis declaredlif the output of the measurement system equals or exceeds
this threshold. ‘ ,
Applicability: Gasoline, diesel, aviation fuel and solvents.
Specification: System tests pressurized steel and fiberglass pipelines.

Tests are conducted at operating pressure.
Pipeline Capacity: Maximum of 320 gallons.
Waiting Time: None between dispensing and testing.
Test Period: Response time is 9 seconds.
System Features: Pemmanent installation on pipeline.
Automatic testing of pipeline.
LD3000 - restricted flow to dispenser if leak is declared.
LD3000S - pump shutoff if leak is declared. B

Calibration: System must be checked annually and calibrated if necessary in amorda}:ce with
manufacturer's instructions. ‘

Vaporless Manufacturing Evaluator: Ken Wilcox Associates
9234 E. Valley Rd., Suite C Tel: (816) 443-2494

Prescott Valley, AZ 86314

Tel: (602) 775-5191 Date of Evaluation: 08/20/93
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'Veeder-Root
~ TLS-350 Line Leak Detector, Series 8475
‘ AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Certification: ‘Leak rate of 3.0 gph with Pp=100% and Pgs=0%. |
Leak Threshold: . 1.5gph. Aleakis declared if the output of the measurement system

equals or exceeds this threshold.
Applicability: Gasoline, diesel, aviation fuel, and solvents.
Specification: System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure.
System will not function with a mechanical line leak detector installed

in the pipeline.
Pipeline Capacity: Maximum of 128 galions.
Waiting Time: None between delivery and testing.

Minimum between dispensing and testing depends on volume of
product and temperature gradient which.is determined by the system's computer.

Test Period: . Response time is 14 seconds.
Test data are acquired and recorded by a mlcroprocessor
Calculations are automatically performed by the microprocessor.

System Features: Permanent mstallatlon on plpellne.
Automatic testing of pipeline.
‘ - Preset threshold.
Single test to determine if pipeline is leaking.

Dispenser shutdown, message display and alarm activation if leak is declared.

Calibration: : System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Veeder-Root Evaluator: Midwest Research Institute
125 Powder Forest Dr. Co L Tel: (816) 753-7600

Simsbury, CT 06070-2003 : -Rev. by Ken Wilcox Associates

Tel: (203) 651-2700 Tel: (816) 443-2494

Date of Evaluation 09/20/91 Rev. 04/12/93
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Certification:

Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:
Waiting Time:

Test Period:

System Features:

Calibration:

Veeder-Root

125 Powder Forest Dr.

Bevisioré Date: April 18, 1997
Veeder-Root ‘

TLS-350 Line Leak Detector, Series 8475

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR | ‘
Leak rate of 0.2 gph with Pp=100.0% and Pga=0%.

0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Gasoline, diesel, aviation fuel, and solvents.

System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure. ‘
System will not function with a mechanical line leak detector installed
in the pipeline. ‘

Maximum of 128 gallons.

None between delivery and testing.

Minimum between dispensing and testing depends on volume of

product and temperature gradient which is determined by the system's;computer.
Response time is € minutes.

Test data are acquired and recorded by a microprocessor.

Calculations are automatically performed by the microprocessor.

Permanent installation on pipeline.

Automatic testing of pipeline. ’ :

Preset threshold. ! .)
Single test to determine if pipeline is leaking. 1

Dispenser shutdown, message display and alarm actlvatlon if leak is d?clared

System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions. ‘

Evaluator: Midwest Research Institute
Tel: (816) 753-7600

Simsbury, CT 06070-2003 Rev. by Ken Wilcox Associates, inc.

Tel: (203) 651-2700
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Dates of Evaluation: 09/20/91, Rev. 04/12/93




. Revision Date: April 18, 1907
Veeder-Root ' ’

TLS-350 Line Leak Detector , Series 8475

. AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Certification: - Leak rate of 0.1 gph with Pp=100% and Pga=0%.
Leak Threshold: 0.079 gph. A leak is declared if the output of the measurement system

equals or exceeds this threshold.
Applicability: Gasoline, diesel, aviation fuel, and solvents.
Specification: ' System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure.
System will not function with a mechanical line leak detector installed

in the pipeline.
Pipeline Capacity: Maximum of 128 gallons.
Waiting Time: None between delivery and testing.

Minimum between dispensing and testing depends on volume of
product and temperature gradient which is determined by the system's computer.

Test Period: Response time is 14 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

- System Features: Permanent installation -on pipeline.
' , Automatic testing of pipeline.
‘ Preset threshold. ' -
: ‘ Single test to determine if pipeline is leaking.

Dispenser shutdown, message display and alarm activation if leak
is declared. ’ : '

Calibration: System must be checked annually and calibrated if necessary in accordance with
" manufacturer's instructions. ‘

. Veeder-Root Evaluator: Midwest Research Institute
125 Powder Forest Dr. Tel: (816) 753-7600
Simsbury, CT 06070-2003 Rev. by Ken Wilcox Associates, Inc.

Tel: (203) 651-2700 Tel: (816) 443-2494 ‘
, Date of Evaluation: 09/20/91, Rev. 04/12/93
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TLS-350 Line Leak Detector for Flexible Pipelines, Series 8475

Certification:
Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:
Waiting Time:

Test Period:

System Features:

Calibration:

Veeder-Root

125 Powder Forest Dr.

Automatic testing of pipeline. v -
" Preset threshold. :

L Revision Date: April 18, 1997
Veeder-Root

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Leak rate of 3.0 gph with P,=100% and Pra=0%.

1.5 gph. A leak is declared if the output of the measurement system.
equals or exceeds this threshold.

Gasoline, diesel, aviation fuel, and solvents.

System tests pressurized flexible pipelines.

Tests are conducted at operating pressure.

System will not function with a mechanical line leak detector mstalled
in the pipeline.

Maximum of 1568.4 gallons.

None between delivery and testing.

Minimum between dispensing and testmg depends on volume of
product and temperature gradient which is determined by the system s computer.
|

Response time is 1 minute. 1
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

Permanent installation on pipeline.

Single test to determine if pipeline is leaking.

Message display and alarm activation if leak is declared

System must be checked annually and cahbrated if necessary in accordance with
manufacturer’s instructions.

Evaluator: Ken Wilcox Associates
Tel: (816) 443-2494

Simsbury, CT 06070-2003

Tel: (208) 651-2700
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Date of Evaluation: 08/04/93




Revision Date: April 18, 1997

Veeder-Root
TLS-350 Line Leak Detector for Flexible Pipelines, Series 8475

Q AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

Certification: Leak rate of 0.2 gph with P=96% and Pex=4%.

Leak Threshold: 0.1 gph. Aleak is declared if the output of the measurement system

‘ equals or exceeds this threshold. ' ‘ '
Applicabiiity: Gasoline, diesel, aviation fuel, and solvents. -
Specification: System tests pressurized flexible pipelines.

Tests are conducted at operating pressure. ' '
System will not function with a mechanical line leak detector installed
in the pipeline.

Pipeline Capacity: Maximum of 158.4 gallons.

Waiting Time: None between delivery and testing. ‘ :
Minimum between dispensing and testing depends on volume of
product and temperature gradient which is determined by the system's computer.

Test Period: Response time ranges from 45 minutes to 8 hours, 51 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
' Automatic testing of pipeline.
. Preset threshold.
Single test to determine if pipeline is leaking.
Dispenser shutdown, message display and alarm activation if leak
is declared.

Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.

Veeder-Root : Evaluator: Ken Wilcox Associates

125 Powder Forest Dr. v Tel: (816) 443-2494
Simsbury, CT 06070-2003
Tel: (203) 651-2700 ‘ Date of Evaluation: 08/04/93
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Revision Date: April 18, 1997

Veeder-Root
TLS-350 Line Leak Detector for Flexible Pipelines, Series 8475
AUTOMATIC ELECTRONIC LINE LEAK DETECTOR " (‘)
Certification: Leak rate of 0.1 gph with Pp=100% and Pra=0%.
Leak Threshold: 0.079 gph. A leak is declared if the output of the measurement system
equals or exceeds this threshold. .

Applicability: Gasoline, diesel, aviation fuel, and solvents.
Specification: System tests pressurized flexible pipelines. g 3

Tests are conducted at operating pressure.
System will not function with a mechanical line leak detector mstalled

in the pipeline.
Pipeline Capacity: Maximum of 158.4 gallons.
Waiting Time: None between delivery and testing.

Minimum between dispensing and testing depends on volume of
product and temperature gradient which is determined by the system s computer

Test Period: Response time ranges from 1 hour, 12 minutes to 12 hours, 54 mlnutes
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline. o ‘ ,
Preset threshold. ‘
Single test to determine if pipeline is leaking. ‘

Dispenser shutdown, message display and alarm activation |f
leak is declared.

Calibration: System must be checked annually and calibrated if necessary in acéordance with
manufacturer's instructions.

Veeder-Root Evaluator: Ken Wilcox Associates
125 Powder Forest Dr. Tel: (816) 443-2494

Simsbury, CT 08070-2003 , .

Tel: (203) 651-2700 Date of Evaluation: 08/04/93
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Certification:

Leak Threshold:

Applicability:

Specification:

Pipeline Capacity:

Waiting Time:

Test Period:

System Features:

Calibration:

Veeder-Root

: Revision Date: April 18,1997
Veeder-Root ‘

TLS Line Leak Detector, Series 8484
AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Leak rate of 3.0 gph with Pp=100.0% and Pga=0%.

1.88'gph. A leak is declared if the output of the measurement system equals or
exceeds this threshold. '

Gasoline, diesel, aviation fuel, and solvents. -

System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure.

System will not function with a mechanical line leak detector instalied
in the pipeline.

Maximum of 89 gallons.

None between delivery and testing.
Minimum of 16 minutes between dispensing and testing.

Response time is 28.8 seconds.

- Test data are acquired and recorded by a microprocessor. »

Calculations are automatically performed by the microprocessor.

Permanent installation on pipeline.

Automatic testing of pipeline.

Preset threshold. -

Single test to determine if pipeline is leaking.

Dispenser shutdown, message display and alarm activation if leak is declared.

System must be checked annually and calibrated if neCessary in accordance with
manufacturer's instructions.

Evaluator: Midwest Research institute

125 Powder Forest Dr. Tel: (816) 753-7600

Simsbury, CT 06070-2003
Tel: (203) 651-2700

Date of Evailuation: 08/07/91
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l
Revision Date: April 18, 1997
Veeder-Root ’

TLS Line Leak Detector, Series 8484 .

AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Certification: Leak rate of 0.1 gph with Pp=100.0% and Pra=0%.

Leak Threshold: 0.05 gph. Aleakis declared if the output of the measurement system equals or
exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel, and solvents.

Specification: System tests pressurized fiberglass and steel pipelines.
Tests are conducted at operating pressure.
System will not function with a mechanical line leak detector installed
in the pipeline. '

Pipeline Capacity: Maximum of 89 gallons.

Walﬁng Time: None between delivery and testing.
Minimum of 2 hours, 30 minutes between dlspensmg and testing.

Test Period: Response time is 18 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permmanent installation on pipeline.
Automatic testing of pipeline. : '
Preset threshold. ‘ !
Single test to determine if pipeline is leaking. l

Dispenser shutdown, message display and alarm activation if leak is declared

Calibration: System must be checked annually and calibrated |f necessary in accordance with
manufacturer's instructions.

Veeder-Root Evaluator: Midwest Research Institute
125 Powder Forest Dr. Tel: (816) 753-7600

Simsbury, CT 06070-2003

Tel: (203) 651-2700 Date of Evaluation: 08/07/91

280 | r
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
the method or equipment. Equipment should be installed and operated in accordance wrth all applicable laws and regula’nons




‘ ) Revision Date: April 18, 1997
Veeder-Root

Pressurized Line Leak Detector, Series 8494
‘ 'AUTOMATIC ELECTRONIC LINE LEAK DETECTOR
Certification: Leak rate of 3.0 gph with Pp=100% and Pga=0%.

Leak Threshold: -~ 2.5 gph. A leak is declared if the output of the measurement system -
equals or exceeds this threshold. :

Applicability: Gasoline, diesel, aviation fuel, and solvents.
Specification: System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure, not to exceed 50 psi.
System will not function with a mechanical line leak detector installed

in the pipeline.
Pipeline Capacity: Maximum of 100 gallons.
Waiting Time: None between delivery and testing.

None between dispensing and testing.

Test Period: Response time is 2 seconds. _
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
Automatic testing of pipeline.

Preset threshold.
Single test to determine if pipeline is leaking.
‘ Message display and alarm activation if leak is declared.

Calibration: - o System must be checked annually and callbrated if- necessary in accordance with
manufacturer's mstructlons

Veeder-Root v Evaluator Mldwest Research lnsﬂtute

125 Powder Forest Dr. . Tel: (816) 753-7600
Simsbury, CT. 06070-2003 :
Tel: (203) 651-2700 : Date of Evaluation: 05/08/96
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Revision Date: April 18, 1997
Veeder-Root !

Pressurized Line Leak Detector, Series 8494

AUTOMAT;lC ELECTRONIC LINE LEAK DETECTOR

Certification: Leak rate of 0.2 gph with Pp=100% and Pga=0%.

Leak Threshold: 0.17 gph. A leak is declared if the output of the measurement systeﬁ
equals or exceeds this threshold. - ‘

Applicability: Gasoline, diesel, aviation fuel, and solvents. |

Specification: System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure, not to exceed 50 psi.
System will not function with 2 mechanical line leak detector installed
in the pipeline. '

Pipeline Capacity: Maximum of 100 gallons.

Walting Time: None between delivery and testing.
Minimum between dispensing and testing is 15 minutes.

Test Period: Response time is 45 minutes.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.

Automatic testing of pipeline.

Preset threshold. ‘

Single test to determine if pipeline is leaking. !

Message display,alarm activation, and dispensing shut-down if leak is declared.

‘ .

Calibration: Equipment must be checked annually and calibrated if necessary in accordance with

manufacturer's instructions. 1

Veeder-Root Evaluator: Midwest Research Institute
125 Powder Forest Dr. Tel: (816) 753-7600

Simsbury, CT 06070-2003

Tel: (203) 651-2700 Date of Evaluation: 05/08/96
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Revision Date: April 18, 1997
Veeder-Root

Pressurized Line Leak betector, Series 8494

~ AUTOMATIC ELECTRONIC LINE LEAK DETECTOR

Certification: . Leakrate of 0.1 gph with Pp=100% and Pgy=0%.

Leak Threshoid: 0.09 gph. A leak is declared if the output of the measurement system
equals or exceeds this threshold.

Applicability: ‘ Gasoline, diesel, aviation fuel, and sblvents.

Specification: System tests pressurized fiberglass and steel pipelines.

Tests are conducted at operating pressure, not to exceed 50 psi.
System will not function with a mechanical line leak detector instalied

in the pipeline.
Pipeline Capacity: Maximum of 100 gallons.
Waiting Time: None between delivery and testing.

Minimum between dispensing and testing is 2 hours.

Test Period: Response time is 32-48 minutes. ,
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: Permanent installation on pipeline.
Preset threshold. .
Single test to determine if pipeline is leaking.
Message-display and alarm activation if leak is detected.

Calibration: Equipment must be checked annually and calibrated if necessary in accordance with
manufacturer’s instructions. ‘ S

Comments: Testing of pipeline at this leak rate is normally initiated nﬁanually, but may be set to
.activate automnatically. :

Veeder-Root Evaluator: Midwest Research Institute
125 Powder Forest Dr. Tel: (816) 753-7600 ‘
Simsbury, CT 06070-2003

Tel: (203) 651-2700 Date of Evaluation: 05/08/96
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Revision Date: April 18, 1997
Veeder-Root ‘ <

TLS-200/200i/300/400 UST ATGS 1
(7842 Digital Sensing Capacitance Probe) ‘

AUTOMATIC TANK GAUGING SYSTEM

Certification: Leak rate of 0.2 gph with Pp=99% and Pga=1%.

Leak Threshold: 0.1 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. ‘

Applicability: Gasoline, diesel, aviation fuel, and solvents.

Tank Capacity:  Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Waiting Time: Minimum of 8 hours, 18 minutes between delivery and testing. -
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 5 hours. ‘
Test data are acquired and recorded by the system’s computer.
Leak rate is calculated from the difference between the first and Iast data collected
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a temperature averaging'probe.
Water Sensor: Must be used to detect water ingress.

Minimum detectable water level in the tank is 1.40 inches. :
Minimumn detectable change in water level is 0.040 inch. ‘ 0

!
Calibration: Temperature averaging probe must be checked and callbrated in accordance with
manufacturer's instructions. ‘

Comments: Not evaluated using manifold tank systems.
Tests only ponion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to-
lower head pressure). Consistent testing at low levels could allow a leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.

Capacitance probes do not work with oxygenated fuels. |
|
|

Veeder-Root Evaluator: Midwest Research Institute
125 Powder Forest Dr. Tel: (816) 753-7600

Simsbury, CT 06070-2003 .

Tel: (203) 651-2700 Date of Evaluation: 05/14/93

Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guararitee of the performance of
the method or equipment. Equipment should be installed and operated in accordance with all applicable iaws and régulations.-




Certification:

Leak Threshold:

Applicability:

Tank Capacity:
Waiting Time:

Test Period:

Temperature:

Water Sensor:

Calibration:

Comments:

Veeder-Root

, Revision Date: April 18, 1997
Veeder-Root

TLS-200/200i/300/400 UST ATGS
(8472 Digital Sensing Capacitance Probe)

‘ AUTOMATIC TANK GAUGING SYSTEM
Leak rate of 0.2 gph with Pp=99% and Pra=0.2%. -

0.126 gph. Aleakis declared if the output of the measurement system equals or exceeds
this threshold.

Gasoline, diesel, aviation fuel, and solvents.

Maximum of 15,000 gallons.
Tank must be between 50 and 95% full.

Minimum of 8 hours, 18 minutes between delivery and testing.
There must be no dispensing or delivery during waiting time.

* Minimum of 2 hours.

Test data are acquired and recorded by the system’s computer.
Leak rate is calculated from the difference between the first and last data collected.

There must be no dispensing or delivery during test.
Average for product is determined by a mfnimum of 5 thermistors.

Must be used to detect water mgress :
Minimum detectable water level in the tank is 1 52 inches.
Minimum detectable change in water level is 0.027 inch.

Thermistors and probe must be checked and calibrated in accordance with
manufacturer's mstructlons

Not evaluated using manifold tank systems.

Tests only portlon -of tank containing product.

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). . Consistent testmg at low levels could allow a leak to remain
undetected.

EPA leak detection regulatlons require testing of the portlon of the tank system which
routinely contains product. ‘

Capacitance probes do not work with oxygenated fuels.

Evaluator: Midwest Research Institute

125 Powder Forest Dr. : Tel: (816) 753-7600
Simsbury, CT 06070-2003 .
Tel: (203) 651-2700 : Date of Evaluation: 05/14/93
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|
Revision Date: April 18, 1997
Veeder-Root !

TLS-200/200i/300/400 UST ATGS
(8472 Digital Sensing Capacitance Probe) ‘

AUTOMATIC :I'ANK GAUGING SYSTEM

Certification: Leak rate of 0.1 gph with Pp=99% and Pga=0.1%.

Leak Threshold: 0.071 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuel, and solvents.

. Tank Capacity: Maximum of 15,000 gallons.
Tank must be minimum 95% full.

Waiting Time: Minimum of 8 hours, 15 minutes between delivery and testing.
Minimum of 30 minutes between dispensing and testing.
There must be no delivery during waiting time.

Test Period: Minimum of 2 hours.
Test data are acquired and recorded by the system’s computer.
Leak rate is calculated from the difference between the first and last data collected
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 thermistors.

Water Sensor:  Must be used to detect water ingress.
Minimum detectable water level in the tank is 1.52 inches.
Minimum detectable change in water level is 0.027 inch.

Calibration: Thermistors and probe must be checked and calibrated in accordance with
manufacturer's instructions. !

Comments: Not evaluated using manifold tank systems.
Tests only portion of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). Consistent testing at low levels could allow a! leak to remain
undetected. |
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.
Capacitance probes do not work with oxygenated fuels.

Veeder-Root Evaluator: Midwest Research Institute
125 Powder Forest Dr. : Tel: (816) 753-7600

Simsbury, CT 06070-2003

Tel: (203) 651-2700 Date of Evaluation: 05/14/93

|
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Certification:

Leak Threshold:

Applicability:
Tank Capacity:

Waiting Time:

Test Period:

Temperature:

Water Sensor:

Cal‘ibration:

Comments:

Veeder-Root

Revision Date: April 18, 1997
Veeder-Root

TLS-200/200i/250/2501/300/350/400 UST ATGS
(8473 Digital Sensing Magnetostrictive Probe)

AUTOMATIC TANK GAUGING SYSTEM
Leak rate of 0.2 gph with Pp=99% and Pgx=0.1%.

0.093 gph. A leak is declared if the output of the measurement system equals .or exceeds
this threshold. ‘

Gasoline, diesel, aviation fuel, and solvents.

Maximum of 15,000 galions.

_ Tank must be between 50 and 95% full.

Minimum of 8 hours, 18 minutes between delivery and testlng
There must be no delivery during wantmg tsme

Mmlmum of 2 hours.

Test data are acquired and recorded by the system’s computer

Leak rate is calculated from the difference between the first and last data collected.
There must be no dispensing or delivery during test.

Average for product is determined by a minimum of 5 thermistors.

Must be used to detect water ingress.
Minimum detectable water level in the tank is 0.544 inch.
Minimum detectable change in water level is 0.027 inch.

Thermistors and probe must be checked and calibrated in accordance with
manufacturer's instructions.

Not evaluated using manifold tank systems.

Tests only portlon of tank containing product.

As product level is lowered, leak rate in a leaking tank decreases (due to

lower head pressure). Consistent testing at low levels could aIIow a leak to remain
undetected. .
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product.

Evaluator: Midwest Research Institute

125 Powder Forest Dr. ) Tel: (816) 753-7600

Simsbury, CT 06070-2003

Tel: (203) 651-2700 _ Date of Evaluation: 05/14/93
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Revision Date: April 18, 1997
Veeder-Root i

TLS-200/200i/250/2501/300/350/400 UST ATGS
(8473 Digital Sensing Magnetostrictive Probe)

AUTOMATIC TANK GAUGING SYSTEM ' l
Certification: Leak rate of 0.1 gph with Pp=99% and Pga=1%. |

Leak Threshold: 0.071 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. : ‘

Applicability: Gasoline, diesel, aviation fuel, and waste oil, and solvents.
Other liquids may be tested after consultation with the manufacturer.

Tank Capacity: Maximum of 15,000 gallons.
Tank must be minimum 95% full.

Waiting Time: Minimum of 8 hours, 15 minutes between delivery and testing.
Minimum of 30 minutes between dispensing and testing.
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 3 hours.
Test data are acquired and recorded by the system’s computer.
Leak rate is calculated from the difference between the first and last data collected
There must be no dispensing or delivery during test.

Temperature: Average for product is determined by a minimum of 5 thermistors.

Water Sensor:  Must be used to detect water ingress.
Minimum detectable water level in the tank is 0.544 inch.
Minimum detectable change in water level is 0.027 inch.

Calibration: Thermistors and probe must be checked and calibrated in accordance wnth
manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.
Tests only portlon of tank containing product.
As product level is lowered, leak rate in a leaking tank decreases (due to
lower head pressure). ConSIstent testing at low levels could allow aq leak to remain
undetected.
EPA leak detection regulations require testing of the portion of the tank system which
routinely contains product. w

Veeder-Root ’ Evaluator: Midwest Research Institute |
125 Powder Forest Dr. : Tel: (816) 753-7600 |
Simsbury, CT 06070-2003

Tel: (203) 651-2700 Date of Evaluation: 03/14/95
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Revision Date: April 18, 1997
Veeder-Root

- 'with CSLD versions 8473 and 8493

‘ . TLS Series 300/400 Monitoring-Systems
(Magnetostrictive Probes)

CONTINUOUS IN-TANK LEAK DETECTION SYSTEM

Certification: Leak rate of 0.2 gph with Pp=100% and Pra=0%. '

Leak Threshold:  0.16 gph for single tanks at 99% operating mode.
0.15 gph for manifold tank systems at 99% operating mode.
A leak is declared and a message is printed for the operator if the output of the measurement system
equals or exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel, waste oil, and solvents.

Tank Capacity: . Maximum of 38,170 gallons for single tanks and for ali tanks manifolded together.
Contact manufacturer for tank system applications if total tank capacity exceeds 30,000 gallons.

Throughput: Monthly maximum of 221,890 gallons.

Waiting Time: Minimum of 3 hours b’et_ween delivery and testing.

i‘emperature: Average for product is determined by a minimum of 5 thermistors.
Water Sensor: Muet be used to detect water ingress.

Minimum detectable water level in the tank is 0.54 inch.
Minimum detectable change in water level is 0.027 inch.

Calibration: Thermistors and probe must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.
System set-up menu must be checked to verify that the 89% operating mode option has been selected.

Comments: * During installation, the set-up menu provides a choice between a 99% or a 95% operating mode.
This evaluation covers only the 89% operating mode. At this time, there is no evaluation covering

the 95% mode.

System reports a quantitative result of pass or fail.

Evaluated using both single and manifold tank systems.

‘System collects data at naturally occurring product levels without lnterfenng with normal tank opera'aon,

and discards data from unstable periods when system performs test.

Data can be collected at any ievel above 12 inches of product.

Leak rates above 1 gph are either reported as “fail” or as “no idie.” ‘

For valid monthly testing, a conclusnve test report must be produced for each tank every month. Systems wamns

the opegator if there are no “ passing” tests completed during the month. For very active tanks, a tank shut down

may betome necessary in order for the system to collect enough quiet-time data for a test.

Test procedure used was Midwest Research Institute’s “Evaluation of Continuous In-Tank Leak

Detection Systems,” April 17, 1995. '

Constant and variable leaks were mathematically induced into tight tank test records which were

collected by systems installed at various active tank sites.

The data base for evaluation of the system included sites with vapor recovery and blending dispensers.

Tanks used in this evaluation contained gasoline and diesel.

Veeder-Root ' ‘ , ~ Evaluator: Midwest Research Institute

125 Powder Forest Dr. Tel: (816) 753-7600
Simsbury, CT 06070-2003 .
Tel: (203) 651-2700 : Date of Evaluation: 06/10/96
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Veeder-Root ‘ '

TLS-250i, TLS 250i Plus, ILS 250, ILS 350, TLS-350 | | B
Interstitial Liquid Sensor for Fiberglass Tanks (0794390-401)

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: float switch
Test Results: :
unleaded synthetic
gasoline gasoline
Accuracy (%) 100 100
Response time (min) 3.66 3.45
Recovery time (min) <1 <1
Product activation height (cm) 1.28 1.27
Lower detection fimit (cm) 184 1.65

* At a flow rate of 0.19 gal/hr in 7.6 cm diameter test chamber.
** TLS-250, TLS 250i Plus, ILS 250
*** IL.S 850, TLS-350

Specificity Results:
Activated: diesel fuel, synthetic fuel, heating oil #2, water.

Comments: 3
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.
Test procedures used were Carnegie Mellon Research Institute's *Test |
Procedures for Third Party Evaluation of Leak Detection Methods: Point Sensor Liquid
Contact Leak Detection Systems": Final Report - November 11, 1991. |
Detector is reusable. :

Veeder-Root Evaluator: Carnegie Mellon Research Institute
125 Powder Forest Dr. Tel: (412) 268-3495 1
Simsbury, CT 06070-2003

Tel: (203) 651-2700 Date of Evaluation: 07/17/92
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Revision Date: April 18, 1997

Veeder-Root
' TLS-250, TLS 250i Plus, ILS 250, ILS 350, TLS-350
interstitia! Liquid Sensor for Steel Tanks (0794390-420)

LlQUlD—PHASE INTERSTITIAL DETECTOR

Detector:

Output type: qualitative
Sampling frequency: continuous
Operating principle: - float switch

Test Results:

unleaded synthetic_
‘ gasoline gasoline
Accuracy (%) 100 100
~ Response time (min) 6.00 6.51
Recovery time (min) : <1 <1
Product activation height (cm) 3.67 3.62
Lower detection limit (cm) : 4.05 417

* TLS-250, TLS 250i Plus, ILS 250, at a flow rate of 0.13 gal/hr in 4.8 cm diameter test chamber.
** ILS 350, TLS-350, at a flow rate of 0.12 gal/hr in 4.8 cm diameter test chamber.

Specificity Results
Activated: diesel fuel, synthetic fuel, heating oil #2, water.

Comments:

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring.

Test procedures used were Carnegie Mellon Research Institute's "Test Procedures for Third Party
Evaluation of Leak Detection Methods Point Sensor Liquid Contact Leak Detection Systems“ Final Report -
November 11, 1991. ,

Detector is reusable

Veeder-Root Evaluator: Carnegie Mellon Research Institute
' 125 Powder Forest Dr. Tel: (412) 268-3495

Simsbury, CT 06070-2003

Tel: (203) 651-2700 Date of Evaluation: 07/17/92
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Revision Date: April 18, 1997
Veeder-Root

TL.S-250i, TL.S 250i Plus, ILS 250, ILS 350, TLS-350 3 ‘
Liquid Sensor for Sumps (0794390-206) .

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: float switch
Test Results: :
unleaded synthetic_
gasoline gasoline
Accuracy (%) 100 100 |
Response time (min) 8.19 8.49 |
Recovery time (min) <1 <1 g
Product activation height (cm) 412 3.95
Lower detection limit (cm) 4.67 4.36

* TLS-250, TLS 250i Plus, ILS 250, at a flow rate of 0.15 gal/hr in 5.8 cm diameter test chamber
** ILS 350, TLS-350, at a flow rate of 0.14 gal/hr in 5.8 cm diameter test chamber.

Specificity Results:
Activated: diesel fuel, synthetic fuel, heating oil #2, water.

Comments: '
EPA and many states require detection of 1/8 inch (0.32 cm) of product. for groundwater momtorlng
Test procedures used were Carnegie Mellon Research Institute's "Test |
Procedures for Third Party Evaluation of Leak Detection Methods: Point Sensor Liquid 1
Contact Leak Detection Systems": Final Report - November 11, 1991. !

Detector is reusable. .
Veeder-Root Evaluator: Carnegie Mellon Hesearch lnstrtute
125 Powder Forest Dr. Tel: (412) 268-3495 ;
Simsbury, CT 06070-2003 1
Tel: (203) 651-2700 Date of Evaluation: 07/17/92 - !
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. Revision Date: April 18, 18987
Veeder-Root

- TLS-350 Discriminating Insterstitial Liquid Sensor

LiQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: . capacitance change/ultrasonic
Test Results:
unleaded
gasoline : water
~ Accuracy (%) . 100 : ' 100
' Response time (min) - 0.46 ' 1.36
Recovery time (min) <1 ' , <1

Product activation height (cm) 0.23 - 2 0.69

* At a flow rate of 0.94 gal/hr in 14.4 cm diameter test chamber.

Specificity Results:
Activated: diesel fuel (at liquid height of 0.37 cm), synthetlc fuel (at 0.35 cm), heating oil #2
(at 0.43 cm). .

Comments:

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monrtorrng

Detectors are listed as interstitial due to intended use. :

Test procedures used were Carnegie Mellon Research Institute's “Test Procedures for Third Party Evaluation
of Leak Detection Methods: Point Sensor Liquid Contact Leak Detectlon Systems": Final Report -

November 11, 1991.

Detector is reusable.

Veeder-Root ‘ ‘ ‘ Evaluator: Carnegie Mellon Research Institute
125 Powder Forest Dr. Tel: (412) 268-3495

" Simsbury, CT 06070-2003 ‘ .

"Tel: (203) 651-2700 Date of Evaluation: 06/30/93

¥
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Revisiot;'l Date: April 18, 1997
Veeder-Root :

TLS-350
\
Dispenser Pan Sensor(794380-320) and Containment Sump Sensor(794380-“350) ‘)
b

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: electrical conductivity/ultrasonic
Test Results:

unleaded

gasoline water

: low high

Accuracy (%) 100 100 100
Response time (min) 6.59 4.60 5.00
Recovery time (min) 17.17 <1 <1
Product activation height (cm) = 3.40 2.45 20.3

* At a flow rate of 0.17 gal/hr in a 6.0 cm diameter test chamber.

Specificity Results: .

Activated: diesel fuel (at liquid height of 4.75 cm), synthetic fuel (at 2.58 cm), heating oil #2

(at 4.67 cm).

Comments: |
EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monitoring. :
Test procedures used were Carnegie Mellon Research Institute’s "Test Procedures for Third Party "
Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems™;

Final Report - November 11, 1991. j

Detector is reusable. ‘

Veeder-Root Evaluator: Carnegie Mellon Research Ins‘{itute
125 Powder Forest Dr. Tel: (412) 268-3495 !
Simsbury, CT 06070-2003 !
Tel: (203) 651-2700 Date of Evaluation: 05/26/93 ‘

")
Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of; the performance of
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Revision Date: April 18, 1897
Veeder-Root

TLS-350
Dual and Singie Stage Hydrostatic Sensors

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: float switch
Test Results: , |
50 wt% Ethylene glycol in water 30 wi% Calcium chloride in water

' up down up down
Accuracy (%) 100 100 100 : 100
Response time (min) 22.52 . 36.75 20.46 37.07
Recovery time (min) <1 <1 <1 <1

Product activation height (cm) =~ 33.1 3.9 32.2 4.0

* At a flow rate of 0.33 'gaI/hr in a test chamber of 7.8 cm diameter.

Specificity Resulis:
Not applicable

Comments:

Intended to monitor level of either ethylene glycol or calcium chioride solutions in interstitial or annular space
of a double-walled tank.

Activates alarm if any significant gain or loss of solution occurs.

Test procedures used were modified by evaluator from Carnegie Mellon Research Institutes "Test Procedures
for Third Party Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak Detection Systems™:
Final Report - November 11, 1991."

Detector is reusable.

Veeder-Root ‘ : Evaluator: Carnegie Mellon Research Institute
125 Powder Forest Dr. Tel: (412) 268-3495
Simsbury, CT 06070-2003

Tel: (203) 651-2700 : Date of Evaluation: 12/07/92
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Rewsion‘Date April 18, 1997
Veeder-Root
' TLS-350
Solid-State Pan/Sump Sensor (794380-321, -351), Piping Sump Sensor (794380-208),
Micro Sensor (794380-340)

LIQUID-PHASE INTERSTITIAL DETECTOR

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: product permeable/ultrasonic/float swntch
Test Results:
‘ unleaded

- gasoline diesel fuel - water
Piping Sump Sensor (794380-208) /
Min. product level (cm) 3.51 3.40 | 3.03
Precision 0.011 0.011 ‘ 0.011
Detection time (sec) <1 <1 o <d
Solid-State Pan/Sump Sensor (794380-321, -351) - L v
Min. product thickness (cm) 2.60 2.50 ! 2.60
Precision 0.010 0.010 - 0.010
Detection time (sec) : <1 <1 o<
Micro Sensor (794380-340) {
Min. product thickness (cm) 0.51 0.46 ; 0.48
Precision 0.011 0.007 i 0.007
Detection time (sec) : <1 ( <1 i <1
Specificity Results:

unleaded gasoline, diesel fuel, water.

Comments:

EPA and many states require detection of 1/8 inch (0.32 cm) of product for groundwater monltormg
Test procedures used were modified by evaluator from EPA's "Standard

Test Procedures for Evaluation Leak Detection Methods: Liquid-Phase Out-of-Tank Product
Detectors," March 1990.

Veeder-Root Evaluator: Ken Wilcox Associates
125 Powder Forest Dr. Tel: (816) 443-2494

Simsbury, CT 06070-2003 :

Tel: (203) 651-2700 Date of Evaluation: 10/20/94

|
1
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Revision Date: Aprif 18, 1997

Veeder-Root

" 350 Series UST Monitoring Systems: Models ILS-350, TLS-350, TLS-350R
‘ Groundwater Sensor (794380-621, -622, -624)

LIQUID-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: qualitative

Sampling frequency: continuous
Operating principle: electrical conductivity

Test Results:

unleaded synthetic
‘ gasoline gasoline
. Accuracy (%) ‘ 100 100
Detection time (min:sec) | ‘ 08:55 . 06:18
Fall time (min:sec) 54:50 26:02'
Lower detection limit (cm) " 0.02 ' 0.02

Specificity Results:
Activated: unleaded gasolme synthetic gasoline, n-hexane, diesel fuel jet-A fuel, toluene, xylene(s).

Cahbratlon
Sensor must be checked annually for operablllty orin accordance w1th manufacturer’s instructions and
calibrate/replaced if necessary.

Comments: ‘
‘ . EPA and many states require detection of 1/8 inch (0. 32 cm) of product for groundwater monltonng
Detector is reusable. :

Veeder-Root Evaluator Carnegie Mellon Research Institute

125 Powder Forest Dr. . Tel: (412) 268-3495

Simsbury, CT 06070-2003 ‘ Dates of Evaluation: 11/20/91 (T LS-350) and -
Tel: (203) 651-2700 ‘ 07/28/92 ‘
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_ Revision Date: April 18, 1997
Veeder-Root |

ILS 350, TLS-350
Adsistor Vapor Probes

VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:

Output type: qualitative

Sampling frequency: continuous

Operating principle: adsistor

Test Results: . ‘
unleaded synthetic : JP-4

‘ ‘ gasoline gasoline jet fuel

Accuracy (%) 100 0] 100

Detection time (min:sec) 7:46 N/A* 17:01

Fall time (min:sec) 2:38 - NA 3 05

Lower detection limit (ppm) 500 >1000 500

*See Glossary.

Specificity Results:

Activated: unleaded gasoline, JP-4 jet fuel
Not Activated: synthetic gasoline, n-hexane, toluene, xylene(s).

Comments: -
Test procedures used were Radian Corporation's draft report “Development of Procedures to
Assess the Performance of External Leak Detection Devices: Vapor-Phase ASTM- ‘
Formatted Methods," June 29, 1990.

Veeder-Root Evaluator: Carnegie Mellon Research Ins’ntute
125 Powder Forest Dr. Tel: (412) 268-3495 ‘x
Simsbury, CT 06070-2003 1
Tel: (203) 651-2700 Date of Evaluation; 07/24/92 |
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Revision Date: April 18, 1997
Vista Research, Inc.’

Mbdel LT-100 Version 1.0 Manual Method

.‘ ‘ LARGE DIAMETER PIPELINE LEAK DETECTOR
Certification: Leak rate of 0.2 gph with Pp = 96% and li’FA < 4%.
Leak Threshold:: 0.177 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. '
Applicability: Gasoline, diesel, aviation fuels, fuel oil #4 waste oil, and solvents.
Specification: System tests fiberglass or steel piping.

Tests are conducted at operating pressure to a maximum of 200 psi.
Pipeline Capacity: Maximum of 3,400 gallons.

Waiting Time: None between delivery and testing.
: None between dispensing and testing.

Test Period: Minimum of 2 hours after setup and after pipeline is fully isolated.
Test data are acquired and recorded manually. -
Calculations are performed by tester.

System Features: System may be permanently installed on pipeline to perform monthly monitoring or line
tightness testing, or may be transported and set up to perform line tightness testing.
A single 2-hour test is required .consisting of a 1-hour monitoring period at operating
pressure and a 1-hour monitoring period at atmospheric pressure.
‘ Preset threshold. _ '
Printed message and alarm activation if leak is declared.

Calibration: System must be calibrated in accordance with manufacturer’s instructions during system
setup. :

Vista Research, Inc. - Evaluator: Ken Wilcox Associates

100 View St. Tel: (816) 443-2494

Mountain View, CA 94042 :

Tel: (415) 966-1171 : Date of Evaluation: 04/15/96
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Revision Date: April 18, 1997
-Vista Research, Inc. *

Model LT-100 Version 1.0 Manual Method

LARGE DIAMETER PIPELINE LEAK DETECTOR

Certification: Leak rate of 0.1 gph with Pp = 96% and Pg, = 4%. ;

Leak Threshold: 0.077 gph. A leak is declared if the output of the measurement system eq}uals or exceeds
this threshold.

Applicability: Gasoline, diesel, aviation fuels, fuel oil #4, waste oil, and solvents.

Specification: System tests fiberglass or steel piping.

Tests are conducted at operating pressure to a maximum of 200 psi.
Pipeline Capacity: Maximum of 3,400 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Minimum of 2 hours after setup and after pipeline is fully isolated.
Test data are acquired and recorded manually.
Calculations are performed by tester. .

System Features: System may be permanently installed on pipeline to perform monthly momtonng or line
tightness testing, or may be transported and set up to perform line tlghtness testing.
A single 2-hour test is required consisting of a 1-hour monitoring pehod at operating
pressure and a 1-hour monitoring period at atmospheric pressure. - L
Preset threshold. ‘
Printed message and alarm activation if leak is declared.

Calibration: System must be calibrated in accordance with manufacturer's mstructlons durlng system

setup. ‘
Vista Research, Inc. ' Evaluator: Ken Wilcox Associates
100 View St. Tel: (816) 443-2494
Mountain View, CA 94042 ‘
Tel: (415) 966-1171 Date of Evaluation: 04/15/96
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. Revision Date: April 18, 1997
Vista Research, Inc.

‘ : ' - Model LT-100 Version 1.0 Primary Method ,
‘ ‘LARGE DIAMETER PIPELINE LEAK DETECTOR
Certification: Leak rate of 0.2 gph with Py = 97% and Pg, < 3%.

Leak Threshold: 0.148 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. :

Applicability: Gasoline, diesél, aviation fuels, fuel oil #4, waste oil, and solvents.

Specification: System tests fiberglass or steel piping. L
‘ Tests are conducted at operating pressure to a maximum of 200 psi.

Pipeline Capacity: Maximum of 3,400 galions.

Waiting Time: None between delivery and testing.
. None between dispensing and testing.

Test Period: Maximum of 2 hours after setup and after pipeline is fully isolated.
‘ ‘ Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: System,may be permanently installed on pipeline to perform monthly monitoring or
line Iigh%ness testing, or may be transported and set up to perform line tightness testing.
A single 2-hour test is required consisting of a 1-hour monitoring period at
‘ operating pressure, and a 1-hour monitoring period at atmospheric pressure.
Preset threshold. B
Printed message and alarm activation if leak is declared.

Calibration: System must be calibrated in accordance with manufacturer’s instructions
during system setup. ‘ ‘

Vista Research, Inc. . ‘ "Evaluator: Ken Wilcox Associates

100 View St. ' " Tel: (816) 443-2494
Mountain View, CA 94042 )
Tel: (415) 966-1171 ‘ T Date of Evaluation: 04/15/96
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Revision Date: April 18, 1997
Vista Research, Inc. }

i

Model LT-100 Version 1.0 Primary Method 3 : ‘
LLARGE DIAMETER PIPELINE LEAK DETECTOR ‘
Certification: Leak rate of 0.1 gph with Pp = 97% and Pgs = 3%. o
Leak Threshold: 0.060 gph. A leak is declared if the output of the measurement system eqiuals or exceeds
this threshold. \
Applicability: Gasoline, diesel, aviation fuels, fuel oil #4, waste oil, and solvents.
Specification: System tests fiberglass or steel piping.

Tests are conducted at operating pressure to a maximum of 200 psi.
Pipeline Capacity: Maximum of 3,400 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Minimum of 2 hours after setup and after pipeline is fully isolated.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: System may be permanently installed on pipeline to perform monthly mon‘itoring or line
tightness testing, or may be transported and set up to perfor line tightness testing.
A single 2-hour test is required consisting of a 1 hour monitoring period at
operating, and a 1 hour monitoring period at atmospheric pressure.

Preset threshold. ‘
Printed message and alarm activation if leak is declared.

Calibration: System must be calibrated in accordance with manufacturer’s instructioné during system
setup.

Vista Research, Inc. Evaluator: Ken Wilcox Associates
100 View St. Tel: (816) 443-2494

Mountain View, CA 94042

Tel: (415) 966-1171 Date of Evaluation: 04/15/96

I
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Revision Date: April 18, 1997
Vista Research, Inc.

Model LT-100 Version 1.0 Segmented Method

LARGE DIAMETER PIPELINE LEAK DETECTOR

Certification: Leak rate of 0.2 gph with Pp =AQ7% and Pgp = 3%.

Leak Threshold: 0.174 gph. A leak is declared if the output of the measurement system equals or exceeds
this threshold. .

Applicability: Gasoline, diesei, aviation fuels, fuel oil #4, waste oil, and solvents.

Specification: System testé fiberglass or ‘stee.l piping. ‘

Tests are conducted at operating pressure to a maximum of 200 psi.
Pipeline Capacity: Maximum of 3,400 gallons.

Waiting Time: None between delivery and testing.
None between dispensing and testing.

Test Period: Minimum of 2 hours after setup and after pipeline is fuliy isolated.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: System may be permanently installed on pipeline to perform monthly monitoring or line
tightness testing, or may be transported and set up to perform line tightness testing.
A single 2-hour test is required consisting of two 5-minute monitoring segments at
atmospheric pressure spaced 25 minutes apart, and two 5-minute monitoring segments at
operating pressure spaced 25 minutes apart.
Preset threshold. ‘
Printed message and alarm activation if leak is declared.

Calibration: System must be calibrated in accordance with manufacturer’s instructions during system
setup. '
. Vista Résearch, Inc. Evaluator: Ken Wilcox Associates
100 View St.- - Tel: (816) 443-2494
Mountain View, CA 94042
" Tel: (415) 966-1171 Date of Evaluation: 04/15/96
303

* Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performanée of
the method or equipment. Equipment should be installed and operated in accordance with all applicable laws and regulations.




|
Revision Date: April 18, 1997
Vista Research, Inc. : '

Model LT-100 Version 1.0 Segmented Method

LARGE DIAMETER PIPELINE LEAK DETECTOR

Certification: Leak rate of 0.1 gph with Pp = 97% and Pg, = 3%.

Leak Threshold: 0.074 gph. Aleakis declared if the output of the measurement system eqiuals or exceeds
this threshold. 1

Applicability: Gasoline, diesel, aviation fuels, fuel oil #4, waste oil, and solvents.

Specification: System tests fiberglass or steel piping.

Tests are conducted at operating pressure to a maximum of 200 psi. ‘
Pipeline Capacity: Maximum of 3,400 gallons.

Waiting Time: None between delivery and testing. , ‘
None between dispensing and testing. ‘ = |

Test Period: Minimum of 2 hours after setup and after pipeline is fully isolated.
Test data are acquired and recorded by a microprocessor.
Calculations are automatically performed by the microprocessor.

System Features: System may be permanently installed on pipeline to perform monthly monitoring or line
tightness testing, or may be transported and set up to perform line tightness testing.
A single 2-hour test is required consisting of two 5-minute monitoring segments at
atmospheric pressure spaced 25 minutes apart, and two 5-minute monito"ing segments at 0
operating pressure spaced 25 minutes apart. ' o
Preset threshold.
Printed message and alarm activation if leak is declared.

Calibration: System must be calibrated in accordance with manufacturer's instructioné‘ during system
setup, ' ‘
|
\
1
Vista Research, Inc. Evaluator: Ken Wilcox Associates
100 View St. Tel: (816) 443-2494
Mountain View, CA 94042

Tel: (415) 966-1171 Date of Evaluation: 04/15/96
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Revision Date: April 18, 1997
Warren Rogers Associates, Inc. ‘

WRA Statistical inventory Analysis, Veréion 5.1

‘ : STATISTICAL lNVENTORY RECONCILIATION TEST METHOD (QUANTITATNE)
| ~ Certification: Leak rate of 0.1 gph with P.3=99.98% and PFA=0.02%.
Leak Threshold: 0.05 gph. A leak is declared when leak rate equals or exceeds this threshold.
Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4. |
Tank Capacity: Maximum of 18,000 gallons.
Data Requirement: Minimum of 30 days of product level and flow throdgh data.
Comments: Not evaluated using manffold tank systems.

Of 41 data sets submitted for evaluation, all were analyzed with conclusive resuits. ,
Median monthly throughput for tanks evaluated was 1000 gallons.

Leak rates of 0.05, 0.1, and 0.20 gph were used in evaluation.

A portion of data sets evaluated was supplied by vendor.

Warren Rogers Associates, Inc. . Evaluator: Ken Wilcox Associates

747 Aquidneck Ave. . Tel: (816) 443-2494
Middletown, RI 02840
Tel: (401) 846-4747 . Date of Evaluation: 12/18/90
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- Revision Date: April 1, 1997
Warrick Controls, Inc. ‘

Model DFP-25 Sensor

LIQUID-PHASE INTERSTITIAI; DETECTOR I ‘)

Detector:
Output type: qualitative
Sampling frequency: continuous
Operating principle: product solubility
Test Results:

unleaded

gasoline diesel water
Detection time (hr:min:sec) 00:06:50 04:14:40 N/A
Fall time (min:sec) N/A* N/A N/A |
Lower detection limit (cm) <254 <254 N/A ‘
* See glossary. !

|

Specificity Results:

Activated: unleaded gasoline, #2 diesel.
Not Activated: water (in 12 hours).

Comments: |

Sensor is activated when hydrocarbon-sensitive wax is dissolved, releasing a spring that activates an alarm.

Detector is not reusable, and must be replaced after contact with hydrocarbons. |

Fall time is not applicable, since sensor must be replaced after activating. , |

Evaluator claims that this sensor will respond to any material that is capable of dissolving the hydrocarbon- .}
sensitive wax, but will not respond to water. o
Liquid level was set at 1 inch (2.54 cm) during test. . |
Test procedures used were Ken Wilcox Associates’ “Alternative Test Procedures for [Evaluating Leak

Detection Methods: Evaluation of Liquid Level Sensors,” September 1996.

Warrick Controls, Inc. Evaluator: Ken Wilcox Associates, Inc.
4237 Normandy Court Tel: (816)443-2494

Royal Oak, M| 48073

Tel: (810) 549-4900 Date of Evaluation: 11/18/96
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Revision Date: April 18, 1997
Warrick Controls, Inc.

Model 5700 Meter
PVP-2 Sensor

VAPOR-PHASE OUT-OF-TANK PRODUCT DETECTOR

Detector:
Output type: quantitative
Sampling frequency: continuous
Operating principle: adsistor
Test Results:

unleaded - . synthetic JP-4

, : gasoline : gasoline jet fuel

Accuracy (%) 25.4 -100.0 157.1
Bias (%) 144 -100.0 108.3
Precision (%) ’ 7.6 N/D* 20.4
Detection time (min) >60 N/A* , >60
Fall time (min) 38 N/A >60

- Lower detection limit (ppm) 1353.3 N/D N/D
* See glossary.

Specificity Results:
Not Activated: unleaded gasoline, synthetic gasoline, n-hexane, JP-4 jet fuel, toluene, xylene(s).

Comments: : :

Test procedures used were Radian Corporation's draft report "Development of Procedures to
Assess the Performance of External Leak Detection Devices: Vapor-Phase ASTM-
Formatted Methods," June 29, 1990.

Warrick Controls, Inc. Evaluator: Carnegie Mellon Research Institute
4237 Normandy Court Tel: (412) 268-3495 :
Royal Oak, MI 48073

Tel: (810) 549-4900 ' - Date of Evaluation: 09/10/91
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Revision Date April 18, 1997
Watson Systems, Inc. (formerly EnvnroQuest Technologies Limited)

Enviro Tite SIR '
(also known as SIRAS 99, 6)

STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUANTITATIVE)

Certification: Leak rate of 0.1 gph with Pp=99.6% and Pga=0. 4%. ‘

Leak Threshold: 0.05 gph. A leak is declared when leak rate equals or exceeds this thnieshold. '
Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4.

Tank Capacity: Maximum of 18,000 gallons. B |

Data Requirement: Minimum of 31 days to make an SIR evaluation with minimum 95% conf;idence |

at the rate of 0.1 gph; 45 to 60 days for greater confidence.

Comments: Not evaluated using manifold tank systems. - ‘
Of 41 data sets submitted for evaluation, 5 were not analyzed due to unusable data
Median monthly throughput for tanks evaluated was 16,700 gallons.
Leak rates ranging from 0.0500 to 0.2043 were used i in evaluatlon
Data sets evaluated were supplied by evaluator. '

Watson Systems, Inc. ~ Evaluator: Midwest Research Institute
4501 Madison Tel: (816) 763-7600

Kansas City, MO 64111 :

Tel: (816) 756-0774 Date of Evaluation: 04/03/92
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Revision Date: April 18, 1997
Watson Systems, Inc. (formerly EnviroQuest Technologles Limited)

; ‘ o SIRAS Software System, Version 2.0
‘ STATISTICAL INVENTORY FIECONCILIATION TEST METHOD (QUANTITATIVE)

Certification:  Leak rate of 0.1 gph with Pp = 99.3% and Pe = 0.7%
Version 20 is designed to meet annual tests requirements.

Leak Threshold: ~ 0.05 gph. A leak is declared when the calculated leak rate equals or exceeds this .
' threshold.

Applicability: " Gasoline, dieseI, aviation fuel, anc'I‘fueI oil #4.

Tank Capacity: Maximum of 30,000 galions.
* Size limits using an acceptable protocol for manifold tank systems have not been
determined. ‘ .

Data Requirement: Minimum of 30 days of usable product level and flow through data.

Comments: , Not evaluated for manifold tank systems using an acceptable protocol
' 27% of data sets evaluated were from manifold tank systems.
Of 56 data sets submitted for evaluation, 6 were not analyzed due to unusable data.
Median monthly throughput for tanks evaluated was 73,518 gallons.
Leak rates ranging from 0.0458 to 0.2500 gph were used in evaluation.
Data sets evaluated were supplied by evaluator.

Watson Systems, Inc. = . Evaluator: Midwest Research Institute
4501 Madison ' Tel: (816) 753-7600

Kansas City, MO 64111 - , '

Tel: (816) 756-0774 S Date of Evaluation: 08/23/93°
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Revision Date April 18,1997 |
Watson Systems, Inc. (formerly EnviroQuest Technologles Limited)

SIRAS Software System, Version 2.8.3
STATISTICAL INVENTORY RECONCILIATION TEST METHOD (QUANTITATI{IE) ‘

Certification: Leak rate of 0.2 gph with Pp = 99.999% and.Pga = 0.01%. .
Version 2.8.3 is designed to meet monthly monitoring requirements.

Leak Threshold: 0.1 gph. Aleak is declared when the calculated leak rate equals or exceeds this
threshold. |
Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4. w

Tank Capacity: Maximum of 30,000 gallons. ,
Size limits using an acceptable protocol for mamfold tank systems[ have not been
determined. ‘

[
|
|

Data Requirement: Minimum of 30 days.of usable product level and flow through data.

Comments: Not evaluated for manifold tank systems using an acceptable protocol. |
27% of data sets evaluated were from manifold tank systems. \
Of 56 data sets submitted for evaluation, 6 were not analyzed due to unusable data.
Median monthly throughput for tanks evaluated was 73,518 gallons.
Leak rates ranging from 0.0458 to 0.2500 gph were used in evaluation. |
Data sets evaluated were supplied by evaluator. ‘

Watson Systems, Inc. Evaluator: Midwest Research Institute
4501 Madison Tel: (816) 753-7600

Kansas City, MO 64111

Tel: (816) 756-0774 Date of Evaluation: 08/23/93
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Certification:

Leak Threshold:
Applicability:
Specification:
Pipeline Capacityﬁ
Waiting Time:

Test Period:

Revision Date: April 18, 1097
Western Environmental Resources e

Model PLT-100R
- LINE TIGHTNESS TEST METHOD

Leak rate of 0.1 gph with Pp=100% and Pra=0%.

0.05 gph. A leak is declared if the output of the measurement system equals or exceeds

this threshold. . ‘

Gasoline, diesel, aviation fuel, fuel qil, waste oil, and solvents.

Sysiem tests fiberglass and steel pipelines.

Tests are conducted at 150% operating pressure.

Mechanical line leak detector must be removed from pipeline for duration of test.

Maximum of 80 gallons.

None between delivery and testing. ,
Minimum of 1 hour between dispensing and testing.

Minimum of 30 minutes. - ‘
Test data are acquired and recorded manually.
Two tests with no time between tests are required before a leak can be declared.

" Calibration: System must be checked annually and calibrated if necessary in accordance with
manufacturer's instructions.
Western Environmental Resources ' Evaluatof: Vista Research
PO Box 37 Tel: (415) 966-1171 -

Bakersfield, CA 93302

Tel: (805) 326-0173

Date of Evaluation: 11/21/90
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. L
Revision Date: April 18, 1997
Western Environmental Resources

AES System Il

VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL)

Certification: Leak rate of 0.1 gph with Pp=97.7% and Pra=2.3%.

Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement systeﬁ equals or
exceeds this threshold.

Applicability: Gasoline, diesel, aviation fuel, fuel oil, waste oil, and solvents.

Tank Capacity: Maximum of 15,000 gallons.

Tank must be minimum 100% full.

Waiting time: Between delivery and the beginning of test, waiting time is included in the
waiting time after "topping off".
Between “"topping off* and beginning test, waiting time is computer-dlctated by
real-time analysis of level and temperature data. !
Total waiting time is approximately 4 to 12 hours. |
There must be no dispensing or delivery during waiting time.

Test Period: Minimum of 2 hours (two 1-hour tests).
Test data are acquired and recorded by a computer.
Leak rate is calculated from the last 1 hour, 30 minutes of test
period data. !
There must be no dispensing or dehvery during test. i

Temperature: Average for product is determined by a minimum of 5 ’remperature se‘;nsors

Groundwater: Depth to groundwater in backfill must be determined. If groundwater‘ is above
bottom of tank, product level must be adjusted to provide a minimum net pressure of
2 psi at bottom of the tank during test. ,

Calibration: : Level sensors must be calibrated before each testin accordance wrth
manufacturer's instructions.
Temperature sensor must be checked annually and calibrated if necessary in
accordance with manufacturer's instructions.

Comments: Not evaluated using manifold tank systems.

Westermn Environmental Resources Evaluator: Vista Research
PO Box 37 Tel: (415) 966-1171
Bakersfield, CA 93302

Tel: (805) 326-1073 Date of Evaluation: 12/20/90
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‘ ' Revision Date: April 18, 1997
Western Environmental Resources

‘ ‘ AES System Il - (Large Tanks)
, ' . VOLUMETRIC TANK TIGHTNESS TEST METHOD (OVERFILL)
Certification: Leak rate of 0.1 gph‘With Pp=98.9% and PF'A¥1 1%.

Leak Threshold: ~ ° 0.05 gph: Aleak is declared if the output of the measurement system equals or
exceeds this threshold.

Applicability: - ~Gasoline, diesel, aviation fuel, fuel oil, waste oil, and solvents.

Tank Capacity: Maximum of 75,000 gallons.
. Tank must be minimum 100% full.

Waiting Time: Minimum of 24 hours after delivery. o
Between “"topping off" and beginning test, waiting time is computer-dlctated by
real-time analysis of level and temperature data and must be minimum of 1 hour.
There must be no dlspensmg or delrvery during waiting tlme

Test Period: Minimum of 4 hours.
Test data are acquired and recorded by a computer
Leak rate is calculated from the last 3 hotirs of test period data.
There must be no dispensing or delivery during test.

Temperature: Average for product IS determined by a minimum of 112 thermistors.

Groundwater: Depth to groundwater in backfill must be determined. If groundwater is above
' bottom of tank, product level must be adjusted to provide a minimum net pressure of
2 psr at bottom of the tank during test.

Calibration:" ' " Level sensors must be cahbrated before each test ln accordance wrth
manufacturer's instructions.
Thermistors must be checked annually and calibrated if necessary in
accordance with manufacturer's lnstructlons

Comments: ~ = Not evaluated using manifoid tank systems. - -

Western Environmental Resources Evaluator: Ken Wilcox Associates
PO Box 37 - © Tel: (816) 443-2494 )
Bakersfield, CA 93302 ‘

Tel: (805) 326-0173 o ‘ Date of Evaluation: 02/28/92
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Revision Date: April 18, 1997

Xerxes Corp.
Xerxes Trucheck Hydrostatic Monftoring System
DOUBLE WALLED TANK TIGHTNESS TEST ‘ ‘
Certification: Leak rate of 0.1 gph with Pp=99% and Pea=1%.
Leak Threshold: 0.05 gph. A leak is declared if the output of the measurement system ec‘;uials or exceeds
this threshold. ' S .
Applicability: Gasoline, diesel, aviation fuel, and fuel oil #4.

Tank Capacity:  Maximum of 30,000 gallons.
Tank must be between 0 to 100% full.

Waiting Time: None between delivery and testing.

Test Period: Minimum of 10 hours.

Groundwater: Depth to groundwater in backfill must be determined before and after test.
When groundwater level is above bottom of tank but below top, test should be repeated if .
groundwater level increases by more than 7 inches during test. \ ‘
When groundwater level is above tank, test should be repeated if groundwater level
increases by more than 5§ inches during test. :

Xerxes Corp. Evaluator: Robert Plunkett, Ph.D.

7901 Xerxes Ave. Tel: (612) 338-0945
Minneapolis, MN 55431
Tel: (612) 887-1890 Date of Evaluation: 01/07/93
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Jost Method
Automatic Tank Gauge
(0.1 and 0.2 gph)

Continuous ATG

Line Tightness Test Method

Automatic Tank Gauge
(0.1 and 0.2 gph)

Vapor-Phase Product
Detector

Automatic Tank Gauge
(0.1 gphy)

Automatic Tank Gauge
(0.1 gph)

Continuous Automatic Tank
Gauge

Continuous Automatic Tank
Gauge

Vapor-Phase Product
Detector

Non-Volumetric Tank
Tightness Test (Vacuum)

Statistical Inventory
Recongciliation (0.2 gph)

Statistical Inventory
Reconciliation (0.1 gph)

Statistical Inventory
Recongciliation (Qualitative)

Automatic Tank Gauge
(0.1 gph)

Statistical Inventory
Reconciliation (0.2 gph)

Statistical Inventory
Recongiliation (0.2 gph)

Statistical Inventory
Reconciliation (0.1 gph)

Non-Volumetric Tank
Tightness Test (Vacuum)

Statistical Inventory
Reconciliation (0.1 gph)

Vendor
Alert Technologies

Alert Technologies
Campo/Miller, inc.

ENRAF B.V.

Delft Instruments

HNU

INCON Intelligent Controls,

Inc.

INCON Intelligent Controls,
Inc.

INCON Intelligent Controls,
Inc.

Marley Pump

Mine Safety Appliances

NDE Environmental Corp.

SIR Intemational, Inc.

SIR Intemational, Inc.

Teledata, Inc.

Tidel Engineering, Inc.

Triangle Environmental, Inc.

USTMAN Industries, Inc.

USTMAN Industries, Inc.

SDT-USA

Warren Rogers Assoc.

Equipment Model
2000X and 2000XB

3000 and 4000

PL400

STI¢'81 8

DL-101; HW-101; ISPI-101; PI-101
TS 1000

TS 2000

SCALD (Applies to Incon Controller
Models TS 1000, TS 2000,

TS 1001,TS 2001

Sensor Model TS-DLP)
ST1400-1800, ATG, FMS, LLM
Tank-Check

U3 Vacuum

Mitchell’s SIR Program (Version
2.7)

Mitchell’s SIR Program (Version
2.6)

Tankmate Version 3.12

EMS 3500

TRI SIR (Version 1.01)
USTMAN SIR 95.2A

USTMAN SIR 95.2

SDT Model 150

SIRA Version 5.2

RevisiorT Date: April 18, 1997

Evaluator/Date of Evaluation
Ken Wilcox Associates
02/28/94 and 06/22/94

| R
Ken Wilcox Associates
02/20/92

\

Jetronix Radlo Engineering
Laboratones‘ 05/16/91

Ken Wilcox Associates

-01/02/94

Camegie Me‘llon Research Institute
11/28/91 02/05/92 03/05/92

Ken Wilcox Assomates

08/05/92

|
Ken Wilcox Associates
05/10/91 ;

Ken Wilcox Associates
09/14/95

|
ADA Technojogles
10/12/92 ‘T

\

Camegie Mqllon Research institute
05/31/91

[
Ken Wilcox Associates
06/25/96 |

L
I
|

Ken Wilcox Associates

- 6/8/95 !

r

Ken Wilcox Assocnates
6/8/95 |

PB Com. Co.
9/20/95
Ken Wilcox Associates
03/16/95 !
Ken Wilcox Assocnates
8/23/95 |

|
Ken Wilcox Associates
1212/95

Ken Wilcox Associates

- 12/12/95

|
Ken Wilcox Associates
03/01/96 |

|
Ken Wilcox Associates
09/01/96

‘f
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Automatic Tank Gauging Systems
“Standard Test Procedures for Evaluating Leak Detection Methods: Automatic Tank Gaugmg Systems

EPA/530/UST-80/0086, March 1880 .
\

Bulk Tank Testing
“Alternative Test Procedures for Evaluating Leak Detection Methods: Evaluation of Bulk Faeld-constructed
Tanks”, Ken Wilcox Associates, February 1996 ‘ |

Continuous In-Tank Leak Detection Systems
“Evaluation Protoco! for Continuous In-Tank Leak Detection Systems”, Midwest Research lnstntute, April 1995

Large Pipeline Leak Detection Systems
“Modified Third-Party Testing Protocol for Large Pipeline Leak Detectlon EFA Technologies, Inc August
1995

Liquid-Phase Out-of-Tank and Interstitial Product Detectors : ‘
“Standard Test Procedures for Evaluating Leak Detection Methods: Liquid-Phase Out-of-Tank Product
Detectors”, EPA/530/UST-80/009, March 1990 ;

“Development of Procedures to Assess the Performance of External Leak Detection Devices: fLiqu’id—Phase
ASTM-Formatted Methods - Revised Draft to include JP-4 Jet Fuel”, Radian Corporatuon ; ‘)
June 29, 1990 1

“Test Procedures for Third Party Evaluation Of Leak Detection Methods: Cable Sensor L|qu1d Contact Leak
Detection Systems”, Camegie Mellon Research Institute, November 11, 1991 3

“Test Procedures for Third Party Evaluation of Leak Detection Methods: Point Sensor Liquid Contact Leak
Detection Systems”, Carnegie Mellon Research Institute - Advanced Devices and Materials Group, November
11, 1991 ‘

Non-volumetric Tank Tightness Testing Methods
“Standard Test Procedures for Evaluating Leak Detection Methods: Non-volumetric Tank Tlghtness Testing
Methods”, EPA/530/UST-90/005, March 1980

Pipeline Leak Detection Systems
“Standard Test Procedures for Evaluating Leak Detection Methods: Pipeline Leak Detection Systems
EPA/530/UST-20/010, September 1990 |
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- Statistical iInventory Reconciliation Methods
“Standard Test Procedures for Evaluating Leak Detection Methods: Statistical Inventory Reconciliation
. Methods”, EPA/530/UST-90/007, June 1990 .

“Protocol for Determining Applicability of a SIR Method for Manifolded Tanks and Determining Size
Limitation”, Developed under coordination by the SIR team of the National Work Group on Leak Detectxon
Evaluations, November 1986

Vapor-Phase Out-of-tank Product Detectors
“Standard Test Procedures for Evaluating Leak Detection Methods: Vapor-Phase Out-of—Tank Product
Detectors”, EPA/530/UST-80/008, March 1980 _

“Development of Procedures to Assess the Performance of External Leak Detection Devices: Vapor-Phase
ASTM-Formatted Methods”, Radian Corporation, June 6, 1990

“Development of Procedurés to Assess the Performance of External Leak Detection Devices: Vapor-Phase
ASTM-Formatted Methods”, Radian Corporation, June 29, 1990

Volumetric Tank Tlghtness Testmg Methods
“Standard Test Procedures for Evaluating Leak Detection Methods: Volumetric Tank Tightness Testmg
Methods”, EPA/530/UST-90/004, March 1990
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LEAK DETECTION EQUIPMENT
MAINTENANCE CHECKLISTS
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Has all input wiring been inspected for proper entry and termination,

including testing for ground faults?

Have the probe and sensors been checked for visible damage such as Yes No
residue buildup, cracks, or breaks? 1.2

Has the accuracy of the level sensor been tested? 3 Yes No

Has the accuracy of the water sensor been tested? 4 Yes No g
Has the appropriateness of the high water level alarm setting been " Yes No
verified? ’

Are all alarms activated and functioning properly? ) Yes No
Comments:

1. Damaged probes must be cleaned or replaced as appropriate. Probes used in heavier products such as waste oil
should be checked more frequently. Heavier products can leave deposits on the probe shaft and float assemblies
that may restrict the measurement capacity of the probe.

2. Because the magnetostrictive probe consists of moving parts, its sensors can be damaged by excessive frictional
wear as well as residue build-up. Residue build-up can affect the weight of the sensor as well as inhibit its ability to
slide freely along the guide tube. Inaccuracies in the product level measurements could indicate a problem with the

‘ probe sensors. For additional testing of the probe sensors, perform the following test:

a. Remove the probe from the tank and place it carefully on the ground.

b.  Place the water sensor flush with the bottom of the probe shaft and place the product float near the
middle of the probe shaft.

c.  Check the height reading on the tank gauge monitor (after a.llowwg sufficient time for the monitor to
respond).

d. Measure the distance from the bottom of the probe to the bottom of the product float and compare it with
the reading on the monitor.

3.  To test the accuracy of the product sensor:

a.  Using the tank console monitor, take an initial fuel level reading.
. b.  Dispense one gallon of product into a calibrated container.
c.  Using the tank console monitor, take a second fuel level readmg
d.  Verify that the change in tank volume is one-gallon.
4. To test the accuracy of the water sensor:
a. Remove probe from the tank.
b. By hand, move the water float up the probe to a point higher than the high-water alarm set point.
c. The monitor should respond with a high water alarm report. (The water height may also appear on the
tank monitor display console.
d. Check this height against its actual location.

5.. The high water level alarm should not be set so high that water ingress into the tank goes undetected for long -

periods of time.

Disclaimer: This checklist is not intended to tell the technician how to perform the maintenance and system check.
Technicians should follow manufacturers’ detailed instructions while making sure that all of the items on this checklist
have been covered. :
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Has ail iliput wiriné been inﬁb;cted fof ‘proper entry ahd termination, Yes No
including testing for ground faults?
Has the probe been checked for visible damage (such as residue buildup or Yes No
cracks)? !
Has the battery been tested within the last 3 months? Yes No
Has the accuracy of the product sensor been tested? 2 Yes No l
Has the accuracy of the water sensor been tested? 3 1 Yes No
Has the appropriateness of high-water level alarm setting been verified?* Yes No

| Are all alarms activated and functioning properly? ‘ Yes No
Comments:

1. Damaged probes must be cleaned or replaced, as appropriate. The mass displacement probe is very susceptible to
dirt and residue build-up and should be checked semi-annually and cleaned, if necessary. Mass displacement
probes used in viscous products such as waste oil should be checked more frequently. Products of this type can
leave heavy deposits on the probe which may inhibit the accuracy of the probe. Checking a reconciliation report
and/or manual sticking could verify the system's accuracy.

..2.  To test the accuracy of the product sensor:

Using the tank console monitor, take an initial fuel level readmg
Dispense one gallon of product into a calibrated container.
Using the tank console monitor, take a second fuel level reading.
. Verify that the change in tank volume is one gallon.

B

po o

3. To test the accuracy of the water sensor: (Note: water sensor is separator from the mass buoyancy probe.)
a. Remove the probe from the tank.
b. By hand, move the water float up the probe to a pomt higher than the hlgh water limit.
c. The monitor should respond with a high water alarm. (The water height may also appear on the tank
monitor display console.) .
d. Check this height against its actual location.

4. The high water level alarm should not be set so high that water ingress into the tank goes undetected for long periods
of'time.

Disclaimer: This checklist is not intended to tell the technician how to perform the maintenance and systém check.
Technicians should follow manufacturer’s detailed instructions while making sure that all of the items on this checklist
have been covered.
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APPENDIX A

GLOSSARY OF TERMS

‘ ‘Accuracy
The degree to which the measured leak rate agrees with the induced leak rate on the average. If a method is
accurate, it has a very small or zero bias.

Activated:
Refers to the state of a qualitative detector's response when indicating the presence of product.

Bias:
An indication of whether the device’s measured leak rate consistarnitly overestimates (positive bias) or
underestimates (negative bias) the actual induced leak rate.

Bulk Modulus (of Elasticity):
The ratio of hydrostatic pressure to the relative change it produces in volume.

Continuous Automatic Tank Gauging Systems (Continuous ATGS):

These systems use an ATG probe to collect data continually and combine this with software to identify time
intervals when there is no activity in the tank and the data are stable enough for analysis. An algorithm then
combines data from a.number of such periods until there is enough evidence to make a determination about
the leak status of the tank. This type of system functions like an ATGS except that it does not require that the
tank be taken out of service for a set period of several hours whenever a test is to be done. Instead, it uses
data from shorter stable time periods and combines the results to estimate a leak rate and perform a test.
The system may default to a standard or shut down ATG test (requiring the tank to be out of service for a few
hours) at the end of the month if sufficient good quality have not been obtained over the month. These
systems are designed to meet the monthly monitoring performance standard of detecting a leak of 0.20 gallon
per hour or 150 gallons per month with 95% probability of detection and 5% probability of false alarm. They
test the fank vessel itself.

Continuous Detector:
Detectors that operate continuously, are always present and are never turned off.

Continuous In Tank Leak Detection Systems (CITLDS):

These systems are designed to allow the tank to operate continuously or nearly continuously without
interruption for leak detection tests. They typically have some sensors permanently installed in the tank,

. combined with a microprocessor in a console. In addition, they may be connected to the dlspensmg meters,
allowing for automatic recording and use of dispensing data. There may also be a provision for direct input of
data from a keyboard or pad, to allow for entry of deliverry receipts, for example.

Currently there are three typés of such continuous systems that are reaching the market. These three types
are referred to as “Continuous ATGS,” “Continual Recongiliation,” and “Automatic Monthly Inventory Control.”

Detection time:
The sum of rise time and lag time.

Fall time: _
The elapsed time after a detector has responded to a test hydrocarbon and is removed and has recovered to
'~ 95% of its original baseline level or there is no detectable sighal output.

False Alarm:
Declaring a tank to be leaking when in fact it is tight.
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GLOSSARY OF TERMS CONTINUED

t

Groundwater:
Water table or water within the excavation around a tank. j ‘)

Induced Leak Rate:
The actual leak rate, in gallons per hour (gph), used during the evaluation against which the results from a

given test device will be compared.

Intermittent Detector: i

Detectors that monitor on a regular basis. An intermittent detector may be a hand held device that is portable

or a permanently installed device that is used to periodically test for the presence of product.
:

Lag Time: i

The elapsed time from the detector's first contact with test product to the first detectable signal.;

Leak threshold:

The measured leak rate at which the test method detects the tank to be leaking. This leak rate Wl|| always be
less than or equal to the leak rate requirement for the various release detection methods glven‘m 40CFR §
280 Subpart D-Release Detection. (Please note that some states and other regulatory authorities may have
different requirements). The minimum leak threshold for declaring a leak is experimentally determmed from
the results of the evaluation of the release detection method.

Manifold tank systems:

Tanks connected by piping that allow the tank system to functlon as a single tank." A typical mamfolded tank
system usually consists of two tanks connected by a siphon tube that permits the product in the tanks to be at
the same level while product is being pumped out of only 1 tank. |

Measured Leak Rate:

A positive number in gallons per hour (gph), measured by test device that indicates the amount of product

leaking out of the tank. A negative number would indicate that something was being added to the tank. The ‘
performance of a method is based on how well the measured leak rate compares to the actual induced leak

rate.

MER:
The Maximum Effective Range, the Iongest length of sensor cables and/or jumper cables that can be
connected to form a leak detection network. .

N/A:
Not Applicable

N/D:
Not Determined ‘

N/R:
No Response

Net Pressure:

In this document this term refers to a pressure difference between the pressure in the tank and the pressure
related to the groundwater. If the net pressure is positive, the pressure in the tank is greater than that due to
groundwater. If net pressure is negative, the pressure in the tank is less than that due to groundwater.

Nominal Leak Rate:
The set or target leak rate to be achieved as closely as possmle during the evaluation of a Ieak detection
method. Itis a positive number expressed in gallons per hour (gph). }
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GLOSSARY OF TERMS CONTINUED

Precision: ‘
The degree of agreement of repeated measurements of the same parameter. Precnsmn estimates reflect
random error and are not affected by bias. ‘

Pressure:

In this document this term refers to a pressure which is at or above atmospheric. Any pressure readmg at or
above atmospheric is listed as positive; any pressure reading less than atmospheric (vacuum) is listed as
negative

Probablllty of Detecticon, P(D):
. The probability of detecting a leak of a given size, usually expressed as a percentage.

Probability of False Alarm, P(FA):
The probability of declaring a tank to be leaking when it is tight, usually expressed as a percentage.

Probe:
A component of a detection system that must come into contact with product before product can be declared
or measured.

Qualitative Responses: o
The type of detector response that indicates only the presence or absence of product without determining the
specific product concentration or thickness. .

Quantitative Response: :
A type of detector response that quantlfles the concentration or thickness of product present.

Relative Accuracy
A function of systematic error, or bias, and random error, or precision. Smaller values indicate better
accuracy. See entry for “Accuracy.”

Resolution: '
The smallest change in the quantity being measured which the measurement system is capable of detectrng

Response Time: :
A general term that refers to the more specific terms of lag time, risé time,-and fall time.

Rise Time:
The elapsed time from a detector's first detectable signal in response to the presence of product to an output
that is 95% of full scale for a quantitative detector or activated for a qualitative detector.

Specificity: :
Specificity applies to vapor and liquid sensors and lists products or components of products that these sensors

can detect. Specificity for quantitative sensors is the ratio of sensor output, or measured concentration, to the
actual concentration of hydrocarbon test gas expressed as a percentage. Specificity for qualitative sensors is
reported as activated if the sensor responds within 24 hours. Otherwise, specificity is reported as inactivated.

Total Pressure:
In this document thls term equals the sum of the pressure in ullage space and the pressure due to product
' head ‘

Ullage:
The un-wetted portion of the tank, i.e. that portlon of the tank not in contact with product
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GLOSSARY OF TERMS CONTINUED

Vacuum: ;
In this document this term refers to any pressure that is less than atmospheric.
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. APPENDIX B
April 18, 1997

’ MEMORANDUM
- TO: Vendors of Leak Detection Equipment/Procedures
FROM: Curt D. Johnson, Chairperson

RE: National' Work Group on Leak Detection Evaluation’s List of Third-Party
Evaluated Leak Detection Equipment/Procedures

If you are reading this memo, you have received our latest edition of the list. We would apprecnate any
comments you have concerning the list. Please comment to me at the address, phone number, fax number or
e-mail address I|sted on the next page.

If you need to contact other members in the work group, the same information is included for them on the next
page. Also, the work group team and team leaders are listed on the page following the member Ilst to help
you determine who you may need to contact. :

Please send new evaluations and/or protocols to be evaluated by the work group to my attention at the
address on the following page. To enable the work group to properly review the third-party tests, three (3)
copies of all applicable information indicated in the enclosed "Leak Detection Equipment Review - Document
List" must be included. .

Since the draft list was sent out back in January of 1995, the list has sometimes been referred to as the "EPA

work group list of approved leak detection equipment®. The work group and EPA are concerned that similar

statements may begin to appear in sales literature distributed by vendors. We request that you do not refer to

the list in this way for the following reasons.

1. This is not an EPA or EPA work group list. This draft list was prepared by an mdependent work

’ group consisting of state and EPA members.

2. Neither EPA nor the work group approve leak detection equipment or procedures. The draft list

does not include "approved" leak detection equipment/procedures. [t includes leak detection
. equipment/procedures that the work group reviewed and confirmed, were third-party tested in

accordance with either an EPA or other acceptable test protocol, and the test confirmed that the
equipment/procedures meet EPA performance standards. Approval or acceptance of leak detection

equipment and procedures is the responsibility of the implementing agency, which in most cases is the
state environmental agency.

We try to send only 1 copy of the list per company per location. if you received mbre than 1 copy at
your location, or if the copy needs to be sent to another person, please notify me and we will make
the necessary corrections.

‘Enclosure: Work Group Members, ' Work Group Teams, Leak Detection Equipment Review-
Document List
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WORK GROUP.-MEMBERS

MEMBER ADDRESS PHONE/FAX/E-MAIL
Curt D. Johnson | Alabama Department of Envnronmental -(334).271-7986
Management | Fax (334) 270-5631
PO Box 301463 : cdi@adem:state.al.us
Montgomery, AL 36130-1463 - »
Mike Kadri Michigan Depariment of Environmental (517) 335-7204
Quality Fax (617) 335-2245
UST Division funkhoup @deq.state:mi.us
PO Box 30157 f
Lansing, Ml 48909-7657 |
Beth DeHaas Maine Department of Enwronmental (207).287-2651 1
Protection Fax (207) 287-7826
Statehouse Station:No. 17 beth.dehaas@state.me.us
Augusta, ME 04333 , . | T
Russ Brauksieck | New York State Department.of (518) 457-4351 1
Environmental Conservation | Fax(618)457-4332... .
50 Wolf Rd., Room:360 . | russ. brauksieck@dec;ma‘ilnet.-state.ny.us ‘
Albany, NY 12233-3750 Lo
David Wiley USEPA o : .(703) 603-7178 ‘
401 M St. Southwest | Fax-(703) 603-9163' ‘
5402G “wiley. dawd@epamall epa gov
Washington, DC 20460 ‘
Lamar Bradley Tennessee Department.of Envnronment and | (615) 532-0952. I
Conservation (615)'532-0945 o
UST Division, 4th Floor L-and C Tower Fax (615) 532-0938 . |
401 Church'St. ( Ibradley2@ mail.state.tn.us -
Nashville, TN 37243-1541 ' o L
Jeff Tobin State of Montana '} (406) 444-1417 f

Department of Env:ronmental Quahty

‘| Fax (406)-444-1902

Box 200901 | jtobin@mt.gov
Helena, MT 59620- 0901
Ellen Van Duzee | USEPA Idaho Operations (208) 378-5762 -

1435 N. Orchard St.
Boise, ID 83706-2239

Fax (208) 378-5744
vanduzee.elien @epamail. epa gov

Shahla Farahnak | California State Water Resource Control (916) 227-4350
Board Division of Clean Water Program Fax (916) 227-4349
PO Box 944212 sfarahna@ix.netcom. com
Sacramento, CA 94244~21 20 ‘

Bill Faggart USEPA | (703) 603-7151 ‘
401 M St. Southwest | Fax:(703) 603-9163
5402G

Washington, DC_20460

faggart.billy @epamail. epaTgov

Appearance on this list is not to be construed as an endorsement by any regulatory agency nor is it any guarantee of the performance of
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WORK GROUP TEAMS

TEAM

LEADER

MEMBERS

Automatic Tank Gauging (ATG) Systems

.Ellen Van Duzee-

Russ:Brauksieck

and Beth DeHaas
Large Tank ATG Systems : .
Continuous In-Tank Leak Detection Systems - ‘Shahla Farahnak = ' Mike Kadri
' - Bill Faggart
‘List- Administration . Curt Johnson David Wiley
.and ‘
Other Leak’ Detectlon Methods
'Non-Volume‘trié"EankfTi_ght'ne_,ss' Test,"Methods _Shahla’ F,ara‘hn,ak-‘ 1o Russ Brauksieck
o IR . ST ~ .Jeff Tobin
P:pellne Leak Détection, Systems ‘Mike Kadri. .| . shahiaFarahnak
g i and’ § ‘ s Jeff Tobin
Large Plpellne Leak Detectlon Systems S
Statistical lnventory -ReconciliatiOn {(SIR) Methods . Lamar"?Bradley | Mike:Kadri
S - IR SR : 'Bill Faggart
Vapor/Ltquxd Sensors for lnterstxtlal/Extemal David%Wi‘leyt " Mike Kadri
« " Monitoring: Methods S
‘ ~and ‘
Other Interstitial Monltonng Methods

Vqumetruc Tank Tlghtness Test (V'l TT) Methods 1

and
Large Tanle TT Methods

Beth DeHaas

Russ Brauksieck
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LEAK DETECTION EQUIPMENT REVIEW - DOCUMENT LIST L

This information lists the documentation required for review of third-party evaluatlon of underground storage
tank and line leak detection equipment or test methods.

1. A complete third-party evaluation report, including:

£ a. Details of the evaluation procedure if the EPA standard procedure was not used foi’ the evaluation.
if the EPA evaluation procedure was used, list any deviations or modifications to the procedure.

O b. Complete set of all the EPA required attachment sheets.
Oec. Individual test logs and/or field notes.

[d. Statistical calculations and any applicable graphs or charts generated during the e\f/aluation.
[ e. A statement from the evaluator confirming that all equipment at the test site 1

was properly maintained and calibrated to the level of accuracy necessary for a val:d evaluation.

[12. An outline of the manufacturer’s operating procedures for the equipment/method. The
summary procedure must be dated and include a revision number, if appllcable A copy of the
summary procedure must be provided to the third-party evaluator for enclosure in the report. Also
required is a statement from the manufacturer confirming the use of the submitted procedure during
the evaluation. ’

[0 3. Complete installation/operations manual for the equipment/method. ‘

1 4. A sample of the test report (including field work-sheets) which will be submitted to the
owner/local implementing agency.

5. Outline of the test procedures in high groundwater areas. These procedures should be
reviewed for adequacy by the third-party evaluator and a statement to that effect should be included
with the report.

C16. Outline of the test procedures for manifold tank systems. These procedures should be
reviewed for adequacy by the third-party evaluator and a statement to that effect shoﬂld be included

with the report.

7. An affidavit from the manufacturer confirming that there are no mutual financial
interests between the equipment manufacturer and the third-party evaluator.

8. Aresume, including all applicable formal training and experience, from personnel who
condugcted the evaluation.

9. Equipment calibration procedures and manufacturer recommended schedule of ]
calibration.
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Leak Detection Equipment Review - Document List (Continued)

manufacturer’s representative for the response to the regulatory agency questions on the equipment

[310. The name, address, and phone number of the technical personnel serving as the
e or test method. ,

LJ11. Correspondence letters fro;n state agencies who héve reviewed the equipment/method.
12. Following documentation for all perménently-installed leak detection equipment:

DOa. Alist of installers authorized by the manufacturer to install the leak detection
equipment.

Ob. A list of service personnel authorized by the manufacturer to conduct the
annual functional test (required for all leak detection equipment).

Clc. An outline of the maintenance procedure (including a list of the parts or
- functions of the system to be checked, calibrated, or programmed) for the annual
functional test by authorized service personnel.

Od. An outline (1-2 pages) “Equipment Check Guidelines for Inspectors” prepared
by the manufacturer. This summary should guide local agency inspectors on proper field
procedures to follow when inspecting equipment for proper operation, for attempting to
access the stored history (for alarms or failed tests) to determine compliance with state
requirements. ‘

' Oe. A sample of the reports generated and/or printed by the equipment (for all .
‘ ‘ equipment models), and an explanation of the items in the report, if not self-explanatory.

0. Information on how the control panel modules connected to the various
‘ probes are labeled. The information on the panel should be directly comparable to the
equipment name, model/part/probe number which will be included in the committee’s list.
If necessary, a permanent label containing that information should be affixed to the panel.
13. Following documentation for the methods using tracer analysis:

Oa. Name and certification of the laboratory analyzing vapor samples.

Ob. Quality Assurénce Manual of the labbratory.

Oc. Method and amount of tracer injection.

Od. Vapor sample collection method and chain of custody records.

Oe. Third-party certification for capability of the test-method to detect leaks from -
. the ullage portion of the tank.

.
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